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Preface

This new publication on what are referred to as “severe” core melt accidents, which 
may occur in pressurised light-water reactors, is the result of one of the most compre-
hensive surveys ever conducted on this subject. The knowledge it contains is presented 
with a strong educational focus. I would like to take this opportunity to thank all those 
mentioned in the foreword who contributed to this vast project, with a special mention 
for its coordinator D. Jacquemain.

Although the project was not yet completed, considerable headway had already been 
made when the Fukushima Daiichi disaster struck. This was the world’s third severe acci-
dent and resulted in the destruction of three nuclear power reactors and the release of 
large quantities of radioactive material to the sea and atmosphere. It raised the question 
as to whether the project should be postponed to take into account feedback from these 
major events. It was however decided to complete the book as soon as possible as it would 
be several years before any detailed scientific information from the Fukushima Daiichi 
accident became available. Furthermore, the knowledge and models already available 
within IRSN on the phenomenology of this type of accident had enabled the Institute to 
carry out valuable real-time assessments of changes in the state of the reactors.

For more than thirty years, IRSN has been carrying out experimental studies on the 
phenomena that lead to reactor core melt and those induced by this type of event. 
Back in the 1960s when the first nuclear power reactors were designed, a core melt 
was considered impossible because of the design measures taken to prevent it, such as 
design margins and redundant safety systems to halt the chain reaction and remove the 
heat generated in the reactor core. Consequently, no measures were included in reactor 
design to mitigate the impact of this type of event. This approach had to be rethought 
following the accident at the Three Mile Island nuclear power plant in the United States 
in 1979. It was then necessary to determine how fuel could be damaged in a reactor core 
and, more especially to understand the melting process induced by a loss of cooling that 

http://www.irsn.fr/EN/Research/Research-organisation/Research-units/nuclear-safety-unit/Pages/Nuclear-Safety-Unit.aspx
http://www.irsn.fr/EN/publications/thematic-safety/fukushima/Pages/overview.aspx
http://www.irsn.fr/EN/publications/thematic-safety/fukushima/Pages/overview.aspx
http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx
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could ultimately lead to failure of the reactor coolant system – and the reactor vessel in 
particular. The next step was to grasp how chemical or radiolytic reactions could induce 
a significant release of hydrogen and many fission products exhibiting varying degrees 
of volatility and toxicity.

An experimental programme unlike any other in the world was then launched using 
Phebus, a reactor built by the CEA at Cadarache in the south of France. As part of the pro-
gramme, fuel melt tests were performed on a reduced scale, representative of the actual 
operating conditions in a pressurised water reactor. New knowledge was to emerge from 
this impressive programme, including some surprises that called into question certain 
theoretical predictions. Models aimed at simulating these extreme phenomena in a full-
scale reactor were then developed and incorporated in computer tools and validated 
during these tests.

As knowledge of severe accidents grew over the years, some countries took concrete 
steps to improve the safety of power reactors – whether existing or planned.

SARNET, an international network of experts and researchers led by IRSN from 
2004 to 2013, coordinated continuous improvement of knowledge and the standards 
of models used to simulate severe accident phenomena in various types of reactor. This 
collaboration is being continued as part of the European NUGENIA association. Fur-
ther experiments are needed, however, to reduce uncertainty on various phenomena 
with a significant impact on the consequences (especially for health) of a severe acci-
dent, although, based on data from the Phebus programme, such experiments are now 
designed as analytical tests, known as separate-effect tests. These are designed to tar-
get individual phenomena for which greater knowledge is required: what happens if an 
attempt is made to “reflood” a severely damaged, partially melted reactor core? What 
happens to the corium – the chemically and thermally aggressive mixture of fuel and 
molten metal – once it is released from the reactor core? Another question, of prime 
importance for radiation protection, concerns the behaviour of the different chemical 
species of radioactive iodine and ruthenium which are produced in large quantities inside 
the reactor containment, with varying degrees of volatility.

IRSN and its national and international research partners will continue to devote 
considerable resources in these areas over the coming years. For the past fifteen years, 
the Institute has never lost sight of the fact that severe accident research is vital. Unfor-
tunately, the accident at Fukushima proved it right. The knowledge already acquired, 
as well as that yet to come, should be used not only to go on improving existing reac-
tors wherever possible, but also to ensure that in the future, the nuclear industry at 
last develops reactors that no longer expose countries opting for nuclear energy to the 
risk of accidents, and the ensuing radioactive contamination of potentially large areas, 
that most human societies consider unacceptable. I hope that this publication helps to 
disseminate existing knowledge on this crucial topic as the new generation of nuclear 
engineers takes over from the old. I also hope it serves to illustrate how important it is 
to continue research and industrial innovation, without which no essential progress can 
be made in the field of nuclear safety.

Jacques Repussard
IRSN Director-General

http://www.irsn.fr/EN/Research/Research-organisation/Research-programmes/PHEBUS-PF/Pages/Severe-accident-research-programme-PHEBUS-FP-3455.aspx
http://www.irsn.fr/en/research/research-organisation/scientific-collaboration/sarnet/Pages/The-European-network-of-excellence-SARNET-on-severe-accidents-2490.aspx
http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Research/Research-organisation/Research-programmes/PHEBUS-PF/Pages/Severe-accident-research-programme-PHEBUS-FP-3455.aspx
http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/publications/thematic-safety/fukushima/Pages/overview.aspx
http://www.irsn.fr/EN/Fields_activity/Nuclear_Safety/Pages/nuclear-safety.aspx
http://www.irsn.fr/EN/Pages/home.aspx
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Foreword

This summary of knowledge on core melt accidents is a collective work written for 
the most part by authors from the Institut de Radioprotection et de Sûreté Nucléaire 
(French Institute for Radiological Protection and Nuclear Safety or IRSN). Some sec-
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CEA). Experts from both these organisations and from EDF, a French power utility, also 
took part in carefully proofreading various chapters. We would like to express our thanks 
to all those who contributed in one way or another to this publication.

Didier Jacquemain from IRSN, who was the project coordinator.

Contributions were made by the following authors:

 – Chapters 1, 2, 3 and 9: Didier Jacquemain;
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 – Chapter 5: Ahmed Bentaïb from IRSN (Section 5.2.2), Hervé Bonneville from 
IRSN (Section 5.1.4), Bernard Clément from IRSN (Section 5.5), Michel Cranga 
from IRSN (Sections 5.3, 5.4.2 and 5.4.3), Gérard Ducros from CEA (Section 5.5), 
Florian Fichot from IRSN (Sections 5.1.1, 5.1.2 and 5.4.1), Christophe Journeau 
from CEA (Section 5.4.3), Vincent Koundy from IRSN (Section 5.1.3), Daniel 
Magallon from CEA (Section 5.2.3), Renaud Meignen from IRSN (Sections 5.2.1 
and 5.2.3), Jean-Marie Seiler from CEA (Section 5.4.1) and Bruno Tourniaire from 
CEA (Sections 5.3 and 5.4.2);

 – Chapter 6: François Corenwinder, Denis Leteinturier, Frédérique Monroig, 
Georges Nahas and Frédérique Pichereau from IRSN;
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Chapter 1
Introduction

1.1. General objectives of the book
The operation of nuclear power reactors utilising nuclear fission involves risks of 

possible radioactive substance dispersion and human and environmental exposure to 
radiation. In order to mitigate these risks, the nuclear industry attaches the greatest 
importance to the safety of its facilities. The nuclear facilities are therefore designed, 
constructed and used in such a way as to prevent potential abnormal and emergency 
situations and limit their consequences. Furthermore, measures are taken to continuously 
improve the facilities’ level of safety by acting upon feedback on their design and 
operation, periodically reassessing their safety and integrating advances in scientific 
knowledge and the applicable techniques.

Despite all the measures taken, however, the possibility of an accident resulting 
in partial or complete melting of the nuclear fuel contained in the reactor core and, 
over the relatively long term, large quantities of radioactive substances being released 
into the environment cannot be excluded, as the Fukushima Daiichi accident in Japan in 
March 2011 has shown. Studying this type of accident, which is commonly classified as 
a “severe accident”, is an important element of the safety approach adopted for nuclear 
fission power reactors. It is done with the aim of setting up suitable measures to reduce 
the probability of such an accident and, should one nevertheless occur, to mitigate its 
impact upon populations and the environment. All stakeholders in the nuclear industry 
have conducted considerable research in France and worldwide with the aim of achie ving 
this objective and so improving the equipment and procedures of the reactors currently 
in operation.

http://www.irsn.fr/EN/publications/thematic-safety/fukushima/Pages/overview.aspx
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The objective of this book is to present the scientific aspects of core melt accidents, 
and notably the knowledge acquired through the research carried out over the course 
of the last thirty years in order to understand and model the physical phenomena that 
can occur in such an accident. It is intended for any reader wishing to obtain an overview 
of the knowledge acquired, any remaining gaps and uncertainties, and past and present 
research in the field of core melt accidents.

It therefore reviews the current state of knowledge and prospects regarding research 
in the field, little more than thirty years after the Three Mile Island (TMI) accident in the 
United States which resulted in the partial melting of the core but fortunately caused 
very minor radioactive releases, nearly four years after the Fukushima Daiichi accident 
which resulted in a core melt in three reactors and major radioactive releases, and dur-
ing the construction of the first third-generation pressurised water reactors (PWRs) in 
France; in the case of these reactors, core melt accidents are being addressed at the 
design stage.

The preliminary lessons learned from the Fukushima Daiichi accident do not seem to 
fundamentally challenge the existing state of knowledge regarding the phenomenology 
of core melt accidents or highlight new, hitherto unknown phenomena. Four years after 
the accident, however, the full sequence of events is still not exactly known. Feedback 
from the TMI accident, in which the damage to the reactor core could only be seen when 
the damaged reactor pressure vessel was opened around seven years after the accident, 
leads us to suppose that it will take several years to reconstruct the detailed scenario 
of the accident that caused the radioactive releases. As long as the cores of the three 
damaged reactors remain inaccessible, the available data will be too limited to allow the 
progression of the damage to be reconstructed. It therefore seems too early to present 
any lessons learned from the Fukushima accident regarding the phenomenology of 
nuclear core melt accidents at this stage1.

It should be noted that although the physical phenomena described in this book can 
occur in different models of French or foreign pressurised water reactors currently in 
operation or under study as well as widely in the boiling water reactors such as those at 
the Fukushima Daiichi site, this book focuses more specifically on the reactors currently 
in operation and under construction or planned in France: the second-generation 900, 
1300 and 1450 MWe pressurised water reactors and third-generation 1600 MWe Euro-
pean Pressurised Water Reactors (EPRs).

1. Following the Fukushima Daiichi accident, the consequences of external hazards such as flooding 
and earthquakes have been assessed in greater detail with a view to preventing and mitigating the 
effects of a core melt accident. In France, the Prime Minister asked the President of the French 
Nuclear Safety Authority (ASN) to conduct a safety audit of the French nuclear facilities in 2011, 
giving priority to the power reactors, regarding the following five points: the flooding risks, the 
seismic risks, the loss of electrical power, the loss of the heat sink, and the operational management 
of accident situations. ASN therefore asked the nuclear facility operators to conduct additional 
safety assessments on their facilities with the aim of learning the first lessons from the events that 
occurred at the Fukushima Daiichi nuclear power plant, firstly in order to assess the robustness of 
the French nuclear facilities in confronting severe external events, and secondly in order to reinforce 
the existing safety measures to increase their robustness.

http://www.irsn.fr/EN/publications/thematic-safety/fukushima/Pages/overview.aspx
http://www.irsn.fr/EN/publications/thematic-safety/fukushima/Pages/overview.aspx
http://www.irsn.fr/EN/publications/technical-publications/Documents/IRSN_Fukushima-1-year-later_2012-003.pdf
http://www.irsn.fr/EN/publications/thematic-safety/fukushima/Pages/overview.aspx
http://www.irsn.fr/EN/publications/thematic-safety/fukushima/Pages/overview.aspx
http://www.irsn.fr/EN/publications/thematic-safety/fukushima/Pages/overview.aspx
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1.2. Structure of the book
Following this introduction, which describes the structure of this book and highlights 

the objectives of R&D on core melt accidents, this book briefly presents the design and 
operating principles (Chapter 2) and safety principles (Chapter 3) of the reactors cur-
rently in operation in France, as well as the main accident scenarios envisaged and studied 
(Chapter 4). The objective of these chapters is not to provide exhaustive information 
on these subjects (the reader should refer to the general reference documents listed in 
the corresponding chapters), but instead to provide the information needed in order to 
understand, firstly, the general approach adopted in France for preventing and mitigat-
ing the consequences of core melt accidents and, secondly, the physical phenomena, 
studies and analyses described in Chapters 5 to 8.

Chapter 5 is devoted to describing the physical phenomena liable to occur during a 
core melt accident, in the reactor vessel and the reactor containment. It also presents 
the sequence of events and the methods for mitigating their impact. For each of the sub-
jects covered, a summary of the physical phenomena involved is followed by a descrip-
tion of the past, present and planned experiments designed to study these phenomena, 
along with their modelling, the validation of which is based on the test results. The chap-
ter then describes the computer codes that couple all of the models and provide the best 
current state of knowledge of the phenomena. Lastly, this knowledge is reviewed while 
taking into account the gaps and uncertainties, and the outlook for the future is pre-
sented, notably regarding experimental programmes and the development of modelling 
and numerical simulation tools.

Section 5.1 provides a detailed description of the sequence of events of a core 
melt accident in the reactor vessel; it discusses the core damage in the reactor vessel 
(Section 5.1.1), the behaviour of the corium2 at the bottom of the reactor vessel (Sec-
tion 5.1.2), the reactor vessel failure (Section 5.1.3) and high-pressure core melt (Sec-
tion 5.1.4). Section 5.2 concerns the phenomena that can result in an early3 failure in the 
containment, consisting of direct heating of the gases within the containment building 
(Section 5.2.1), the “hydrogen risk” (Section 5.2.2) and the “steam explosion” risk (Sec-
tion 5.2.3). Corium erosion of the concrete basemat of the containment building, which 
is one of the phenomena that can result in the containment failing later4, is discussed in 
Section 5.3. Section 5.4 focuses on the phenomenology of corium retention and cool-
ing, both within the reactor vessel by reflooding the reactor coolant system and outside 
it by reflooding the reactor pit (Section 5.4.1), as well as of the under-water cooling of 
the corium during the corium-concrete interaction (Section 5.4.2) and of corium spread 
(Section 5.4.3). Section 5.5 discusses the release and transport of the fission products 
(FPs). It covers the release of FPs both within the vessel (Section 5.5.2) and outside the 
vessel (Section 5.5.4), the transport of FPs within the primary and secondary coolant 

2. The mixture of melt materials resulting from the degradation of the structures comprising the reac-
tor core (the fuel rods, control rods, spacer grids and plates within the core).

3. The word “early” means within such a very short time that it is not possible to set up measures to 
limit the spread of the radioactivity in the environment and its potential consequences upon the 
populations.

4. “Later” is used as the opposite of “early”.
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systems (Section 5.5.3), the behaviour of the aerosols (Section 5.5.5) and the chemistry 
of the FPs (Section 5.5.6) within the containment building.

Chapter 6 focuses on the behaviour of the containment enclosures during a core 
melt accident. After summarising the potential leakage paths of radioactive substances 
through the different containments in the case of the accidents chosen in the design 
phase, it presents the studies of the mechanical behaviour of the different containments 
under the loadings that can result from the hazards linked with the phenomena described 
in Chapter 5. Chapter 6 also discusses the risks of containment building bypass5 in a core 
melt accident situation.

Chapter 7 presents the lessons learned regarding the phenomenology of core melt 
accidents and the improvement of nuclear reactor safety from:

 – the Three Mile Island accident that occurred on 28 March 1979 in the United States;

 – the Chernobyl accident that occurred on 26 April 1986 in the Soviet Union’s 
Ukrainian territory;

 – the integral simulation testing of core melt accidents in the Phebus FP interna-
tional research programme, which took place between 1993 and 2004.

For the reasons stated above (Section 1.1), it is too early to draw detailed lessons 
from the core melt accidents during the Fukushima Daiichi accident; as a result, this book 
does not contain a specific section on this accident. Further information on this accident 
is contained in the public report listed as reference document [1], which describes the 
initial analyses of the accident and its consequences one year after the accident.

Lastly, Chapter 8 presents a review of development and validation efforts regard-
ing the main computer codes dealing with “severe accidents”, which draw on and build 
upon the knowledge mainly acquired through the research programmes: ASTEC, which 
is jointly developed by IRSN and its German counterpart, GRS (Gesellschaft fűr Anla-
gen- und Reaktorsicherheit), MAAP-4, which is developed by FAI (Fauske & Associates, 
Inc.) in the United States and used by EDF and by utilities in many other countries, and 
MELCOR, which is developed by SNL (Sandia National Laboratories) in the United States 
for the US Nuclear Regulatory Commission (US NRC).

1.3. Objectives and approach of R&D on core 
melt accidents

1.3.1. Objectives

Analysis of the feedback, which includes an analysis of the incidents and, therefore, 
of the accidents, must be supplemented by research on safety notably relating to core 
melt accidents, as this is essential in maintaining and improving the safety of the nuclear 
reactors currently in operation.

5. An accident in which the containment building is bypassed can result in the direct release of radioac-
tive products into the environment.

http://www.irsn.fr/EN/publications/thematic-safety/chernobyl/Pages/overview.aspx
http://www.irsn.fr/EN/Research/Research-organisation/Research-programmes/PHEBUS-PF/Pages/Severe-accident-research-programme-PHEBUS-FP-3455.aspx
http://www.irsn.fr/EN/publications/thematic-safety/fukushima/Pages/overview.aspx
http://www.irsn.fr/EN/Pages/home.aspx
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Research and studies of core melt accidents will undoubtedly not only provide a bet-
ter understanding of the conditions under which the accidents occur as well as their 
sequence of events, but also improve our knowledge of their phenomenology with the 
aim of developing measures to stop them progressing and limit their effects. The results 
of this research can therefore be used to develop, on the basis of existing experience 
and knowledge, simulation tools and models that can predict the accidents’ sequence of 
events and consequences, as these tools are used in the nuclear facilities’ safety studies.

The knowledge acquired as a result of this research can also help to develop new 
concepts for improving safety and thereby reduce the risks and consequences of core 
melt accidents. This research includes that relating to the “core catcher” developed for 
the EPR with the aim of limiting the consequences of a core melt accident, which are 
described in Section 5.4.3.

1.3.2. International R&D

Even before the Three Mile Island accident, which occurred in 1979 in the United 
States (Section 7.1), probabilistic safety assessments were performed on core melt acci-
dents that occurred in the United States, with the aim of assessing the risks of radioac-
tive releases into the environment and the consequences of these releases upon the 
populations [2]. At the time, these studies were widely considered to be theoretical.

More advanced research programmes on core melt accidents began at the beginning 
of the 1980s, following the awareness caused by the Three Mile Island accident, which 
clearly demonstrated that a nuclear reactor core melt accident was possible. Most of 
the countries using nuclear reactors (United States, Finland, France, Japan, Germany, 
Belgium, Canada, South Korea, United Kingdom, Netherlands, Switzerland, Sweden, 
Russia as well as some central Europe and eastern European countries [Hungary, Czech 
Republic, Slovakia, Slovenia, Lithuania and Ukraine]) have conducted research pro-
grammes in the field of core melt accidents. The Chernobyl accident, which occurred 
in 1986 in the Ukraine (Section 7.2), has merely underlined the need to continue and 
extend the research in this field. In general, each of these countries has focused on one 
or more particular aspects of the issue, as the field is too vast to allow the investigation 
of all phenomena in any one national programme.

The United States was the first country to conduct major research in the field. The 
research programmes were directed by the US NRC and based on national laboratories 
including the Electric Power Research Institute (EPRI), SNL and the Oak Ridge National 
Laboratory (ORNL) [3].

In France, the first major research programmes on core melt accidents began at the 
beginning of the 1980s and include the Phebus CSD (severely degraded fuel) programme. 
Bearing in mind the number of its nuclear power plants, France, like the United States, 
has developed national or international programmes on almost all subjects relating to 
core melt accidents. This research is primarily conducted by IRSN, CEA, EDF and AREVA. 
All these entities either develop or help to develop simulation software and have facili-
ties in which they conduct testing.

http://www.irsn.fr/EN/publications/thematic-safety/chernobyl/Pages/overview.aspx
http://www.irsn.fr/EN/Research/Research-organisation/Research-programmes/PHEBUS-PF/Pages/Severe-accident-research-programme-PHEBUS-FP-3455.aspx
http://www.irsn.fr/EN/Pages/home.aspx
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Extensive research has been carried out in the field of core melt accidents, involving 
very considerable human and financial resources as a result of their great complexity, 
as well as collaboration between nuclear stakeholders, industry groups, research centres 
and safety authorities, at both the national and the international levels. In France, IRSN, 
CEA, EDF and AREVA have conducted joint programmes on many subjects and participate 
in international programmes, including those supported by the European Commission 
through its Framework Programmes for Research and Development and those conducted 
under the auspices of the OECD. In particular, IRSN has jointly conducted the Phebus FP 
integral test programme with CEA from the end of the 1980s onwards, thereby structuring 
international research efforts regarding core melt accidents (Section 7.3).

As part of the Sixth Framework Programme, a Network of Excellence called SARNET 
(Severe Accident Research NETwork of excellence) was set up to optimise the use of the 
available resources and increase the knowledge acquired in Europe regarding core melt 
accidents, coordinated by IRSN. Between 2004 and 2008, SARNET consisted of around 
fifty organisations belonging to 19 European Union countries as well as Switzerland. As 
well as increasing the scientific knowledge acquired regarding core melt accidents, it 
has also defined new research programmes and set up the resources needed to ensure 
the sustainability of the knowledge gained and to transfer the knowledge on a wider 
level. In 2008, operation of the SARNET network ensured the consistency of the cur-
rent state of knowledge and of the main remaining uncertainties regarding core melt 
accidents. As a result, the highest-priority areas for improvement have been identified 
and new research programmes proposed in order to fill in the remaining gaps [4]. The 
activities of the network, which include the new proposed subjects of research, have 
continued as part of the Seventh Framework Programme, as the network has now been 
joined by the US NRC, Canadian Nuclear Laboratories (CNL, formerly AECL) and two 
South Korean organisations (KINS and KAERI). This book benefits from the scientific 
consensus reached in this field [4].

Many international collaborative projects have also been set up with the help of 
the OECD. The work of the OECD Nuclear Energy Agency Committee for the Safety of 
Nuclear Installations (CSNI) encourages the kick-off and implementation of research 
programmes intended to reach a consensus regarding scientific and technical issues of 
joint interest, notably in the field of core melt accidents [5]. Their subjects are chosen as 
part of its working groups, which identify questions that have not been fully resolved as 
well as programmes or facilities that could be the subject of international collaborative 
projects (for example, see reference [6]). Since the OECD does not have its own budget 
for this type of action, it relies on contributions from participants.

In the field of simulation tools, CSNI has formed expert working groups with the 
aim of setting up validation matrices; it also organises International Standard Problems 
(ISPs), which compare the experimental results obtained by teams using different com-
puter software for a given problem, improving the software concerned as a result [7]. 
Lastly, State-of-the-Art Reports (SOARs) are produced on subjects of joint interest, such 
as hydrogen distribution, hydrogen combustion and aerosol behaviour. These SOARs 
provide the widest possible view of a given problem by reviewing current knowledge and 
the remaining uncertainties, and may recommend areas for further research [5].

http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Research/Research-organisation/Research-programmes/PHEBUS-PF/Pages/Severe-accident-research-programme-PHEBUS-FP-3455.aspx
http://www.irsn.fr/en/research/research-organisation/scientific-collaboration/sarnet/Pages/The-European-network-of-excellence-SARNET-on-severe-accidents-2490.aspx
http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/en/research/research-organisation/scientific-collaboration/sarnet/Pages/The-European-network-of-excellence-SARNET-on-severe-accidents-2490.aspx
http://www.irsn.fr/en/research/research-organisation/scientific-collaboration/sarnet/Pages/The-European-network-of-excellence-SARNET-on-severe-accidents-2490.aspx
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1.3.3. Approach

The objective of core melt accident research is to produce and collect scientific infor-
mation that enables us to improve our understanding and description of the physical 
phenomena that take place when such an accident occurs. The characteristics of these 
physical phenomena are generally rarely experienced and studied outside the nuclear 
field. They involve specific materials whose chemistry and interactions are complex and 
must be studied under extreme temperature — and sometimes, radioactivity — condi-
tions. In addition, the physics of core melt accidents combine the disciplines of energy 
with those of material physics, as well as those of aerosol physics and of fission product 
physics and chemistry. Couplings between elementary phenomena involving different 
technical or scientific disciplines must also be taken into account. These special charac-
teristics complicate both the experimental approach and the theoretical approach.

The experimental approach is further complicated by a particular difficulty: accu-
rately reproducing all or part of an accident transient can rarely be envisaged, both for 
questions of scale as well as for various technological reasons including the radioactivity 
of the materials involved, which can only be used experimentally in small quantities. 
As it is impossible to perform full-scale testing in this field and reproduce all accident 
situations, elementary tests (so-called “analytical” experiments) aimed at providing 
a detailed understanding of the elementary phenomena contributing to the situation 
under study must be conducted instead, and more general tests must be performed to 
confirm that nothing has been forgotten, considering the many interactions between 
the different physical phenomena. All this must be done at scales that are compatible 
with the facilities’ technical and economic capacities while also maintaining the highest 
possible level of representativeness, allowing the acquired knowledge to be extrapo-
lated to the full-scale power reactor — often using qualified models.

These characteristics lead us to choose a research approach that combines the 
following:

 – analytical experiments that study the elementary phenomena while limiting the 
effects of other phenomena as much as possible within a range of parameters 
that is representative of can be expected in a core melt accident; the obtained 
results can be used to develop and qualify the models and determine the 
associated uncertainties;

 – the assembly and coupling of all elementary models within computer codes with 
predictive capabilities;

 – more global experiments intended to simulate as accurately as possible the 
situations that can be met in a power reactor in an actual accident scenario. 
These global experiments are used to validate the calculation tools in order to 
ensure that no important phenomena have been forgotten and the coupling 
of the phenomena has been modelled correctly. If any unexpected behaviour 
is noticed, the modelling is reviewed or a new campaign of analytical experi-
ments may even be run. Due to their complexity and their generally high cost, 
few global tests are performed. As each of the tests involves a set of coupled 
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phenomena, the results are often difficult to interpret. The Phebus FP pro-
gramme is a notable example of this type of testing, and its lessons are pre-
sented in Section 7.3 of this book.

The computer codes contain the knowledge produced by analysing the experimental 
data. The transposition of the experimental results to the power reactors is therefore 
based on these codes. Considering the importance of these computer codes, it is essen-
tial to assess their ability to correctly describe the accident. This explains the importance 
attached to physically qualifying the computer codes.

All of the experimental data used (analytical experiments and global experiments) 
form the experimental basis of the physical qualification of the computer code. Despite 
the degree of sophistication presently achieved by the computer codes developed in 
the field of core melt accidents (Chapter 8), these computer tools all still suffer from 
many uncertainties that must be carefully considered when used in safety studies. These 
uncertainties are of two main types:

 – those resulting from the simplification of the physical models introduced in the 
calculation software, the representativeness limits of the software experimental 
qualification base and the lack of precision in the numerical resolution schemes;

 – those resulting from the simplification introduced in the simulation tools used to 
describe an actual facility.

This somewhat theoretical description should enable the reader to form an idea of 
how core melt accident research operates. The approach described here will be illus-
trated in Chapter 5 of this book for each of the phenomena involved.
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Chapter 2
Design and Operation of 

a Pressurised Water Reactor

2.1. General information about reactor operation
The nuclei of some isotopes contained in nuclear fuel, such as 235U and 239Pu, can split 

up (fission) into two1 smaller fragments called “fission products”. These fragments have 
large amounts of kinetic energy that is mainly released as kinetic thermal energy in the 
surrounding fuel material. This release of energy is used to generate electricity in power 
reactors. Fission into two fragments can either be induced by neutrons (induced fission) 
or occur spontaneously in the case of heavy isotopes (spontaneous fission). Fission is 
accompanied by the release of two to three neutrons. Some of these neutrons may in 
turn initiate other fissions (the principle behind a nuclear chain reaction), be absorbed 
into the fuel without initiating any nuclear fission, or escape from the fuel.

Neutrons produced by fission from the neutrons of one generation form the neu-
trons of the next generation. The effective neutron multiplication factor, k, is the aver-
age number of neutrons from one fission that cause another fission. The value of k 
determines how a nuclear chain reaction proceeds:

 – where k < 1, the system is said to be “subcritical”. The system cannot sustain a 
chain reaction and ends up dying out;

1. In about 0.4%-0.6% of cases the fission can be into three fission products, this is termed “ternary 
fission”.



12 Nuclear Power Reactor Core Melt Accidents

 – where k = 1, the system is “critical”, i.e., as many neutrons are generated as are lost. 
The reaction is just maintained. This situation leads to a constant power level;

 – where k > 1, the system is “supercritical”. For every fission there will be an average 
of k fissions in the next generation. The result is that the number of fissions 
increases exponentially.

There are in fact two types of supercritical situation: prompt supercriticality and 
delayed supercriticality. Nearly all fission neutrons are immediately emitted (for 
example, 99.3% of neutrons are released as 10–7 s for 235U); these neutrons are called 
“prompt neutrons”. However, a small fraction of fission products are de-excited by 
beta decay (b decay) and subsequently emit what are termed “delayed neutrons”. 
b decay occurs any time from a few tenths of a second to several tens of seconds after 
the fission event. The fraction of delayed neutrons is typically less than 1% of all the 
neutrons generated at any time in a chain reaction. During the interval between k =1 
and k = 1/(1 – b) ≈ 1 + b, supercriticality is referred to as “delayed”; when k > 1/1(1 – b) 
≈ 1 + b, supercriticality is referred to as “prompt”. The value of the fraction of delayed 
neutrons representing the interval between delayed and prompt supercriticality is 
defined as a “dollar” and depends on the isotope.

To produce energy, nuclear reactors operate in the region of delayed supercriticality 
for it is in this region that, thanks to the presence of delayed neutrons, changes in reac-
tion rates occur much more slowly than with prompt neutrons alone. Without delayed 
neutrons, these changes would occur at speeds much too fast for neutron-absorbing 
systems to control.

The order of magnitude commonly used to express system departure from criticality 
is known as “reactivity” r, r = 1 – 1/k. Positive r values correspond to supercritical states 
and negative values correspond to subcritical states.

Chain reactions in nuclear reactors must be controlled, i.e., zero or negative reactivity 
must be maintained with the aid of neutron-absorbing elements. In pressurised water reac-
tors, these elements are either placed inside mobile devices called control rods (containing 
chemical elements such as cadmium and boron) or dissolved in the cooling water (boron).

In some low-probability accidents, the reactivity of the reactor may reach high posi-
tive values that cause the chain reaction to become supercritical. If the measures taken 
are insufficient to bring the reactor back to a safe condition, such accidents could lead 
to an uncontrollable power increase that could result in severe reactor damage like that 
which occurred during the Chernobyl accident (Section 7.2).

The reactivity of a reactor is affected primarily by the temperature of both the 
fuel and the coolant and by the coolant void fraction. The influence of each of these 
parameters is characterised by a reactivity coefficient, which is the derivative of the 
reactivity with respect to the parameter considered. In the case of fuel, an increase in 
power results in an increase in fuel temperature and an increase in neutron capture by 
238U. The reactivity coefficient, called the temperature coefficient or the Doppler coef-
ficient, is therefore negative. In the case of coolant, the reactivity coefficient is related 

http://www.irsn.fr/EN/publications/thematic-safety/chernobyl/Pages/overview.aspx
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to changes in the coolant density (temperature coefficient) or void fraction (void coef-
ficient). These coefficients are negative in pressurised water reactors2 to ensure reactor 
stability and limit the maximum power that could be reached during an accident.

Some fission products formed are radioactive. This radioactivity results in, even 
after the chain reaction stops, energy being released in the form of heat (called “decay 
heat”). This heat decreases over time and, one hour after reactor shutdown, amounts to 
approx. 1.5% of its level during operation3.

The energy released by fissions and fission products must be continuously removed to 
avoid an excessive rise in reactor temperature. In pressurised water reactors, this energy 
is removed during normal conditions by three successive loops whose main purpose is to 
prevent the radioactive water exiting the core from leaving the plant (Figure 2.3):

 – the first loop is the reactor coolant system (RCS). It cools the core by circulating 
water at an average temperature of around 300 °C and a pressure of 155 bar;

 – the secondary loop extracts the heat from the RCS by means of steam genera-
tors, which supply steam to the turbine generator to produce electricity;

 – the tertiary system consists of a condenser and rejects the remaining heat to a 
river or the sea or to the atmosphere by means of cooling towers.

This brief description of the operation of a nuclear reactor identifies the basic safety 
functions that must be ensured at all times:

 – reactivity control;

 – heat removal;

 – containment of fission products and, more generally, radioactivity (some activa-
tion products in the RCS4 are also radioactive).

2.2. The pressurised water reactors in France’s nuclear 
power plant fleet

Various types of nuclear reactor are used to generate electricity in France. They use 
different fissile materials (natural uranium, uranium enriched in uranium-235, pluto-
nium, etc.) and different neutron moderators (graphite, water, heavy water, etc.)5. They 

2. Water is used as the moderator in pressurised-water reactors. It decelerates neutrons produced by 
fission (these neutrons lose their kinetic energy by colliding with the nuclei of the water’s hydrogen 
atoms) and increases fission product yields. As the temperature inside the reactor core increases, 
the water expands. This reduces the water’s ability to slow down neutrons and results in fewer fis-
sion reactions. The temperature coefficient of the water is thus negative.

3. One hour after reactor shutdown, a 900 MWe reactor generates 40 MW of heat and a 1300 MWe 
reactor generates 58 MW of heat. One day after shutdown, this heat output drops to 16 MW for a 
900 MWe reactor and 24 MW for a 1300 MWe reactor.

4. Radioactive substances may be formed under irradiation by activation of the metal components in 
the RCS and be entrained into the reactor coolant by corrosion mechanisms.

5. The moderator reduces the velocity of the neutrons, thereby increasing their likelihood of producing 
a fission reaction.
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are also characterised by the type of coolant (ordinary water in liquid or vapour form, 
heavy water, gas, sodium, etc.) used to remove heat from the core (where fission reac-
tions occur) and transfer it either to the loops supplying the turbine generators or to the 
turbine generators directly.

The nuclear power plants currently in operation in France use enriched uranium in 
oxide form that may be mixed with plutonium oxide recovered from the reprocessing of 
spent fuel. They use ordinary water as the heat-transfer fluid. This water is maintained 
under high pressure (155 bar) so that it remains in liquid form at its operating tempera-
ture (300 °C). They are known as pressurise water reactors (PWRs) and belong to what 
is commonly known as the second generation of nuclear power reactors6.

A distinctive feature of France’s reactor fleet is its standardisation. The technical 
similarity of many of the country’s reactors justifies the generic overview given in this 
chapter. The 19 nuclear power plants in operation in France have two to six PWRs, giving 
a total of 58 reactors. This reactor fleet consists of three series: the 900 MWe series, the 
1300 MWe series, and the 1450 MWe (or N4) series (Figure 2.1).

The thirty-four 900 MWe reactors are split into two main types:

 – CP0, which consists of the two reactors at Fessenheim and the four reactors at 
Bugey;

 – CPY (consisting of types CP1 and CP2), which encompasses the 28 other reactors 
(four reactors at Blayais, four at Dampierre, six at Gravelines, four at Tricastin, 
four at Chinon, four at Cruas-Meysse and two at Saint-Laurent-des-Eaux).

The twenty 1300 MWe reactors are split into two main types:

 – the P4, which consists of eight reactors: two at Flamanville, four at Paluel and 
two at Saint-Alban;

 – the P’4, which consists of 12 reactors: two at Belleville-sur-Loire, four at Cat-
tenom, two at Golfech, two at Nogent-sur-Seine and two at Penly.

Lastly, the N4 series consists of four 1450 MWe reactors: two at the Chooz nuclear 
power plant and two at the Civaux nuclear power plant.

Despite the deliberate standardisation of France’s fleet of nuclear power reactors, 
technological innovations have been introduced during the design and construction of 
each plant. The creation of France’s fleet occurred in four main stages:

 – the CP0 900 MWe “preproduction” series was brought into operation between 
1977 and 1979;

 – the CPY 900 MWe series was brought into operation between 1980 and 1987;

6. Reactors built before the 1970s make up the first generation. The Generation-I reactors in France 
were graphite moderated, cooled by carbon dioxide, and fuelled with natural uranium metal. They 
were a type of gas-cooled reactor (GCR).
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 – the P4 and P’4 1300 MWe series were brought into operation between 1984 and 
1993;

 – the 1450 MWe (or N4) series was brought into operation between 2000 and 2002.

The CPY reactors benefited from the feedback obtained from the design studies, 
construction and operation of the CP0 reactors. Unlike the design studies for the CP0 
series, which were conducted separately for each site, the design studies for the CPY series 
were conducted for all the sites. As a result, the CPY series differs from the CP0 series in 
terms of building design (in particular, the containment building was modified to facilitate 
operations), siting of the engineered safety systems (which were modified to increase the 
independence of the systems’ trains and increase their reliability) and more flexible reac-
tor control (particularly via the use of control rods and the addition of control rods with 
less neutron-absorbing capacities7). In the case of the CP2 reactors, the orientation of the 

7. The control-rod clusters are made up of 24 rods. There are two types of control-rod cluster, “black” 
and “grey”. Black clusters have 24 neutron-absorbing rods (consisting of a silver, indium and cad-
mium alloy (Ag-In-Cd) or boron carbide [B4C]). Grey clusters consist of rods made of materials with 
varying degrees of absorbency (e.g., only eight Ag-In-Cd or B4C absorbing rods and 18 rods made of 
steel, which is more transparent to neutrons). Moving these clusters at different rates in the core 
makes it possible to optimise the spatial power distribution, control changes in reactor power and 
adjust the mean temperature of the reactor coolant.

Figure 2.1. Construction periods and distribution of the three series of 900, 1300 and 1450 MWe power 
reactors in operation in France in 2015.
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control room was shifted by 90 degrees to prevent projectiles generated by rupture of the 
turbine generator from damaging the reactor containment vessel (Figure 2.2).

The 1300 MWe reactors differ from the 900 MWe reactors in terms of the design of 
their core, loops and reactor protection system as well as their buildings. The increase 

Figure 2.2. Schematic plant layout showing the buildings of the different reactor series in operation in 
France.
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in power was achieved by increasing the size of the reactor. In order to remove the 
increased heat (from 900 to 1300 MWe), the cooling capacity of the RCS was increased 
by the installation of an additional cooling loop (thus changing the number of loops from 
three for the 900 MWe reactors to four for the 1300 MWe reactors) (Figure 2.3). The 
components of each RCS are also larger than those of the preceding series. In terms of 
the locations of the buildings, the new series are single-unit plants, whereas the preced-
ing series were dual-unit plants (Figure 2.2). The engineered safety systems and auxiliary 
systems are located in buildings specific to each unit so as to improve the safety of their 
operation. In addition, each containment vessel has a double concrete wall (an inner wall 
of prestressed concrete and an outer wall of reinforced concrete) instead of the single 
wall of steel-lined prestressed concrete on the 900 MWe reactors. New microprocessor-
based instrumentation and control technologies using programmable memory are used. 
The P’4 series differs from the P4 series in that the installation of the buildings and struc-
tures was optimised with the primary goal of reducing costs. The result is a denser plant 
layout and smaller buildings and structures.

Lastly, the main differences between the 1450 MWe reactors and those of the pre-
ceding series are the larger reactor core, smaller steam generators (SG) that delivery 
steam at higher pressure, the design of the reactor coolant pump (higher flow rate) and 
the computerised control system.

The next generation of reactor that EDF is planning to put into service in France will 
consist of a design known as the European Pressurised Water Reactor, or EPR). A reactor 
with a power output of around 1600 MWe is currently under construction at EDF’s Fla-
manville site, on France’s Cotentin Peninsula on the English Channel. These new PWRs 
incorporate evolutionary improvements over earlier designs. They therefore benefit 
from extensive operating experience feedback from the current fleet and meet more 
stringent safety objectives. They also benefit research findings, particularly regarding 
core melt accidents, which were factored in right from the design phase. Their main dif-
ferences with the Generation-II PWRs are the design of the loops, the reactor protection 
system and the site buildings (particularly the containment), which offer a higher degree 
of protection in the event of an accident.

The design of the RCS and the main components and the configuration of the loops 
are quite similar to those of the N4 series. The main evolutionary improvements are as 
follows:

 – increase in the volumes of primary and secondary water (particularly in the steam 
generators) to increase the thermal inertia of the reactor;

 – organisation of the engineered safety systems and the support systems (safety 
injection system [SIS], steam generator emergency feedwater system [EFWS], 
component cooling-water system [CCWS], essential service-water system 
[ESWS], emergency power supplies [EPS]) into four independent trains located in 
physically separate rooms. This physical separation ensures that the engineered 
safety systems remain available in the event of an internal or external hazard 
(e.g., fire, earthquake or flood).
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Regarding the containment, in addition to the reinforcement of its structure (more 
specifically the outer concrete wall, see Section 2.3.2.3), the following changes have 
been made in relation to those of the N4 series:

 – placement of the borated-water storage tank inside the containment, hence the 
name “in-containment refuelling water storage tank” (IRWST). The IRWST feeds 
the safety injection system and the containment heat-removal system (CHRS);

 – installation of a system for containing and cooling molten corium inside a special 
compartment in the event of a vessel melt-through during a core melt accident. 
The purpose of this system is to provide long-term protection of the basemat 
from erosion should such an accident occur;

 – installation of a steel liner on the inner wall of the double-wall containment.

Another notable difference with the N4 series is that more rooms are protected by 
the reinforced-concrete outer wall (airplane crash [APC] shell). In addition to the reactor 
building, the fuel building and two of the rooms housing the engineered safety systems 
are covered by the outer concrete wall.

The layout of the buildings (Figure 2.2) was changed so that the four independent 
trains of the engineered safety systems and support systems could be housed in sepa-
rate rooms and thus prevent leaks being released directly into the environment from the 
containment. All the containment penetrations lead into buildings located around the 
reactor building and equipped with ventilation and filtration systems.

To provide the reader with the information needed to understand the concepts pre-
sented in this document, the rest of this chapter provides a relatively generic, summary 
overview of the main components of the reactors in operation in France and of how 
these reactors function under normal and accident conditions. The specific features of 
the EPR are described whenever they relate to core melt accidents.

2.3. Description of a pressurised water reactor and 
its main loops

2.3.1. Facility overview

Each reactor comprises a nuclear island, a turbine island, water intake and discharge 
structures and, in some cases, a cooling tower (Figures 2.2 and 2.3).

The main parts of the nuclear island are:

 – the reactor building (RB), which contains the reactor and all the pressurised cool-
ant loops as well as part of the loops and systems required for reactor operation 
and safety (Figures 2.3, 2.6 and 2.7);

 – the fuel building (FB), which houses the facilities for storing and handling new 
fuel (pending its loading into the reactor) and spent fuel (pending its transfer 
to reprocessing plants). The fuel building also contains the equipment in the 
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fuel pool cooling and purification system (FPCPS) and, for units in operation, 
the equipment in the steam generator emergency feedwater system (EFWS). 
The EPR itself has four independent steam generator emergency feedwater 
trains. Each train is located in one of the four divisions of the safeguard auxil-
iary building;

 – a safeguard auxiliary building (SAB) with electrical equipment rooms. The main 
engineered safety systems are located in the SAB’s bottom half and the electri-
cal equipment rooms are located in its top half. These two halves do not com-
municate with each other. The rooms in the SAB contain equipment, particularly 
that of the safety injection system (SIS), the containment spray system (CSS), the 
component cooling water system (CCWS) and ventilation equipment. The electri-
cal equipment rooms contain all the means for controlling the unit (the control 
room and operations facilities, electric power supplies, and the instrumentation 
and control [I&C] system). Note that, in the case of the 900 MWe series, there 
is only one SAB with electrical equipment rooms for two adjoining units. In the 
case of the 1300 MWe and N4 series, there is only one building per unit. The EPR 
has four independent engineered safety systems. Each is located, with its support 
systems, in a room that is physically separate from the others. These rooms are 
known as the “divisions” of the SAB. Divisions 2 and 3 of the SAB are protected 
by the reinforced-concrete outer wall. The control room is located in division 3 of 
the SAB;

 – a nuclear auxiliary building (NAB) housing the auxiliary systems required for nor-
mal reactor operation. This building houses the equipment of the chemical and 
volume control system (CVCS), the gaseous waste processing system, the reactor 
coolant effluent processing system and the boron recycle system;

 – two geographically separate buildings, each housing a diesel generator (emer-
gency power supply). In the case of the EPR, the offsite emergency power supplies 
consist of two sets of four diesel generators (each set being housed in its own 
building) and two station blackout (SBO) generators;

 – an operations building.

The turbine-island equipment converts the steam generated by the nuclear island 
into electricity and supplies this electricity to the transmission system. The main parts 
of the turbine island are:

 – the turbine hall, which houses the turbine generator (it receives the steam gen-
erated by the nuclear island and converts it into electricity) and its auxiliary 
systems;

 – a pump house to cool the facility under normal operating conditions and provide 
emergency cooling with the related hydraulic structures;

 – a cooling tower in the case of closed-loop cooling.

Some of these items of equipment contribute to reactor safety. The secondary loops 
are the interface between the nuclear island and the turbine island.
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2.3.2. Description of the main components of a PWR

2.3.2.1. Reactor core

The reactor core is made up of fuel assemblies (Figure 2.4). Each assembly consists 
of 264 fuel rods (Figure 2.4, left), 24 tubes to contain the rods of a control rod cluster 
and a guide tube. All are arranged in a 17 × 17 square lattice (Figure 2.4, right). The fuel 
rods are made up of zirconium alloy tubes also known as “cladding” (zirconium has low 
neutron-absorbing properties and good corrosion resistance). Zircaloy, which contains 
98% zirconium, is the alloy most frequently used in France’s PWRs. The cladding, which 
is 0.6 mm thick and 9.5 mm in diameter, is held in place by Zircaloy grids. Pellets made 
of uranium dioxide (UO2) or a mixture of uranium and plutonium oxides ((U,Pu)O2, com-
monly referred to as MOX fuel) and measuring 8.2 mm in diameter are stacked inside 
the rods. These pellets make up the nuclear fuel. The level of 235U enrichment varies 

Figure 2.4. Diagram of a fuel rod (left) and of the main components of a fuel assembly (right).
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between 3% and 4.5% depending on the method of fuel management8. The fuel assem-
blies are similar for all the series. Only their lengths change. One-third to one-fourth of 
the fuel is replenished once every 12 to 18 months during reactor outages.

The main characteristics of the fuel and the core are given for each series in Table 2.1.

Table 2.1. Characteristics of the cores of each series.

Series 900 MWe 1300 MWe 1450 MWe EPR

Number of fuel assemblies 157 193 205 241

Total height of the fuel pellets in 
each assembly rod (m)

3.66 4.27 4.27 4.20

Number of control rod clusters
Absorbing material

57
Ag-In-Cd

65
Ag-In-Cd + B4C

73
Ag-In-Cd + B4C

89
Ag-In-Cd + B4C

Mass of enriched uranium (t) 72.5 104 110.5 144.2

The core is located inside a vessel made of 16MND5 low-carbon steel fitted with 
an upper head that is removed for refuelling purposes (Figure 2.5). Inside the vessel are 

8. During reactor operation, the amount of fissile material in the fuel diminishes, requiring the spent 
fuel rods to be replaced by new assemblies. The method of managing this replacement depends on 
the initial enrichment of fissile material within the fuel.

Figure 2.5. Cutaway of the PWR vessel at Fessenheim.
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metal structures (known as internals) that can be completely removed to facilitate peri-
odic inspections:

 – the lower structures support the core;

 – the side structures (core barrel) separate the cold fluid entering the vessel from 
the hot fluid exiting the core;

 – the upper structures are made up of the control rod guide tubes.

The dimensions of the vessels of each series are given in Table 2.2.

Table 2.2. Dimensions of the vessels of each series.

Series 900 MWe 1300 MWe 1450 MWe EPR

Inside diameter (m) 4.00 4.39 4.486 4.885

Height (m) 12.3 13.6 13.645 13.105

Cladding thickness at core level (m) 0.20 0.22 0.225 0.25

2.3.2.2. Reactor coolant system and secondary loops

The reactor coolant system (RCS) carries heat away from the reactor core by circu-
lating pressurised water (known as reactor coolant) through the heat transport loops 
(there are three for a 900 MWe reactor, four for a 1300 MWe reactor, a 1450 MWe reac-
tor or an EPR). Each loop is connected to the reactor vessel, which contains the core, and 
is equipped with a reactor coolant pump (RCP). This pump circulates the coolant heated 
through contact with the fuel elements to heat exchangers, called steam generators, 
where the coolant transfers its heat to the secondary loops and flows back to the reac-
tor (Figures 2.3 and 2.6). The RCPs are fitted with seals that are continuously cooled by 
pressurised water to prevent reactor coolant from leaking outside the RCS.

The steam generators are evaporators composed of a bundle of U-tubes and a sec-
ondary side with integral moisture-separation equipment. The reactor coolant enters 
the inverted U-tubes and heats the secondary-side water, which flows in through a 
nozzle located above the tube bundle. The steam generated rises through the moisture 
separators and exits through the top of the steam generator.

A tank, called a pressuriser, allows the coolant to expand and maintains the RCS 
pressure at 155 bar so that the coolant (heated to over 300 °C) remains in liquid form. 
The reactors in operation have three letdown lines, each of which has an isolation valve 
and a safety valve. In particular, these valves enable emergency blowdown of the RCS to 
prevent high-pressure core melt.

The upper section of the EPR pressuriser has three letdown lines, each of which has a 
pilot valve fitted with a position sensor. The EPR also has an emergency RCS blowdown 
system consisting of a set of motor-operated valves that are actuated to avert high-
pressure core melt. This system consists of two parallel letdown lines connected to the 
same nozzle at the top of the pressuriser. Each line is fitted with two motor-operated 
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valves and is connected to a shared letdown line that leads to the pressuriser relief tank. 
This system is described in Section 4.3.4.

The normal operating conditions of the RCS for each series are given in Table 2.3.

For each unit, the RCS is completely located inside the containment.

Table 2.3. Normal operating conditions of the RCS for each series.

Series 900 MWe 1300 MWe 1450 MWe EPR

Number of loops 3 4 4 4

Nominal absolute RC pressure (bar) 155 155 155 155

Nominal flow rate (m3/h) 21,250 23,325 24,500 27,195

RCS volume, pressuriser 
included (m3)

271 399 406 460

Nominal temperature of the water 
at the vessel inlet (°C)

286 293 292 296

Nominal temperature of the water 
at the vessel outlet (°C)

323 329 330 330

During normal operation, the secondary loops convert the thermal energy produced 
by the core into electrical energy. To prevent radioactive coolant from leaving the con-
tainment, the secondary loops are separated from the RCS by the pipes of the steam 
generators. The reactor coolant flows through these pipes, where its heat is transferred 

Figure 2.6. Schematic diagram of the main components of the RCS and the secondary loops.
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to the water in the secondary loops. This water is vaporised then expands in the steam 
turbine connected to the generator (Figure 2.6). The steam is generated in these loops 
at a pressure of 58 bar absolute (900 MWe reactors), 65 bar absolute (1300 MWe reac-
tors), 73 bar absolute (1450 MWe reactors) or 77 bar absolute (EPR). It exits the turbine 
and flows into a condenser that is cooled by water from a river or sea. In some instances, 
the water is cooled by contact with air inside a cooling tower.

The upper sections of the steam generators are connected to the turbine’s steam 
chest via three or four lines9 (one per steam generator) (Figure 2.6). Each line has:

 – a flow restrictor inside the outlet pipe of the steam generator;

 – a steam dump system equipped with an isolation valve and a control valve;

 – seven (two for the N4 series and the EPR) safety valves with steam dump pipes;

 – an isolation valve that closes in a matter of seconds.

The flow restrictor slows down the rate of cooling and depressurisation of the 
se condary loop and reduces the forces exerted on the tube bundle in the event of a 
steam line break. The valves protect the loop against overpressure if the steam can 
no longer be dumped. The bypass is used to temporarily send steam directly to the 
condenser without passing through the turbine or activating the valves. It is used espe-
cially to remove heat from the core during startup, hot shutdown or cold shutdown 
of the reactor and until the residual heat removal system (RHRS) is turned on (Fig-
ure 2.7). The steam dump system discharges the residual heat, thus cooling the reactor 
core if it can no longer be cooled by the normal systems, and avoids having to open the 
safety valves in the event of rupture of one or more steam generator lines. This system 
consists of one line per steam generator for the 900 and 1300 MWe series, two lines 
per steam generator for the N4 series, and only one line for the EPR. Each line has a 
dump valve and an isolation valve.

The characteristics of the secondary loops are given for each series in Table 2.4.

Table 2.4. Characteristics of the secondary loops for each series.

Series 900 MWe 1300 MWe 1450 MWe EPR

Number of steam generators (SG) 3 4 4 4

Secondary-side steam pressure at 
the SG outlet (bar absolute)

58 65 73 77

Heat-transfer area in an SG (m2) 4746 6940 7308 7960

Steam flow rate (t/h) per SG 1820 1909 2164 2197

Steam temperature at the SG 
outlet (°C)

273 281 288 293

9. In the EPRs, each of the four lines is located in a separate room.
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2.3.2.3. Containment

The containment is made up of the reactor building, which houses the RCS, a por-
tion of the secondary loops (including the steam generators), and a number of auxiliary 
operating and safety systems. The reactor building is a concrete cylinder topped by a 
concrete dome. It forms a strong barrier that offers the specified level of integrity (see 
Chapter 6 for more details), prevents radioactive substances from escaping into the out-
side environment, and protects the reactor from external hazards. The reactor buildings 
of PWRs currently in operation are designed to withstand the pressure (4 to 5 bar abso-
lute) expected during a loss-of-coolant accident (LOCA with a double-ended guillotine 
break of a main coolant pipe) or rupture of a steam line inside the containment. They 
ensure a satisfactory level of integrity should either situation occur. The containment of 
the EPR is designed to withstand a higher pressure of approx. 6.5 bar absolute.

Whatever the reactor type, the concrete walls of the containment rest on a founda-
tion, or basemat, which is also made of concrete. The walls are topped by a concrete 
dome that forms the roof of the building. The reactor building is designed to with-
stand the effects of a seismic margin earthquake (SME) (the magnitude of the SME 
is determined based on the magnitudes of the maximum historically probable earth-
quakes [MHPE] and by taking into account a safety margin that covers uncertainties, 
amongst other aspects) and environmental hazards (extreme weather conditions, air-
craft crashes, explosions, etc.).

The reactor building penetrations are distinctive points of the containment. Pipes, 
electrical wiring and ventilation ducts are routed through orifices in the containment 
walls. There are also access hatches, or locks, for personnel and large items of equip-
ment. Lastly, there is a canal, or pipe, for transferring fuel assemblies between the reac-
tor building and the fuel building. Some water and steam pipes, particularly the portions 
of the secondary loops inside the reactor building and the outer portions leading to 
the isolation valves, are an extension of the containment. The secondary shell of the 
steam generators and the tube bundles on the primary side are also an extension of the 
containment.

All these penetrations have a specified level of integrity (see Chapter 6 for more 
details). With the exception of the water and steam penetrations on the secondary 
loops, these penetrations are fitted with isolation devices located inside the contain-
ment. These isolation devices, which are closed before or during an accident, are located 
on the fluid inlets and outlets. The isolation valves for the water and steam penetrations 
on the secondary loops are located inside the containment and after the safety valves 
(see the description of the secondary loops in the preceding section).

Before the reactor is first brought online, the containment is inspected and tested 
to determine its overall integrity and its resistance to forces under normal and accident 
conditions. All these aspects are explained in Chapter 6 of this document.

Internal components (known as internals) support equipment, provide biological 
shielding of personnel, and physically separate the loops (particularly the coolant loops) 
and some items of equipment.
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Table 2.5. Characteristics of the containments of each series.

Series 900 MWe 1300 MWe P4 1300 MWe P’4 N4 EPR

Total volume (m³) 60,000 98,000 83,700 86,000 102,700

Free volume (m³) 50,400 82,000 70,500 73,000 75,500

Overall height above 
ground level (m)

51.3 (FES)*
52.9 (BUG)*
56.6 (CPY)

71.9 61.8 63.2 62.2

Inside diameter of the 
cylindrical portion (m)

37

45.00 
(inner wall) 

50.80 
(outer wall)

43.80 
(inner wall) 

49.80 
(outer wall)

43.80 
(inner wall) 

49.80 
(outer wall)

48.00 
(inner wall) 

53.00 
(outer wall)

Standard thickness of 
the cylindrical portion (m)

0.85 (CP0)
0.90 (CPY)

0.90 
(inner wall) 

0.55 
(outer wall)

1.20 
(inner wall) 

0.55 
(outer wall)

1.20 
(inner wall) 

0.55 
(outer wall)

1.30 
(inner wall) 

1.30 
(outer wall)

Height above ground 
level of the cylindrical 
portion (m)

41

54.15 
(inner wall) 

55.04 
(outer wall)

46.60 
(inner wall) 

51.15 
(outer wall)

51.00 
(inner wall) 

55.55 
(outer wall)

43.90 
(inner wall) 

46.60 
(outer wall)

Standard thickness of 
the dome (m)

0.75 (CP0)
0.80 (CPY)

0.87 
(inner wall) 

0.40 
(outer wall)

0.82 
(inner wall) 

0.40 
(outer wall)

0.82 
(inner wall) 

0.40 
(outer wall)

1.00 
(inner wall) 

1.80 
(outer wall)

Steel liner thickness (mm) 6 no liner no liner no liner 6

* FES = Fessenheim; BUG = Bugey.

With the exception of EPRs10, the containments of France’s reactors are fitted with 
a decompression and filtration system (also known as a filtered venting system) to pre-
vent sudden containment failure in the event of a slow rise in the internal pressure dur-
ing a core melt accident. To reduce the release of radioactive substances, the steam 
inside the containment is sent through this system to a system fitted a metal prefilter 
with a sand bed to trap most of the radioactive aerosols. This system is opened according 
to a specific procedure, known as U5 (see Section 2.5.2.1).

 ► Description of the containment walls

The 900 MWe reactor containments consist of a single wall of prestressed reinforced 
concrete that is lined on the inside with steel plate (known as the liner). The purpose of 
the steel liner is to act as a leaktight barrier, including during an accident. The purpose 
of the concrete containment is to withstand pressures and temperatures during an acci-
dent, seismic loads and external hazards.

10. In its opinion 2012-AV-0139 of 3 January 2012 concerning the complementary safety assessments 
of the priority nuclear facilities in the light of the accident at the Fukushima-Daiichi nuclear power 
plant, ASN recommends that “EDF will have to identify the existing or additional systems to be 
included in the EPR’s “hardened safety core”, in particular to control the pressure inside the contain-
ment in the event of a severe accident.” This recommendation may result in a reconsideration of the 
installation of a filtered venting system on reactors of this type.

http://www.irsn.fr/EN/publications/thematic-safety/fukushima/Pages/overview.aspx
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The containments of the 1300 MWe and 1450 MWe reactors have two walls:

 – an inner wall made of unlined prestressed concrete and designed to withstand 
pressures and temperatures resulting from an accident and participate in ensur-
ing a degree of leak tightness;

 – an outer wall of reinforced concrete. Leakage from the inner wall is collected in 
the space between the inner and outer walls, or annulus. The annulus is main-
tained at negative pressure by the annulus ventilation system (AVS) so that 
any leaks from the inner wall and the penetrations can be collected and filtered 
before their release. The outer wall also protects the reactor from external haz-
ards (extreme weather conditions, aircraft crashes, explosions, etc.).

Like the containments of the 1300 MWe and 1450 MWe reactors, the containment 
of the EPR (Flamanville 3) has two walls with a dynamic containment system. Further-
more, the inner wall of the containment is lined with steel plate, which ensures most 
of the integrity. The reinforced-concrete outer wall on the EPR has been made stronger 
than that of the preceding generation so that, in the event of a severe accident, it will 
withstand hydrogen explosions, meet requirements for no direct radioactive leaks to the 
environment, and consolidate its protection against external hazards.

 ► Description of the containment basemat
The reactor building sits on a prestressed-concrete slab, or basemat. This basemat 

forms the foundation of the containment’s concrete walls and internal structures and 
confines the bottom half of the building. The configuration of the basemat varies with 
each site and is designed according to the seismic and geotechnical characteristics of 
each site. The thickness of the basemat also varies with each site. It is 1.5 m thick at Fes-
senheim, 2.25 m at Bugey, approx. 4 m for the CPY units, 3 m for the P4 units, 2.8 m for 
the P’4 units, approx. 3 m for the N4 units, and approx. 4 m for EPRs.

The basemat has access galleries for stretching the prestressing tendons, a drainage 
system and, where necessary, measuring systems.

The basemat under the EPR is also fitted with a core catcher, a system for contain-
ing and cooling molten corium in the event of vessel melt-through during a core melt 
accident. This system is described in detail in Section 4.3.4 of this document (see also 
Figure 4.7).

 ► Description of the reactor pit
The reactor pit is bordered by a cylindrical concrete hoop around the reactor ves-

sel. The bottom has an opening to allow access inside the reactor pit (this opening is 
closed when the reactor is operating). The void between the vessel and the concrete 
of the reactor pit is occupied mainly by the vessel insulation. The reactor pit sup-
ports the reactor building’s internal structures and rests on the containment basemat 
(Table 2.6).
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Table 2.6. Characteristics of the reactor pits of each series.

Series 900 MWe 1300 MWe P4 1300 MWe P’4 1450 MWe N4 EPR

Inside diameter (m) 5.20 5.85 5.26 5.56 6.15

Thickness (m) 1.80 to 2.10 2.00 2.00 2.00 2.70

Chases at the top accommodate the neutron flux measurement systems and shafts 
accommodate the reactor coolant piping (hot legs and cold legs).

The role of the reactor pit is to support the reactor vessel as well as shield workers 
from ionising radiation during work on the RCS and adjacent equipment during opera-
tion of the reactor.

The reactor pit of the 900, 1300 and 1450 MWe reactors may contain water, particu-
larly after an accident with RCS break. The water in the pit may also come from the CSS 
(Section 2.3.2.4).

The reactor pit of the EPR is designed to prevent molten corium from spreading into 
the containment after a vessel melt-through during a core melt accident. The aim of this 
system is to eliminate the risk of direct heating of the containment (Section 5.2.1). It is 
also designed to remain dry to prevent potential steam explosions from a corium-water 
interaction in the event of vessel melt-through (Section 5.2.3) and allow molten corium 
to flow to the core catcher (Section 5.4.3). The consideration of core melt accidents in 
the design of the EPRs is explained in detail in Section 4.3.4.

2.3.2.4. The main auxiliary systems and engineered safety systems

During normal operation, shutdown or restart of the reactor, the auxiliary systems 
contribute to fulfilling the basic safety functions (reactivity control, removal of heat from 
the RCS and of residual heat, containment of radioactive materials; see Section 2.1). The 
two main auxiliary systems are the chemical and volume control system (CVCS) and the 
residual heat removal system (RHRS). They are schematically illustrated in Figure 2.7, 
which relates to reactors in operation (EPRs excluded).

During reactor operation, the CVCS is used to adjust the boron concentration in 
the reactor coolant by drawing in demineralised or borated water during reactor power 
changes. It is also used to adjust the water inventory in the RCS during temperature 
variations. The CVCS is also used to maintain the chemistry of the reactor coolant by 
adding chemicals (e.g., corrosion inhibitors) to reduce its concentration of corrosion 
products. This system has one or more water letdown lines leading from the RCS, a 
boric-acid tank, a purification unit, and one or more charging lines for reinjecting water 
into the RCS. Lastly, it continuously supplies water to the seals of the RCPs to ensure 
their integrity.

During normal reactor shutdown, the functions of the RHRS are to remove the 
residual heat generated by the fuel in the vessel and maintain the reactor coolant at a 
moderate temperature while fuel remains in the core. When the chain reaction stops, 
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the reactor core continues to produce heat. This heat must be removed, otherwise the 
fuel may become severely damaged. The RHRS, which has two motor-driven circulation 
pumps, collects water from a primary loop at the reactor outlet, transfers it to heat 
exchangers, and sends it back into another primary loop at the reactor inlet. The heat 
exchangers are cooled by the component cooling water system (CCWS), which is cooled 
by the essential service-water system (ESWS).

In the case of the EPR, residual-heat removal (RHR) is carried out by the low-head 
safety injection system (LHSI). The EPR therefore has four separate, independent RHR 
trains.

The function of the engineered safety systems is to control accident situations and 
mitigate their consequences. They consist primarily of the safety injection system (SIS), 
the containment spray system (CSS) for the reactors in operation (EPRs excluded), and 
the steam generator emergency feedwater system (EFWS). These systems are schemati-
cally illustrated in Figure 2.7, which relates to non-EPR reactors.

In the event of a loss-of-coolant accident (LOCA), the SIS is used to inject borated 
water into the reactor core in order to halt the nuclear reaction and maintain the water 
inventory in the RCS. In the case of the reactors in operation (EPRs excluded) it is also 
used, in some cases of system operation11, to remove residual heat.

In the case of the reactors in operation (EPRs excluded), the SIS has pressurised accu-
mulator tanks of borated water, a boric-acid tank (refuelling water storage tank, RWST), 
and pumps with discharge rates and pressures that can handle the various LOCA cases 
(breaks of different sizes). The reactors in operation have a high-head safety-injection 
system and a low-head safety-injection system. The 1300 MWe reactors also have a 
medium-head safety-injection system.

The EPR has four separate, independent low-head and medium-head safety-injection 
trains. The four trains are supplied with borated water from the in-containment refuel-
ling water storage tank (IRWST), so named because it is located inside the containment12 
(whereas the RWSTs of the reactors in operation are located outside the containments).

The operation of these systems is described in Section 2.4.2.

In the event of an accident leading to a significant increase in pressure in the reac-
tor building, a water-spray system (CSS) is turned on to lower the pressure and thus 
preserve the integrity of the containment. This system is also used to wash radioactive 

11. As with the CSS described below, the SIS can inject water either directly from the fuel pool cooling 
and purification system (FPCPS) or indirectly using the water collected at the bottom of the con-
tainment (recirculation). Residual heat removal by the SIS is achieved with direct injection only. In 
recirculation mode, the residual heat is removed by the CSS (Section 2.4.2.2).

12. The heat exchangers in the low-head safety injection system remove residual heat from the con-
tainment of the EPR without having to use the CSS, like on the reactors in operation. The EPR has 
a residual heat removal system, but it is used only for severe accident situations. The IRWST also 
provides the water needed to cool the molten corium in the core catcher in the event of a core melt 
accident with vessel melt-through.
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aerosols out of the air inside the containment. In the case of the reactors currently in 
operation, the CSS, which is partially outside the containment, is used to spray water 
inside the reactor building. This water is pumped in from an external water tank (RWST) 
fed with sodium hydroxide, or from the bottom half of the containment (sump).

In the case of the EPR, heat is removed from the containment during a severe acci-
dent by spraying borated water from the IRWST and draining the water inside the con-
tainment. This engineered safety system that is used only in the case of severe accidents 
is also known as the containment heat-removal system (CHRS). Its use is also described 
in Section 2.4.2.

The EFWS is used to maintain the level of water on the secondary side of the steam 
generators and thus cool the RCS in the event the main feedwater system (MFWS) is 
not available. In the case of the 900, 1300 and 1450 MWe reactors, it is also used during 

Figure 2.7. Schematic diagram of the main auxiliary systems and engineered safety systems (reactors 
in operation, EPRs excluded).



32 Nuclear Power Reactor Core Melt Accidents

normal operation while the reactor is at hot shutdown to keep water in the steam gen-
erators. The EFWS has two motor-driven pumps and either one pump (900 MWe) or two 
pumps (other series) that are driven by a steam turbine supplied by the steam genera-
tors. These pumps draw in feedwater from a tank with a capacity of 700 m3 (900 MWe), 
1440 m3 (P4), 1723 m3 (P’4) or 1488 m3 (N4) and inject this water on the secondary side 
of the steam generators.

In the case of the EPR, the EFWS has four separate, independent trains, each of which 
has its own water tank that is supplied by a shared 2600 m3 tank. These trains are used 
only if the MFWS fails. The EPR is also equipped with a system that feeds water to the 
steam generators during reactor startup and shutdown.

2.3.2.5. Other systems

Other systems or circuits important to reactor safety include:

 – the CCWS, which cools a number of items of equipment important to reactor 
safety (the RCPs and the CVCS pumps; the ventilation systems; the SIS and CSS 
for units at operation; the residual-heat-removal system (RHRS or SIS/RHRS for 
EPRs). The CCWS operates in a closed loop between the auxiliary systems and 
the engineered safety systems on the one hand, and the ESWS on the other (see 
next bullet, below) It should be noted that the CCWS at the Fessenheim reactors 
does not contribute to cooling of the CVCS, the RCPs, the CSS or the ventilation 
systems. These systems and items of equipment are cooled directly by the ESWS. 
The engineered safety systems in all the other reactors are cooled by two CCWS 
trains. In the EPRs, they are cooled by four CCWS trains;

 – the ESWS, which cools the CCWS through the heat sink (river or sea). The series 
in operation have two ESWS trains; the EPRs have four trains;

 – the fuel pool cooling and purification system (FPCPS), which, amongst other 
things, is used to remove decay heat generated by the fuel elements stored in the 
spent-fuel pool;

 – the ventilation systems, which play an essential role in the containment of radio-
active materials by placing rooms at negative pressure and filtering releases;

 – the fire-protection circuits and systems;

 – the instrumentation and control (I&C) system and the electrical systems. The 
systems important to reactor safety are powered by redundant power supplies 
consisting of two independent electrical trains for the reactors in operation and 
four independent electrical trains for the EPRs. Each electrical train is supplied 
by a switchboard that itself is supplied by either the transmission grid (two inde-
pendent high-voltage lines) or a diesel generator. In addition, a third diesel gen-
erator (900 MWe series) or a backup turbine (1300 MWe and 1450 MWe series) 
or two SBO diesel generators (EPRs) may be used if necessary.
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2.4. Reactor operation under normal and 
accident conditions

2.4.1. Systems used under normal reactor operating conditions

Normal reactor operating conditions refer to the following states:

 – at-power and hot-shutdown states, during which cooling is provided by the steam 
generators, which are supplied on their secondary sides by the MFWS);

 – shutdown states, with the RCS closed, during which cooling is provided by either 
the RHRS or the steam generators supplied on their secondary sides by the EFWS);

 – shutdown states, with the RCS open, during which cooling is provided by the 
RHRS.

The basic safety functions – reactivity control, heat removal and containment of 
radioactive substances – must be ensured at all times for each reactor state. The systems 
used to ensure each of these functions are described on the following pages.

2.4.1.1. Reactivity-control systems

Two methods are used to control reactivity. The first method consists of adding 
boron (an effective neutron absorber) to the RCS to offset slow reactivity changes 
in the long term. The second method entails using the control-rod clusters (Sec-
tion 2.3.2.1), which consist of 24 stainless-steel rods containing a silver-indium-cad-
mium alloy (all reactors) or boron carbide (1300 MWe and 1450 MWe reactors, EPRs) 
and which slide up and down inside Zircaloy guide tubes. The clusters are inserted into 
or removed from the core either by the facility’s control systems or manual controls 
operated by facility operators.

In the interval between a hot and cold reactor shutdown, the temperature coefficient 
is negative. This drop in temperature causes the reactivity in the core to increase (Sec-
tion 2.1). In this situation, the boron concentration in the RCS is increased to make up for 
the inability of the control rods to control the reactivity.

Boric acid is injected into the RCS during plant operation or shutdown by the CVCS 
(see Section 2.3.2.4 for a description of the CVCS ).

2.4.1.2. Heat-removal systems

At power, the heat generated in the reactor core is removed by the RCS and trans-
ferred to the steam generators by the RCPs. The steam produced on the secondary 
side of the steam generators is expanded in the steam turbine and exhausted to the 
condenser. The condenser is cooled by a tertiary loop, which is a heat sink consisting 
of the sea or a river (open-loop system) or the atmosphere (via cooling towers [closed-
loop system]). The condensed water is pumped back to the steam generators by the 
MFWS (Figures 2.3 and 2.6).
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When the reactor is shut down, the decay heat from the fission products is much 
lower (less than 1% of nominal power) and decreases over time. This heat is removed 
by various systems depending on whether the RCS is open or closed. When the RCS is 
closed, the decay heat may be transferred to the steam generators by means of natural 
convection and without using the RCPs. Water may be supplied to the steam generators 
by either the MFWS or the EFWS. When it is supplied by the EFWS, the steam generated 
is dumped to the atmosphere by control valves (Figure 2.6).

An alternative method of heat removal for reactors in operation (EPRs excluded) 
is the RHRS. The RHRS may be used when the vessel is either closed or open (see Sec-
tion 2.3.2.4, Figure 2.7 for a description of these systems).

In the case of the EPR, residual heat is removed by the low-head safety-injection 
system (LHSI, Section 2.3.2.4).

2.4.1.3. Containment systems for radioactive substances

During normal operation, the reactor coolant contains small amounts of radioactive 
substances. These substances consist of corrosion products in the RCS, which are irradi-
ated during their time in the reactor core, and fission products in the form of gases or 
particles from leaks in the fuel-rod cladding.

The reactor coolant is continuously purified by the CVCS. The particles contained in 
it are captured by filters and the gaseous products are stored in tanks for subsequent 
treatment.

Containment systems are used to prevent these radioactive substances from leaking 
out into the environment:

 – rooms or buildings containing radioactive substances in the form of gases or 
particles are placed at a pressure below the outdoor air pressure. So-called 
“iodine-risk” rooms are placed at a pressure below that of the rooms surround-
ing them;

 – gas leaks are collected by either special systems (in particular the gaseous 
waste processing system) for storage and inspection before being released, or 
by the nuclear auxiliary building’s ventilation systems, which are fitted with 
iodine traps;

 – liquid leaks are collected by sumps, retention pits, containment basins and col-
lection lines for treatment and inspection before being stored in special tanks.

In the case of the EPR, design provisions have been made to prevent radioactive sub-
stances from leaking directly into the environment. All the containment penetrations 
lead into buildings equipped with ventilation and filtration systems.

Radiation is measured in the rooms housing the auxiliary systems (activity of the 
ambient air, activity of the sump water) to monitor the integrity of these systems, and 
in the CCWS and the steam system to monitor the integrity of these heat exchangers.
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2.4.2. Systems used under reactor incident or accident conditions

During normal facility operation (including normal operation transients), the essen-
tial physical parameters remain within their set value ranges. In the event of an accident, 
some of these parameters may go beyond their ranges, tripping the systems (protection 
and engineered safety systems, see Sections 2.3.2.4 and 2.3.2.5) designed to bring the 
reactor back to a state ensuring the three basic safety functions: reactivity control, heat 
removal and containment of radioactive substances.

2.4.2.1. Reactivity-control systems

Reactivity is controlled by inserting the control rods13 into the core. These rods fall 
by gravity into the core within 2-3 seconds of a power failure (reactor trip). The values 
of some parameters are continuously compared against thresholds (e.g., reactor power, 
RCS pressure, RCP velocity, temperatures). When any of these thresholds is exceeded, 
the protection system initiates a reactor trip and may also trip other systems. For exam-
ple, under some accident conditions, the SIS are also tripped to pump borated water 
into the RCS to control the reactivity. The CVCS may also be activated to make up the 
borated water lost from the RCS through small leaks.

2.4.2.2. Residual-heat-removal systems

In accident situations without a break in the RCS, residual heat may be removed first 
by the EFWS, which is automatically initiated if the MFWS is not available (Figure 2.7).

In some accident situations, a break in the RCS may be caused by a loop failure or 
the opening of the safety valves. If this occurs, residual heat can be removed only if the 
water inventory in the RCS remains sufficient and the heat transferred into the contain-
ment by the coolant flowing out of the break is removed. For example, if a small break 
occurs on the RCS, the heat from the reactor core is not completely carried away by the 
coolant flowing out of the break and into the containment. A portion of this heat must 
be removed by the EFWS.

 ► Maintaining the RCS water inventory

A sufficient water inventory is maintained in the RCS by the SIS, which pumps suf-
ficient amounts of water into the RCS to compensate for breaks up to and including 
double-ended breach (complete rupture) of the RCS.

In the case of the 900 MWe reactors, this function is carried out for breaks of all sizes 
by two pumps that inject borated water at high pressure (trip threshold of 170 bar) and 
two pumps that inject borated water at low pressure (trip threshold: 10 bar). In addition, 
accumulator tanks containing borated water and pressurised with nitrogen empty their 

13. Failure of a drive mechanism may lead to ejection of a control rod and uncontrolled increase in the 
reactivity of the affected assembly. This type of reactivity accident is the subject of many studies 
and much research, particularly within the scope of IRSN’s international Cabri programme. This 
programme is beyond the scope of this document.

http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Research/Research-organisation/Research-programmes/CABRI/Pages/Le-programme-de-recherche-CABRI-5182.aspx


36 Nuclear Power Reactor Core Melt Accidents

contents into the RCS if its pressure drops below 40 bar. The 1300 MWe and 1450 MWe 
reactors have a medium-head safety-injection system (consisting of two pumps that 
inject borated water into the cold legs at a trip threshold of 120 bar), a low-head safety-
injection system (two pumps that inject borated water into the cold and hot legs at a trip 
threshold of 20 bar) and four accumulator tanks that empty their contents into the RCS 
if its pressure drops below 40 bar.

In the case of the reactors in operation (EPRs excluded), the SIS is automatically initi-
ated by the protection system if the pressure measured in the pressuriser becomes low 
(trip thresholds given earlier for each series). When the SIS is initiated, borated water is 
pumped into the RCS from a storage tank located in the reactor building and known as 
the in-containment refuelling water storage tank (IRWST). When there is no more water 
in the IRWST, the SIS actuates the CSS. The CSS operates in a closed loop using water 
condensed from the steam inside the containment and which flows into sumps located 
at the bottom of the containment.

The SIS can also maintain a sufficient water inventory in the RCS during accident 
situations without RCS breaks and where the steam generators are unavailable. In 
these situations, the RCS safety valves and the SIS are actuated to maintain a suf-
ficient water inventory in the RCS, protect the RCS against overpressure, and remove 
the residual heat (“feed and bleed”). The low-temperature water (approx. a few 
dozen °C) injected by the SIS flows through the core and exits the valves in the form 
of steam.

The EPRs have a medium-head safety-injection system (consisting of four pumps 
that inject borated water into the cold legs at a trip threshold of approx. 90 bar), a 
low-head safety-injection system (four pumps that inject borated water into the cold 
and hot legs at a trip threshold of 20 bar) and four accumulator tanks that empty their 
contents into the RCS if its pressure drops below 40 bar. The water injected into the RCS 
comes from the in-containment refuelling water storage tank (IRWST).

 ► Removal of heat released into the containment

If an RCS break occurs in the reactors in operation (EPRs excluded), the CSS is actu-
ated to lower the heat and pressure inside the containment. It does so by drawing in 
water from the RWST by means of two motor-driven pumps. When the RWST is empty, 
the CSS draws water from the sumps at the bottom of the containment (all series). The 
water used by the CSS is cooled by the CCWS, which itself is cooled by the ESWS (at 
Fessenheim, this cooling is provided directly by the ESWS) (Figure 2.7).

In some accidents with core melt that jeopardise the integrity of the containment, 
the heat inside the containment may be removed by the containment’s filtered vent-
ing system. This system limits the peak pressure inside the containment (U5 procedure; 
Section 2.5.2.1).

If an RCS break occurs on the EPR, the temperature and pressure inside the contain-
ment are decreased by the low-head safety-injection system via the heat exchangers on 
the SIS/RHRS, which has four motor-driven pumps that draw in water from the IRWST.
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A specific system, the CHRS, has been installed to lower the temperature and pres-
sure inside the containment during a core melt accident. The CHRS consists of a two-
train spray system, heat exchangers and a specific heat sink.

In the event of a core melt accident with vessel melt-through, the water in the 
IRWST is used to flood and cool the molten corium in the core catcher. The CHRS, 
which is used for severe accidents, supplies water to the core catcher, limits vaporisa-
tion of the water covering the molten corium, and limits the rise in pressure inside the 
confinement.

2.4.2.3. Containment systems for radioactive substances

Under accident conditions, the integrity of the fuel-rod cladding may become com-
promised when the heat inside the fuel rods is not adequately removed. The rise in 
temperature causes creepdown and collapse of the cladding as well as oxidation of the 
zirconium by water vapour.

In the case of incident conditions estimated to occur relatively frequently over the 
life of the reactor, containment of fission products is ensured primarily by the fuel-rod 
cladding, which is designed to remain leaktight during such conditions. The reactor cool-
ant pressure boundary (RCPB) and the containment are two additional barriers ensuring 
containment of fission products in the event of fuel-rod-cladding failure and in the pres-
ence of the activation products in the reactor coolant in the primary circuit.

In the case of situations estimated to occur less often and for which the cladding and 
the RCPB are no longer leaktight, containment is ensured by the reactor building, which 
is designed to remain adequately leaktight. Leaks from the systems penetrating the con-
tainment are prevented by isolation valves placed on all the containment penetrations 
and which automatically close when the pressure inside the containment exceeds a set 
threshold (containment isolation). The purpose of these provisions is to ensure a very 
low rate of leakage from the containment to the atmosphere.

The radioactive products (primarily fission products) carried under accident condi-
tions by the water flowing through the RCS, the SIS and the containment spray system 
(CSS for the reactors in operation; CHRS in the event of a severe accident in the case 
of the EPR) are another source of radioactive releases. In order to reduce atmospheric 
releases from leaks on these systems, parts of which are located outside the reactor 
building, the buildings in which they are housed are maintained at negative pressure by 
ventilation systems equipped with filters.

Containment of radioactive substances must therefore be ensured under any situa-
tion that, due to certain kinds of equipment damage, would allow the reactor coolant 
to leak directly outside the containment, i.e., either inside the peripheral buildings or 
directly into the outdoor environment. Known as containment bypass events, these situ-
ations are described in detail in Section 6.4. A case in point is rupture of the steam gen-
erator tubes, which allows reactor coolant to enter the secondary loops and can result 
in radioactivity being released to the atmosphere by the steam dump valves and safety 
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valves on the steam generators. The risks of such an event occurring are prevented by 
periodically inspecting the condition of the tubes; placing plugs on weak or corroded 
tubes; replacing the steam generators when necessary; controlling the chemistry and 
activity of the reactor coolant; and implementing operating procedures that avoid actu-
ating the dump valves of the steam generators.

2.5. Reactor control under normal and 
accident conditions

2.5.1. Control room

A reactor is run by operators located in the control room. The control room contains 
all the control, display and monitoring equipment and systems required to operate a 
reactor under normal, incident and accident conditions.

After the TMI-2 accident of 1979 (Section 7.1), ergonomic improvements were made 
to the control rooms of the units in operation (900 MWe and 1300 MWe reactors). The 
layouts of the controls and display systems were improved and the information on the 
display systems was made clearer and more reliable. The goal was to display clearer 
information about the state of the systems used to operate the reactor. An aid, called 
the safety parameter display system (SPDS) was installed in each control room to aid in 
implementation of incident and accident procedures. Connected to the data-acquisition 
system, the SPDS provides a summary of the parameters required for implementing 
the facility’s operational procedures. It also allows operators to quickly ascertain the 
availability of systems important to safety (containment isolation systems, engineered 
safety systems, electric power supplies, etc.). In an accident situation, it provides opera-
tors with the most relevant information (state of the systems, water level and margin to 
in-core boiling, containment integrity, etc.).

Reactor operation is centralised in the control room provided it is accessible by 
staff. If the control room is not accessible (for example, after being evacuated during 
a fire or other emergency), a safe-shutdown panel located in another room is used, 
under some conditions, to shut down the unit and maintain the reactor in safe state. 
This supplementary control room must remain accessible in the event the main con-
trol room has to be evacuated. In this case, the controls on the safe-shutdown panel 
override the controls in the main control room. There are also distributed control pan-
els for specific functions (waste processing, water demineralisation, local control of 
diesel generators, etc.).

Each unit also has an emergency-response centre that is made available to the emer-
gency-response team formed on the site during an accident. The equipment in this room 
helps the local emergency-response team to ascertain the main parameters of the unit 
and share them with other emergency-response teams located around the country and 
which are familiar with the unit. This way, the local and national emergency-response 
teams have the same information about the parameters of the situation and can manage 
it accordingly.
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The control rooms of the N4 series differ from those of the preceding series in that 
heavy use is made of computerised systems. In the control rooms of the N4 series, oper-
ating procedures are displayed on screens and logic processing and monitoring are auto-
mated. An additional means of emergency response, the auxiliary panel, is installed in 
the control room. Its role is to safely shut down the unit and control accident situations 
if the computer system is down. The control rooms of the EPRs are technologically iden-
tical to those of the N4 series.

2.5.2. Reactor control

2.5.2.1. Operating procedures

During normal operation and incident and accident transients, the facility is con-
trolled according to a set of procedures whose purpose is to keep the reactor in a safe 
state or drive it into this state.

Each initiating event liable to lead to an incident or accident is associated with a 
standard method of operation that is denoted by an “I” (for incidents) or an “A” (for 
accidents). These operating procedures are established based on the foreseeable devel-
opment of an incident or accident so as to keep the reactor in a safe state or drive it into 
this state. They apply if an event occurs alone (not in a combination) and has been cor-
rectly identified. This method is known as the “event-based approach”.

Supplementary procedures have been established for operating conditions involv-
ing simultaneous failure of the redundant trains of systems important to safety and for 
failure of equipment used over the long term (several months) after a loss-of-coolant 
accident (LOCA). Known as “H procedures” (“H” for hors dimensionnement, or, beyond 
design basis), these supplementary procedures may require the installation of new, sup-
plementary equipment (e.g., addition of a turbine generator that produces electricity 
from the steam in the secondary loop to supply a power source for some essential sys-
tems, or the installation of a special generator [for the 900 MWe reactors] or a com-
bustion turbine [for the 1300 MWe and 1450 MWe reactors]). These procedures are as 
follows:

 – procedure H1 for total loss of the heat sink or associated systems;

 – procedure H2 for total loss of the steam generator feedwater supply (MFWS and 
EFWS);

 – procedure H3 for total loss of the offsite and onsite power sources (loss of both 
offsite power sources, unsuccessful house-load operation, and loss of both 
generators);

 – procedure H4 for total loss of the SIS or CSS over the long-term phase following 
a LOCA (future total loss of pumping or heat-exchange systems);

 – procedure H5 for protection of some riverside sites against flooding above the 
thousand-year flood level.
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In addition to the aforementioned accidents, there remains the possibility that a 
series of events could lead to radioactivity being released outside the facility. This is the 
case of core melt accidents. The following emergency procedures have been created to 
mitigate or delay core damage and radiological consequences:

 – procedure U1 for averting core meltdown in situations where no A or H procedures 
would be suitable or effective. This procedure recommends, based on changes in 
the core outlet temperature and the availability of the systems and equipment, 
the best actions to be taken in terms of using the steam generators, SIS, and the 
relief valves on the pressuriser and the RCPs to prevent core meltdown;

 – procedure U2 for locating and isolating containment leaks;

 – procedure U3 for implementing mobile emergency equipment for the SIS and 
CSS and which supplements procedure H4;

 – procedure U4 for implementing means of prevention of early radioactive releases 
in the event of vessel breach and corium erosion of the basemat;

 – the U5 procedure for relieving the pressure inside the containment via the sand-
bed filter.

In such a situation, the emergency-response teams use the Assistance Guide for 
Emergency-Response Teams (GAEC) and the Severe Accident Operating Guidelines 
(GIAG), which define the actions to be taken to ensure containment of radioactive sub-
stances for as long as possible.

2.5.2.2. Choice of procedure and the state-oriented approach

To determine the appropriate operating procedure, the state of the reactor must first 
be diagnosed. This diagnosis is made based on an analysis of the relevant alarms and 
physical variables.

Making this diagnostic and selecting the right procedure are not always easy in the 
case of situations with multiple failures. Indeed, the combinations of events caused by 
multiple failures can be endless. On the other hand, the possible physical states of the 
reactor are limited in number. They can be identified from a limited number of data 
characterising the physical state of the main reactor components: subcriticality of the 
reactor core; RCS water inventory; efficiency of (residual) heat removal; integrity of, 
and water level in, the steam generators; and integrity of the containment. In addition, 
the actions to be taken may generally be inferred from knowledge of the reactor’s 
physical state without necessarily having to identify the sequence of events that led 
up to this state. The entire approach that consists of the identifying the physical state 
of the facility, defining the operation to be achieved based on this state, and setting 
priority actions to be taken to control the situation is known as the “state-oriented 
approach”.

In the state-oriented approach, the operational objective and strategy may be 
redefined at any time based on developments in the situation (physical state of the 



Design and Operation of a Pressurised Water Reactor 41

reactor, equipment failures, human errors). Unlike with the event-based approach, 
operation is no longer defined solely by an initial diagnosis of the cause of the incident 
or accident. This type of operation makes it possible to cover all thermal-hydraulic 
incidents or accidents (RCS breaks, secondary-loop breaks, core heating, etc.), be they 
single or multiple, occurring alone or compounded by system failures, power failures 
or even human errors.

2.5.2.3. Control under incident and accident conditions

The operating procedures describe the operations to be carried out to return the 
reactor to a safe state. They primarily address:

 – controlling reactivity through operation of the systems used to add boron to the 
RCS after rod drop;

 – maintaining the RCS water inventory through operation of the CVCS and the SIS;

 – removing residual heat through operation of the core cooling systems:

• the steam generators (if available): the heat generated in the reactor is 
removed by spraying water from the secondary loops. This water is then 
either cooled by the condenser or discharged to the atmosphere. The neces-
sary makeup water is provided by either the MFWS or the EFWS);

• the engineered safety systems (CSS and SIS) in the event of a LOCA or total 
loss of the steam generators;

• the RHRS after reactor shutdown (RHRS for the units in operation – EPRs 
excluded – or LHSI for the EPRs);

 – containment of radioactive substances through closure, where necessary, of the 
devices used to ensure the integrity of the containment.

By monitoring the systems used, the operators can detect if any of them fail and, if 
possible, implement stopgap measures while the failed systems are being repaired.

In order ensure human redundancy, the shift manager then the facility safety engi-
neer are called into the control room as soon as an accident procedure is implemented. 
Their role is to monitor the situation as it progresses and meet the following objectives:

 – ensure that the necessary safety-related actions are carried out;

 – ensure that operators correctly follow the procedure relating to the reactor’s 
state;

 – monitor the state and availability of the safety systems used.

In the event of an accident involving a risk of radioactive release, the local and 
national emergency-response teams are set up in a matter of hours and use the Assis-
tance Guide for Emergency-Response Teams (GAEC) and the Severe Accident Operating 
Guidelines (GIAG) to manage the situation (Section 2.5.2.1).
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2.6. Conclusion
The preceding sections present the main components, systems and loops found in 

PWRs as well as their main principles of operation under normal and accident conditions. 
PWRs are complex facilities with specific risks related to the presence of large amounts 
of radioactive products. Safety must be a constant concern at each stage of their life 
(design, construction, operation, dismantling) to reduce risks, particularly the dissemi-
nation of radioactive substances.

Provisions are made at each stage in the life of a reactor to protect people and the 
environment against the effects of radiation. These provisions aim to:

 – ensure the normal operation of facilities;

 – prevent incidents and accidents;

 – mitigate the consequences of a potential incident or accident.

The approach used to implement these safety measures is described in the next 
chapter.
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Chapter 3
Safety Principles for Pressurised 

Water Reactors in the French 
Nuclear Power Plant Fleet

3.1. Introduction
The goal of this chapter is not to provide an exhaustive explanation of nuclear safety 

principles and practices at facilities in France (for a discussion on this topic, see the work of 
J. Libmann [1]), but to illustrate the two complementary safety approaches, deterministic 
and probabilistic, by introducing a key concept of the first, defence-in-depth, and a general 
description of probabilistic safety assessments (PSAs), which are part of the second.

Nuclear facilities, in particular those for producing electricity, present specific risks 
related to the presence of often significant quantities of radioactive substances that 
can cause individuals, population groups and the environment to be exposed to ionising 
radiation.

Nuclear safety is composed of a set of technical and organisational measures taken 
during all phases in the life of a facility (design, construction and commissioning, opera-
tion, decommissioning and dismantling) to protect workers, the general public and the 
environment from the effects of radioactive substances. It involves:

 – ensuring normal operation of facilities without excessive exposure for workers 
and excessive releases of radioactivity in radioactive effluents;

http://www.irsn.fr/EN/Fields_activity/Nuclear_Safety/Pages/nuclear-safety.aspx
http://www.irsn.fr/EN/Fields_activity/Nuclear_Safety/Pages/nuclear-safety.aspx
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 – preventing incidents and accidents;

 – limiting the consequences of incidents and accidents that occur despite preven-
tion measures that have been implemented.

Containment of radioactive substances is achieved by placing “barriers” between the 
substances and people. In diagrammatic terms, for pressurised water reactors (PWRs) 
of the type operated in France, there are three successive barriers between radioactive 
substances and the environment: the fuel rod cladding, the reactor coolant system and 
the containment building. Optimal leak tightness of these barriers in the various situa-
tions of normal and emergency operation shall be sought in the design phase. However, 
in normal operation, the barriers are not generally perfectly leaktight: cladding ruptures 
and leaks in the reactor coolant system and the containment building of limited signifi-
cance may occur1.

It is important to mention in this context the particular case of PWR steam generator 
tubes, which are part of the second and third barriers, since the rupture of a tube may 
cause the safety valves of the steam generator to open, thus creating a containment 
bypass.

The goal of defence-in-depth, introduced in the following section, is to ensure 
basic safety functions, i.e., controlling reactivity, cooling irradiated fuel and containing 
radioactive substances; these safety functions are necessary to ensure all barriers remain 
effective.

3.2. Concept of defence-in-depth
The defence-in-depth concept was introduced in the nuclear safety field in the early 

1970s. In nuclear facilities, it is achieved by implementing levels of defence based on 
the intrinsic characteristics of the facility, equipment measures and procedures put in 
place to prevent accidents, and if prevention fails, limit accident consequences. Defence-
in-depth is a concept that applies to all stages in the life of a facility, from design to 
dismantling.

How the concept of defence-in-depth is implemented has evolved over time to take 
into account operational experience from facilities, including incidents and accidents 
that have occurred, in order to build an ever more effective defence.

For reactors currently in operation, defence-in-depth is based on five levels (see 
INSAG-10 [2] and Table 3.1) intended to prevent the occurrence and limit the conse-
quences of technical, human and organisational failures. The various levels of defence-
in-depth apply in the various states of the facility, from normal operation to core melt 
accidents. At each level of defence-in-depth, except for level 5, there are measures 
designed to prevent the occurrence of more severe situations.

The design of current reactors included only three levels of defence-in-depth.

1. Leaks during normal operation will nevertheless meet operating technical specifications.

http://www.irsn.fr/EN/Fields_activity/Nuclear_Safety/Pages/nuclear-safety.aspx
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Level 1: prevention of operating anomalies and system failures

Prevention of operating anomalies and failures in components, equipment and sys-
tems assumes prudent design (with adequate safety margins) and components, equip-
ment and systems that have been manufactured and operated to the highest quality 
standards. This level corresponds to the normal domain of operation for the facility with 
general rules and operating procedures designed to maintain the plant unit within its 
normal operating domain.

Level 2: failure detection and comprehensive management of operating 
malfunctions

This level includes resources and systems designed to control operating malfunc-
tions, which assumes monitoring that will ensure failures are detected. This includes 
automatic functions and control systems that can return the facility to its normal 
operating mode. These systems are designed to correct an abnormal change in facility 
parameters.

Level 3: comprehensive accident management (including design-basis accidents)

The first two levels of defence-in-depth reduce the risks of failure at the facility. It is 
nevertheless assumed that accidents can occur during reactor operation. Accidents con-
sidered at this level result from a single initiating event (e.g., the failure of a component 
essential for a basic safety function – comprehensive management of reactivity, cooling 
of nuclear fuel or containment of radioactive substances). Resources that limit the con-
sequences of such accidents and ensure basic safety functions are implemented: at this 
level defence-in-depth consists of implementing safeguards that ensure the integrity of 
the core structure and limit releases into the environment in the event of an accident 
(considered for the design-basis of the facility). This level also includes defining emer-
gency operating procedures.

After the accident at Three Mile Island Unit 2 (TMI-2) in the United States in 1979, 
the concept of defence-in-depth was enlarged to include accidents that had not been 
explicitly considered during facility design. In particular, lessons from the initial proba-
bilistic safety assessments (Section 3.3) and the TMI-2 accident (Section 7.1) demons-
trated the need to take into account accidents resulting from multiple failures and 
those leading to core melt. These developments led to defining an additional level of 
defence-in-depth.

Level 4: comprehensive management of severe accidents

This level of defence-in-depth includes procedures and equipment used to handle 
situations that are not covered by the first three levels of defence-in-depth; these are 
accidents that could result in reactor core melt. At level 4, the objective is to prevent 
accidents from resulting in core melt and to limit releases outside the site by ensuring 
containment of radioactive substances in the event core melt nevertheless does occur.
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This level of defence-in-depth includes emergency procedures and associated equip-
ment resources (Section 2.5.2), specific equipment (e.g., hydrogen recombiners), the 
severe accident operating guidelines and the facility’s on-site emergency plan. The 
licensee prepares and implements the on-site emergency plan. When the plan is imple-
mented, the facility’s emergency response teams are mobilised in order to contain the 
accident and avoid the release of radioactive substances. The purpose of the on-site 
emergency plan is to protect staff working at the site in the event of an incident or acci-
dent and to limit off-site consequences of an accident.

Level 5: limiting consequences of radiation in the event of radioactive releases

Despite all the measures described above, radioactive releases may occur. Additional 
measures, taken by public authorities, are then implemented to protect the public, on-
site staff and property from the consequences of these releases.

Measures for protecting the public from radioactive releases include evacuation, 
shelter in hardwall accommodation, taking of potassium iodide tablets and restrictions 
on the consumption of foodstuffs. This level includes off-site emergency plans prepared 
for each site. Public authorities implement the off-site emergency plan, which organises 
emergency operations to limit public exposure to radiation in the event of releases.

Table 3.1. The various levels of defence-in-depth.

Level Objective Main measures
Corresponding 

facility condition

1 Preventing operating malfunc-
tions and system failures

Prudent design (including 
safety margin) and well-
designed and well-run facility

Normal operation

2 Detecting failures and com-
prehensive management of 
operating malfunctions

Systems for control, protection 
and review (for maintaining the 
facility within its normal ope-
rating domain) and monitoring 
(preventing failures)

Operating malfunc-
tions or failures

3 Comprehensive accident 
ma nagement (including 
design-basis accidents)

Safeguard systems and acci-
dent procedures

Accidents includ-
ing “design-basis 
accidents” (single 
initiating event)

4 Comprehensive management 
of severe accidents, 
prevention of accident 
progression and mitigation 
of consequences

Additional measures and acci-
dent management (emergency 
procedures and associated 
equipment resources, severe 
accident operating guidelines, 
on-site emergency plan)

Multiple failures 
Core melt accidents

5 Limiting radiological 
consequences in the event 
of a release of radioactive 
substances

Off-site emergency plan Accidents with radio-
active releases
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For third-generation reactors, multiple failure and core melt accidents are considered 
in the initial design of the reactors, which signifies a major step in the range of accident 
situations for which measures are taken to prevent accidents and limit the consequences 
must be planned from the design stage. Even if the measures taken for these reactors 
cannot all be applied in practice to second-generation reactors, they can help identify 
safety improvements for reactors that are currently in operation and improve defence-
in-depth for the reactors.

3.3. Role of the probabilistic approach
Probabilistic safety assessments (PSAs) were first developed in the 1960s for nuclear 

power plants. The Rasmussen report [3], published in the United States in 1975, which 
sought to compare risks for the public from nuclear reactors with other industrial and 
natural risks, demonstrated the value of a probabilistic analysis for assessing nuclear 
reactor risks. Since then, all nuclear power plants in commercial operation worldwide 
have been subject to PSAs.

PSAs supplement traditional deterministic analyses and enable a systematic investiga-
tion of the numerous possibilities of event combinations and sequences that constitute 
accident scenarios. They consist of a set of technical analyses for assessing the risks at a 
facility in terms of accident frequency, e.g., core melt, and their consequences. They 
provide an overall view of reactor safety, including both equipment resistance and 
operator behaviour. They can show topics for which changes both in design and opera-
tion can be studied and even judged necessary.

There are three major types of PSAs based on consequences under examination:

 – level 1 PSA: used to identify sequences leading to core melt and quantifying their 
frequency;

 – level 2 PSA: used to assess the nature, significance and frequency of releases of 
radioactive substances outside the containment building;

 – level 3 PSA: used to assess the probabilities of consequences on the public in 
terms of dosimetry and contamination (even in terms of frequency of cancers or 
other effects on health).

The Rasmussen report [3] is the first example of a level 3 PSA. As will be seen in Sec-
tion 4.3.2 later, this report remains a reference for an approach to managing core melt acci-
dents. PSAs carried out until now in France for 900, 1300 and 1450 MW plant units and the 
EPR have been level 1 and 2 [4–9] (see also Sections 4.2 and 4.4). They are prepared by EDF 
and IRSN with the studies by EDF considered as the reference cases. They are updated by 
EDF and IRSN, particularly during safety reviews, to take into account changes in knowledge 
and operating experience and are used for safety assessments of PWRs according to the 
conditions stated in basic safety rule 2002-01 [10]. The results of level 1 PSAs and the 
method and applications of level 2 PSAs prepared by IRSN are described in Section 4.4.

Compared with assessments of the same type performed abroad, level 1 and 2 PSAs 
in France benefit from the standardisation of plant units in France, which helps assess the 

http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx
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reliability of equipment and the probability of certain initiating events on broader statisti-
cal bases. In addition, French assessments consider all reactor states: operation at full and 
intermediate power and maintenance outage. Taking into account the specific operating 
configurations in these states, including the lesser degree of automatic safeguard actions, 
French PSAs have demonstrated that these reactor states play a significant role in the 
probability of core melt. The results brought about improvements in operation (technical 
specifications and procedures) and design (implementation of alarms and controllers).

The same PSAs also provided a more quantitative assessment of the value of measures 
taken to improve accident management. Level 2 PSAs are also used to evaluate measures 
given in severe accident operating guidelines that operators on-site should imple-
ment in such situations, particularly to ensure maximum containment of radioactive 
substances [11–13].

The PSAs however have certain limitations due to uncertainties associated with them 
that require using caution when interpreting results and using them for making decisions. 
The existing French PSAs are thus not exhaustive in terms of coverage, since they only 
partially take into account internal and external hazards. In addition, uncertainties stem 
from quantitative input data and simplifications and assumptions adopted for the design 
study [14]. A non-exhaustive list would include uncertainties associated with the choices 
in combining initiating events, supporting scenarios for thermal-hydraulic and neutronic 
calculations, modelling of physical phenomena and human actions, estimating the reli-
ability of software and equipment, the choice of event trees (events and chronological 
order) and probabilistic quantification software (see Section 4.4 for further details).

Global safety PSAs are thus used to support or supplement traditional deterministic 
safety analyses both for a more quantitative assessment of the level of safety at 
plant units in France and to constitute analytical tools for these plant units. Insofar as 
comparison of the results of PSAs to standard criteria must be done with caution given 
the uncertainties mentioned above, the probabilistic approach is useful for determining 
weaknesses related to plant units under consideration and to assess, for example, the 
relative benefit of changes in design or operation.

3.4. Conclusion
The deterministic and probabilistic approaches to safety constitute an ensemble that 

contributes to preventing and limiting the consequences of accidents, especially severe 
core melt accidents and thus ensure a heightened level of safety at nuclear facilities. 
The approaches continue to evolve and it is important not to overlook the permanent 
interaction between the level of safety at facilities and the current state of knowledge 
available from research on core melt accidents, which is presented here in Chapter 5; 
more detailed studies (such as PSAs), given in Section 4.4; operating experience; and 
incident and accident analysis.

Following the Fukushima Daiichi accident, French nuclear facilities underwent com-
plementary safety assessments (CSAs) which focused on five key points regarding power 
reactors: risks of flooding, earthquakes, loss of power, loss of heat sink, and operational 

http://www.irsn.fr/EN/publications/thematic-safety/fukushima/Pages/overview.aspx
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management of accident situations. These assessments are aimed at determining the 
robustness of French reactors in response to extreme external events and adding to 
existing safety provisions to enhance this robustness.

In particular, efforts are under way at IRSN to expand the scope of PSAs by includ-
ing recent knowledge from research, handling hazards such as flooding and earthquakes 
and taking into account operational feedback from facility operation: the goal of these 
efforts is improved assessment of power reactor risks and measures taken for emergency 
operation.

References

[1] J. Libmann, Éléments de sûreté nucléaire, Collection IPSN, EDP Sciences, 1996.

[2] International Nuclear Safety Advisory Group Report, INSAG-10, IAEA Report, 
Vienna, 1996.

[3] N. Rasmussen et al., Reactor safety study, WASH-1400, Washington D.C., US 
NRC, 1975.

[4] A. Ellia-Hervy, F. Corenwinder, J.-M. Lanore, V. Sorel, Les Études Probabilistes de 
Sûreté de niveau 1: les méthodes, les connaissances utilisées, les résultats», Revue 
Générale Nucléaire 1, 12-16, 2003.

[5] E. Kalalo, D. Brenot, “Rôle et limites des EPS”, Revue Contrôle 155, 39-42, 2003.

[6] A. Dubreuil-Chambardel, G. Body, V. Sorel, Qu’est-ce qu’une étude probabiliste de 
sûreté de niveau 2? Exemple de la troisième visite décennale des REP 900 MWe, 
Revue Générale Nucléaire 1, 88-92, 2010.

[7] E. Raimond, Apport des études probabilistes de sûreté de niveau 2 dans l’analyse 
de sûreté – Point de vue de l’IRSN, Revue Générale Nucléaire 1, 99-105, 2010.

[8] E. Raimond, N. Rahni, K. Chevalier-Jabet, T. Durin, L’EPS de niveau 2 pour les REP 
900: du développement aux enseignements de l’étude, IRSN, Rapport scientifique 
et technique, 2008.

[9] E. Raimond, C. Caroli, B. Chaumont, Status of IRSN level 2 PSA, CSNI/WG Risk 
Workshop, Cologne, Germany, 2004.

[10] Règle fondamentale de sûreté n° 2002-01 – Développement et utilisation des 
études probabilistes de sûreté pour les réacteurs nucléaires à eau sous pres-
sion, document ASN (2002); http://www.asn.fr/index.php/Les-actions-de-l-
ASN/La-reglementation/Regles-fondamentales-de-surete-et-guides-de-l-ASN/
Guides-de-l-ASN-et-RFS-relatives-aux-REP/RFS-2002-1-du-26-12-2002.

[11] E. Raimond, B. Laurent, N. Rahni, K. Chevalier-Jabet, T. Durin, Application des 
EPS de niveau 2 et des techniques de fiabilité dynamique à la validation des 
guides d’intervention en cas d’accident grave, IRSN, Rapport scientifique et 
technique, 2007.

http://www.irsn.fr/EN/Pages/home.aspx
http://www.asn.fr/Informer/Actualites/Regle-fondamentale-de-surete-RFS-n-2002-01
http://www.asn.fr/Informer/Actualites/Regle-fondamentale-de-surete-RFS-n-2002-01
http://www.asn.fr/Informer/Actualites/Regle-fondamentale-de-surete-RFS-n-2002-01


50 Nuclear Power Reactor Core Melt Accidents

[12] E. Raimond, T. Durin, B. Laurent, K. Chevalier-Jabet, Level 2 PSA: a dynamic 
event tree approach to validate PWR severe accident management guidelines, 
Conference PSA2008, Knoxville, USA, 2008.

[13] E. Raimond, K. Chevalier-Jabet, F. Pichereau, Link between level 2 PSA and off-site 
emergency preparedness, Conference PSAM8, New Orleans, USA, 2006.

[14] E. Raimond, N. Rahni, M. Villermain, Method implemented by the IRSN for the 
evaluation of uncertainties in level 2 PSA, Workshop on the evaluation of uncertain-
ties in relation to severe accidents and level 2 PSA, Cadarache, France, 2005.



Chapter 4
Safety Principles for France’s 

Pressurised Water Reactors

4.1. Concept of severe accident
A severe accident or core melt accident at a PWR is an accident during which the 

reactor fuel is significantly damaged with more or less extensive melting of the reactor 
core. This melting is caused by extended loss of core cooling by the coolant and, in turn, 
a significant increase in the temperature of the exposed fuel rods. Owing to the preven-
tive measures in place (see Section 3), such an accident occurs only following a series of 
failures (multiple human or equipment failures). The failure, in 1979, of the second reac-
tor at the Three Mile Island nuclear power plant nevertheless confirmed that a series of 
failures could lead to a core melt accident. Fortunately, the accident did not have signifi-
cant environmental consequences (Section 7.1). The Fukushima-Daiichi accident in 2011 
showed that external hazards (tsunami triggered by an earthquake) with a ma gnitude 
greater than a facility’s design basis could also lead to core meltdowns. Unfortunately, 
this accident resulted in significant amounts of radioactivity being released into the 
environment.

If core degradation cannot be stopped inside a reactor vessel through cooling of the 
degraded core (in-vessel reflooding with coolant), the core melt accident may ultimately 
lead to loss of containment integrity and large releases of radioactivity into the environ-
ment. Because of the significant consequences of such releases into the environment, 
and in accordance with the defence-in-depth approach (see Section 3), many efforts are 
being made to study this type of accident and mitigate its consequences. The first step 

http://www.irsn.fr/EN/publications/thematic-safety/fukushima/Pages/overview.aspx
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in studying core melt accidents involves identifying the main scenarios that may lead to 
them. These scenarios are described in the following section.

4.2. Accident scenarios that may lead to core melt
This section describes the main accident scenarios as they appear in the light of level 1 

probabilistic safety assessments (level 1 PSAs). Each scenario involves a series of equip-
ment or human failures that may lead to core uncovery and, if core cooling cannot be 
restored, to core melt. The severity of core melt is not specified in the following presenta-
tion. Some scenarios may result in nearly total fuel melt while others may simply lead to 
very limited fuel degradation. The magnitude and kinetics of the corresponding releases 
are assessed during level 2 PSAs. These assessments are presented in Section 4.4.

Accident sequences likely to result from external hazards are not described here; 
such PSAs are now in the course of development.

4.2.1. Description of PSA level 1 accident scenarios

4.2.1.1. Introduction

As mentioned in Section 3.3, the aim of level 1 PSAs is to determine which accident 
scenarios – ranging from simple cladding failure to fuel melt – result in partial or total 
fuel degradation. EDF develops such PSAs for four reactor types (900 MWe, 1300 MWe, 
N4 and EPR). These PSAs constitute reference studies used to support safety analyses. 
IRSN develops its own level 1 PSAs for the 900 and 1300 MWe series and the EPR in 
order to analyse EDF’s findings more deeply and identify specific points that need to be 
examined more in detail.

The scenarios presented on the following pages are based on the findings of the 
level 1 PSAs developed by EDF and IRSN for the 900 MWe reactors.

The description and operation of the systems of these reactors that come into play 
during normal and accident situations are presented in Chapter 2 (particularly in Sec-
tion 2.3.2.4 and Figures 2.6 and 2.7). The acronyms for some systems (especially FPCCS, 
RHRS, CSS, CVCS, CCWS, EFWS, U5, SIS) are defined in Chapter 2 as well.

The following description of the accident scenarios is for illustrative purposes only. It 
does not aim to provide all the details given in the PSAs.

4.2.1.2. Loss-of-coolant accidents (LOCA): large breaks, intermediate 
breaks and small breaks

LOCA are initiated by breaks in the reactor-coolant system (RCS) or any of the con-
necting circuits. These breaks do not include vessel failure or failure of one or more 
steam generator tubes (the latter case is discussed in Section 4.2.1.5). Such breaks 
cause reactor coolant to leak out and the RCS to become depressurised. The level 1 PSA 

http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx


Safety Principles for France’s Pressurised Water Reactors 53

distinguishes several scenarios depending on the reactor’s initial state and the size and 
location of the break.

In the event of a LOCA, the depressurisation of the RCS induces an automatic reac-
tor trip and automatically initiates the safety injection system (SIS). In the case of large 
breaks, the rapid increase in pressure inside the containment automatically initiates the 
containment spray system (CSS).

The protection and engineered safety systems must perform the following functions 
to mitigate the consequences of the accident:

 – reactivity control;

 – maintaining the water inventory in the reactor vessel;

 – removal of the residual heat generated by the fuel.

Reactivity control is provided by the automatic reactor trip and the injection of 
borated water into the core.

Water is maintained inside the reactor vessel by the SIS, which operates in two 
phases: an injection phase and a recirculation phase. In the first phase, the SIS injects 
water from the RWST. In the second, it recirculates water drawn from the sumps at the 
bottom of the containment building.

The heat generated by the fuel is removed through cooling by the water flowing 
inside the vessel (by the break, which allows the water heated by the fuel to be removed, 
by the steam generators and, in the longer term, by the RHRS). However, this system 
can be used only if the RCS break is not too big. When the SIS recirculates the water 
contained in the sumps in the containment building, heat is removed from the contain-
ment building by the CSS.

The RHRS and CSS are cooled by the CCWS1.

The accident scenarios that lead to core melt assume the failure of one or more engi-
neered safety systems. Scenarios involving one of the following failures are considered 
for a reactor initially at power:

 – failure of the SIS;

 – failure of the CSS while in the injection and/or recirculation phase.

The level 1 PSA accident scenarios for reactor-trip states differ depending on the 
initial state of the RCS (closed, partially open or completely open). Whatever the case, 
however, they are always associated with failure to maintain a sufficient level of water 
in the RCS to cool the core following a human error or an equipment failure.

1. Except at Fessenheim, where the CSS is cooled directly by the ESWS (see Section 2.4.2.2).
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4.2.1.3. Loss-of-coolant accidents with containment bypass (V-LOCA)

These accidents, which are caused by loss of coolant via a break occurring outside the 
containment building but in a loop connected to the RCS loop and not isolated from it, 
have two specific characteristics:

 – since coolant is lost outside the containment, the recirculation phase of safety 
injection is not possible;

 – there is a risk of fission products being released directly outside the containment 
as long as the break is not isolated from the RCS.

An example of an accident of this type is a break in the thermal barrier of any of the 
RCPs.

4.2.1.4. Steam-line break accidents (FWLB, SLB)

These accidents are caused by:

 – small or large breaks occurring in a steam generator feedwater line (FWLB) 
upstream of the isolation valve of the MFWS and EFWS systems (see Figures 2.6 
and 2.7). These lines are located inside the containment (the lines located out-
side the containment have check valves to isolate breaks and prevent the steam 
ge nerators from being completely emptied);

 – small or large breaks occurring in a steam line connected to the secondary side 
of a steam generator (SLB). Breaks may occur inside or outside the containment. 
Those that occur outside it can be localised either between the containment and 
the steam isolation valves or downstream of the steam isolation valves. Breaks 
that occur downstream of the valves can be isolated by closing the valves;

 – a dump valve on the secondary loops becoming stuck open.

When a break in the feedwater line of a steam generator occurs, the steam 
ge nerator is rapidly voided of water and the flow rate of the steam in the generator’s 
secondary side rises suddenly. This results in increased removal of heat from the RCS 
by the affected steam generator, initiation of an automatic reactor trip and startup 
of the SIS.

Operators must isolate the affected steam generator by closing the steam isolation 
valves to prevent the other steam generators from voiding and thus preserve the pos-
sibility of cooling by the secondary loops.

A break on a steam line connected to the secondary side of a steam generator will 
cause the flow of steam in the secondary loops to suddenly rise. This causes more heat 
to be removed from the RCS, which in turn causes the RCS pressure and temperature 
to drop. The effect of this cooling is that it reduces the available reactivity shutdown 
margin. If a large break occurs, the SIS is rapidly initiated (automatic injection of highly 
borated water) and the isolation valves on the steam lines automatically close to isolate 
the steam generators.
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The following functions must be performed in the event of SLB or FWLB:

 – reactivity control, which is initiated by the automatic reactor trip and, where 
ne cessary, the injection of borated water by the SIS;

 – residual-heat removal, which is provided by the unaffected steam generators, 
which are supplied with water by the EFWS until the EFWS tank is empty;

 – for scenarios involving a large break inside the containment, heat is removed 
from the containment by the CSS.

The most likely accident scenarios where FWLB leads to core melt involve either (i) 
several control rods becoming stuck outside the core and preventing reactivity control 
or (ii) failed closure of the isolation valves on the lines of the steam generator affected 
by the break (thus preventing the secondary loops from cooling the reactor) followed by 
failure of maintaining a feed-and-bleed stream (see Section 2.4.2.2).

With regard to SLBs, three scenarios leading to core melt can be mentioned as 
examples:

 – a large break inside the containment followed by complete failure of the CSS. The 
pressure and temperature inside the containment could exceed the qualification 
range of the instrumentation used to operate the facility under accident condi-
tions. Furthermore, loss of reactivity control might occur if at least two control 
rods are mechanically stuck outside the core;

 – a small break followed by a control rod becoming stuck combined with failure, 
due to human error, to isolate the steam lines of the affected steam generator. In 
this case, reactivity control might not be provided;

 – reactor trip followed by failure of the EFWS followed by a human error involving 
the injection of water into the RCS (no feed and bleed).

4.2.1.5. Steam generator tube rupture accidents (SGTR)

These accidents range from major leaks to complete ruptures of one or more steam 
generator tubes (SGTR category) and secondary-line breaks (water or steam) resulting 
in virtually immediate rupture of one or more steam generator tubes (combination of 
SLB and SGTR).

Leakages or ruptures on a steam generator tube will induce a drop in the RCS pres-
sure, an automatic reactor trip and actuation of the SIS and steam generator auxiliary 
feedwater systems.

When this occurs, operating personnel must identify and isolate the affected steam 
generator, shut down the SIS and cool the RCS via the unaffected steam generators 
to establish the operating conditions required to actuate the RHRS. If too much time 
elapses before the affected steam generator is isolated or the SIS is turned off, the steam 
generator fills up with water. This water may block open the discharge devices on the 
corresponding secondary loop (steam-dump valves and safety valves), thus allowing 
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coolant to leak outside the containment. If this occurs, the RCS must be depressurised 
to stop the leak.

SGTR (one tube or two tubes) accident scenarios that may lead to core melt include 
total loss of coolant from the secondary loop and failure of the SIS or implementation 
of feed and bleed by operators.

4.2.1.6. Accidents with total loss of heat sink or associated systems (H1)

These accidents involve either loss of the heat sink (unavailability of cooling water 
pumped in from a river or sea) at all the site’s units and directly leading to loss of 
the cooling systems (particularly that of the ESWS) or failure of the cooling systems 
used to remove heat via the heat sink (particularly loss of the ESWS, the CCWS or 
the RHRS).

Loss of heat sink initiates a reactor trip; the RCS is cooled by the secondary loops, 
which are fed by the EFWS. However, the EFWS tanks are not limitless. If the heat sink is 
not restored after a certain time, cooling by the secondary loops will no longer be possible.

Loss of the CCWS leads to:

 – shutdown of the RCS pumps;

 – shutdown of cooling of the thermal barriers of the RCPs. This may lead to an RCS 
break in the event of failure of the flow of injection water to the RCPs;

 – failure of cooling of the water released from the CVCS;

 – failure of cooling of some ventilation systems, which may lead to equipment fai-
lures (e.g., some pumps);

 – eventually, failure of containment cooling during operation of the SIS and the 
spray system during recirculation of the water in the containment sumps. The 
rise in the temperature of the water in the sumps may cause the recirculation 
pumps to fail.

In such an accident, intervention is required to bring the reactor back to a state where 
the flow of water to the RCP seals can be stopped without risk of damage to the seals 
(RCS pressure of no more than 45 bar and reactor-coolant temperature of no more than 
190 °C). The RCPs are shut off and the RCS is cooled by the secondary loops with natural 
circulation through the RCS.

Core melt in a reactor at power may be caused by failure of the EFWS to supply the 
steam generators followed by failure to initiate feed and bleed or failure to maintain a 
sufficient amount of water in the RCS in the event of a break on the RCP seals.

In the case of the various reactor shutdown states and depending on the initial reac-
tor state, core melt may be caused by failure of the EFWS, failure to maintain a sufficient 
amount of water in the RCS during the closed and partially open states of the reactor, or 
even failure of the makeup water when the RCS is initially open.
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4.2.1.7. Accidents with total loss of the steam generator feedwater 
supply (TGTA-H2)

These accidents are caused by equipment failures that lead to simultaneous unavail-
ability of the MFWS and the EFWS.

In these accidents, the secondary sides of the steam generators are quickly voided 
and lose their efficiency. The RCS heats up and its pressure rises to the set pressure of the 
pressuriser safety valves. The RCS empties and remains at high pressure until core unco-
very and melt occur. Core melt can thus occur while the RCS is pressurised. This poses a 
short-term threat for containment of the radioactivity released during core melt (ejection 
of corium into the containment during pressure-induced rupture of the vessel, resulting 
in “direct heating” of the containment (see Section 5.2.1), steam generator tube breaks).

To avert high-pressure core melt, reactor operators must:

 – open the pressuriser safety valves (SEBIM valves) and actuate the SIS (feed-and-
bleed operation) to cool the core;

 – ultimately, restore the feedwater supply to the steam generators so as to esta-
blish the operating conditions allowing operation of the RHRS.

The accident scenarios most likely to lead to core melt assume here failure of feed 
and bleed in either the short term (failure of the SIS to actuate or operator error) or in 
the longer term (failure of the SIS to operate, failure of the CSS to cool the containment).

4.2.1.8. Accidents with station blackout (SBO – H3)

These accidents are initiated by the quasi-simultaneous failure of the two 6.6 kV 
emergency switchboards (LHA and LHB) or loss of offsite then onsite power due to a 
series of events damaging to the power sources and which in turn trips the reactor and 
cuts off power to the reactor’s engineered safety systems.

If the RCS is closed when such an accident occurs, operators must attempt to bring 
the reactor back to a state where injection of water to the RCP seals is no longer neces-
sary. They must do this using the turbine generator (LLS), the test pump (injection to 
the RCP seals), the TDAFWP (turbine-driven auxiliary feedwater pump) and the steam-
dump valves. This state is characterised by an RCS temperature of no more than 190 °C 
and an RCS pressure of no more than 45 bar.

If the RCS is partially open when such an accident occurs, operators must attempt to 
bring the reactor back to an intermediate state where the RCS temperature is no more 
than 190 °C and the RCS pressure is no more than 45 bar. The test pump compensates 
for the water lost through the RCS vents.

If the RCS is open when such an accident occurs, a gravity-fed water-makeup system 
must be implemented as a short-term measure. This system is to be supplemented in 
the medium term by water injection by the adjacent unit’s charging pump (900 MWe 
series) or the petrol water pump (1300 MWe and N4 series).



58 Nuclear Power Reactor Core Melt Accidents

In all cases of SBO, the SBO generator (900 MWe series) or the combustion turbine 
(1300 MWe and N4 series) must be connected very quickly so that the systems enabling 
the reactor to return to a safe state may be restored to service.

The accident scenarios that may result in core melt include:

 – failure of the TDAFWP (900 MWe series), the TDAFWPs (1300 MWe and N4 
series) or injection of water to the RCP seals (which could lead to a break due to 
the loss of cooling) when the RCS is initially closed;

 – failure of the RCS makeup when the RCS is open.

4.2.1.9. Loss of onsite power

The accidents discussed here are caused by loss of voltage on one or more low-voltage 
switchboards.

In some cases, this loss of voltage may lead to partial unavailability of the feedwater 
supply to the steam generators and of the injection of water to the RCP seals.

The accident scenarios that may lead to core melt therefore are primarily “TGTA-H2” 
scenarios (total loss of the steam generator feedwater supply and failure of feed and 
bleed) and scenarios that lead to breaks on the RCP seals and failure to maintain a suf-
ficient amount of water in the RCS.

4.2.1.10. Transients involving automatic shutdown failure (ATWS)

The corresponding scenarios are caused by failure of the reactor to automatically 
trip upon insertion of the control rods following an internal initiating event that should 
result in an automatic trip.

These transients lead to loss of the MFWS and the EFWS is unable to remove the 
heat generated by the reactor core.

There may be three consequences:

 – loss of integrity of the RCS when its design-basis pressure is exceeded;

 – core damage (especially in the event of failure of cooling by the secondary side 
of the steam generators followed by failure of core cooling by feed and bleed);

 – rupture of the steam generator tubes caused by the large difference in pressure 
between the primary and secondary loops.

4.2.1.11. RCS transients

The corresponding scenarios encompass RCS transients caused in particular by 
ina dvertent operation of the SIS, uniform dilution (gradual drop in the boron concentration 
in the reactor coolant), non-uniform dilution (formation in the RCS of a water slug with 
low boron concentration that is subsequently injected into the reactor core), CVCS failure 
or uncontrolled rod withdrawal. These scenarios may lead to fuel degradation at each of 
the reactor’s operational states.
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In the levels 1 PSAs (both those of EDF and IRSN), the frequency of core melt due to 
uniform dilution is low compared to that of non-uniform dilutions. Based on studies to 
date of the potential consequences of non-uniform dilution, it is not possible to assess 
the risks of failure of containment integrity. For this reason, both EDF’s and IRSN’s 
level 2 PSAs use a simplifying assumption, i.e., short-term failure of containment inte-
grity. As a result, in these level 2 PSAs, non-uniform dilution contributes significantly to 
the risk of large early releases. Licensees must therefore aim to “practically eliminate” the 
corresponding scenarios.

4.2.2. Melt frequencies by scenario type determined by the 
level 1 PSA for the 900 MWe reactors

As mentioned earlier, the level 1 PSA developed by EDF is the reference assessment. 
It results in a core melt frequency of around 4.6 x 10–6 per year and per reactor for all the 
scenarios described in Section 4.2.1.

After completing its level 1 PSA, following an update to take into account changes 
planned during the third ten-yearly outages (VD3) for the 900 MWe reactors, IRSN esti-
mated core melt frequency2 to be around 7.5 x 10–6 per year and per reactor for all reac-
tor operational states. The contributions of the various types of scenario described in 
Section 4.2.1 are shown in Table 4.1.

Table 4.1. Distribution, by scenario type, of core melt frequency according to the findings of IRSN’s 
post-VD3 level 1 PSA for the CPY 900 MWe series.3

IRSN (post-VD3 update)

Scenario type
Core melt frequency

(per year/reactor)
% of total core 
melt frequency

Loss-of-coolant accidents (LOCA) 1.2x10–06 16%

Loss-of-coolant accidents occurring with containment bypass 
(V-LOCA)

2.2x10–07 2.9%

Steam line break accidents (FWLB, SLB) 5x10–08 0.7%

Steam generator tube rupture accidents (SGTR) 1.1x10–08 0.1%

Total loss of heat sink or associated systems (H1) 1.3x10–06 17%

Total loss of the steam generator feedwater supply (TGTA-H2) 1x10–06 14%

Station blackout (H3) 2.9x10–06 38%

Loss of onsite power (PDS) 5.1x10–07 6.8%

Transients involving automatic shutdown failure (ATWS) 3.3x10–08 0.4%

RCS transients3 3x10–07 4%

Total core melt frequency 7.5x10–06 100%

2. As indicated above, the term “core melt” encompasses situations leading to simple cladding failure 
as well as situations leading to total meltdown of the fuel in the reactor vessel.

3. At the time of publication of this document, non-uniform dilution (which numbers among the acci-
dents that can occur on the RCS) was undergoing a thorough review by IRSN in order to assess the 
new provisions proposed by EDF to prevent this type of accident.

http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx
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The findings of EDF and IRSN’s assessments show that the predominant scenarios 
are those caused by SBO.

4.2.3. Accident progression beyond core melt

The previous sections present the wide variety of scenarios liable to lead to core 
damage. However, it should be noted that although these scenarios can be triggered by 
different initiating events, they may lead to similar developments after core melt.

Indeed, understanding some of the characteristics of the state of the reactor at the 
time of core uncovery is sufficient to determine the subsequent evolution of the acci-
dent. These characteristics are used particularly in the interface between the level 1 PSAs 
and the level 2 PSAs, which will be discussed in Section 4.4. Examples of these charac-
teristics include:

 – the point at which the core melt accident occurs, as this determines the amount 
of residual heat in the core and thus the rate of progression of the accident;

 – the pressure in the RCS during the core melt accident: particularly accidents 
where failure of the RHRS leads to high-pressure core melt situations, which lead 
to specific risks of damage to the containment;

 – the state of the engineered safety systems, especially the availability of the 
CSS, which removes heat from the containment and removes airborne radioac-
tive substances from the containment atmosphere;

 – core subcriticality;

 – the state of the containment, particularly its isolation or the presence of a 
bypass (loss of coolant through a break outside the containment) or even failed 
closure of the equipment hatch.

The similarities in the expected progression of the various core melt accidents make 
it possible to generically assess the various phenomena that may come into play during 
these accidents. These phenomena are presented in Section 4.3.

4.3. General progression of core melt accidents 
and their management at reactors in operation 
in France and for EPR

4.3.1. Physics of core melt and associated phenomena

4.3.1.1. Core uncovery

 ► Start of core uncovery

Core uncovery begins when the fuel rods are no longer completely covered by coolant 
due to a loss of coolant in the reactor core. Depending on the initial state of the reactor, 

http://www.irsn.fr/EN/Pages/home.aspx
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the initiating event of the accident, system failures and any operating errors, core unco-
very can be reached within a matter of minutes, hours or days of the initiating event. Core 
uncovery leads to core melt only if a sufficient level of cooling cannot be restored.

For example, a 10 cm break in the RCS would, if water is not injected into the RCS by 
the SIS, lead to complete uncovery of the fuel rods in 30 minutes.

 ► Core uncovery with a pressurised RCS

The progression and consequences of the accident will vary depending on the pres-
sure in the vessel at the time of uncovery and vessel breach (as will be seen in subsec-
tions 5.1.4 and 5.2.1). In practice, a high-pressure core melt accident occurs when the 
vessel pressure is greater than approx. 15-20 bar (order of magnitude) at the time of 
breach.

A high-pressure core melt accident can occur in the following cases in particular:

 – failure of the secondary side of the steam generators to cool the RCS;

 – delayed core reflooding that causes the RCS pressure to rise to above 15-20 bar 
just before the vessel lower head is breached.

4.3.1.2. In-vessel fuel degradation (failure of the first 
containment barrier)

The physical phenomena involved in the progression of in-vessel accidents are dis-
cussed in Section 5.1. Section 5.1.1 explains core degradation in detail. Section 5.1.2 
deals entirely with the behaviour of molten materials in the vessel lower head before is 
breached. This section describes the steps involved in in-vessel fuel degradation.

 ► Oxidation and failure of fuel-rod cladding

As the water level drops in the reactor core, the uncovered part heats up under the 
action of the residual heat.

At normal operation, the Zircaloy cladding surrounding the core fuel is at a maxi-
mum temperature of 350 °C. At temperatures of 700-900 °C, the cladding becomes 
deformed due to the degradation of its mechanical properties.

During the accident, the pressure in the vessel may or may not be greater than the 
pressure of the gases4 in the fuel rods:

 – if the pressure in the vessel is lower than the pressure of the gases in the fuel rods, 
the heat causes the cladding to swell until it bursts (Figure 4.1);

4. These are inert fill gases introduced into the rods during manufacture, and noble gases (particularly 
xenon and krypton) produced by the nuclear fission reactions that occur in the fuel pellets inside 
the rods. The pressure of these gases depends on the fuel irradiation time. For example, it can vary 
between 80 and 140 bar for a 1300 MWe PWR.
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Figure 4.1. Degradation mechanisms of fuel cladding during severe accidents, at low pressure (gap: the 
space between the fuel pellet and the cladding which is filled with gas).

Figure 4.2. Degradation mechanisms of fuel cladding during severe accidents, at high pressure (gap: the 
space between the fuel pellets and the cladding which is filled with gas).
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 – if the pressure in the vessel is higher than the pressure of the gases in the fuel 
rods, the heat causes the cladding to push against the fuel pellets, promoting 
formation of uranium dioxide–zirconium (UO2-Zr) eutectic with a melting point 
of 1200–1400 °C (Figure 4.2).

 ► Hydrogen release and melting of the core materials

During fuel uncovery and degradation, the zirconium in the fuel-rod cladding oxidises 
on contact with the superheated steam5.

The oxidation reaction starts at around 1200 °C and accelerates considerably6 at 
around 1500 °C. However:

 – oxidation is a highly exothermic chemical reaction. It locally releases heat that 
is more than the residual heat. If cooling is unable to remove this heat, both the 
temperature of the materials and the oxidation rate rise. This phenomenon is 
known as “reaction runaway”;

 – the reaction releases hydrogen7 into the RCS. This hydrogen is carried all the way 
to the containment. If this hydrogen ignites inside the containment, it can cause 
a deflagration that, under certain conditions, leads to a detonation (the hydrogen 
risk in the containment is discussed in detail in Section 5.2.2);

 – the cladding is embrittled and more vulnerable to thermal shock.

Furthermore, the rate at which fission products are released increases with the 
increase in the temperature of the fuel pellets.

Schematically:

 – between 900 and 1800 °C, the metal components of the core either melt or 
vaporise (control-rod components, structural steel, non-oxidised Zircaloy in 
the cladding);

 – above 1800 °C, the other core components (oxides, etc.) begin to melt.

Figure 4.3 shows schematically the main phenomena involved in degradation of core 
materials.

Temperatures of the order of 2800 °C are required before the uranium oxide will 
begin melting. However, the presence of eutectic mixtures with the zirconium and 
steel of the control rods may cause molten materials to melt and relocate at lower 

5. According to the reaction Zr + 2 H2O → ZrO2 + 2 H2, with a DH of – 600 to – 700 kJ/mole of Zr and 
0.0442 kg of H2 produced per kg of oxidised Zr.

6. At 1500 °C, a cubic ZrO2 phase appears in the oxidised cladding, in equilibrium with a tetragonal ZrO2 
phase, which is stable at temperatures below 1500 °C. As the oxygen diffusion coefficient is higher in 
the cubic ZrO2 phase than in the tetragonal phase, the oxidation rate of the Zr speeds up very quickly.

7. Complete oxidation of 1 kg of Zircaloy produces around 0.5 m3 of hydrogen at normal temperature 
and pressure. Given the quantities of zirconium in the cores of the PWR units, this amounts to the 
production of around 1 kg of hydrogen per MWe.
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temperatures. This melting causes a local then general collapse of the reactor core 
and the formation of corium, a molten mixture of fuel and the materials of the struc-
tures that support the fuel in the vessel during normal reactor operation. This mixture 
is kept molten by the residual heat from radioactive decay of the fission products 
trapped in the corium.

At these temperatures, the most volatile fission products almost entirely escaped 
from the fuel (Section 4.3.1.6).

4.3.1.3. RCS failure during a core melt accident (failure of the second 
containment barrier)

 ► Vessel-lower head failure

The lower head of the vessel may be breached within a matter of tens of minutes or 
hours following collapse of the component elements of the core. This interval depends 
on the corium mass in the vessel lower head, the heat released by this mass and the 
presence or absence of water to remove part of this heat through evaporation. Vessel 
failure is discussed in Section 5.1.3.

Figure 4.3. Main phenomena involved in reactor-core degradation.
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 ► Induced steam generator tube rupture

During fuel degradation, the hot steam exiting the reactor core and circulating 
by natural convection through the RCS causes the RCS structures to heat up exces-
sively. If the RCS is pressurised during in-vessel core melt, these structure may yield 
and break. Induced rupture of the steam generator tubes would cause fission products 
to be released directly to the outside atmosphere via the safety valves on the secon-
dary loops (for example, the safety valves on the 900 MWe units are set at 76 bar). 
The phenomenology associated with high-pressure core melt accidents is discussed in 
Section 5.1.4.

4.3.1.4. Phenomena that can cause early failure of 
the containment during a core melt accident 
(failure of the third containment barrier)

 ► Direct heating of gases in the containment

If the RCS is pressurised when the vessel is breached, corium may disperse into the 
containment as it flows out of the vessel and cause a sharp rise in pressure as the heat 
contained in the molten corium is rapidly transferred to the gases in the containment 
atmosphere. This phenomenon is known as “direct containment heating” and is dis-
cussed in detail in Section 5.2.1.

 ► “Hydrogen risk”

Hydrogen risk is the possibility of loss of containment leak tightness and integrity 
during hydrogen ignition. Hydrogen is mainly produced by oxidation of the zirconium in 
the cladding and of structures of the fuel elements during core degradation and by oxi-
dation of the metals in the corium during the MCCI phase (Section 4.3.1.5). This hydro-
gen builds up inside the containment and can locally reach high concentrations that 
exceed the flammability threshold in the H2 + O2 + H2O gas mixture. The hydrogen risk 
is discussed in detail in Section 5.2.2.

 ► Steam explosion

The corium produced during a core melt accident may come into contact with water 
if it is present in the vessel lower head (if the molten corium relocates here) or in the 
reactor pit (if the vessel lower head is breached). As the corium is at a much higher tem-
perature than the water, this contact can trigger a very energetic interaction. On contact 
with the water, the corium may be highly fragmented and cause massive, instantaneous 
vaporisation of the water. Known as a steam explosion, this phenomenon is discussed in 
detail in Section 5.2.3.
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4.3.1.5. Phenomena that can ultimately lead to failure of containment 
integrity after a core melt accident

On contact with the corium, the concrete of the containment’s basemat in the reac-
tor pit begins to decompose under the effect of the heat emitted by the corium. Known 
as the molten core-concrete interaction or MCCI, this phenomenon leads to the pro-
duction of a large amount of gases that causes the pressure inside the containment to 
progressively rise. It is discussed in detail in Section 5.3.

4.3.1.6. Release of fission products

When cladding failure occurs, the fission gases (krypton [Kr], xenon [Xe]) and other 
volatile fission products (mostly iodine [I], caesium [Cs], bromine [Br], rubidium [Rb], tel-
lurium [Te] and antimony [Sb]) that have accumulated in the free volumes inside the fuel 
rods during operation of the reactor are released into the RCS. The same also occurs for 
a small portion of fission products in the fuel pellets.

The volatile fission products initially present in the fuel pellets are then progres-
sively released as degradation of the in-core fuel propagates. Nearly all the volatile fis-
sion products will have escaped from the fuel by the time it starts melting. The various 
phases of release of fission products are described more in detail in Section 5.5.2.

Releases to the environment depend on physical and chemical conditions that affect 
the transfer of fission products in the facility from the reactor vessel to the containment. 
These transfers are determined primarily by the type of fission products (gas or aerosol) 
and their chemical form.

The mass of aerosols (fission products, heavy nuclei, materials of the structures 
and control rods) released into the containment during fuel degradation may be high 
(e.g., around 1500 kg for a 900 MWe PWR). These aerosols agglomerate and sedi-
ment. This results in reduction factors for the aerosol mass suspended in the contain-
ment atmosphere of between 300 (around 24 hours after the last releases) and 2500 
(48 hours after the last releases). However, these values do not take into account 
aerosols that may be resuspended by, for example, dynamic phenomena inside the 
containment.

Special attention is focused on the behaviour of iodine given its complexity and the 
potential short-term radiological consequences of releases of radioactive iodine to the 
environment.

The main physical and chemical forms of iodine that can be found in the contain-
ment after a core melt accident are gaseous molecular iodine (I2), particulate iodine (i.e., 
in aerosol form, such as caesium iodide [CsI]) and gaseous organic iodine (e.g., methyl 
iodide [CH3I]). Among these three physical and chemical forms, organic iodine is the 
hardest for existing filtration systems to trap.

Very broadly speaking, during fuel-rod degradation iodine is released in the form of 
particles and gas into the RCS and then the containment.
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In the containment, the gaseous molecular iodine:

 – is rapidly adsorbed by the paint on the walls of the containment and reacts with 
this paint or the organic compounds emitted by it to create gaseous organic 
iodine. This organic iodine may be converted by radiation into iodine oxides, 
which are comparable to very fine aerosols;

 – mixes with the water in the containment sumps if the CSS is actuated;

 – is released outside the containment by direct or filtered leaks.

The iodine aerosols are deposited on the relatively cool walls and floors of the con-
tainment and, for example, are entrained to the containment sumps by the condensed 
water vapour. Depending on the physical and chemical conditions in the sumps and 
under the effect of the radioactivity, the iodine aerosols may enter into complex chemi-
cal reactions, the net effect of which is the production of gaseous molecular iodine that 
escapes into the containment atmosphere.

The noble gases (Xe, Kr) and the gaseous organic iodine are not deposited but instead 
released outside the containment by direct or indirect leak paths.

Releases, transfers and the chemistry of fission products are discussed in more detail 
in Section 5.5.

4.3.2. Containment failure modes

4.3.2.1. The Rasmussen report

4.3.2.1.1. Background

At the request of the US Nuclear Regulatory Commission, Professor Norman C. Ras-
mussen of the Massachusetts Institute of Technology (MIT), conducted from 1972 to 
1975 a scientific investigation into hazards created by the use of nuclear-power reactors 
(pressurised water reactors and boiling water reactors).

This overall survey gave a systematic analysis of possible accident scenarios. The 
report’s general conclusions were given as graphs showing the relationship between 
accident probabilities and “expected” numbers of cancer fatalities.

Published in 1975 under reference numbers WASH-1400 and NUREG 75-014, the 
Rasmussen report [1] is the first example of a comprehensive probabilistic safety assess-
ment (PSA) giving figures for the probable impact on the population (level 3 PSA).

Despite the considerable uncertainties of the probabilities and consequences, French 
and international safety authorities tried to draw practical conclusions from this study 
to improve the safety of power reactors and intervention by public authorities in the 
event of an accident.

The Three Mile Island accident of 1979 (Section 7.1) fuelled discussions on these 
subjects.
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4.3.2.1.2. Classification of the possible containment failure modes

Rasmussen’s classification of the possible containment failure modes is still in use 
today. The five main modes are shown in Figure 4.4:

 – mode α: steam explosion in the vessel or reactor pit caused by an interaction 
between the corium and the coolant, inducing loss of containment integrity in 
the short term;

 – mode β: initial or fast-induced loss of containment integrity;

 – mode γ: hydrogen explosion in the containment, inducing loss of its integrity;

 – mode δ: slow overpressurisation of the containment, inducing loss of its integrity;

 – mode ε: basemat melt-through by the corium, inducing basemat breach.

Mode V, which corresponds to bypasses of the containment by outgoing pipes, is 
dealt with separately, since it does not directly concern the behaviour of the contain-
ment building.
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Figure 4.4. Schematic diagram of the possible containment failure modes according to the Rasmussen 
report [1].
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4.3.2.2. Other failure modes

The possibility of loss of containment integrity by “direct containment heating” was 
identified in the early 1980s in the USA after the publication of the Rasmussen report.

Discussions held between 1987 and 1990 after the Chernobyl accident (Section 7.2) 
led to the identification of high-frequency accidents that can lead to significant reactivity 
insertion into reactor cores. Reactivity insertion is followed by a sudden and significant 
increase in the nuclear-power output of the reactor core and can trigger an explosion 
that would damage both the vessel and the containment.

Given its crucial importance for the consequences of a core melt accident, contain-
ment behaviour and its failure modes are the subject of many studies (Section 4.3.3.3). 
Chapter 6 of this document is devoted entirely to them.

4.3.3. Management of core melt accidents at PWRs in operation 
in France

4.3.3.1. Introduction

The resumption of core cooling and the preservation of the integrity of both the ves-
sel and the containment resulted in very little radioactive material being released to the 
environment during the core melt accident at TMI-2 (Section 7.1).

Yet, for several days the plant’s management as well as local and federal US authori-
ties wondered how the accident would progress and if it could lead the reactor to 
explode or the containment to fail and release significant amounts of radioactivity to 
the environment. The contradictory information given by the authorities, which were 
unable to assess the severity of the accident, spread panic throughout the populations 
within the vicinity of the nuclear-power plant. Nearly 200,000 people fled the area. 
Although its radiological consequences remained very limited, the accident prompted a 
major national crisis. It became apparent that it was vital to devise provisions and means 
for managing core melt accidents in a less improvised manner.

A twofold approach was adopted: (i) implement short-term provisions and means 
to better prevent core melt accidents and mitigate their consequences and (ii) expand 
research to improve knowledge of the physics of this type of accident. The provi-
sions and means put in place included implementing specific procedures and a new 
operating organisation (see Section 2.5.2), improving the integration of operating expe-
rience feedback and the development of simulation tools and resources for managing 
emergencies.

It therefore quickly became apparent that if the authorities were to be able to take 
the most appropriate and timely decisions to ensure the protection of people and the 
environment, it was vital to have a deeper understanding of the behaviour of contain-
ments, even under conditions far removed from those considered for their design, and 
the implementation of tools for simulating the potential developments of an accident, 
the corresponding releases and their transfer to the environment.

http://www.irsn.fr/EN/publications/thematic-safety/chernobyl/Pages/overview.aspx
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Studies were therefore conducted to:

 – investigate the possible containment failure modes (presented in the previous 
section) and assess the resources required to address them under the best pos-
sible conditions. This type of study subsequently went hand in hand, both at EDF 
and IRSN, with the development of level 1 and level 2 probabilistic safety assess-
ments (Section 4.2 and Section 4.4);

 – determine the environmental releases corresponding to different core melt base-
line accidents (Section 4.3.3.2).

EDF used the lessons learnt from this work to draft severe-accident operating guide-
lines (GIAG) (Section 4.3.3.4). These guides define the specific actions to be taken during 
severe accidents in order to ensure, for as long as possible, the best possible contain-
ment of radioactive substances.

The French public authorities plan to implement measures to protect populations 
near nuclear sites (Section 4.3.3.5) in addition to the general measures enacted as part 
of the ORSEC-RAD plan.

The main provisions taken in France to manage core melt accidents in operating reac-
tors are described in the following sections and are summarised in Figure 4.5.

4.3.3.2. Classification of releases associated with core melt accidents

 ► Definition

IRSN has determined specific types of releases, known as “source terms”. A source 
term is a specific type of release characteristic of a family of reactors and representative 
of a type of accident, i.e., in general a containment failure mode following complete core 
melt. The source term is taken into consideration when defining corrective actions to be 
taken to protect people under these conditions.

Three source terms, listed in decreasing order of severity, were defined in 1979:

 – source term S1 corresponds to short-term containment failure occurring no more 
than a few hours after the onset of the accident;

 – source term S2 corresponds to direct releases to the atmosphere following loss of 
containment integrity occurring one or more days after the onset of the accident;

 – source term S3 corresponds to indirect, delayed releases to the atmosphere 
through pathways allowing a significant amount of fission products to be retained.

Table 4.2 lists the orders of magnitude for these source terms for a 900 MWe reactor.

Broadly speaking, the primary aim of the research conducted on severe accidents 
to improve the safety of facilities was to eliminate, via adequate provisions and means, 
accidents liable to lead to S1 and S2 releases.

IRSN and EDF are currently conducting research to mitigate the consequences of 
accidents regardless of their severity in addition to eliminating the most severe accidents.

http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx
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Table 4.2. Source terms S1, S2 and S3 for a 900 MWe PWR expressed as percentages of the initial acti-
vity of the radioactive substances present in the reactor core.

Source term S1 S2 S3

Noble gases 80 75 75

Inorganic iodine 60 2.7 0.3

Organic iodine 0.7 0.55 0.55

Caesium 40 5.5 0.35

Tellurium 8 5.5 0.35

Strontium 5 0.6 0.04

Ruthenium 2 0.5 0.03

Lanthanides and actinides 0.3 0.08 < 0.005

 ► Radiological consequences

The initial S3 source term comes from the now-dated investigation of an accident 
scenario in the Rasmussen report [1] that was adapted to French reactors. It was partially 
updated in the late 1980s after emergency procedures were put in place in French reac-
tors. One procedure of note is the U5 procedure, which is associated with a system for 
decreasing the pressure inside the containment in the event of an accident (venting line 
with a sand filter that was subsequently retrofitted with a metal prefilter placed in the 
containment).

Since then, the baseline S3 source term is represented for studies by a delayed 
release filtered through the sand-bed filter. The release is assumed to spread somewhere 
between 24 hours and 48 hours after the onset of the accident. This source term is now 
periodically reassessed to take account of improved understanding of the behaviour of 
fission products.

The S3 source term was used in the 1970s to establish the technical foundations of 
offsite emergency plans (PPI), which are implemented to ensure short-term protection 
of people from environmental releases. The S3 source term is assessed for accident sce-
narios chosen for being “reasonably conservative” in terms of releases to the environ-
ment and offsite radiological consequences.

The doses received by people for an S3 release are estimated using the dose coef-
ficient values established by key international organisations (defined in the publications 
of the International Commission on Radiological Protection [ICRP] [2]). These estimated 
doses are used to determine whether measures implemented as part of offsite emer-
gency plans (evacuation, sheltering) to ensure short-term protection of people are 
“sa tisfactory” for S3 releases.

The radiological consequences for the environment depend primarily on short-term 
releases of iodine and longer-term releases of caesium (Section 5.5.1). In practical terms, 
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iodine releases “govern” short-term “management” of the accident while caesium 
releases govern medium- and long-term “management” of the accident.

 ► Improvement of understanding

Since the Three Mile Island accident, many experimental results have been obtained 
around the world regarding the phenomena associated with core melt accidents (see all 
of Chapter 5). France (in particular IRSN) played a major role in obtaining these results, 
particularly through the Phebus-FP programme, which was conducted at the Cadarache 
nuclear research centre (Section 7.3). Knowledge and understanding of the complex 
phenomena involved in such accidents have grown considerably. Likewise, abilities to 
predict changes in reactor-core state with the help of simulation tools have been signifi-
cantly improved (see Section 7.1.4).

Nevertheless, new experimental data on issues such as the behaviour of iodine 
and ruthenium inside the RCS and containment, the interaction between corium and 
concrete of containment basemats and in-vessel reflooding of damaged cores during 
core melt accidents are expected to be obtained in the coming five years. International 
research programmes conducted to improve knowledge of the progression of core melt 
accidents and the associated releases are presented in Chapter 5.

4.3.3.3. Investigation of the possible containment failure modes

 ► Introduction

While the source terms were being defined, studies being conducted in France fol-
lowing the publication of the Rasmussen report looked at the various possible modes of 
containment failure at France's nuclear-power plants as well as the ways to strengthen 
this last barrier to release.

These studies were conducted with realism in mind. The aim was not to perform a 
safety demonstration using conservative assumptions but rather to pragmatically find 
ways to improve facilities having a set basic design and define procedures for protecting 
the population under the best possible conditions. A number of these improvements and 
procedures called for implementing additional equipment.

It was thus in the wake of the TMI-2 accident that ultimate procedures (U proce-
dures) and associated provisions designed to avoid or mitigate the radiological conse-
quences of core melt accidents were progressively introduced at all units in France's 
nuclear-power-plant fleet (Section 2.5.2). The Severe-Accident Operating Guideline 
(GIAG) defines the specific measures to be taken and, where imposed by the progres-
sion of an accident, implementation of ultimate procedures designed to ensure the 
best containment of radioactive substances for the longest possible time. Figure 4.5 
summarises the main provisions taken in France to manage core melt accidents in 
operating reactors.

http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Research/Research-organisation/Research-programmes/PHEBUS-PF/Pages/Severe-accident-research-programme-PHEBUS-FP-3455.aspx
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 ► Initial containment failure

During normal operation, containment integrity is continuously monitored by a sys-
tem that is based on pressure measurements and is able to detect a large leak (open 
pe netration or hatch). The isolation devices of the containment penetrations are peri-
odically and individually inspected to ensure their integrity. Lastly, pressurising the 
containment (before the reactor is loaded for the first time then once every 10 years) 
makes it possible to compare the overall leakage rate of the containment with the tech-
nical requirements. All these inspections, which are presented in detail in Chapter 6, are 
carried out to assess containment leakage and prevent large leaks from forming when 
an accident occurs. It should be noted that direct leaks (uncollected leaks, discharged 
directly to the environment) are particularly important on account of their radiological 
consequences.

During an accident, direct leaks can occur if automatic isolation of containment 
pe netrations fails or if the integrity of the containment hatches is lost. This mode of con-
tainment failure (referred to as mode β) is very important as it can allow radioactivity 
to be released directly to the environment from virtually the very start of an accident. 
Ensuring “satisfactory” protection of nearby populations would be impossible under 
such circumstances.

To cope with this, EDF developed the U2 procedure entitled “What to do in the event 
of loss of containment integrity”. It defines the methods for monitoring containment 
integrity during accident situations (even non-severe accidents) once radioactivity rises 
to a specific threshold and for detecting and localising integrity breaches in order to 
correct them wherever possible. It supplements continuous monitoring of the contain-
ment leakage rate during normal operation, which only makes it possible to detect very 
large leaks.

The U2 procedure encompasses:

 – conditions for containment monitoring by measuring the activity released by the 
stack and the activity in the containment sumps, the peripheral rooms and their 
ventilation systems; and by checking the states of the isolation devices;

 – the actions to be taken, such as confirming isolation orders; localising leaks 
and implementing means to eliminate them; containment of rooms or, where 
the situation is under control and allows some containment penetrations to be 
reopened, reinjection into the reactor building of liquid waste collected in the 
peripheral buildings.

 ► Direct containment heating

The main risk associated with this phenomenon, which would be caused by corium 
breaching the vessel under pressure, is loss of containment integrity due to a rapid rise in 
the containment pressure. This rise in pressure is associated with corium fragmentation 
and diffusion of corium particles in the containment atmosphere, which cause the gases 
in the containment to heat up and may lead to combustion of the hydrogen there.
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Direct containment heating is prevented by reducing the possibility of high- 
pressure core melt. This ultimately involves intentionally reducing the pressure in the 
RCS so that the pressure in the vessel is below 15 or 20 bar (order of magnitude) when 
it is breached.

Direct containment heating is presented in detail in Section 5.2.1.

 ► Hydrogen explosion in the containment

Combustion of all the hydrogen produced by oxidation of the Zircaloy cladding in 
the active part of the core (amounting to 80% of the total mass of Zr in the core) would 
produce a pressure pulse that could affect the containment integrity of French PWRs.

Faced with this risk of loss of containment integrity from hydrogen combustion, in 
2001 ASN asked EDF to install passive autocatalytic hydrogen recombiners in all the 
reactors of France's fleet. EDF complied with ASN's request. This decision took into 
account neighbouring countries' decisions (e.g., Belgium, Switzerland and Germany) to 
install hydrogen recombiners.

The production and combustion of hydrogen as well as the associated risks (a hydro-
gen explosion in a containment can lead to loss of containment integrity [mode γ]) 
and the operation of a passive autocatalytic hydrogen recombiner are described in 
Section 5.2.2.

 ► Steam explosion in the vessel or reactor pit

A steam explosion may occur when hot, fragmented corium comes into contact with 
water present in either the vessel lower head or, after vessel melt-through, the reactor 
pit (water from the CSS).

The mechanical energy of a steam explosion in the vessel could cause the vessel to 
burst and generate missiles that could endanger the integrity of the containment and 
particularly the vessel head. Mode α, as defined in the Rasmussen report, corresponds 
to an in-vessel steam explosion that induces loss of vessel integrity and rips off the 
vessel head.

Mechanical studies of in-vessel steam explosions conducted by several international 
experts have led to the conclusion that a direct loss of containment integrity induced by 
mode α is highly unlikely. However, vessel breach caused by an in-vessel steam explo-
sion cannot be completely ruled out.

The energy released by a steam explosion induced by a flow of corium into a flooded 
reactor pit could compromise the strength of the structures adjacent to the reactor pit 
(particularly the adjoining walls and floors) and the strength of the various components 
of the RCS and especially the containment. R&D investigations are still being conducted 
on reactor-pit steam explosions. These investigations aim to demonstrate that such 
explosions do not lead to loss of containment integrity.
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French operating units do not at present implement special procedures or provisions 
regarding the risk of containment failure in the event of steam explosions in a reactor 
vessel or flooded reactor pit.

One possibility could be to limit the amount of water in reactor pits to reduce or 
even eliminate (if the pits can be kept dry) the risk of steam explosions occurring in 
them. However, it should be emphasised that a large amount of water in reactor pits 
would make it possible to cool part of the corium before it comes into contact with the 
concrete basemat of the containment and could delay erosion of the basemat by the 
corium and even, in some cases, prevent basemat melt-through. Managing the water 
in reactor pits in the event of a severe accident is the subject of supplementary studies 
incorporating the R&D results for steam explosions.

Steam explosions are presented in detail in Section 5.2.3.

 ► Slow rise in the containment pressure

Mode δ corresponds to loss of containment integrity from overpressure due to heat-
ing of the containment atmosphere caused by insufficient removal of the heat generated 
by the fission products and to the progressive formation of a very large amount of gases 
during erosion of the basemat concrete by corium. Added to these gases may be steam 
from the water used to cool the corium in an attempt to slow its progress.

If the containment atmosphere is not cooled, its internal pressure will rise inexorably 
and could lead to a loss of containment integrity after a period of 24 hours.

In the face of the possibility of irreversible loss of containment integrity, it was found 
appropriate to have a means of controlling the pressure inside the containment by 
allowing filtered releases.

The adopted solution consisted in using a containment penetration intended to vent 
pressure from the containment during its initial and subsequent periodic pressure tests. 
Known as “filtered venting”, this system consists of a set of valves, a relief valve and 
a sand-bed filter with a surface area of 42 m2 and a thickness of 80 cm. The system is 
located outside the containment and sandwiched between the penetration and the stack.

Filtered venting is used to:

 – limit then reduce the pressure inside the containment;

 – reduce the activity of the aerosols in the released gases by a factor of at least 10;

 – direct the filtered gases to the stack, where their activity is measured.

Tests of the filtration efficiency of such a sand bed and the optimisation of its geo-
metry and the flow conditions through it were conducted in the early 1990s by IPSN in 
its research facilities in collaboration with EDF. These tests showed that it was possible 
to achieve, and even exceed, the minimum efficiency sought (i.e., a reduction factor of 10 
for aerosols). The FUCHIA tests (at a filter scale of 1) showed that the filtration efficiency 
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of the filter sand was higher by one order of magnitude than the minimum efficiency 
sought for aerosols.

Nonetheless, in the event of an accident, the build-up of radionuclides in the filter 
sand could have led to problems of onsite radiation protection and filter cooling. Fur-
thermore, the rapid condensation of the water vapour in the pipes could have caused a 
hydrogen deflagration (the hydrogen/steam mixture from the containment was made 
explosive by the rapid decrease in the steam concentration). Various additional provi-
sions were thus implemented. One measure consisted in the addition of a prefilter on the 
filtered venting system inside the containment to filter aerosols while another entailed 
the addition of a heater on the line outside the containment upstream of the sand-bed 
filter. The prefilter lowers the radioactivity levels in the sand-bed filter. The line heater 
prevents the condensation of steam.

In the event of a core melt accident, the containment filtered venting procedure 
(known as U5) would be used only in close collaboration with the public authorities. The 
filtered venting system cannot be opened until at least 24 hours following the onset of 
an accident. This interval ensures that the system is used only when the concentrations 
of airborne radioactive substances inside the containment have sufficiently abated and 
allows time to implement appropriate measures to protect people (preventive eva-
cuation, sheltering) from the releases that will be discharged to the environment by the 
filtered venting system.

 ► Melt-through of the containment concrete basemat by corium

Mode ε corresponds to loss of containment integrity due to corium melt-through of 
the containment basemat.

Basemat melt-through

In the current state of nuclear facilities and according to current knowledge, corium 
can completely melt through the basemat within a period of time that depends on the 
characteristics of the basemat (concrete type8, basemat thickness9) but is always greater 
than 24 hours10.

The MCCI and the associated risks are presented in Section 5.3.

8. Siliceous concrete or silico-calcareous concrete.
9. The basemat thickness varies between 2.25 and 4.0 m depending on the series. It was initially only 

1.5 m thick at the units at Fessenheim (see Section 2.3.2.3 for more details), but was recently thick-
ened by 50 cm.

10. In response to the conclusions of the safety review conducted during the Fessenheim plant’s third 
ten-yearly outage, ASN asked EDF to implement provisions to increase the melt-through time in 
the event of a severe accident with vessel breach in Fessenheim units. EDF therefore increased the 
basemat thickness by 50 cm in the reactor pit and in an additional corium spreading area that was 
provisioned for corium spreading and cooling.
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 ► U4 provisions

The initial design of the basemats of EDF's nuclear-power plants includes a network 
of drain pipes and penetrations (particularly for the basemat monitoring systems). Cons-
truction measures were therefore taken to prevent direct contact of corium with the 
environment in the event of basemat erosion (filling with injected mortar or sealing with 
adequate metal plugs welded on the ends of pipes that had not initially been closed off).

The units at the Cruas site posed a specific challenge. Each unit rests on a top base-
mat that is connected to a bottom basemat by anti-seismic bearings. The empty space 
between these basemats is connected to the outside air and, in the event of a core melt 
accident, could allow unfiltered releases to escape outdoors. This prompted EDF to 
establish specific provisions (known as U5 – Cruas and U4 – Cruas, respectively) to pre-
vent such releases. These provisions entail:

 – venting the pressure inside the containment until it equals that of the space 
between the basemats at the time of melt-through of the top basemat so that 
the contents of the containment atmosphere are not ejected into this space;

 – completely flooding this space with water to reduce releases to the environment 
under the resulting effects of dilution, filtration and cooling, and adding sodium 
hydroxide to this water to obtain a basic solution that will dissolve the iodine in it.

 ► Bypass of the containment by outgoing pipes (mode V)

Loss-of-coolant accidents with containment bypass (known as V-LOCA) occur when 
coolant is lost through a break outside the containment in a loop connected to, but not 
isolated from, the RCS. V-LOCAs have two specific characteristics:

 – as coolant is lost outside the containment, the recirculation of water in the SIS 
is impossible;

 – in the event of core melt, fission products would be released directly outside the 
containment if the break is not isolated in time.

To prevent loss of containment integrity due to a V-LOCA, EDF implemented 
design and operation retrofits at all the reactors in France's fleet. In particular, these 
retrofits addressed the risk of containment bypass in the event of a break on the ther-
mal barrier of a reactor-coolant pump and the portion of the affected CCWS. These 
retrofits are designed to practically eliminate V-LOCAs that might lead to significant 
short-term releases.

Containment bypasses are discussed in Section 6.4.

 ► Rapid reactivity insertion accidents

Cases of rapid reactivity insertion due to accidental injection of a water slug with 
a low boron concentration into the reactor core (these non-uniform dilution acci-
dents may be caused by operator error, failure of the auxiliary systems or leaks on 
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steam generator tubes) are the subject of detailed studies that consist of the following 
three steps:

 – definition of a maximum volume of a de-borated water slug for which core sub-
criticality is demonstrated, on the basis of neutronic and thermal-hydraulic codes 
related to core subcriticality independent of the dilution accident considered;

 – definition of provisions designed to ensure that this maximum volume is not 
exceeded during each of the dilution accidents considered;

 – performance of a probabilistic assessment to determine the adequacy of the pro-
visions implemented.

4.3.3.4. Severe-Accident Operating Guideline (GIAG)

The purpose of EDF's Severe-Accident Operating Guidelines (GIAG) is to provide 
emergency-response teams with the guidance needed to ensure that radioactive subs-
tances are contained as best as possible. The GIAG describes the possible actions and 
recommendations for mitigating the consequences of severe accidents. These actions 
and recommendations are the subject of discussions between EDF and IRSN's experts to 
take into account advances in the understanding of severe accidents.

When the GIAG is implemented11, the priority is placed on safeguarding the contain-
ment rather than the reactor core.

When implemented, the GIAG overrides all other emergency operating procedures 
and responsibility for plant operation is transferred from the control-room operators 
to the emergency-response teams. The GIAG provides the emergency-response teams 
with the necessary guidance for defining the best system-usage strategies for safeguard-
ing the containment. The control-room operators implement the operating actions 
requested by the local emergency-response team.

During their third ten-yearly outages, specific instrumentation is installed in the 
900 MWe reactors to allow emergency-response teams to better assess the progress of 
core melt accidents and better inform the authorities about these accidents (contain-
ment hydrogen monitoring; detection of corium on the basemat of the reactor pit).

4.3.3.5. Radiological consequences of the S 3 source term and response 
plans of the public authorities

In the early 1980s the French public authorities explored the realistic possibilities 
of implementing measures to protect people (sheltering, evacuation) near France's 
nuclear sites. Based on the characteristics of these sites, the French authorities esti-
mated that evacuating people located within a 5-km radius of a site and sheltering 
people located within a 10-km radius of a site would be possible within 12-24 hours 

11. Main implementation criterion: the temperature of the gases exiting the core is greater than 1100 °C.

http://www.irsn.fr/EN/Pages/home.aspx
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of the onset of an accident12. They observed that implementing these measures would 
ensure a satisfactory level of short-term public protection against releases corres-
ponding to the S3 source term, which at the time had been assessed in the light of the 
response levels recommended then by international organisations.

When assessing radiological consequences, the S3 source term can be described as a 
release resulting from use of the containment filtered venting system to vent the con-
tainment 24 hours after the onset of an accident leading to core melt13.

The radiological consequences are calculated based on the weather conditions. The 
results are expressed in terms of effective doses from the radioactive plume (external 
and internal exposure), ground fallout, ingestion and equivalent doses to the thyroid 
(primarily due to iodine). The results are assessed in the light of the applicable public-
safety measures.

The public-safety measures that can be implemented during the emergency phase 
are indicated in the offsite emergency plans (PPI). The prefect may consider a number of 
public-safety measures:

 – sheltering;

 – ingestion of potassium-iodide tablets: people who may be affected by releases of 
radioactive iodine ingest the prescribed dose of potassium iodide when the order 
is issued by the prefect;

 – evacuation.

The ICRP, first in publication 103 (2007) then in publication 109 (2009) [2] issued its 
recommendations for the protection of people in emergency exposure situations. The 
primary purpose of these recommendations is to contribute to ensuring an appropriate 
level of protection of the population and of the environment against the harmful effects 
of radiation exposure, including in emergency situations.

By virtue of ASN decision 2009-DC-0153 of August 2009, sanctioned by the Order 
of 20 November 2009, the French public authorities set the response levels for radio-
logical emergencies at:

 – an effective dose of 10 mSv for sheltering;

 – an effective dose of 50 mSv for evacuation;

 – an equivalent dose to the thyroid of 50 mSv for potassium-iodide administration.

These levels are intended to guide the public authorities in taking public-safety mea-
sures in the event of an accident. For example, in the event of an accident with releases 
forecasted to result in effective doses of 10 mSv throughout a 1-km radius, the French 
public authorities would shelter people located in a more than 1-km radius.

12. These distances have been adopted as the radii of action in the French authorities’ offsite emergency 
plans (PPI) for all EDF sites in France.

13. Such a release is assessed for early-release accidents with large RCS break and failure of the SIS 
and CSS.
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For the S3 source term, IRSN estimated that the doses for the most radiosensitive 
individuals would remain below the response levels within a radius of up to 6 km for 
evacuation and up to 18 km for potassium-iodide administration for average14 weather 
conditions and along the axis of the wind, assumed here to be constant. However, due 
to uncertainties in the understanding of the phenomena involved in core melt accidents 
and the dispersion phenomena of radioactive materials in the environment, it has not 
yet been deemed advisable to change the radii of the offsite emergency plans (PPI) for 
France's nuclear-power plants.

Independent of its immediate radiological consequences, the Chernobyl accident 
(Section 7.2) highlighted the extent of long-term social and economic disruptions due in 
particular to contamination of food supply chains.

Restrictions on the distribution of foodstuffs, set beforehand by the European Com-
mission (maximum permitted levels [MPL] of radioactive contamination of foodstuffs), 
and which would be automatically enforced in the event of a new accident, are very low. 
In the case of releases corresponding to the S3 source term, distribution could be prohi-
bited across distances far from the release site (more than 100 km) for periods of varying 
length depending on the radionuclides released.

These observations prompted a search for ways to significantly reduce the maxi-
mum conceivable releases for Generation III reactors (see Section 4.3.4 on EPRs) and 
to attempt to reduce, to the greatest possible extent, possible releases from operating 
reactors as part of a process of continual safety improvement.

Following the interministerial directive of 7 April 2005 on the measures to be taken 
by the public authorities in case of an event leading to a radiological emergency, ASN 
set up a steering committee for management of the post-accident phase of nuclear acci-
dents or radiological emergencies (CODIRPA). The committee's mandate is to develop 
the policy on organisation of the actions of the public authorities following an accident. 
The first policy elements arising from CODIRPA's work (to read a general summary of 
CODIRPA's work, see the 29 January 2008 report on ASN's website www.asn.fr) led to 
the proposal of taking immediate actions (where warranted) right from the end of the 
emergency phase for the short-term post-accident phase and the long-term post-acci-
dent phase to:

 – limit the exposure of the population;

 – reduce land contamination;

 – prohibit the consumption and distribution of contaminated foodstuffs;

 – manage contaminated food waste;

 – monitor radiation levels in exposed populations.

14. Normal diffusion and wind velocity of 7 m/s.

http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/publications/thematic-safety/chernobyl/Pages/overview.aspx
http://www.asn.fr


Safety Principles for France’s Pressurised Water Reactors 81

4.3.4. Approach adopted for EPRs

Ambitious safety targets have been set for France’s EPR since 1993. These targets 
aim in particular at significantly reducing radioactive releases that may result from all 
conceivable accident situations, including accidents with core melt. These targets have 
led to implementation of the design provisions described on the following pages.

The corium catcher, a new system engineered for EPRs, is an example of these provi-
sions (Section 4.3.4.3). Its operation will have to be specifically demonstrated taking 
account of the related uncertainties.

4.3.4.1. General safety targets

The general EPR safety targets pertaining to severe accidents are specified in refe-
rence [4].

Accidents with core melt that may lead to large early releases (Section 4.3.2) must 
be practically eliminated. If they cannot be considered as physically impossible, design 
provisions must be taken to prevent them. This applies in particular to accidents with 
high-pressure core melt.
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Figure 4.5. Main provisions taken in France to manage core melt accidents in operating PWRs.
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Accidents with low-pressure core melt must be managed such that the associated 
maximum conceivable releases only require public-safety measures that are very limited 
in terms of scope and duration. This may involve:

 – no permanent relocation;

 – no need for emergency evacuation beyond the immediate vicinity of the nuclear 
site;

 – limited sheltering;

 – no long-term restrictions on the consumption of foodstuffs.

As regards accidents with low-pressure core melt, given the wide range of possible 
accident conditions, compliance with this target must be demonstrated by calculat-
ing the radiological consequences of various representative accidents that have been 
defined by taking account of the detailed design of the facility.

4.3.4.2. “Practical elimination” of accidents that could lead to large 
early releases

“Practical elimination” of accidents that could lead to large early releases is a matter 
of judgement. Each type of situation must be considered separately. Practical elimina-
tion can be demonstrated by deterministic or probabilistic considerations, taking into 
account uncertainties due to limited understanding of certain physical phenomena. 
However, practical elimination cannot be demonstrated simply by compliance with a 
generic probabilistic cut-off value.

Accidents with core melt that must be practically eliminated through design are as 
follows:

 – high-pressure core melt accidents that could lead to direct containment heating 
or steam generator tube rupture;

 – rapid reactivity insertion accidents, in particular those caused by rapid injection 
of insufficiently borated water in the reactor core;

 – in-vessel and ex-vessel steam explosions and global hydrogen detonations that 
could endanger containment integrity;

 – core melt accidents with containment bypass (via the steam generators or the 
loops connected to the RCS).

 ► “Practical elimination” of high-pressure core melt situations

In order to avoid high-pressure vessel melt-through (pressure greater than an order 
of magnitude of 15-20 bar) or a steam generator tube rupture, the top of the pressu-
riser of the EPR has three pressure relief valves and two other valves, that provide either 
feed-and-bleed or emergency blowdown of the RCS for severe accidents. The three 
pressure relief valves protect the RCS from overpressurisation. For the other valves, the 
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feed-and-bleed mode is used in the event of total loss of the steam generator feedwa-
ter supply; the emergency RCS blowdown mode is used to prevent high-pressure core 
melt. Either valve may be used for feed-and-bleed operation and emergency blowdown 
of the RCS. The three pressure relief valves and the two feed-and-bleed/high-pressure 
melt valves discharge to the same letdown line, which carries the water, steam or water/
steam mixture to the pressuriser relief tank (PRT) (Figure 4.6).

In addition, design provisions have been adopted to limit the diffusion of fragmented 
corium particles in the containment atmosphere in the event of vessel lower head melt-
through so as to avoid direct containment heating. These design provisions relate to 
the reactor pit and its ventilation system and are intended to prevent large amounts 
of corium exiting the reactor vessel from being carried from the reactor pit to the free 
volume of the containment.

 ► “Practical elimination” of rapid reactivity insertion accidents

Practical elimination of rapid reactivity insertion accidents by injection of a water 
slug with low boron concentration into the reactor core requires a detailed investigation 
of the various possible dilution scenarios that takes into account all the lines of defence 
for each scenario.

The investigation consists of the three steps discussed in Section 4.3.3.3.

Figure 4.6. EPR – Emergency RCS blowdown system.
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 ► “Practical elimination” of the risk of steam explosion

In order to prevent steam explosions in the event of high-temperature corium flows 
into the reactor pit, EPRs are designed with provisions for preventing water from enter-
ing the reactor pit before vessel breach occurs, even in the event of rupture of an RCS 
pipe.

EPRs also feature design provisions that avert steam explosions by preventing water 
from entering the spreading compartment of the corium catcher before the corium 
reaches it.

 ► “Practical elimination” of the risk of hydrogen detonation

The design-basis pressure and temperature of the inner containment wall must 
ensure the integrity and leak tightness of the containment even after a global deflagra-
tion of the maximum amount of hydrogen that may be in the containment during low-
pressure core melt accidents.

In addition, the volume of the containment and the mitigation means, such as the 
passive autocatalytic recombiners, must make it possible to reduce the hydrogen con-
centrations in the containment atmosphere to prevent the possibility of a global hydro-
gen detonation.

Lastly, the design of the containment internals must prevent, as far as reasonably 
possible, the possibilities of high local hydrogen concentrations. If it is not possible to 
demonstrate that the local hydrogen concentration remains below 10%, the absence 
of deflagration-to-detonation transition (DDT) and fast deflagration must be demons-
trated. Failing this, adequate provisions must be implemented, such as reinforcement of 
the walls of the corresponding compartments and of the containment.

4.3.4.3. Provisions for low-pressure core melt

Design provisions have been adopted for low-pressure core melt accidents in order 
to comply with the aforementioned general safety targets. The main provisions are as 
follows:

 – a corium catcher located at the bottom of the containment is used to retain and 
cool corium following vessel lower head melt-through (Figure 4.7). The corium 
catcher is designed to protect the containment basemat from MCCI. Corium is 
cooled in a spreading compartment. This compartment is separated from the 
reactor by a grid covered with a layer of sacrificial concrete and a discharge chan-
nel to protect it from thermomechanical loading caused by failure of the reac-
tor vessel. Design provisions prevent water from any part of the containment 
from entering this compartment before the corium spreads along its surface. The 
reactor pit and spreading compartment are lined with layers of sacrificial con-
crete to obtain the adequate characteristics of the molten mixture. Once spread 
along the layer of sacrificial concrete in the spreading compartment, the surface 
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(a)

(b)

Figure 4.7. EPR. Diagram of the corium catcher: (a) cutaway view; (b) top view with the spreading 
compartment in the foreground.
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of the corium is cooled by flooding it with water from the IRWST. In addition, 
the thermal loads imposed on the basemat are limited by a thick steel plate that 
is located under the layer of sacrificial concrete and cooled by cooling channels 
connected to the CHRS (see below);

 – the design-basis pressure and temperature of the inner containment wall make 
it possible to ensure containment integrity and leak tightness in the event of a 
severe accident:

• for at least 12 hours without removal of residual heat from the containment;

• after a global deflagration of the maximum amount of hydrogen that could be 
present in the containment.

 – a containment cooling system is used to remove residual heat, control the 
pressure inside the containment and preserve the long-term integrity and leak 
tightness of the containment in the event of a severe accident. This dual-train 
system is composed primarily of the IRWST, a specific heat exchanger and heat 
sink and a CSS. As mentioned above, this system may also be used to cool 
corium in the catcher. The dispositions for practical elimination of the risk of 
hydrogen detonation are given above;

 – all the containment penetrations (including the equipment hatch) lead to build-
ings where the inside air is ventilated and filtered. There must not be any direct 
leakage pathway between the containment and the outside environment. Loops 
that may be used to carry radioactive substances outside the containment are 
contained inside peripheral buildings with suitable confinement capacities. Pres-
sure-resistant penetrations in the containment must be designed to withstand 
loads resulting from core melt accidents.

Specific R&D programmes were required to develop the corium catcher and spread-
ing compartment. These programmes are presented in Section 5.4.3.

4.4. Level 2 PSAs: method and lessons from core 
melt accidents

Over the past three decades, and particularly since the Three Mile Island accident 
in the USA, level 2 PSAs have occupied an increasingly greater place in nuclear-reactor 
safety assessments in France and abroad. Level 2 PSAs are now either required or 
re commended by national safety regulators around the world. In the case of Genera-
tion III reactors, these requirements or recommendations apply right from the design 
phase. For example, EDF provided ASN with a level 2 PSA for the commissioning of its 
Flamanville-3 EPR.

For each accident leading to core melt identified in the level 1 PSA, the level 2 PSA 
aims to determine, based on knowledge of the physics of core melt accidents and stu-
dies conducted with computer codes simulating such accidents, the evolution of the 
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accident, possible failures of the containment and the range and kinetics of radioactive 
releases into the environment with the corresponding probabilities.

Level 2 PSAs therefore make it possible to assess the type and extent of radioactive 
releases outside the containment that could be caused by core melt with the corres-
ponding frequencies and contribute to assessing the overall safety of the facility. They 
make it possible to verify that the estimated frequencies of accidents that could lead to 
large releases to the environment are very low.

Level 2 PSAs are also used to assess the benefits of improvements to equipment (and 
particularly to existing systems) and procedures designed to reduce the probabilities of con-
tainment failure modes or mitigate the consequences of such failures in terms of releases. 
They may also contribute to the definition and introduction of systems for preventing 
severe accidents and mitigating their consequences as well as for improving the GIAG.

Lastly, they may also contribute to identifying and setting priorities for research pro-
grammes designed to improve understanding and modelling of the physics of core melt 
accidents.

In France, EDF and IRSN each developed level 2 PSAs for the 900 MWe reactors 
and, more recently, the 1300 MWe reactors. The PSAs developed by EDF are reference 
studies. In the period 2004-2009, the level 2 PSAs were used in particular to review 
safety during the third ten-yearly outages of the 900 MWe reactors. The rest of this 
section presents, for illustrative purposes, the method used by IRSN and gives examples 
of application of the level 2 PSA for the 900 MWe reactors as part of the safety reviews 
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Figure 4.8. Method used for the level 2 PSA conducted by IRSN for the 900 MWe reactors.

http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx
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conducted during the third ten-yearly outages of these reactors. This method is pre-
sented in Figure 4.8 and described in the following sections.

4.4.1. Methods of conducting level 2 PSAs

4.4.1.1. Interface with the level 1 PSA

Creating an interface with the level 1 PSA is the first step in carrying out a level 2 PSA. 
This interface must:

 – ensure transmission of information on the state of the affected unit at the end of 
the level 1 PSA (particularly the state of the engineered safety systems, the con-
tainment, the RCS pressure, etc.) that might significantly affect the subsequent 
evolution of the accident and the possible containment failure modes and the 
extent of the releases in particular;

 – group together sequences in the level 1 PSA (which generally has several thousand 
sequences) when they lead to an equivalent subsequent progression. Sequences 
having the same set of interface variables are grouped together in the same plant 
damage state (PDS).

The PDSs adopted make up the initiators of the event trees in the level 2 PSAs. 
Depending on the study methods used and the desired level of detail, as many as several 
dozen or several hundred PDSs may be considered when carrying out a level 2 PSA.

For example, in the case of the level 2 PSA conducted by IRSN for the 900 MWe 
reactors (known as EPS2 REP900), a little more than 300 PDSs were defined to group 
together the level 1 PSA sequences leading to core melt.

4.4.1.2. Severe accident event tree

The central element of the level 2 PSA is the event tree. This tree is used to describe 
all the events that may affect the progression of the severe accident up to the release of 
radioactive substances to the environment. The events in this tree may correspond to:

 – physical events (core degradation and formation of a corium pool; cladding oxi-
dation and hydrogen production; formation of breaks in the RCS for high-pres-
sure accidents; steam explosions that may lead to failure of the reactor vessel 
and possibly the containment; direct heating of the gases in the containment due 
to a pressure failure in the vessel and leading to containment failure; corium ero-
sion of the concrete basemat; mechanical failure of the containment; release of 
radioactive substances outside the core and their transfer into the facility);

 – human actions such as recovery of a means of water injection for in-vessel cool-
ing of the core or corium; depressurisation of the RCS; recovery of cooling by the 
steam generators; actuation of the CSS; actuation of the containment filtered 
venting system as well as errors in implementing the GIAG;

 – system failures.

http://www.irsn.fr/EN/Pages/home.aspx
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Once constructed, the event tree is used to determine, for each PDS, the various pos-
sible ways in which the accident may progress and the potential losses of containment 
integrity as well as assess the corresponding radioactive releases with their frequencies.

The models associated with the events are used to:

 – assign conditional probabilities, particularly to human actions (success or failure 
of the action based on the quality of the available information, lead times, com-
plexity of the decision process and the actions to be taken) or equipment failures;

 – update the state of the facility following the event (e.g., state of containment 
integrity after an energetic phenomenon).

Models of physical events are developed primarily from numerical simulations con-
ducted with tools such as the ASTEC code presented in Chapter 8 of this document.

Quantification of the events thus requires a large number of support studies (Sec-
tion 4.4.1.4) designed to best determine the plant’s behaviour.

IRSN’s level 2 PSA for the 900 MWe reactors looks at more than 100 events, result-
ing in the quantification of the frequencies of several thousands of different sequences.

In addition, a Monte Carlo algorithm is used to explain and assess uncertainties dur-
ing quantification of the level 2 PSA event tree.

4.4.1.3. Release categories

As the radioactive releases for each sequence in the level 2 PSA cannot be assessed, 
the sequences are grouped to obtain a limited number of release categories asso ciated 
with a containment failure mode as well as a range and a kinetic of the radioactive 
releases. The range of the releases can then be estimated using severe accident com-
puter codes, such as ASTEC or MAAP (see Chapter 8) or simplified models developed 
specifically for level 2 PSAs.

The various release categories and the associated frequencies make up the outcome 
of a level 2 PSA.

4.4.1.4. Level 2 PSA support studies

Developing a level 2 PSA requires conducting a large number of support studies to be 
able to determine the progression of the different level 2 PSA sequences and quantify 
their frequencies. Table 4.3 presents an indicative list of the aspects to be looked at in 
the case of a pressurised water reactor.

Drawn up as part of the ASAMPSA2 project15 of the 7th European Framework Pro-
gramme for Research and Technological Development (FP7), this list illustrates two 

15. The objective of the ASAMPSA2 (Advanced Safety Assessment Methodologies: Level 2 PSA) project 
was to develop best-practice guidelines for the development and implementation of level 2 PSAs 
based on feedback from 21 European partners involved in reactor safety. The project ended in 2012.

http://www.irsn.fr/EN/Pages/home.aspx
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facts: (i) defining and conducting support studies make up most of the work involved 
in conducting level 2 PSAs and (ii) these support studies are largely based on research 
findings in the field of severe accidents. More information on this is provided in the sub-
sequent chapters of this document.

While creating an event tree, determining the frequencies of the various categories 
of radioactive release and presenting the study findings constitute a smaller workload, 
they require methods that are specifically developed to the applications envisaged for 
level 2 PSAs.

Table 4.3. Studies required in order to conduct a level 2 PSA for a PWR.

Level 1 PSA/level 2 PSA interface

Level 1 PSA sequences are grouped together into PDSs that lead to the same type of severe accident pro-
gression, particularly in terms of containment failure mode and extent of the releases. Transients leading 
to core melt are investigated.

Human reliability analysis (HRA)

Identification of the human actions that may occur during the sequence (actions set out in the operating 
guidelines, emergency-response support, system recovery, etc.).

Quantification of the probabilities of failure of the various actions set out in the operating procedures.

Quantification of the physical phenomena and resulting loads for the containment
In-vessel accident progression phase

Definition and calculation of representative thermal-hydraulic sequences for each PDS.

Fuel degradation.

Rupture of the RCS including rupture of the steam generator tubes induced by a high-pressure core melt 
accident.

Hydrogen production.

Restoration of core cooling (reinjection of water in the core).

Vessel cooling from outside through flooding of the reactor pit.

Investigation of the consequences of in-vessel water injection (corium cooling, increase in the kinetics of 
the production of hydrogen by oxidation of the zirconium in the fuel cladding, rise in vessel pressure, etc.).

Investigation of the composition of the containment atmosphere (role of the hydrogen recombiners and 
the CSS) and possible rise in the containment pressure.

Effect of opening of the containment filtered venting system.

Studies of the distribution and combustion of the hydrogen released into the containment.

Investigation of the risk of criticality from corium.

Investigation of the possibilities of in-vessel steam explosion and the associated consequences (leak in the 
RCS, mechanical failure of the vessel, loss of containment integrity).

Investigation of a vessel rupture (mechanical failure) (time before rupture, type of rupture, etc.).

Quantification of the physical phenomena and resulting loads for the containment
Vessel rupture phase

Investigation of the phenomenon of direct containment heating if the vessel ruptures while it is pressurised.

Investigation of the consequences of a steam explosion in the reactor pit.

Investigation of the risk of criticality from corium.
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Quantification of the physical phenomena and resulting loads for the containment
Ex-vessel phase (MCCI)

Corium coolability.

Radial and axial erosion of the reactor pit walls and basemat (MCCI).

Impact of water injection (corium cooling, rise in containment pressure).

Assessment of the production of noncondensable gases (H2, CO, CO2, etc.) and steam during the MCCI.

Investigation of the change in the composition and pressure of the containment atmosphere.

Investigation of the distribution and combustion of hydrogen and carbon monoxide released into the 
containment.

Effects of opening of the containment filtered venting system.

Investigation of containment performance (integrity)

Investigation of the initial leakage rate (normal leakage rate, possible losses of integrity of some devices 
between periodic tests).

Investigation of the reliability of the containment isolation system.

Assessment of containment performance (integrity) under severe accident conditions.

1 – Mechanical response of the containment when subjected to quasi-static or slow pressure or temperature 
loads – Assessment of the maximum mechanical strength and fragility curves of the containment. Break size 
assessment.

2 – Assessment of the response of the containment assumed to be subjected to specific loads (effects of a 
steam explosion in the reactor pit on the adjacent structures, effects of a local hydrogen deflagration, etc.).

Assessment of containment penetration performance (integrity) under severe accident conditions.

Identification of possible containment bypasses (e.g., pipes in the basemats of some containments).

Investigation of containment in the auxiliary buildings (ventilation, filtration, dynamic containment, etc.).

Investigation of systems behaviour under severe accident conditions

Sump water recirculation and cooling system (removal of heat from the containment).

RCS safety valves (reliability of RCS depressurisation under severe accident conditions).

Steam generators (integrity of the steam generator tubes, steam generator cooling efficiency).

Instrumentation (availability of the reactor instrumentation under severe accident conditions).

Passive systems (hydrogen recombiners, etc.)

Core catcher (EPRs).

Quantification of radioactive releases outside the containment

Identification of key parameters for source-term assessment and definition of release categories.

Categorisation of fission product (FP) isotopes according to three volatility class (volatile FPs, noble 
gases, and semi-volatile or low-volatile FPs; see Section 5.5 for more information) and their physical form 
(aerosol or gas) in the containment.

Calculation of releases for representative sequences (use of integral codes such as ASTEC, MAAP or MELCOR 
(see Chapter 8), or use of simplified models developed specifically for level 2 PSAs.

Calculation of the radiological consequences for the level 2 PSA release categories (optional depending 
on the presentation of the level 2 PSA findings).



92 Nuclear Power Reactor Core Melt Accidents

4.4.2. Applications of level 2 PSAs in France

Conducting a level 2 PSA entails conducting highly comprehensive studies on the 
expected behaviour of a facility in the event of reactor core melt.

These studies may be used to support identification of ways to improve reactor 
safety through better design or operation. Nevertheless, the numerical results of level 2 
PSAs should be interpreted with great caution and associated, wherever possible, with 
an assessment of the uncertainties and considerations on the accuracy of the underlying 
assumptions (simplifications may be necessary for a level 2 PSA conducted during the 
design stage of a reactor whereas more detailed studies may be conducted at a later 
time once the design and operating procedures have been completed).

4.4.2.1. Use of level 2 PSAs during safety analyses

The 2002 basic safety rule (BSF) on the development and use of PSAs [5] established 
that PSAs, known as reference PSAs, must be carried out by the licensees of nuclear 
power plants and be submitted to ASN. As a result, IRSN reviewed these PSAs using 
independent studies of the same type.

Level 2 PSAs were used for the first time in a safety analysis, for reactors in opera-
tion, in the safety review associated with the third ten-yearly outages of EDF’s 900 MWe 
reactors (VD3 900) between 2004 and 2009. The analysis of the level 2 PSA showed 
the main sequences that contribute to the risk of radioactive releases and the points for 
which design or operating changes had to be studied or implemented. A few examples 
are described in Section 4.4.2.2 below.

Since this first application, a level 2 PSA has been conducted for the safety review 
associated with the third ten-yearly outages of EDF’s 1300 MWe reactors (VD3 1300) 
between 2010 and 2015. Level 2 PSAs are planned for all the following reviews.

4.4.2.2. Examples of application within the context of the safety review 
for 900 MWe reactors

4.4.2.2.1. Reinforcement of the equipment hatch

The containment of the 900 MWe reactors are designed to ensure their mechanical 
integrity and leak tightness against an absolute internal pressure of approx. 5 bar. Each 
containment is equipped with an internal steel liner to ensure its leak tightness. The 
mechanical integrity and leak tightness of the containments are checked periodically, 
particularly during the ten-yearly tests (tests at 5 bar absolute in air, see Section 6.2). 
Considering the vital role the containment can play in controlling severe accidents and 
their consequences, it was found appropriate to assess the ultimate mechanical strength 
of the containments beyond their design-basis pressure. As a result, mechanical strength 
tests were performed on containment models and detailed models for assessing the 
mechanical behaviour of these containments were developed (Figure 4.9). The findings 
of this research and studies are discussed more in detail in Section 6.3 of this document.

http://www.irsn.fr/EN/Pages/home.aspx
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Based on the results of the mechanical strength tests performed on the models and 
the results of the numerical simulations, IRSN and EDF deduced that the walls of the 
containments retained a satisfactory level of mechanical strength and leak tightness up 
to pressures well above their design-basis pressure (approx. 10 bar absolute) but that the 
equipment hatch closure system was a relative weak spot.

While developing its level 2 PSA for the 900 MWe PWRs, IRSN conducted detailed 
mechanical studies of the containment by constructing a fine-mesh model of the sin-
gular zones of the containment, particularly the equipment hatch. The results of these 
studies showed that, for some phenomena that may occur during a severe accident 
(direct containment heating [DCH] following mechanical failure of the pressurised ves-
sel, hydrogen combustion after reflooding of the in-vessel core), the calculated loadings 
could jeopardise the integrity of the equipment hatch closure system.

Drawing on the results of these mechanical studies, the level 2 PSAs showed that 
these energetic phenomena (DCH, hydrogen combustion) that lead to a sharp rise in 
containment pressure contributed significantly to the risk of radioactive releases.

This conclusion led the licensee to reinforce the equipment hatch during the third 
ten-yearly outages. The planned reinforcement will make it possible to ensure the inte-
grity of the equipment hatch up to a pressure of 8 bar absolute, which is significantly 
higher than the design-basis pressure of the containments.

Figure 4.10 shows the frequencies calculated during the level 2 PSA for the 900 MWe 
reactors conducted by IRSN for accidents leading to loss of containment integrity due 
to DCH or hydrogen combustion. Reinforcement of the equipment hatch closure system 
significantly reduces the risk of radioactive releases related to these energetic pheno-
mena (frequency reduced by a few 10-7/reactor-year). It should be noted that failure of 
the equipment hatch would result in direct releases to the environment.

Figure 4.9. Example of models of the containments of the CPY 900 MWe units used to conduct 
detailed mechanical studies of these containments and illustrating in particular the detailed modelling 
performed for the equipment hatch.

http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx
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4.4.2.2.2. Risk related to a steam explosion in the reactor pit

Due to the geometric characteristics of the reactor pit of the 900 MWe reactor series, 
the reactor pit and the top of the containment communicate. As a result, water may 
build up in the reactor pit if the CSS is operated. In the event of core melt and mechani-
cal failure of the vessel, molten corium (at a temperature of around 1700 °C) may then 
flow into this water and trigger an explosive phenomenon known as a steam explosion.

While conducting its level 2 PSA for the 900 MWe reactors, IRSN studied this phe-
nomenon using two codes: MC3D (to quantify the corium-water interaction pheno mena) 
and EUROPLEXUS (to assess the strength of the structures). The study’s conclusions 
showed that, under certain conditions, a steam explosion could generate vibrations vio-
lent enough to adversely affect the containment integrity.

The results obtained during the level 2 PSA for the 900 MWe reactors also showed 
that there are large uncertainties concerning the preceding conclusion. Figure 4.11 shows 
the calculated frequencies of accidents that may lead to large early releases and illus-
trates the results obtained in terms of the uncertainties about the frequencies of acci-
dents leading to containment failure.

The positive aspects of the presence of water in the reactor pit (vessel cooling from 
the outside, cooling of corium prior to its interaction with the basemat) must be assessed 
further in order to determine whether the reactor pit should be intentionally flooded in 
the event of core melt.

Given the positive and negative effects of the presence of water in the reactor pit, 
IRSN therefore deemed it better to wait for the results of the R&D work on steam explo-
sions to be consolidated before considering changing the design of the reactors or their 
operation under severe accident conditions. The assessment of the advantages and dis-
advantages of the various possible reactor pit flooding strategies is thus one of the mat-
ters that will be looked at during the third ten-yearly outages of the 1300 MWe reactors 
(2010-2015).
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Figure 4.10. Effect of mechanical reinforcement of the equipment hatch closure system on the esti-
mated frequency of accidents leading to loss of containment integrity.
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4.4.2.2.3. Detection of mechanical vessel failure16

During a core melt accident, very high temperature corium flows to the vessel 
lower head and may damage the vessel and lead to its mechanical failure (vessel melt-
through). Calculating the progression of corium-induced vessel damage and the time to 
vessel failure is a decisive factor in predicting the progression of the accident.

If the RCS remains pressurised without any influx of water, vessel failure will inevita-
bly occur shortly after corium reaches the vessel lower head. In all other cases, however, 
strong uncertainties exist as to the time to vessel failure (and even the possibility of such 
failure occurring).

These findings prompted IRSN, during the safety review associated with the third 
ten-yearly outages of EDF’s 900 MWe reactors, to recommend the installation of a 
means of detecting vessel failure to allow the emergency response teams to assess the 
progression of the accident.

As a result, ASN asked EDF to install a thermocouple in the reactor pit during the 
third ten-yearly outages of its 900 MWe reactors in order to be able to detect corium 
in the reactor pit. It also asked EDF to ensure the availability of this thermocouple over 
time.

4.4.2.3. Feedback on R&D

Conducting a level 2 PSA reveals areas where additional results should be obtained 
through R&D (i.e., cases where assessing the significance of one or more phenomena for 
the progression of an accident does not seem robust enough to allow clear operational 
conclusions to be drawn).

Three examples are discussed below.

16. SGTR: steam-generator tube rupture. Initial SGTRs (rupture of one or more steam-generator tubes 
weakened by corrosion, fatigue or wear) are accident initiators. Induced SGTRs are triggered by 
high-pressure core melt.
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Figure 4.11. Quantification of the probability of containment failure – level 2 PSA for the 900 MWe 
reactors (EPS2 REP900)16.

http://www.irsn.fr/EN/Pages/home.aspx


96 Nuclear Power Reactor Core Melt Accidents

4.4.2.3.1. Strategy for managing severe accidents prior to vessel failure

During a severe accident, core cooling failure may lead to degradation and melting 
of the fuel rods. If the operators are able to restore the SIS and CSS during the accident, 
two actions may be taken to limit the progression of the accident:

 – use the SIS to send water back into the vessel in order to cool the fuel;

 – decrease the pressure in the containment if necessary and use the SIS to remove 
airborne fission products.

Precautions must be taken considering that:

 – injecting water into a vessel with a damaged core may accelerate the production 
of hydrogen and repressurise the RCS;

 – using the CSS to decrease the pressure in the containment will make the contain-
ment atmosphere less inert and increase the risk of hydrogen combustion (the 
CSS causes the steam – an inerting agent – in the containment atmosphere to 
condense).

While conducting their level 2 PSA for the 900 MWe reactors, IRSN and EDF closely 
studied these control actions and their possible consequences in order to propose 
re commendations in the GIAG. These studies showed:

 – the existence of a strong coupling of the phenomena (e.g., starting up the CSS 
whilst reducing the containment pressure also helps to limit the amplitude of 
pressure spikes that may result from a hydrogen combustion event);

 – the difficulty in using the available simulation tools to predict hydrogen produc-
tion, the rise in pressure in the containment and the possibility of corium cooling 
during in-vessel reflooding of a partially melted core.

Implementing the current recommendations in the GIAG for operating the in-vessel 
water makeup and the CSS to prevent hazardous situations is complex. The findings of 
IRSN’s level 2 PSA reinforce the recommendations in the GIAG for limiting the risk of 
containment failure during in-vessel core melt. However, they also show that special 
attention must be placed on the possibilities of human error occurring during imple-
mentation of these recommendations. The only way to reduce the possibilities of human 
errors would be to simplify the GIAG.

In the light of this, IRSN launched two R&D programmes with EDF’s support. The 
programmes are designed to obtain a better understanding of reflooding of a partially 
degraded or melted core and the hydrogen risk related to use of the CSS as well as 
develop the associated models:

 – a programme on reflooding of a degraded core with formation of a bed of solid 
debris in the vessel (configuration that was observed in the vessel of the da maged 
reactor at Three Mile Island, see Section 7.1). This programme will include 
experiments in the PEARL facility designed by IRSN as well as the development 
of models for the ASTEC code to verify whether it is possible to cool debris beds 

http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx
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with varying properties (debris size, homogeneity and porosity of the debris bed, 
etc.) This programme is discussed more in detail in Section 5.4.1;

 – the ENACEFF programme (with CNRS), which consists of tests designed to bet-
ter characterise situations of hydrogen combustion in the presence of droplets 
produced by the CSS. The objective is to determine the effect of the droplets on 
flame acceleration in the event of hydrogen combustion and verify whether this 
acceleration can lead to a transition to detonation. This programme is discussed 
more in detail in Section 5.2.2.

4.4.2.3.2. Strategy for managing severe accidents after vessel failure

As explained above, the studies conducted by IRSN in support of the level 2 PSA 
for the 900 MWe PWRs revealed a probability of containment failure in the event of a 
steam explosion in the reactor pit as well as strong uncertainties about the occurrence 
of this phenomenon.

Margins on the preservation of containment integrity may be due to the mechanical 
strength of the civil engineering structures. However, their assessment requires the use 
of more accurate (3D) and validated models.

Furthermore, the possible positive effects of the presence of water in the reactor 
pit have yet to be adequately determined. Indeed, it is currently hard to assess just 
how much the water in the reactor pit would cool corium and prevent it from melting 
through the basemat.

Only advances in knowledge will make it possible to answer these questions more 
precisely. That is why IRSN is involved:

 – in programmes designed to better characterise the phenomena involved in steam 
explosions through tests in the KROTOS (CEA) and TROI (KAERI) facilities (see 
Section 5.2.3). Although the OECD’s SERENA2 programme on the subject ended 
in 2012, the lessons it provided show that R&D remains necessary in order to 
better assess the effects of steam explosions on containment integrity and leak 
tightness;

 – in the development and qualification of the MC3D code (ditto);

 – in the performance of 3D simulations of the mechanical resistance of the struc-
tures adjoining the reactor pit;

 – in experimental programmes designed to better assess the interaction between 
corium and the concrete of containment basemats and the possibilities of stopp-
ing basemat erosion by corium (VULCANO [CEA] tests, MCCI [ANL] tests, etc.) 
and the development of simulation tools (Section 5.3).

http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx
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4.4.2.3.3. Behaviour of hydrogen recombiners during severe accidents

Before being installed in the reactors in operation, the passive autocatalytic hydro-
gen recombiners were qualified, including by their manufacturers, to verify their effi-
ciency under core melt accident conditions. Some tests conducted by IRSN showed that 
even though the gas mixture near the recombiners is inflammable, the high tempera-
tures of the catalyst plates (heated by the recombination reaction between hydrogen 
and oxygen) could trigger hydrogen combustion. IRSN considered that it was necessary 
to determine the conditions that allow such combustion to occur and to better assess 
the risk of ignition of the containment atmosphere by the recombiners as well as the 
consequences on containment integrity. The possibility of the recombiners initiating 
hydrogen combustion is the subject of additional studies and research programmes of 
the OECD and SARNET. More information about these research programmes is provided 
in Section 5.2.2.

4.4.3. Conclusion on level 2 PSAs

Between 1990 and 2015, significant strides were made in understanding severe acci-
dents and the tools used to study and simulate them as well as in the development of 
level 2 PSAs. IRSN’s approach was to emphasise conducting realistic studies to deter-
mine priority areas for improvement of the design or operation of facilities. The realism 
of these studies increases with the advances made by the research programmes. In this 
way, the level 2 PSAs and codes for severe accidents presented in Chapter 8 contribute 
to integrating the most advanced knowledge for assessing the safety of facilities.

As regards the level 2 PSAs, and more generally severe accidents, international dis-
cussions and collaborations are very important today because they make it possible to 
confirm methods, studies and their conclusions [6], reach an international consensus 
on R&D priorities [7], and share the funding and findings of complex R&D programmes.

Level 2 PSAs were first applied for safety analyses with the safety reviews associated 
with the third ten-yearly outages of EDF’s 900 MWe reactors. They were subsequently 
extended to the safety reviews associated with the third ten-yearly outages for EDF’s 
1300 MWe reactors and the review of the licence application for the Flamanville 3 EPR.

Efforts are also being made at IRSN to expand the scope of application of the PSAs 
to external hazards such as floods and earthquakes. The events that led up to the Fuku-
shima-Daiichi accident show that such developments are necessary in order to better 
assess the risks at nuclear facilities.
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Chapter 5
Development of the  
core melt accident

5.1. Development of the accident in the reactor vessel

5.1.1. Progression of the core melt in the reactor vessel

5.1.1.1. Introduction

If the reactor core remains dry for a considerable length of time, the temperature 
of the fuel rods rises and may locally reach levels that cause significant and irreversible 
core degradation. The mechanisms of this degradation are both chemical and mechani
cal. Depending on the local temperature levels, degradation may result in more or less 
severe hydrogen production, fission product (FP) release, and molten corium formation 
and propagation towards the lower head. These phenomena have been studied in many 
national and international research programmes [1, 2, 11, 12, 15, 22]. The main degra
dation mechanisms that appear as the core temperature rises, as well as their conse
quences, are described in Section 5.1.1.2. This description is followed by a presentation 
of the main experimental programmes that have increased the state of knowledge of the 
degradation mechanisms, as well as a description of the modelling and computer codes 
that capitalise on that knowledge. The main mechanisms involved in the evolution of 
the fuel rod and core degradation are schematically shown in Figures 4.1, 4.2 and 4.3 of 
the previous chapter.
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5.1.1.2. Physical phenomena

5.1.1.2.1. Cladding oxidation and hydrogen formation

At temperatures above approximately 1300 K, the zircaloy in the cladding is exother
mically oxidised by the steam. This reaction plays a major role in aggravating the core 
degradation, as the thermal power that it releases can become significantly higher than 
the residual power. The equation of this oxidation reaction is as follows:

Zr + 2H2O → ZrO2 + 2H2

with an enthalpy reaction ∆H between – 600 and – 700 kJ/mole of zirconium and 
0.0442 kg of hydrogen produced per kg of oxidised zirconium.

This oxidation produces a zirconia (ZrO2) layer on the external surface of the cla
dding. The mass of oxygen absorbed by the cladding and the thickness of the oxide 
formed are governed by a parabolic time law. The square of the increase in the mass of 
oxygen fixed by the zirconium ∆M0 is proportional to the time interval ∆t, that is to say:

(∆M0 )
2 = K0(T)∆t

The reaction rate K0(T) varies as an exponential function of the inverse of tempera
ture (Arrhenius law) and, at temperatures above 1600–1700 K, the energy supplied to the 
cla dding by the reaction cannot be evacuated by convection with the steam; the reac
tion rate then increases rapidly, resulting in the cladding temperature exceeding the zir
conium melting temperature (2100 K). Numerous experimental and theoretical studies 
have focused on this phenomenon, which is now well understood. The hydrogen pro
duced can escape from the RCS (through a break, if there is one) into the containment 
building atmosphere; this results in an explosion risk regarding which the strength of the 
containment must be assessed. Knowing how to predict hydrogen production is therefore 
an important aspect of the safety studies, as we have already discussed in Section 4.3.

In the case of the 1300 MWe PWRs, the control rods are partly composed of boron 
carbide B4C (Section 2.3.2.1). This can also oxidise at temperatures above 1600 K, pro
ducing hydrogen. Little hydrogen is produced through this reaction, however, in com
parison with the volume of hydrogen produced by the zirconium oxidation reaction. In 
the case of 900 MWe PWRs, the AgInCd alloy in the control rods does not oxidise.

5.1.1.2.2. Meltdown of materials and interactions with the intact rods

The control rods melt at lower temperatures than the fuel rods, either through 
meltdown (the AgInCd alloy melts at temperatures above 1100 K) or, in the case of 
the 1300 MWe reactors, through a chemical reaction resulting in their liquefaction (with 
steel, the B4C forms a liquid eutectic mixture at temperatures above 1500 K). The B4C 
may also oxidise once the steel cladding and the zircaloy guide tube have disappeared. 
B4C oxidation is an exothermic process, effectively accelerating control rod degradation. 
It also produces hydrogen (always through steam decomposition, as for Zr oxidation), 
and part of the boron is in gaseous form (HBO2).
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After they melt, the control rod materials (including some steel) flow into the core 
and come into contact with the fuel rods, thereby weakening the cladding of those that 
are still intact through chemical interactions (forming eutectic liquids). It should be 
noted that the spacer grids made in Inconel may also react with the zirconium cladding. 
The major dissolution reactions include the AgZr and FeZr interactions, both of which 
form a eutectic liquid whose melting point is considerably lower than that of zircaloy. 
Experimental studies have been conducted on these interactions; the existing know
ledge of these interactions and their modelling is satisfactory. Some uncertainties still 
remain regarding the influence of B4C, however, as it seems to cause the cladding of the 
fuel rods to degrade at a lower temperature than that indicated by the models deve
loped using the current state of knowledge.

5.1.1.2.3. Cladding failure

The increased fuel temperature and the formation of fission gas within the pellets 
increase fuel rod internal pressure. The zircaloy cladding begins to distort when the 
temperatures exceed 1000 K, due to the degradation of their mechanical properties. In 
some cases, the pressure inside the fuel rods can exceed the pressure inside the reactor 
vessel. This overpressure within the fuel rod causes the cladding to swell as a result of 
creep. This phenomenon, which is called “ballooning”, can cause a mechanical failure in 
the cladding before they are oxidised. Some major distortion, referred to as “flowering”, 
has also been observed. This is the result of the fuel pellets growing in volume, causing 
additional stresses in the cladding. There are sufficient experimental data on these phe
nomena, and their modelling is satisfactory.

During a core melt accident, not all of the fuel rod cladding suffers from mechanical 
failures before they oxidise. The oxidised cladding that has not failed mechanically may 
lose its integrity as a result of other mechanisms occurring at higher temperatures. These 
other mechanisms are much less wellknown, however. The current hypotheses used to 
take them into account are based on experimental findings; consequently, it is accepted 
that the zirconia layer breaks above a certain temperature (typically around 2300 
to 2500 K). Another mode of failure may occur when the thickness of the zirconia layer 
is less than a certain value (approximately 300 mm). The rupture mechanism involved 
is still poorly known, and it is modelled using a correlation deduced from the results of 
integral experimental programmes such as Phebus and CORA (Section 5.1.1.3.1), which 
use a rupture temperature that varies according to the thickness of the zirconia layer. 
In order to improve our understanding of the mechanism involved, it would be neces
sary to perform experiments that are both difficult and costly. Such experiments are not 
planned, as most users of the computer codes consider that the modelling described 
above is adequate for representing this mechanism in the computer codes used to simu
late core melt accidents. It should nevertheless be remembered that the zirconia layer 
rupture criterion is a key parameter in these codes, as it defines the threshold for liquid 
zircaloy relocation towards the lower parts of the core.

http://www.irsn.fr/EN/Research/Research-organisation/Research-programmes/PHEBUS-PF/Pages/Severe-accident-research-programme-PHEBUS-FP-3455.aspx


104 Nuclear Power Reactor Core Melt Accidents

5.1.1.2.4. Zircaloy melting and fuel dissolution

When the zircaloy melting point is reached, the UO2 fuel is partially dissolved by 
the liquid metal (which does not flow out of the cladding as long as the zirconia layer 
remains intact). This may result in the mechanical integrity of the fuel rods being lost 
and the fragments produced in certain areas of the core accumulating long before the 
UO2 melting point is reached (approximately 3100 K). The resulting fusiondissolution, 
mechanical degradation and relocation of core materials within the reactor vessel (melts 
of molten materials and local accumulations of fragments) determine how the distri
bution of the degraded materials in the reactor core evolves during the course of the 
accident, and these must be taken into account in the modelling in order to realistically 
predict the degraded condition of the core. This can then be used to predict which areas 
are likely to be cooled if water is injected (reflooding) and which areas cannot be cooled 
because molten materials have accumulated, thereby preventing water from reaching 
them. Many experimental studies have been conducted in order to study changes in the 
distribution of the degraded materials in the core during the course of a core melt acci
dent and considerable knowledge has been gained as a result, but the modelling is not 
yet satisfactory, undoubtedly due to the complexity of the phenomena involved. Despite 
the progress made (the development of mechanistic models based on detailed analyses 
of tests conducted on fuel rod clusters), some experimental results are still difficult to 
explain or interpret using the existing models, particularly the finding that fuel pellet 
dissolution exceeds the possible values based on the phase diagrams. It also remains dif
ficult to model the simultaneous phenomena of fuel pellet dissolution and cladding oxi
dation. An ISTC (International Science and Technology Centre, a European Commission 
body) project named THOMAS, led by IBRAE (the Nuclear Safety Institute of the Russian 
Academy of Sciences in Moscow) resulted in the development of a model capable of 
computing the oxidation of a large corium pool (with natural convection processed in 2D 
or 3D) and the formation and dissolution of solid crusts at the edge of the pool.

5.1.1.2.5. Corium flow

The flow of the molten materials through the degraded core and their solidification 
in its colder areas may result in considerable localised reductions in coolant flow cross
sections (Figure 5.1 clearly shows this phenomenon), which directly affects coolant flow 
and the cooling of the degraded core. This flow depends on various factors including 
the viscosity of the molten mixture, which is a function of its oxidation degree. In the 
2100–2900 K temperature range, the viscosity of a UZrO mixture is an increasing func
tion of the oxygen content. Knowing how to calculate the oxidation of such mixtures is 
thus particularly critical in determining the corium flow. The current understanding of 
this phenomenon is incomplete, notably because, in most of the experiments conducted 
(Phebus, CORA and PBF, described in Section 5.1.1.3.1), the corium globally flows in a 
single direction (a onedimensional flow). It is likely, however, that corium radial flow 
would be just as important if not predominant1 in the case of an accident affecting a 
reactor core. Various corium flow models provide partially satisfactory results, i.e. they 

1. This is illustrated by the example of the Three Mile Island core melt accident, although this accident 
scenario is a special case (Section 7.1).

http://www.irsn.fr/EN/Research/Research-organisation/Research-programmes/PHEBUS-PF/Pages/Severe-accident-research-programme-PHEBUS-FP-3455.aspx
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generally predict the place in which the molten materials accumulate, but they are not 
capable of accurately predicting the resulting porosity (experimentally, it is found that 
the molten materials still do not occupy all of the available space). For the moment, 
however, it is not possible to improve them on the basis of existing experimental data. 
In the experiments conducted with corium melts, the corium flow is closely linked 
both with the localised temperatures reached in the tested fuel assemblies and with 
the degree of oxidation in the corium. These data cannot be determined sufficiently 
accurately from the experimental results or computed from the models, due to the 
complexity of the phenomena involved. Furthermore, in most of these experiments, 
corium progression is onedimensional. The flow models have not been validated using 
sufficiently largescale two or threedimensional test data. Uncertainties also remain 
regarding the physical properties of corium, notably its solidus and liquidus tempera
tures, as well as regarding the apparent viscosity (the viscosity of the liquidsolid mix
ture) where the solid and liquid phases are present simultaneously. These properties 
directly influence the corium flow.

Figure 5.1. Photographs of two crosssections of the fuel assembly after the QUENCH02 test. These 
show the distribution of the solidified molten materials (melts) between the rods and the impact of 
these melts upon their degradation. The solidified melts are visible between the rods. They either totally 
block the spaces between the rods (position A, lower left) or partially block the spaces, leaving porosities 
(photograph, lower right).
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5.1.1.2.6. Oxidation of the molten mixtures

When the corium flows through the core, it contains zircaloy that has not been com
pletely oxidised. On contact with the steam, the zircaloy continues to oxidise. No experi
mental measurements of a UZrO liquid mixture oxidation rate are available. However, 
during integral tests such as QUENCH (reflooding of an assembly of alreadyoxidised 
rods), substantial hydrogen production has been observed over a very brief period in the 
case of scenarios involving reflooding or a local increase in steam flow rate. This observa
tion is particularly important when assessing the hydrogen explosion risk, as reflooding 
may lead to the instant hydrogen release rate within the containment temporarily exceed
ing the capacity of the hydrogen recombiners in the containment building concerned.

The QUENCH tests were the first that could be used to understand this effect, but 
they had two disadvantages. Firstly, the use of ZrO2 pellets instead of UO2 pellets forms 
a corium that is a ZrO mixture instead of the UZrO mixture that would be formed in a 
reactor core melt accident. Secondly, it is difficult to distinguish between the oxidation 
itself and the other phenomena (flow, cooling, etc.) in these integral tests; as a result, 
it is not possible to determine whether the materials oxidise while they are flowing or 
afterwards. The most likely explanation regarding the prolonged and intense oxidation 
of zircaloy is that of a relatively slow melt consisting of the very hot UZrO liquid mix
ture (progressing at a speed of up to a few mm/s) along the fuel rods. The oxidation 
kinetics of such a mixture depend on the ability of steam to access the zircaloy and, 
therefore, on the porosity of the medium. The more the liquid mixture fills the open 
spaces, the lower the oxidation kinetics are. From this point of view, the zircaloy oxida
tion phenomenon is globally understood and most computer codes include models for 
calculating core melt progression in the reactor vessel. The validation of these models is 
still often very succinct, however. In particular, more analytical test results are needed; 
these could be used to determine the oxidation rates for UZrO melt mixtures. The 
hypothesis of zirconia layer spalling in the event of reflooding (detaching zirconia layers 
from the rods, bringing the metal zircaloy into contact with the water or steam) does 
not provide a valid explanation for the intensified oxidation process while the rods are 
being reflooded. To date, no experimental results support the existence of such spalling 
in the case of the zircaloy 4 or the M5 alloy (there is very little experimental data for the 
latter), which are used as cladding materials in the PWRs. It has only been found in the 
case of alloys that are not used in the French PWRs, such as the E110 (ZrNb) used in the 
Russian PWRs (VVER).

5.1.1.2.7. Formation of a corium pool and corium flow into 
the lower head

If the temperature reaches the melting point of UO2, a “molten pool” forms in the 
reactor core. Due to the formation of the eutectic liquids, the melting temperature may 
be several hundred degrees below that of the UO2 melting point (3100 K).

As the eutectic molten mass increases, the pool expands axially and radially in the 
core until it reaches either the baffle or the core support plate (internal structure; see 
Section 2.3.2). At this moment, the corium flows into the lower head. Considering its 
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low surface/volume ratio, the corium pool formed in this way is very difficult to cool; as 
a result, it may grow by incorporating the rods located around it, even if it is reflooded. 
This is what occurred in the Three Mile Island accident (Section 7.1).

It is essential to predict the weight, composition and temperature of the mate rials 
reaching the lower head during the course of the accident, as well as the instants when 
these materials do so, in order to study the subsequent sequence of events of the acci
dent. These phenomena are modelled in most computer codes. Their level of valida
tion and detail are satisfactory, considering the experimental data available. Only partial 
data is available, however, as they exist either for smallscale, virtually onedirectional 
fuel rod assemblies (around twenty rods, in the case of the Phebus assemblies), or for 
preformed debris beds, which are also small (RASPLAV, ACRR and PhebusFPT4; these 
programmes are described in Section 5.1.1.3.1 and Section 5.1.2.3.1). At present, there 
are no experimental data allowing detailed characterisation of corium pool formation 
and flow in the core. More representative data are still to be obtained in order to charac
terise the evolution of a corium pool through twodimensional rod assemblies.

The degradation may ultimately result in very different configurations in the core 
simultaneously, ranging from intact or barely degraded rods to the formation of a 
corium pool or a bed of debris. These different degraded core conditions are described in 
greater detail in Section 5.4.1.

5.1.1.3. Experimental programmes, modelling and computer codes

5.1.1.3.1. Experimental programmes

This section provides a brief description of the main experimental programmes, rang
ing from the oldest to those still under way or scheduled in 2015, to study the degrada
tion of the core materials. The programmes performed have provided data for validating 
the computer codes. An OECD summary report presents all the tests whose results have 
been used to validate the core melt accident simulation computer codes [13].

Separate effect tests on the oxidation kinetics of fuel rod materials and the 
associated chemical interactions: many tests conducted by different teams including 
Forschungszentrum Karlsruhe (PzK) of Germany, and Atomic Energy of Canada Limited 
(AECL) of Canada have determined the oxidation kinetics of zircaloy, UO2 dissolution by 
the molten zircaloy, B4C oxidation (FzK and IRSN), zircaloy dissolution by the molten 
steel, etc.

Separate effect tests on cladding failure mechanisms: these tests (for example, the 
EDGAR tests conducted by CEA) have helped to determine the cladding creep law based 
on the cladding temperatures and the oxidation conditions.

LOFT-FP [19]: this test programme, which was completed in 1985, was conducted 
by the Idaho National Laboratory (INL) of the United States on an assembly consisting 
of 121 UO2 fuel rods with inpile nuclear heating. It consisted of tests on fuel assembly 
degradation and FP release, and involved temperatures up to 2400 K (locally). Steam 
cooling was used, followed by water reflooding.

http://www.irsn.fr/EN/Research/Research-organisation/Research-programmes/PHEBUS-PF/Pages/Severe-accident-research-programme-PHEBUS-FP-3455.aspx
http://www.irsn.fr/EN/Research/Research-organisation/Research-programmes/PHEBUS-PF/Pages/Severe-accident-research-programme-PHEBUS-FP-3455.aspx
http://www.irsn.fr/EN/Pages/home.aspx
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PBF-SFD [20]: this test programme, which was completed in 1985, was conducted 
by INL on an assembly consisting of 32 UO2 fuel rods with inpile nuclear heating. It 
also included tests on fuel assembly degradation and FP release, but at temperatures 
up to 2600–3100 K (locally). Steam cooling was used, followed by water reflooding (for 
certain tests).

NRU-FLHT [14]: this test programme, which was completed in 1987, was conducted 
by AECL on an assembly consisting of 16 nonirradiated UO2 fuel rods with inpile nuclear 
heating. These degradation tests were unusual because they used fuel rods 3.7 m high 
(fullscale).

ACRR-MP [8]: this test programme, which was completed in 1992, was conducted 
by the Sandia National Laboratory (SNL). It consisted of inpile tests of small debris bed 
melting (UO2 + ZrO2) in an inert atmosphere, at temperatures up to 3000–3200 K. The 
formation and then flowing of a corium pool were observed.

CORA [17, 18]: this test programme, which was completed in 1993, was conducted 
by KIT (formerly FzK) on an assembly consisting of 25 nonirradiated UO2 fuel rods with 
electric heating. It consisted of tests in which fuel rod temperature reached 2200 K 
(locally). Each test included a steam preoxidation phase, followed by reflooding with 
water or steam at a high flow rate.

QUENCH [21]: this test programme, which was still under way in 2013, was con
ducted by FzK on an assembly consisting of 25 nonirradiated ZrO2 fuel rods with elec
tric heating. It consisted of degradation tests and involved temperatures up to more 
than 2000 K (locally). Steam cooling was used, followed by water reflooding. Recent 
tests have studied the behaviour of cladding materials other than zircaloy4, such as 
E110 or M5 (ZrNb alloys).

Phebus FP [5]: this test programme, which was completed in 2004, was conducted 
by IRSN on an assembly consisting of 21 irradiated UO2 fuel rods with inpile nuclear 
heating. It involved degradation and FP release tests with temperatures up to 2600–
3100 K (locally). Steam cooling was used.

ISTC 1648 (QUENCH): this test programme, funded by the International Science 
and Technology Centre (ISTC), was conducted by NIIAR (Scientific Research Institute 
of Atomic Reactors) in Russia. It aimed at studying the reflooding of a core that has 
reached temperatures exceeding 2000 K (locally), and performed three tasks: conduct
ing degradation and reflooding tests using irradiated VVER fuel components, performing 
reflooding tests using a new VVER assembly of 31 rods, and developing a reflooding 
model for the SVECHA code by IBRAE (Nuclear Safety Institute of the Russian Academy 
of Sciences). The results of this programme have not been publicly published, but some 
reports are available by contacting ISTC.

PARAMETER: this test programme, funded by ISTC and launched by LUCH (Scientific 
Manufacturer Centre, Russia), studied the degradation of fuel assemblies consisting of 19 
nonirradiated prototype fuel rods for VVER reactors (the tests were similar to those of 
the QUENCH project, but used UO2 pellets instead). The experimental apparatus was 

http://www.irsn.fr/EN/Research/Research-organisation/Research-programmes/PHEBUS-PF/Pages/Severe-accident-research-programme-PHEBUS-FP-3455.aspx
http://www.irsn.fr/EN/Pages/home.aspx
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used to reflood the system from above or below, at temperatures up to 2300 K at the 
moment it was reflooded. Three tests had been conducted by the end of 2009. After the 
apparatus had been considerably degraded in the first test, care was taken to ensure that 
the temperature did not exceed 1870 K at the hottest point during the preliminary oxi
dation phase in the subsequent tests, in order to preserve the integrity of the fuel assem
bly holder. A fourth test was conducted in 2010, with a preliminary oxidation phase in air 
intended to simulate the entry of air into the reactor vessel. This programme’s experi
mental data have not been publicly published either, but some publications discuss the 
validation of computer codes using some results of these tests.

Few inpile experimental programmes study the phenomena involved when core 
melts go so far as to form a debris bed or corium pool in the core and corium flows into 
the lower head, with the exception of Phebus FP and ACRR. The LOFT and PBF tests 
attained latephase fuel degradation but did not involve detailed analysis of rod melt 
and corium progression.

The Three Mile Island accident remains the only available source of knowledge on 
the condition of a reactor core following massive melting (Section 7.1). This accident 
and the condition of the reactor core have been analysed in detail; the results have been 
published and are publicly available [4, 15, 26, 27]. Figure 7.7 shows the condition of the 
core following the accident. Of particular interest are the large molten pool within the 
core, the collapse of a large portion of the rods above the pool (forming a debris bed) and 
partial corium relocation towards the lower head. Two aspects of the accident scenario 
are worth noting: the highpressure sequence, and the corium melt in the lower head 
after the core was, at least partially, reflooded.

5.1.1.3.2. Core melt modelling and computer codes

This Section provides a brief description of the main dedicated models and computer 
codes used to simulate the phenomena of reactor core material degradation occurring 
in a core melt accident (it does not describe the integral computer codes used to process 
all of the phenomena involved in a reactor when a core melt accident occurs, as these 
are presented in Chapter 8).

SCDAP/RELAP (US NRC, United States Nuclear Regulatory Commission) is a 
mechanistic2 computer code developed by INL. It is the result of coupling the RELAP 5 
thermalhydraulic code with the SCDAP core degradation modelling code. Its core 
mo delling is based on parallel, onedimensional channels and includes several models 
for simulating various aspects of fuel rod changes during the course of their degrada
tion: heat transfers, residual power, cladding oxidation, fuel dissolution, cladding failures 
and FP release. This computer code is no longer developed by NRC but a private version 
known as SCDAPSIM is still developed [3, 6].

2. A “mechanistic” computer code consists of models that, whenever possible, are based on a physi
cal or chemical description of the phenomena involved rather than adopting an empirical approach 
(based on correlations obtained using experimental results). In reality, mechanistic computer codes 
always include several empirical models.

http://www.irsn.fr/EN/Research/Research-organisation/Research-programmes/PHEBUS-PF/Pages/Severe-accident-research-programme-PHEBUS-FP-3455.aspx
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ATHLET-CD (GRS, Gesellschaft für Anlagen - und Reaktorsicherheit, Germany) is 
a mechanistic computer code that is the result of coupling the ATHLET thermalhydrau
lic code with a core degradation computer module. Much like SCDAP/RELAP, its core 
modelling is based on parallel, onedimensional channels and includes several models 
for simulating various aspects of fuel rod changes during the course of their degradation: 
heat transfers, residual power, cladding oxidation, fuel dissolution, cladding failures and 
FP release. GRS is continuing to develop this computer code, notably with the addition 
of the MEWA module relating to the formation of a corium pool in the core [23, 25].

ICARE/CATHARE (IRSN) is a mechanistic computer code that simulates PWR core 
melt accidents. It is the result of coupling the CATHARE thermalhydraulic code with the 
ICARE code that simulates core degradation and is similar to SCDAP/RELAP, except that 
considerable development has been carried out to simulate the phenomena involved 
when largescale melting leads to significant degradation of the core (the formation 
of a debris bed or corium pool, and corium flows). It also allows axisymmetrical 2D 
mo delling of the core and the reactor vessel. Several models simulate changes in the 
core fuel rods over time, as well as those occurring in the corium in the core and the 
lower head; they process heat transfers, residual power, cladding oxidation, fuel disso
lution, cladding failures, FP release, 2D corium flow modelling, flow oxidation, fuel rod 
collapse and corium pool development. Development of this computer code is being 
continued by IRSN and includes a model of degraded core reflooding and complete 
modelling of corium behaviour in the lower head [7, 9].

RATEG/SVECHA (IBRAE, Russia) is a mechanistic computer code that is the result 
of coupling the RATEG thermalhydraulic code with the SVECHA core degradation simu
lation computer module. This computer code includes highly detailed modelling of cer
tain phenomena, notably cladding oxidation, fuel dissolution, cladding failure and FP 
release. The computer code is designed to describe in detail fuel assembly degradation 
(or that of a representative fuel rod). Its major limitation lies in its inability to process the 
radial propagation of degradation; notably, it does not process corium pool formation in 
the core, but it is able to simulate a molten pool in the lower plenum. IBRAE is continu
ing to develop this computer code, including the development of a module relating to 
corium flow oxidation [24].

5.1.1.4. Summary and outlook

The physics relating to the evolution of a PWR core melt accident is now well under
stood and modelled for the main processes. This notably concerns fuel rod cladding oxi
dation and failure. The complex phenomena involved in the later phases of the accident 
can only be modelled with significant uncertainties, however. This is particularly true of 
fuel rod collapse and corium oxidation. Additional experimental data would be needed 
in order to refine the modelling, but no related programmes are ongoing or planned 
in 2015. Given the high cost of the potential tests, which would have to be conducted 
with real irradiated materials, it seems unlikely that new experimental programmes 
(national or international) will be initiated in the near future. To reduce the remaining 
uncertainties, the only alternative is to perform additional analysis on past tests (which 
were often insufficiently investigated) and develop more detailed models.

http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx
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5.1.2. Corium behaviour in the lower head

5.1.2.1. Introduction

In most of the expected cases, the lower head is filled with water when the corium 
coming from the hottest area of the core flows into it. The results of the fuel assembly 
melt tests in the Phebus, QUENCH and CORA programmes show that the zircaloy in the 
assemblies at the end of the tests is only partially oxidised. In the assemblies’ hottest 
areas, 20 to 100% of the zircaloy is oxidised; total oxidation is only seen locally in the areas 
in which the temperatures and steam concentrations have been high enough to provide 
intense oxidation over a long period. The corium that flows in the lower head therefore 
contains a percentage of unoxidised zircaloy that is estimated to be 25 to 80% of the zir
caloy (depending on the scenario, following the general trend that a large break sequence 
leads to a low percentage of oxidised Zr whereas a small break sequence leads to a high 
percentage of oxidised Zr). This corium is said to be substoechiometric while its composi
tion is not (UZr)O2, which corresponds to its composition after complete oxidation.

The interaction of corium (above 2500 K) with water leads to more or less fine
grained fragmentation of the corium into particles, on the one hand, and intense steam 
production capable of substantially increasing the pressure in the RCS, on the other hand. 
When the partially fragmented corium has accumulated in the lower head, it forms what 
is called a debris bed. This bed is either very compact if there is little cooling (part of the 
corium is not solidified), or composed of porous solid debris. It is unlikely that a large 
debris bed can be cooled effectively. In all cases, the corium gradually evaporates the 
water present in the lower head. If there is no additional water supply and the debris con
figuration is such that it cannot be cooled effectively, the materials’ temperature gra
dually rises until it reaches the melting point of the steel structures (plates, tubes, etc.) 
located in the lower head. A substantial quantity of molten steel then gradually enters 
the corium. As the temperature rises, first the zircaloy and then the oxide debris melt and 
either form a pool or become part of an existing pool. The formation of this corium pool 
in the lower head is a critical step in a PWR core melt accident: in this situation, there is a 
considerable heat flux at the interface between the pool and the reactor vessel that can 
lead to reactor vessel failure. Reactor vessel failure is described in detail in Section 5.1.3.

5.1.2.2. Physical phenomena

When the hot corium pours into the lower head filled with water, steam is produced, 
leading to a pressure peak or even a steam explosion in the reactor vessel (Section 5.2.3), 
which creates mechanical stresses likely to damage the RCS. In addition, the reactor 
vessel is subjected to a heat flux that can locally be very high, resulting in melt erosion 
of the vessel walls and potentially leading to its failure. Regarding the last point, studies 
seek to determine the likelihood of inreactor vessel corium retention or the conditions 
under which the reactor vessel would fail (timing, location, and characteristics of the 
corium flowing from the reactor vessel into the containment). It is thus important to 
be able to predict the changes the corium will undergo, from its relocation towards the 
lower head to its cooling or flow out of the reactor vessel. The main phenomena govern
ing these changes are briefly described below.

http://www.irsn.fr/EN/Research/Research-organisation/Research-programmes/PHEBUS-PF/Pages/Severe-accident-research-programme-PHEBUS-FP-3455.aspx
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5.1.2.2.1. Corium fragmentation and debris formation

When a corium melt comes into contact with the water present in the lower head, 
the corium becomes fragmented (Figure 5.2). Corium fragmentation is described in 
detail in Section 5.2.3 on steam explosions. The fragmentation is very complex to model 
and includes considerable uncertainties [34, 40].

5.1.2.2.2. Direct impact of a corium melt upon the reactor vessel

If there is little water in the lower head or there is a substantial mass of relocated 
corium, the corium melt only partially interacts with the water and part of this very hot 
melt comes into direct contact with the reactor vessel.

This situation can rapidly lead to reactor vessel failure during its period of contact 
with the corium melt. Although few experimental studies have been conducted on this 
phenomenon (a few CORVIS tests with molten materials simulating a corium, notably 
a molten thermite mixture [a mixture of iron and alumina], arriving on a mockup of a 
BWR vessel), this phenomenon is relatively wellknown. In such a situation, it would 
probably form an insulating — and therefore protective — crust between the corium and 
the reactor vessel, given the very large difference between the temperature of the reac
tor vessel and the corium solidification temperature. In the TMI2 accident (Section 7.1), 
such a crust was probably formed; this would explain why, although a massive corium 
melt flowed into the lower head, the vessel was not damaged3. One of the key para
meters is the degree of corium overheating above its melting point; this degree directly 
influences the thickness and, therefore, the efficiency of the protective crust.

3. In the case of TMI2, the presence of water in the lower head undoubtedly also contributed to the 
efficient cooling of the reactor vessel during the corium melt.

Support plate

Corium

Residual 
water pool

Molten corium

Figure 5.2. Schematic diagram of molten corium arriving in the lower head and fragmenting upon con
tact with water.
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5.1.2.2.3. Steam explosion

The interaction between a corium melt and the water can result in a steam explo
sion (Section 5.2.3). Although the physics of this phenomenon are generally under
stood, it is not yet possible to predict with certainty under which conditions this 
phenomenon can occur. Despite the relatively low probability of an explosion occurr
ing that had been observed in the tests conducted in order to study the interaction 
between very hot corium and water, such an explosion cannot be entirely ruled out 
and so the phenomenon is studied because of its possible consequences for the con
tainment. It should be noted that in the TMI2 accident, corium melt arrival did not 
lead to a steam explosion despite the presence of water in the lower head. This could 
indicate that there was no finegrained fragmentation of the corium on contact with 
the water. It could also be due to the high pressure in the reactor vessel (approxi
mately 100 bar).

5.1.2.2.4. Debris bed dry-out and possible reflooding

Corium melt fragmentation produces corium drops that cool and solidify on con
tact with the water, forming particles that settle in the lower head and create a “debris 
bed”. This debris bed may be very compact if the cooling of the corium drops resulting 
from the fragmentation is insufficient to solidify them totally. In this case, the formed 
debris bed cannot be cooled effectively because the water cannot access some regions 
of the debris bed due to its low permeability. The debris bed then continues to heat 
up, gra dually drying up the lower head and then melting to form a corium pool that is 
much more difficult to cool. The final risk is that the corium pool builds up and comes 
into contact with the reactor vessel and causes it to rupture. The possibility of avoiding 
the lower head drying and cooling down such a debris bed with the water present in 
the lower head or with an additional injection of water from the RCS is therefore under 
study (Section 5.4.1).

One of the parameters currently used to estimate the possibilities of cooling a 
debris bed is the “critical dryout heat flux” (CHF), which corresponds to the maximum 
residual power density of the debris bed multiplied by the height of the bed within which 
it does not lead to a local dryout. Below the CHF, the water is present everywhere in 
the debris bed and the temperature of the debris bed remains low. The CHF depends on 
the characteristic parameters (debris size, bed geometry and porosity, etc.) of the debris 
bad. Typical values are approximately 0.2 MW/m2 for particles with a diameter of 1 mm 
and 1.2 MW/m2 for particles with a diameter of 7 mm.

In a core melt accident, water may reenter the reactor vessel whereas the debris 
bed is partly or totally dry. In such a situation, reflooding the debris bed may produce a 
large quantity of steam in a very short time, which can rapidly build up the pressure in 
the RCS and cause major oxidation of the unoxidised zircaloy in the hot upper parts of 
the core to resume. Few studies have been conducted on the phenomenology of debris 
bed reflooding and research programmes are still studying the subject in 2015 (notably 
the PEARL test programme conducted by IRSN).

http://www.irsn.fr/EN/Pages/home.aspx
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5.1.2.2.5. Corium pool formation

As mentioned above, the dryout of a large volume of a debris bed is a key step in 
the evolution of a core melt accident because it determines when corium pool forma
tion begins or, if only a portion of the corium is fragmented into solid particles, when the 
propagation of the existing pool begins. Thanks to the results of the ACRRMP, Phebus 
FPT4 and RASPLAV AW200 tests [39, 32, 28], the molten pool formation is now quite 
well modelled when it occurs under conditions that do not result in significant corium 
oxidation and the main components of the corium are UO2, Zr and ZrO2. The pool may 
also contain a large quantity of molten steel. Although the interactions between the 
liquid steel and a (UZr)O corium have been studied for some time, the effect of these 
interactions upon the evolution of the corium in the lower head (see later in this docu
ment) when the corium is in inert atmosphere was only revealed at the beginning of the 
2000s, notably in the OECD’s MASCA project [37]. The evolution of a debris bed contain
ing steel under oxidising conditions requires further study. This is because the residual 
power causes the steam to circulate within the debris, which is likely to oxidise as a result 
(Figure 5.3). The melting of the debris and the development of a corium pool under oxi
dising conditions have never been studied experimentally, notably because of the high 
cost of the tests, which would require the use of real materials. The uncertainties regard
ing the degree of oxidation of the materials in the formed corium pool are processed in 
the core melt accident simulation computer codes by means of sensitivity studies.

5.1.2.2.6. Convection movements in the corium pool

The power released by the corium pool can be evacuated both through its lateral 
edges (thus via the vessel wall) and through its upper surface (through convective 
exchange with any water present, or through radiative transfer). These heat trans
fers cause natural convection movements of the molten materials in the corium pool 
(Figure 5.4). One of the key parameters when taking into account this phenomenon is 
the relationship between the upward heat flux and the lateral flux evacuated through 

Figure 5.3. Schematic diagram of corium configuration after the lower head has dried out: a debris bed 
(which is more of less porous, depending on the degree of fragmentation of the corium) around steel 
structures, with steam circulating through natural convection.

http://www.irsn.fr/EN/Research/Research-organisation/Research-programmes/PHEBUS-PF/Pages/Severe-accident-research-programme-PHEBUS-FP-3455.aspx
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the vessel wall. The movements in the corium pool are mainly turbulent, except in some 
highly stratified regions at temperatures in which there is almost no convection (the 
bottom part, for example). This phenomenon is relatively well understood for simple 
corium pool configurations, and correlations have been established for heat exchanges 
at the edges of the pool (see Section 5.4.1.1 and the reference documents [33, 41]).

5.1.2.2.7. Corium oxidation (in the form of particles or a pool), 
and hydrogen production

When the corium is being fragmented, it may be oxidised. This oxidation, if it occurs, 
produces hydrogen, on the one hand, and determines the later evolution of the corium, 
on the other hand. The ZREX/ZRSS tests (by Sandia National Laboratory, with a Zr + ZrO2 
or Zrstainless steel mixture) and CCM tests (by Argonne National Laboratory, with a 
UO2 + ZrO2 corium mixture containing 24% steel) have provided partial information 
on corium oxidation. These tests suggest that, in the absence of a steam explosion, the 
fragmentation is not fine enough to result in significant debris oxidation. Nevertheless, 
tests with water at saturation have led to the oxidation of up to 30% of the metallic 
masses present in the corium. In the event of a steam explosion, oxidation may be com
plete. Not enough tests have been conducted to allow sufficient quantification of this 
phenomenon (because of the risks involved).

As to corium pool oxidation, this phenomenon has not been extensively studied and 
models are inadequate as a result in 2015. The MASCA2 programme tests (on the evo
lution of a stratified pool under oxidising conditions, see reference document [37]) have 
provided some information on this subject, but not enough to allow the oxidation kine
tics to be measured; in addition, it is very difficult to extrapolate their smallscale data 
to the scale of a power reactor lower head.

5.1.2.2.8. Metal/oxide stratification in the corium pool

The MASCA MA and STFM tests [37], which were conducted at high temperatures 
with a corium containing uranium, zirconium and iron in the form of metals and oxides, 
have revealed the existence of two immiscible liquid phases at equilibrium, one metallic 
and the other consisting of oxides. Depending on the initial composition of the mixture, 

Figure 5.4. Schematic diagram of convection movements in a turbulent corium pool with topdown 
and lateral cooling. These movements cause the corium to flow downwards along the reactor vessel 
then rise (slowly) in the centre. The top of the pool is the site of considerable agitation in the form of 
thermoconvective cells (RayleighBesnard instability).
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the metallic phase, consisting mainly of steel, may contain uranium and zirconium and 
become denser than the oxide phase. This results in pool stratification with the metallic 
phase at the bottom of the reactor vessel (Figure 5.5). Phase composition at equilibrium 
can be predicted using thermochemical databases such as NUCLEA (developed by Ther
modata for IRSN and CEA). Pool stratification depending on the evolution of density 
over time is rarely modelled in the computer codes used to simulate core melt acci
dents, however. Although stratification of two immiscible liquids is a known phenomenon, 
the coupled interaction between mass exchange (thermochemistry) and flow dyna mics 
(natural convection and stratification) remains a difficult process to model. In 2015, 
some computer codes incorporate simplified modelling of the oxide and metallic layers’ 
evolution based on changes in their density.

The challenge lies in being able to predict under what conditions the molten metal 
layer is lighter than the oxide layer, resulting in the heat flux in the reactor vessel being 
“concentrated” in the metallic layer (when it is thinner than approximately 50 cm); this 
phenomenon is named the “focusing effect”. In the initial studies on corium retention 
in the reactor vessel, which adopted a “conventional” approach (for the Westinghouse 
AP600 reactors, for example), the metal was supposed to merely contain steel and so 
be lighter than the oxide. The heat flux transferred to vessel wall is then higher in the 
metallic layer, particularly when it is thin: as a firstorder approximation, the heat flux 
transferred to the vessel wall is inversely proportional to the thickness of the molten 
metal layer thickness. A thin molten metal layer above a corium pool therefore has the 
effect of “concentrating” the heat delivered to the wall. This phenomenon, which is 
rather well understood and modelled [44], is one of the main threats to reactor vessel 
integrity. It is explained in detail in Section 5.4.1.1.

5.1.2.2.9. Dissolution of reactor vessel steel at temperatures below 
its melting point

As a result of the formation of eutectic mixtures (FeUZr), reactor vessel steel 
may dissolve at temperatures above 1360 K. This can lead to erosion of vessel steel 
if it is in contact with a corium containing uranium oxide, zirconia and zirconium. The 

Figure 5.5. Layout of the potential metallic, oxide and debris layers resulting from corium fragmenta
tion, as supposed in the “conventional” approach (left) and as observed in the MASCA tests (right).

http://www.irsn.fr/EN/Pages/home.aspx
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METCOR tests (studying the interaction between a hightemperature corium contain
ing uranium, zirconium and oxygen, and a steel sample representing a reactor vessel) 
have made it possible to estimate the erosion kinetics of reactor vessel steel, but the 
need remains for a more detailed understanding of the process. However, the rate of 
creep above 1300 K is such that the steel no longer has any mechanical strength at 
such temperatures (Section 5.1.3). This phenomenon can therefore be considered of 
secondary importance.

5.1.2.3. Experimental programmes, modelling and computer codes

5.1.2.3.1. Experimental programmes

This section provides a brief description of the main experimental programmes dedi
cated to the behaviour of corium in the lower head, ranging from the oldest to those still 
under way or planned in 2015.

DEBRIS [43]: the purpose of this test programme, conducted by the University of 
Stuttgart Institute of Research (IKE) in Germany, is to measure pressure losses and cool
ing (caused by water flow) for twophase flows in a heated debris bed. The experimental 
system is onedimensional and consists of steel balls heated by induction. Initially, a 
set of measurements taken for an isothermal waterair flow through the bed of balls 
was used to determine the twophase pressure losses, as a knowledge of these values 
is essential in predicting the “critical dryout heat flux” (CHF). Since 2008, the experi
mental system has been modified in order to perform debris bed reflooding tests. As 
the preliminary tests were satisfactory, more quantitative tests have been performed 
since 2011 to measure debris bed cooling through reflooding.

SILFIDE [29]: the purpose of this test programme conducted by EDF and completed 
in 2000 was to measure the CHF of a debris bed heated within its volume. The experi
mental system was twodimensional and therefore differed from the DEBRIS test pro
gramme. The debris bed consisted of steel balls heated by induction. Useful results were 
obtained despite the challenge of establishing a homogeneous power distribution within 
the balls. In particular, local fluxes were sometimes observed to be higher than the theo
retical critical flux (for 3 mm particles, the maximum flux measured in the SILFIDE tests 
was 1.7 MW/m2 instead of the approximately 1 MW/m2 predicted by the Lipinski correla
tion). Researchers also observed temporary, localised dryout prior to reflooding.

RASPLAV [28]: this experimental programme, which was completed in 2000, was 
conducted under the auspices of the OECD by the Kurchatov Institute of Moscow in 
Russia. IRSN, CEA and EDF also participated in this project. Its purpose was to study the 
twodimensional thermal hydraulics of a corium pool composed of “real” materials (the 
corium was composed of UO2, ZrO2 and Zr). The tests, involving up to 200 kg of corium, 
produced heat fluxes in accordance with predictions using the correlations developed 
from tests with simulants. However, it was revealed that the interactions between the 
materials could result in a nonhomogeneous corium composition, notably due to strati
fication, but this phenomenon is minor compared with the stratification observed in the 
presence of iron during the MASCA tests (see below).

http://www.irsn.fr/EN/Pages/home.aspx
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MASCA: this experimental programme, which was completed in 2006, was con
ducted under the auspices of the OECD by the Kurchatov Institute of Moscow in 
Russia. IRSN, CEA and EDF also participated in this project. The experimental facili
ties used for the MASCA programme were found to provide useful results on mate
rial interactions and their impact upon heat flux distribution in a corium pool. The 
MASCA experiments studied how material interactions affected stratification of the 
corium pool and, consequently, flows and heat exchanges at the edges of the pool. 
The main tests were used to study the addition of steel, fission products or B4C to a 
corium pool composed of UO2, ZrO2 and Zr. At the same time, certain thermophysical 
properties of metallic alloys composed of uranium, zirconium and iron or oxides were 
measured, such as their density, viscosity, and solidus and liquidus temperatures. The 
programme’s second phase was aimed at studying the evolution of a stratified corium 
pool in an oxidising atmosphere.

SIMECO [45]: this experimental programme, which was completed in 2009, was 
conducted by the Royal Institute of Technology (RIT) in Stockholm, Sweden. Its purpose 
was to study the heat fluxes in a stratified pool in which a thermal power was generated. 
In tests using simulants (salts or paraffins), threelayer pool configurations were pro
duced, consisting of a heavy “metallic” layer, an “oxide” layer where most of the power 
was dissipated and a light “metallic” layer. This allowed the heat flux distribution across 
the corium pool to be measured. In 2015, the results have yet to be interpreted in greater 
detail, but it already seems that they will help to modify the distribution estimated on 
the basis of conventional correlations.

METCOR: this experimental programme by the International Science and Techno
logy Centre (ISTC), which was completed in 2009, was conducted by the Alexandrov 
Scientific Research Technological Institute (NITI) in Saint Petersburg, Russia. Its pur
pose was to study the erosion of a steel sample representing the reactor vessel by a 
corium (UO2 + ZrO2 + Zr). The sample was externally cooled and subjected to a heat flux 
repre sentative of conditions in a large corium pool, with a temperature gradient of over 
1000 K across the sample [30]. The results of this programme seem to show that the 
erosion does not weaken the reactor vessel, as its mechanical strength mainly depends 
on the profile of temperatures in the wall under core melt accident conditions.

LIVE: this experimental programme, which began in 2004 and still under way 
in 2015, is conducted by Forschungszentrum Karlsruhe GmbH Technik und Umwelt 
(FzK) in Germany, with support from the European Commission. Its purpose is to study 
the behaviour of a corium using simulants in a hemispherical lower head (approxi
mately 1 m in diameter). The chosen simulant is a mixture of NaNO3 and KNO3. The 
first test studied the steadystate thermal hydraulics of the pool (distribution of ther
mal fluxes at the wall). The second studied the corium melt and its spread in the lower 
head, with the formation of a crust through solidification. Other tests performed 
between 2011 and 2013 have studied the effect of stratification, the melting of debris 
and the effect of top cooling. Those tests were partially funded by the European net
work of excellence SARNET2, with support from the European Commission. These 
new tests have completed our knowledge of the temperature at the solidliquid inter
face and crust stability.

http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/en/research/research-organisation/scientific-collaboration/sarnet/Pages/The-European-network-of-excellence-SARNET-on-severe-accidents-2490.aspx


Development of the core melt accident 119

INVECOR: this experimental programme supported by the European Commission in 
the context of the ISTC was conducted between 2006 and 2010 by IAENNCRK (Kazakh
stan). Its purpose was to study the interactions between a liquid corium (UO2 + ZrO2 + Zr) 
and a steel hemispherical lower head approximately 80 cm in diameter by maintaining a 
constant power density using electrodes inserted into the corium pool. Four tests were car
ried out. Each test used 60 kg of corium, which was poured into the reactor vessel mock
up then heated, and then cooled using water. The results are quite difficult to interpret 
because of the presence of the electrodes, which have a considerable influence upon con
vection in the pool as well as its cooling. The results are primarily qualitative. They reveal 
that the upper layer of the corium pool is fragmented, encouraging its cooling. It therefore 
seems that reflooding the lower head, even after a corium melt, are beneficial in retaining 
the corium in the reactor vessel (in addition to external cooling of the reactor vessel).

5.1.2.3.2. Models and computer codes

This section provides a brief description of the main models and dedicated computer 
codes used to simulate the behaviour of a corium pool and its interactions with the 
lower head (the integral computer codes used to simulate core melt accidents, which are 
presented in Chapter 8, are not presented here).

CFD computer codes: these computer codes solve NavierStokes equations for com
pressible or incompressible fluids in any geometry (2D or 3D). These include the FLUENT 
and CFX codes, which were both developed by ANSYS and are used for many industrial 
applications involving 3D flows. These computer codes generally use numerical resolu
tion methods that are efficient and fast, and their user interfaces are designed for ease of 
use. Offering many optional models (turbulence, material transfers and chemistry), they 
are increasingly used to study pools of molten materials. They are intended for rather 
generic applications, however, and may prove of limited use for modelling a particular 
phenomenon (such as solid particle formation and stratification, for example).

MC3D (CEA/IRSN): this mechanistic computer code simulates in detail the interac
tions between a corium and water (fragmentation and steam explosion). It is described 
in Section 5.2.1 [31].

CONV 2D/3D (IBRAE): this code solves NavierStokes equations for incompressible 
fluids, regardless of geometry (2D or 3D). It can be used to calculate the evolution of 
a corium pool and its spread outside the reactor vessel, and is similar to a CFD code. It 
does not have a turbulence model (essential when simulating large pools) or a model 
for processing the chemical interactions within the corium (no material transfers or 
chemical kinetics), however [35]. It was used in the preparation of the RASPLAV and 
INVECOR tests.

TOLBIAC (CEA): this is a dedicated model for simulating corium pools in the lower 
head. It takes into account the existence of two immiscible liquids that can stratify in 
either direction; it also accounts for potential crust formation on the upper surface of 
the pool or along its edges. It can be used to calculate transient changes in axisymmetri
cal 2D domains [46].

http://www.irsn.fr/EN/Pages/home.aspx
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SURCOUF (CEA/IRSN joint development for the ASTEC integral computer code): 
this module, which was developed for the ASTEC integral computer code (see Chapter 8) 
is designed to model the evolution of debris in the lower head by integrating the cou
pled interaction between thermochemistry and thermal hydraulics. The 0D approach 
accounts for the existence of several layers (light metal, heavy metal, oxide and solid 
debris) and can be used to calculate their respective positions, based on changes in den
sity. This code has been replaced by the PROCOR code which is significantly improved. 
PROCOR is also used by EDF, with a coupling to MAAP.

ICARE/CATHARE (IRSN): this mechanistic software calculates core degradation 
under core melt accident conditions. It offers axisymmetrical 2D modelling of the reac
tor vessel and includes several models designed to simulate the behaviour of corium in 
the lower head: corium melt fragmentation, debris bed dryout, debris melting, metal/
oxide stratification, corium oxidation and debris reflooding. The lower plenum mesh is 
still rather crude, however, and the numerical methods used do not provide as much 
accuracy as the CFD models [36, 38, 42]. The lack of precision in the mesh is neverthe
less acceptable, given the uncertainties regarding the properties of materials or some 
physical phenomena.

5.1.2.4. Summary and outlook

There are still many uncertainties in the description of corium behaviour in the lower 
head. Firstly, the effects of the material interactions (stratification, oxidation and disso
lution) seem very important and are not all properly modelled yet (notably because the 
experimental results are very recent); this should be improved by analysing the la test 
results, obtaining more experimental data and developing more advanced models (that, 
among other things, address the problem that thermodynamic equilibria are not cur
rently processed at the local (mesh) scale). Secondly, the effects of scale are difficult to 
estimate, and it is sometimes tricky to transpose reducedscale test results to a fullsized 
power reactor. Further analysis and modelling is required to make this transposition pos
sible by reducing these uncertainties, considering the fact that it is hardly feasible to 
perform fullscale tests.

5.1.3. Reactor vessel failure

5.1.3.1. Introduction

When a core melt accident occurs in a PWR, the integrity of the reactor vessel may 
be threatened by three main phenomena. The corium flowing into the lower head 
may erode the reactor vessel immediately upon direct contact, or the reactor vessel 
may be damaged by a potential steam explosion immediately the corium comes into 
contact with the liquid water present; if the reactor vessel withstands this transient 
phase, its integrity may then be threatened by the effect of a corium pool forming in 
the lower head.

The reactor vessel is more intensely eroded if the volume of the corium melt is 
large, or if the water present in the lower head is shallow. In theory, this can result 

http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx
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in the reactor vessel very rapidly failing on contact with the melt. Some experiments 
have shown that a crust forms between the melts and the molten metal, substantially 
slowing the rate of erosion [47]. If the temperature of the corium in the melts is higher 
than 2500 K, however, this insulating crust may not form (Section 5.1.2). Other factors 
probably reduce the degree of erosion, such as the point of contact of the melt rapidly 
changing over time, resulting in a very short contact time for a given point in the reactor 
vessel and the presence of water in the lower head.

When a corium melt and water come into contact, this can also very rapidly pro
duce a large quantity of steam, resulting in a very high pressure peak and possibly a 
steam explosion capable of damaging the reactor vessel (see Section 5.2.3 and refe
rences [48, 49]).

Should molten corium form a pool in the lower head, heat exchange between the 
pool and the reactor vessel may provoke localised, partial melting of the reactor ves
sel, possibly resulting in reactor vessel rupture. This heat exchange is even greater 
for highmass corium pools. Nevertheless, reactor vessel failure does not occur in all 
cases, as the Three Mile Island2 accident showed in 1979 (see Section 7.1 and refe
rences [50, 51]). When this accident occurred, the reactor vessel remained intact even 
though a corium pool formed in the lower head. Subsequent analysis concluded that 1) 
the corium debris was porous, allowing some cooling, and 2) a gap existed between the 
pool and the inner surface of the reactor vessel. The gap is believed to have allowed 
water or steam to circulate. It should also be noted that high pressure in the primary 
coolant system may have a favourable impact on corium cooling when the corium 
melts (increased critical flux and reactor vessel deformation from creep or plasticity, 
potentially enlarging the gap).

It should lastly be noted that the reactor vessels of operational PWRs are equipped 
with a number of guide thimble passageways (also called “penetrations”) for insertion 
of instruments to measure the neutron flux in the reactor core. Reactor vessel rupture 
may be initiated in the zones around these passageways, due to the presence of singu
larities and welds. If guide thimble passageways fail in the reactor vessel (by melting, for 
example), water, steam, fission products and corium may leave the reactor vessel via the 
interior of these guide thimbles.

5.1.3.2. Physical phenomena

This document only describes the physical phenomena involved in the case of a 
corium pool in the lower head resulting in the reactor vessel failing. Three parameters 
must be determined that are important in the later sequence of accident events outside 
the reactor vessel: the moment when the reactor vessel fails, the location of the break in 
the lower head, and the size of the break.

The moment when the reactor vessel fails mainly depends on the pressure of the 
reactor coolant system (RCS) and reactor vessel temperature (linked with the mass and 
configuration of the corium pool). RCS pressure is generally uniform throughout the 
reactor vessel, but it may rapidly increase if water is injected into the reactor vessel. 
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Reactor vessel temperature is closely linked with the heat flux evacuated through its 
thick walls.

The location of the break mainly depends on the temperature distribution within 
the reactor vessel. The area that has been subjected to the greatest heat is the most 
likely to fail first, excluding singularities and welds; the other sensitive areas are those 
in which the thickness of the reactor vessel may have been eroded by corium melts, as 
well as those with singularities due to the presence of the guide thimble passageways 
and their welds.

Reactor vessel failure may be triggered either by plastic instability or by creep. Plas
tic instability occurs when the membrane stress acting on the thickness of the reactor 
vessel exceeds the ultimate tensile strength of the steel, which decreases considerably 
at higher temperatures. Creep, however, generally occurs at temperatures above 800 K. 
When the temperature rises throughout the thickness of the reactor vessel, creep may 
occur even if pressure levels remain low.

Once the reactor vessel begins to crack, the cracking spreads; the final size of the 
break greatly depends on the method of propagation, and this is directly related to the 
metallurgical characteristics of the reactor vessels’ steels (see later in this document). 
Differences in chemical composition (even regarding trace elements) can change reactor 
vessel behaviour at high temperatures; the failure may be either brittle or ductile. Tests 
conducted on reactor vessel mockups [52, 53] have shown that if two materials behave 
differently at high temperatures (hot shortness vs. ductility), the final break sizes will 
also differ considerably.

5.1.3.3. Experimental programmes, modelling and computer code

In the context of experimental research on lower head behaviour, CEA conducted the 
RUPTHER programme [60] from 1995 to 1999 in collaboration with EDF and FRAMAT
OME. Its objective was to determine the tensile and creep properties (between 300 K 
and 1600 K) of 16MND5 grade steel (the steel used for French PWR reactor vessels) and 
model the mechanical behaviour of a PWR reactor vessel subjected to accident loads. 
The specimens used for the validation tests consisted of cylindrical tubes that were 
subjected to internal pressure and heated to very high temperatures (between 1000 K 
and 1600 K). The programme revealed certain deficiencies (both in the modelling and in 
the mechanical characterisation of 16MND5 grade steel). There were also other difficul
ties, mainly related to the metallurgical complexity of the steel (the effect of elements 
present in the steel, even at low levels, notably sulphur). The results have also shown 
that the metallurgical properties of the steel greatly affect its rupture behaviour. Addi
tional programmes were subsequently carried out.

These included two experimental programmes entitled “Lower Head Failure” (LHF, 
19941999) and “OECD Lower Head Failure” (OLHF, 19992002), which were carried out 
by the US Sandia National Laboratories (SNL) to study the strength of reactor vessels 
produced in US steel (SA533B1) subjected to complex thermomechanical loads repre
sentative of those resulting from the presence of a corium pool in the lower head [52, 53]. 
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The second of these programmes, which was an extension of the first, was led by OECD. 
The LHF programme involved eight tests, and the OLHF programme involved four. 
Although the same type of 1/5th scale mockup was used for both programmes, the 
wall thickness was doubled for the OLHF programme in order to study the impact of 
the temperature gradient across the reactor vessel wall. Several methods were used to 
heat the mockup in the LHF tests, namely a superheated azimuthal band (representing 
a corium pool in the lower head with maximum heat flux at the free surface of the pool), 
superheating a localised zone (representing a lower head hotspot) and finally, uniform 
heating throughout the lower head area. The experimental protocol called for increasing 
the temperature at a constant rate until the mockup failed. The LHF tests were carried 
out under constant pressure (seven tests at 100 bar and one test at 50 bar). Two of them 
studied the behaviour of the guide thimble passageways. In the case of the OLHF tests, 
only uniform heating was applied (Figure 5.6) and two pressures were applied: 50 and 
100 bar. One OLHF programme test studied the influence of a rapid pressure increase 
from 50 to 100 bar upon reactor vessel failure mode. Another test studied the beha
viour of the guide thimble passageways (at a pressure of 50 bar). During tests with guide 
thimble passageways, weld leaks generally occurred, resulting in the experiments being 
terminated before the lower head actually failed.

The FOREVER tests [58, 59] were carried out between 1999 and 2002 by RIT (Royal 
Institute of Technology in Stockholm, Sweden). These tests used 1/10th scale mockups 
of a PWR reactor vessel in 16MND5 steel. The experimental protocol consisted in pour
ing a mixed oxide melt (30% by weight of CaO; 70% by weight of B2O3) into the reactor 
vessel simulating the corium at a temperature of approximately 1500 K. This melt was 
then maintained at approximately this temperature, and the reactor vessel was then 
subjected to a pressure of 25 bar until it failed.

Figure 5.6. Lower head mockup for carrying out the 1/5th scale OLHF tests, and setting up of its inter
nal induction heating system.
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In these three series of tests, particular attention was paid to the instant of reactor 
vessel failure and its mode, as well as the size of the resulting breaks. These tests were 
used to develop and validate numerical models for the thermomechanical behaviour of 
a PWR lower head under pressure prior to its failure. The models developed in this way 
are briefly described below:

 – IRSN developed two simplified models, one onedimensional (1D) and one two
dimensional (2D): the 2D simplified model has been introduced into the ICARE
CATHARE and ASTEC [54] computer codes;

 – models with 2D finite elements have been developed by the Association Vinçotte 
Nucléaire (AVN: the Samcef code), the French Alternative Energies and Atomic 
Energy Commission (CEA: the Cast3M code), Electricité de France (EDF: the Aster 
code), the German laboratories Forschungszentrum Dresden Rossendorf (FZD: 
the Ansys code) and Gesellschaft für Anlagen und Reaktorsicherheit (GRS: the 
Adina code), the US Sandia National Laboratories (SNL: the Abaqus code), the 
Czech Republic’s UJV (the Systus code), and the Finnish VTT technical research 
centre’s Pasula code;

 – 3D finiteelement models have been developed by AVN, CEA and SNL.

Two successive comparison exercises were carried out in order to compare the 
results of the 1D and 2D models with the experimental results of the OLHF1 test. The 
first exercise was carried out as part of the OLHF project, and the second was carried out 
by the European SARNET (Severe Accident Research NETwork of excellence) [55, 56]. 
These have established that the instant and location of the failure were generally accu
rately predicted by the models. Figure 5.7 shows that the elongation in lower head steel 
estimated by the different numerical models for the OLHF1 test is also consistent with 
the experimental results.

The 3D models also determined an initial failure time and initiating breaking zone 
that are compatible with the experimental results [56]. Additional work by CEA on 
the Cast3m code for the OLHF1 test produced a crack propagation simulation and an 
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Figure 5.7. Comparison between the final elongation in the lower head steel estimated by different 
numerical models and the experimental results of the OLHF1 test.

http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/en/research/research-organisation/scientific-collaboration/sarnet/Pages/The-European-network-of-excellence-SARNET-on-severe-accidents-2490.aspx
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estimate of the final break size that were both totally in keeping with the experimental 
results. The 3D models, on the other hand, did not give satisfactory results for the LHF 
tests, and this has been attributed to the variability of the steels used in the tests (ductile 
steels were used for the OLHF tests, whereas steels that were brittle at around 1300 K 
were used for the LHF tests).

The following conclusions were drawn from the analysis and interpretation of the 
test results [57]:

 – the LHF and OLHF tests revealed variations in the behaviour of reactor vessel 
steels (brittle or ductile) at around 1300 K, influencing the final break size and 
difficulty in integrating the results into existing numerical models. This variability 
seems to be strongly linked to the presence of certain elements in the steels (sul
phur, aluminium nitride, etc.);

 – the experimental results could not be used to develop a method of estimating 
the size of the break in function of the mechanical loads applied to the reactor 
vessel. In order to develop a method applicable to the power reactors, it seems 
necessary to use a 3D finiteelement calculation with a failure criterion that takes 
into account the variability of the behaviour of the studied steels, notably in the 
LHF and OLHF tests.

In order to clarify the variability in reactor vessel steel behaviour, IRSN launched a 
research programme in collaboration with CEA and INSA Lyon in 2003 [61]. This pro
gramme focused on the steels used in French reactor vessels and had a twofold objec
tive: to complete the characterisation database for these steels, and to apply the study 
results to French reactors.

The programme began with an inventory of the metallurgical properties and com
positions of the steels used to manufacture French reactor vessels (carried out by 
AREVA NP) and then turned to the selection of five study materials with sufficiently 
different metallurgical and mechanical properties to cover the range of steels used.

Samples of the five materials were then heated to a temperature of around 1300 K in 
order to identify their behaviour (brittle or ductile); these tests confirmed the brittleness 
of certain steels (ductility trough). Identification of the metallurgical factors responsi
ble for this brittleness under heating also revealed aluminium nitrate precipitates and 
manganese sulphide precipitates at the grain boundaries and provided an insight into 
their role. Concurrently, hightemperature characterisation tests (at between 1200 
and 1300 K) were carried out on CT (compact tension) specimens to determine the 
reactor vessel steels’ metallurgical and mechanical properties that define the crack 
propagation kinetics. The results of these tests were used to develop a crack propa
gation model [62]. Lastly, INSA Lyon conducted tests on the steel tubes at high tem
peratures to measure the dependence of crack propagation kinetics on the properties of 
the tested steel. The reference documents present the state of knowledge in this R&D 
programme [63, 67].

Several theoretical studies and the CORVIS tests [65], which were conducted by 
the Institut Paul Scherrer (IPS) in Switzerland, have focused on guide thimble and 

http://www.irsn.fr/EN/Pages/home.aspx
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guide thimble passageway behaviour under core melt accident conditions with corium 
in the lower head. These investigations targeted the corium penetration into the guide 
thimbles and studied various possibilities of guide thimble passageway failure (see 
the summary [64]). It has been found that even if corium penetrates quite far into the 
guide thimbles, the resulting heat flux is usually not sufficient to melt the thimble 
walls and the RCS pressure and temperature conditions should not cause any plastic 
instability resulting in their rupture. Tube ejection following the failure of the welds 
between the lower head and the guide thimble sleeve or the melting of the retaining 
flange is also unlikely.

It should be noted that two finiteelement models for studying guide thimble pas
sageway behaviour have been developed by the Finnish VTT institute as part of the 
OLHF programme [66]. The results from these models are consistent with the experi
mental findings.

5.1.3.4. Summary and outlook

In order to better appreciate the thermomechanical behaviour of a PWR lower head 
in the event of a core melt accident and determine the consequences of the potential 
failure in particular upon the subsequent sequence of events in the accident, the essential 
parameters consist of the time of failure, the failure mode and the break zone and size.

The numerical models (2D simplified or finiteelement models) developed in the 
context of the RUPTHER, LHF, OLHF and FOREVER programmes have shown their ability 
to predict the time before lower head failure and the location of the break. The results 
obtained agree with the experimental data.

Only the 3D finiteelement models can be used to provide a more accurate model 
of the crack and its propagation until a break is created. However, no 3D finiteelement 
model is currently able to correctly assess the size of the break, as this depends on reac
tor vessel failure mode at high temperature. The failure criterion used in the models 
must take into account the behavioural variability of the steels used to form the reactor 
vessels (ductility or hot shortness).

In order to improve the failure criterion and better assess the size of the break in 
the different cases of core melt accidents, IRSN undertook a collaborative research pro
gramme with CEA and INSA Lyon in 2003 on cracking in French reactor vessel steels. 
Although this programme provided very accurate hightemperature steel cracking 
kinetic measurements, a crack propagation model is very complex to develop.

The programme has been redirected towards carrying out studies to identify, among 
the plausible core melt accident scenarios, those for which the propagation of the crack 
could play an important role in the development of the accident. In the case of accident 
scenarios with a low pressure in the RCS when the reactor vessel fails (a pressure of 
less than 20 bar) and with no external cooling of the reactor vessel, these studies show 
that the reactor vessel failure occurs rather as a result of vessel wall melting. At pres
sures above 40 bar, on the other hand, cracking of the reactor vessel wall may play an 

http://www.irsn.fr/EN/Pages/home.aspx
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important role in reactor vessel failure. With the aim of completing the results of these 
studies, other accident scenarios, notably those with external cooling of the reactor ves
sel, are currently under study.

5.1.4. High-pressure core melt

5.1.4.1. Introduction – accident definition and possible consequences

A PWR core melt accident can occur at a high pressure mainly as a result of the 
following:

 – an equipment failure or human error resulting in the RCS valves not being opened;

 – a rapid pressure increase in the RCS when it is partly or completely depressurised; 
such a pressure increase can, for example, be caused when a degraded core is 
reflooded, due to a very fast interaction between the reflooding water and the 
core’s materials at very high temperatures, or even melt.

These accidents are known as “highpressure melt” accidents.

At high pressures, the different components of the RCS (hot legs, steam generators, 
etc.) are simultaneously subjected to the following:

 – high temperatures;

 – high stresses (mainly due to pressure forces).

The combination of both these factors can result in one of these components failing, 
i.e. creating a break in it. Such a break is qualified as an “induced break” in the termino
logy used for PWR core melt accidents.

An induced break can be either of the following:

 – a break induced by creep in a hot leg, the steam generator’s tubes or even in 
another RCS component; this mechanical failure occurs under the effect of heat
ing coupled with a high pressure;

 – a reactor vessel rupture at high pressures (if no other RCS rupture has occurred 
previously). In this case, the corium present in the lower head can be ejected into 
the reactor pit and then into the containment and cause it to heat up directly in 
a process named “Direct Containment Heating” (DCH), which can result in its 
failure (see Section 5.2.1).

The creation of an “induced break” reduces the pressure in the RCS, thereby reduc
ing the possibility of DCH occurring. If an induced break in the RCS occurs in the steam 
generator tubes, however, radioactive substances may be directly discharged into the 
environment.

It is therefore important to study the behaviour of the RCS in the event of a melt 
under pressure in order to fully appreciate the associated risks. This chapter solely con
cerns the induced breaks, as DCH is discussed in Section 5.2.1.
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5.1.4.2. Physical phenomena

As we have seen in the preceding sections, when a core melt accident occurs in a 
power reactor, the reduction in the water inventory in the RCS exposes the fuel rods, 
resulting in the temperature rising and the reactor core’s component elements progres
sively melting. Part of the power released in the core’s unflooded zones is then removed 
from the core through natural convection, i.e. the hot gases (mainly the steam/water 
vapour that gradually replaces the liquid water as it evaporates) transport a certain 
quantity of heat from the core into the coldest regions of the RCS. The hot gases are 
themselves replaced in the core by the cooler gases. As a result, loops form in which the 
gases flow from the hot areas of the RCS to its cooler ones and the gases that have been 
cooled in the cooler areas then flow back into the core’s hot ones; these are referred to 
as “convection loops”. These movements are “driven” by buoyancy forces according to 
Archimedes’ Principle, i.e. the forces resulting from the difference in density between the 
hot (and, therefore, lighter) gases and the cold (and, therefore, heavier) gases.

Theoretically, there are two possible modes of gas circulation in the RCS, as shown 
in Figure 5.8:

 – in the first (shown in the left part of Figure 5.8), the gases leaving the core pass 
through the hot legs of the RCS, the steam generators, the intermediate legs and 
cold legs before being reinjected into the core’s lower part;

 – in the second (shown in the right part of Figure 5.8), a water slug remains pre
sent in the socalled “intermediate” legs, located, in the case of each RCS loop, 
between the steam generator outlet and the RCS pump; due to their shape, 
the intermediate legs (which are called “U” legs) in the loops of the RCS create 
a siphon (Figure 5.8) in which water can stagnate, forming a slug. The super
heated steam leaving the core passes through some of the steam generator 
tubes (referred to as the “direct tubes”) where they cool down, and then return 
to the reactor vessel through some of the other tubes (referred to as the “indi
rect tubes”) and through the hot leg (which is therefore the seat of a counter
current flow: the hot gases flow from the reactor vessel to the steam generator 
through the upper part of the hot legs and the cold gases flow from the steam 
generators to the reactor vessel through the lower part of the same hot legs, as 
shown in Figure 5.8). This flow pattern has been experimentally demonstrated 
in a scale mockup and seems to be the most probable (IRSN’s computer 
mo dels predict high water slug stability; if the slug disappears in a loop, the 
steam follows the path described in the previous paragraph).

These convective phenomena are not specific to highpressure melt scenarios, 
however, a high pressure has the following consequences:

 – convective exchanges are much greater at high pressures than at low pressures;

 – the pressure present in the RCS generates stresses that are sufficiently great to 
cause a significant risk of a creep rupture in some of the pipes (the hot leg, SG 
tube, etc.).

http://www.irsn.fr/EN/Pages/home.aspx
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In order to determine the location of the break in the RCS, the time sequence of pos
sible RCS failures must be assessed, thereby identifying the earliest. This means that the 
mechanical and thermal conditions (thermal and mechanical loads) acting on the com
ponents of the RCS (SG tubes, RCS piping, etc.) must be known, as well as the behaviour 
of the corresponding materials at high temperatures.

The mechanical loads are due to the pressure and the thermal expansion of the struc
tures involved (the structures cannot freely expand under the action of heat; they are 
constrained to do so in a specific way, notably because they are connected to other 
equipment).

The thermal loads mainly depend on three factors:

 – the power released in the core (residual power and power released by the exo
thermic oxidation reaction of the Zr);

 – the transport of heat from the core and into the RCS by means of superheated 
steam;

 – the residual power released by the fission products when they are transported in 
the RCS (see Section 5.5 for further details of how the fission products are trans
ported in the RCS).

In order to determine the thermal loads, therefore, it is important to be able to model 
the different convection loops and the release, transport and deposition phenomena of 

Figure 5.8. Modes of steam circulation in the RCS.
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the fission products in the RCS. Other elements must also be modelled in order to assess 
correctly the thermal loads: whether or not water continues to be injected at the RCS 
pump seals (a seal failure can result in an RCS rupture), the behaviour of the pressuriser 
steam bleed SEBIM valves (if a valve jams open, the RCS would be depressurised after a 
certain number of cycles), and the potential formation of hydrogen “slugs” in the upper 
part of the SG tubes (hydrogen is mainly produced as a result of oxidation of the zirco
nium in the cladding by the steam) resulting in the gas flow being blocked.

Studies of highpressure core melt accidents therefore consist of two parts:

 – a thermalhydraulic part to determine the temperatures (and, also the pressures) 
in the different parts of the RCS;

 – a mechanical part, based on the results of the thermalhydraulic studies and the 
properties of the materials involved, to assess when and where the RCS fails.

5.1.4.3. Experimental programmes, modelling and computer code

All of the research programmes on core degradation, the release of fission products, 
corium melt and lower head mechanical strength more or less directly provide data for 
the highpressure core meltdown studies. Experimental and modelling programmes spe
cific to this type of situation have also been performed, however.

The first programmes to specifically address highpressure meltdown were carried 
out in the United States at the beginning of the 1980s. These notably revealed, in mock
ups, the gas flow patterns. Different existing computer codes were modified in order 
to model this flow circulation using a simplified geometry; these enabled the thermal 
loads of the structures to be better assessed. Finiteelement mechanical studies were 
then conducted using these thermal load models. These studies provided more precise 
models of structural response to the different thermal and mechanical loads. At the 
beginning of the years 2000, mechanical tests confirmed the validity of this approach 
and provided data for the modelling of RCS welds.

The improved performance of the computational models can be used to perform 
Computational Fluid Dynamics (CFD) simulations, which solve 3D fluid mechanics 
equations, in order to calculate the velocity and temperature fields in the hot legs and 
the steam generators at a given moment. These methods can partially compensate for 
the lack of experimental data and help to develop simplified models (for assessing the 
number of direct tubes and the number of indirect tubes in the steam generators, for 
example).

5.1.4.3.1. Experimental programmes

Westinghouse tests: a test programme conducted by Westinghouse at the begin
ning of the 1980s, funded by the Electric Power Research Institute (EPRI) in the United 
States, concerning gas flows and thermal exchanges in the event of a PWR core melt 
accident. These tests were conducted in a 1/7th scale mockup reproducing one side of 
a fourloop Westinghouse PWR (the mockup reproduced the reactor vessel, two hot 
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legs and two steam generators) and were carried out with sulphur hexafluoride (SF6) in 
place of superheated steam (this gas behaves like superheated steam under pressure and 
temperature conditions similar to atmospheric conditions, which greatly simplifies the 
tests). In particular, these tests revealed circulation flows in the hot legs and SG tubes, 
the mixing of hot and cooler gases in the SG inlet plenums, and gas stratification in the 
hot legs. The tests also estimated certain flow data: the mixing ratio in the SG inlet 
plenums as well as the ratio between the number of “direct” SG tubes (i.e. in which the 
gases flow from the inlet plenum to the outlet plenum) and the number of “indirect” SG 
tubes (i.e. in which the gases flow in the opposite direction). These tests are described in 
several publications, but only partially [68, 69], and were used to qualify computational 
tools [70, 71]. The ROSA tests, which are mentioned below, aim to provide additional 
information.

MECI programme: conducted by CEA between 2000 and 2004 and financed by IRSN, 
this programme:

 – included a part to determine the mechanical properties of RCS component 
materials;

 – conducted tube burst tests representing the hot legs (halfscale mockup);

 – conducted tube burst tests representing the hot legs (fullscale mockup).

The material characterisations of the MECI tests added to the existing data on the 
various grades of steel of the RCS hot legs. They also made it possible to assess uncer
tainties under creep conditions, determine the properties of the materials used in the 
burst tests and compare their properties with those available in the literature (including 
the inventory of RCS material properties compiled by AREVA).

The highpressure tube burst tests then validated the methods of assessing the fai
lure times for the various structures. They were conducted on the SG tubes and on the 
tubular test specimens representative of hot leg geometry (halfscale straight tubes) 
and materials. At constant pressure, the test specimens were subjected to a “tempera
ture ramp” thermal load (heating to provide a constant rate of temperature increase) 
until they burst.

The tests conducted on the specimens representing the hot legs were mainly 
intended to determine the behaviour of various grades of materials present in the RCSs. 
The programme included mockup tests carried out upon a single material (in other 
words, entirely consisting of 16MND5 steel, the grade of steel used to construct the 
French reactor vessels, or 316L steel, the grade of steel used to manufacture the hot leg 
components) as well as tests conducted upon welded mockups representative of the 
actual welded joints (between the hot legs and the reactor vessel, and between a hot 
leg’s different components, including the joints with the SGs). As a result, two types 
of welds were studied: “homogeneous” joints (HJ), represented by a welded assembly 
consisting of two 316L steel tubes (a halfscale study of the links between a hot leg’s 
components), and bimetallic joints (BMJ), represented by the welded joint between two 
halfmockups in 16MND5 and 316L grade steels (to study the links between the hot 
legs and the reactor vessel).

http://www.irsn.fr/EN/Pages/home.aspx
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The test grid is shown in Table 5.1. The first column indicates the component mate
rial, the second states the tube’s thickness, the third the membrane stress (σ in MPa; the 
stress as defined here is a pressure that “measures” the effect of the forces applied to the 
structure) and the fourth the temperature heatup rate (in degrees per second).

In the case of the SG tube tests, two pressure loads were studied: that of a high
pressure secondary coolant system, and that of a depressurised secondary coolant 
system. These tests were reproduced for various temperature ramp rates, with intact 
tubes or with tubes containing a notch or recess defect (see Table 5.2). It should be 
noted, however, that such defects are obtained by machining the parts and so are not 
completely representative of the defects found in the PWRs.

Table 5.1. “Hot leg” mockup burst test grid.

Material
Thickness

(mm)
σ (MPa)

ΔT/Δt
(°C/s)

316L 10.5 107 0.2

316L 10.5 107 0.05

316L 15 75 0.2

316L 15 75 0.05

16MND5 10.5 107 0.2

16MND5 10.5 107 0.05

16MND5 15 75 0.2

16MND5 15 75 0.05

BMJ (16MND5L/316L) 15 75 0.2

BMJ (16MND5L/316L) 15 75 0.2

BMJ (16MND5L/316L) 15 75 0.05

BMJ (16MND5L/316L) 15 75 0.05

HJ (316L/316L) 15 75 0.2

HJ (316L/316L) 15 75 0.2

HJ (316L/316L) 15 75 0.05

HJ (316L/316L) 15 75 0.05

Table 5.2. SG tube burst test grid.

Sample
reference

Internal pressure
(bar)

Rate of temperature 
increase

(°C/s)
Defect geometry

80 150 0.05 0.1 None Notch Recess

0   

1   

2   

3   
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Sample
reference

Internal pressure
(bar)

Rate of temperature 
increase

(°C/s)
Defect geometry

80 150 0.05 0.1 None Notch Recess

4   

5   

6   

7   

8   

9   

10   

11   

12   

Figure 5.9 shows the experimental system and the condition of a “hot leg” mockup 
after the test.

ROSA-V programme: the ROSA experimental programme began in 1970 in Japan 
and mainly studied the thermalhydraulic phenomena occurring in PWRs during accident 
scenarios. The fifth segment of this programme, ROSAV, was conducted between 2005 
and 2009 in the ROSA/LSTF facility of the Japan Atomic Energy Agency (JAEA) and 
involved many partners including EDF, AREVA, CEA and IRSN in a fourparty agreement. 
The purpose of these tests was to contribute to the development and validation of the 
thermalhydraulic models utilised in the computer codes used to compute accident 
transients that can occur in PWRs by providing “benchmark tests”, notably for studying 
highpressure core melt accidents. These tests were used to perform comparative exer
cises between the computer codes used to simulate the thermal hydraulics of the RCS 
and assess their ability to compute thermalhydraulics during accident transients. The 
ROSA/LSTF loop consists of a 1/48th scale mockup (regarding the volumes; the vertical 
dimensions are respected) and two loops of a fourloop 1100 MWe PWR. The last tests 
conducted simulated the natural convection phenomena when superheated steam was 
present in the loops.

ARTIST programme: the ARTIST1 (AeRosol Trapping In a Steam-generaTor) experi
mental programme, in which IRSN participated, was launched by the Paul Scherrer Insti
tute (PSI, Switzerland) in 2001. It is intended to reproduce the circulation and retention, 
for the secondary (cold) side of a steam generator, of the fission products (FPs) present 
in the form of aerosols in the event of a SG tube rupture; its objective is to obtain an 
experimental database that can be used for safety studies or for the development of 
models to analyse the retention of FPs, notably in the case of highpressure melt acci
dents resulting in an induced break in SG tubes.

The transport and retention of FPs in the RCSs and Secondary Coolant Systems 
(SCSs) are described in detail in Section 5.5.3.1 of this document.

http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx
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5.1.4.3.2. Models

In order to assess the strength of the RCS (resistance to failure), socalled “inte
gral” computer codes are used to simulate a complete accident sequence (these inte
gral computer codes are described in Chapter 8) and, therefore, notably to assess the 
temperature changes of the different components of the RCS over time (thermal loads). 

Figure 5.9. Overview of the burst in tube no. 2 in 316L steel with a temperature ramp of 0.05 °C/s and 
a membrane stress of 107 MPa.
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Given the current possibilities of computation, these complex computer codes gene
rally use highly simplified models of onedimensional coolant systems to compute the 
temperature fields. The thermal loads computed with these codes are therefore subject 
to significant uncertainties.

Complementing the integral computer codes, specialist computer codes are used to 
perform much more detailed local simulations, notably those of the temperature fields 
and gas circulation flows, and to assess the thermal loads more precisely. The initial 
detailed models of convective heat transfers in the RCS in the event of accident tran
sients date back to the 1980s [68]. Subsequent progress in computation has resulted in 
CFD codes that can be used to conduct thermalhydraulic studies or to perform finite
element calculations in thermomechanical studies to model convection more precisely 
without the need for largescale experimental tests that are difficult to implement.

 ► Modelling of high-pressure core melt in integral computer codes

The integral computer codes presented in Chapter 8 can be used to simulate all 
of the phenomena that may be involved in a core melt accident, and notably the core 
de gradation and fluid circulation flows in the RCSs and SCSs. They generally use a one
dimensional representation of these systems. To enable the circulation flows and the 
mixing of hot and cold gases in the SG inlet plenums to be simulated, they are repre
sented in this type of computer code by several volumes, and the gas transfers are per
formed between the volumes.

The computations performed using the ICARECATHARE code can be used to assess 
the mechanical strength of all of the components of the RCS when a highpressure core 
melt accident occurs, depending on the computed thermal loads; some calculations 
compute the risk of a break occurring in the RCS pump seals. It should be noted, how
ever, that the case of a pressuriser valve jamming in the open position has not been spe
cifically examined (but its modelling would not create any problems). The calculations 
performed with the code have shown that, if there is a water slug in the intermediate 
leg of the RCS (see Figure 5.8), it remains in place throughout the period of the accident 
transient. They have also revealed that the risk of a hydrogen slug forming in the upper 
part of SG tubes could be avoided.

These computational results must be used with care, however, because of the uncer
tainties in the thermal load computations. These uncertainties are due to the simpli
fied models used for the coolant systems, on the one hand, and to certain simplified 
aspects inherent in the ICARECATHARE computer code, on the other hand: the code 
does not model the transport and possible deposition of the FPs released when the core 
is degraded; furthermore, the core is represented in a highly simplified way, as the code’s 
user must predefine the heat transfers outside the core (twodimensional [axisymmetri
cal] modelling of the core can compensate for this simplification, but these models are 
very costly in terms of computation time).
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 ► Modelling of RCS thermal-hydraulics

The approach described in the previous paragraph results in a model of the hot legs 
or SG inlet plenums consisting of several volume elements (a few dozen at most). By its 
nature, therefore, it is highly simplified. On the other hand, it can be used to simulate an 
accident transient lasting several hours.

The CFD approach can be used to model these zones by means of thousands of 
unit cells and so can numerically simulate the circulation flows of the gases in a RCS 
loop more realistically than with an “integral” computer code. It requires a long com
putation time, however, thereby making the calculation of the complete sequence of 
events in an accident impossible. We must limit ourselves to studying the gas circu
lation flows at a given moment. The CFD approach has been adopted by the United 
States Nuclear Regulatory Commission (NRC) in the FLUENT computer code [71] and 
by IRSN in its CFX and TRIO computer codes (in the latter case, as part of a collabora
tion with CEA) [72]. The current means of computation restricts the number of unit 
cells in a model. A steam generator tube bundle (which consists of several thousand 
tubes) is modelled by a smaller bundle (consisting of approximately ten times fewer 
tubes), composed of equivalent tubes whose characteristics are determined so that, 
for example, the total flow crosssection of the tubes of the equivalent bundle is equal 
to the total flow crosssection of the actual bundle’s tubes. The modelling is restricted 
to the RCS: the exchanges with the SCSs are defined in the form of limit conditions 
(in other words, only the temperature, which is assumed to be uniform, of the steam 
in the SCS and a thermal exchange coefficient used to calculate the thermal fluxes 
between the PCSs and the SCSs are defined). The computations of this type provide a 
detailed view of the flows in the SG tubes at a given moment and can be used to assess 
some of their characteristics (mixing ratio in an SG plenum, and the number of “direct” 
SG tubes and “indirect” SG tubes).

This type of computation provides more precise thermal load results that can then 
be used to improve the thermal modelling in the integral computer codes as well as to 
improve the assessment of the mechanical strength of RCS components. Computations 
performed using the TRIO computer code have, for example, revealed that besides the 
SG direct and indirect tubes, there were also many tubes with no significant gas circula
tion flows. They also revealed the possibility of triple stratification occurring in the hot 
legs, with a “warm” layer between the hot and cold layers.

In addition, they provide 3D profiles of the gas temperatures in the RCS loops. 
Figure 5.10 shows an example of a thermal profile in a hot loop and a steam generator, 
calculated using the TRIOU code. The colours represent the gas temperature ranges 
(in degrees Kelvin). The superheated steam leaving the reactor vessel passes through 
the upper part of the hot leg and then cools down when it enters the SG plenum 
and mixes with the “cooler” steam found there. “Relatively” cold steam flows back 
towards the reactor vessel through the lower part of the hot leg. A prior computation 
performed using an integral computer code provides this simulation’s “limit condi
tions” (flow rate and temperature of the hot gases as they enter the hot leg, and SCS 
temperature).

http://www.irsn.fr/EN/Pages/home.aspx
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The US NRC has conducted similar studies [72]. In particular, it focused on studying 
the thermalhydraulic consequences of SG tube leaks existing prior to the accident and 
showed that such leaks very considerably increased the risk of SG tube failures.

 ► Modelling of RCS component mechanics

In order to simulate the mechanical phenomena, CEA performed finiteelement cal
culations for the assembly comprising a hot leg and the lower head of a steam genera
tor with the CAST3M code at IRSN’s request. The mechanical phenomena have been 
used to study the effects of hot leg expansion upon the mechanical stresses and, conse
quently, upon the times and places at which it failed. The developed model used takes 
into account a “realistic” spatial distribution, provided by CFD computations, of the hot 
and cold layers in a hot leg (in other words, it takes into account the fact that a hot leg 
is not divided into a cold lower half and a hot upper half and uses the geometrical profile 

Figure 5.10. Example of a thermal field in a hot leg and the associated steam generator, determined 
using a TRIOU calculation. The temperature scale is in degrees Kelvin.

http://www.irsn.fr/EN/Pages/home.aspx
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of the separation zone obtained through the CFD computations). To a certain degree, 
special use of the computational results can be used to take into account the uncertain
ties regarding material properties as well as those regarding welds.

Figure 5.11 shows a crosssection view of damage to the hot leg at the moment of 
the failure for a specific thermal load (obtained for a simulation of a total loss of electri
cal power). One side of the hot leg is welded to the reactor vessel via a sleeve (visible at 
the right side of the figure), and the other side is welded to the lower head of the steam 
generator via an elbow and a conical trunk tube (visible at the left side of the figure). The 
start of the pressuriser’s expansion line that connects the hot leg to the pressuriser can 
be seen in the figure.

In the computation performed with the CAST3M code, the reactor vessel and the 
steam generator have been simulated by means of special limit conditions.

The colours represent the level of damage suffered. The damage is a coefficient 
whose value is between 0 and 1 and is calculated at all points of the unit cell mesh 
and at every computation step by means of different models specific to the material. 
A value of 1 represents a failure, whereas a value of 0 represents an intact structure. In 
this case, the break begins at the beginning of the inner wall of the elbow before the 
steam generator.

Figure 5.11. CAST3M mechanical computation of the strength of the hot leg – damage level at the 
moment of the “break” (see text for further details).
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5.1.4.4. Summary and outlook

Research has helped to improve our understanding of highpressure core melt acci
dents by increasing our knowledge of the thermal and mechanical loads to which the 
different components of the RCS are subjected as well as our knowledge of the mechani
cal behaviour of these components in such situations. Given the complexity of the phe
nomena involved, notably the RCS gas circulation flows that govern the temperatures of 
the RCS components, however, it is still difficult to predict with certainty where the first 
failure in the RCS will occur. The studies performed by IRSN are based on the results of 
this research; they tend to show that, when a highpressure core melt accident occurs, 
the first failure would occur in a SG tube when the SGs are depressurised on the second
ary side, or in the hot legs if not.

In the case of the modelling tools, progress could be made in validating the existing 
tools (notably on the basis of the ROSA test results) or improving the 3D modelling of 
RCS thermalhydraulics. This is because only a 3D approach can take into account the 
complex natural convection phenomena that govern RCS temperature. As things are, it 
is sufficient to model the mechanics of RCS components, given the uncertainties asso
ciated with the thermal load computations.

From the point of view of PWR safety, measures have been taken in France to 
avoid a highpressure core melt accident occurring (as in other countries), given the 
potential consequences of this type of accident, notably in the event of direct con
tainment heating. These provisions include deliberate depressurisation of the RCS if 
possible before the core melts. This can be achieved by opening the pressuriser steam 
relief valves. The action of depressurising the RCS is included in the emergency ope
rating procedures and must be performed immediately by the operators as soon as 
the Severe Accident Operating Guidelines (GIAG) is in use (see Section 4.3.3.4 of the 
Severe Accident Operating Guidelines).

It should be noted that it has been decided to modify the opening control of the pres
suriser steam bleed valves in third tenyearly outage programme of 900 MWe reactors, 
in order to make their operation more reliable and thereby make it possible to depres
surise the RCS during a core melt accident.

In the case of the EPR, design provisions have been made aiming to “practically elimi
nate” highpressure core melt accidents. These are described in Section 4.3.4.2.
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5.2. Phenomena liable to result in early containment 
failure

5.2.1. Direct containment heating

5.2.1.1. Introduction

The phenomenon of direct containment heating (DCH4) is diagrammatically repre-
sented in Figure 5.12. In the event of a PWR core melt accident, a corium melt composed 
of uranium and zirconium oxides as well as non-oxidised metals (zirconium and steel) and 
various fission products may form in the lower head. If the lower head ruptures in this 
situation, the corium is ejected, along with steam and, in some cases, hydrogen from the 
RCS and liquid water still present in the reactor vessel head when it fails. Depending on 
the internal pressure of the reactor vessel when it ruptures, this causes more or less finely-
grained corium fragmentation and more or less widespread dispersion of the fragments 
outside the reactor pit. Corium dispersion leads to very efficient heat exchange between 
the corium and the gases present, as well as oxidation of metallic components of corium, 
producing hydrogen as a result. The oxidation is mainly due to the steam present in the 
RCS but also to the steam contained in the containment. The temperatures reached by 
the gases in the containment and the presence of very hot corium particles then triggers 
the combustion of the hydrogen created through oxidation of the dispersed corium. This 
combustion could cause the hydrogen already present in the containment to ignite at the 
time the reactor vessel ruptures if the concentration is high enough. These phenomena 
cause the containment atmosphere to heat up and its pressure to rapidly build up (in a few 
seconds), resulting in the containment being damaged or its integrity failing. In addition, 
the loads directly applied to the reactor vessel (thrust due to the gases and liquids leaving 
the reactor vessel, and pressure in the reactor pit) may result in a more or less significant 
movement of the reactor vessel itself, possibly causing a shock to the structures, the RCS 
and the SCS and the possible bypass of the containment if breaks are induced in the exte-
rior of the containment, in a system connected to the RCS and not isolated from it.

The risk of the containment rupturing as a result of the gases inside the containment 
being directly heated is assessed from a technical point of view, assuming that there is 
no water in the reactor pit when the reactor vessel ruptures. Tests have shown that the 
risk of combustion is greater when there is no water in the reactor pit. If there is a large 
quantity of water in the reactor pit, the main phenomenon that can threaten contain-
ment integrity is the steam explosion that could occur when the reactor vessel ruptures 
as a result of the very hot corium coming into contact with the water in the reactor pit; 
the subject of steam explosions is discussed in Section 5.2.3. In the case of the reactors 
in operation in France, if there is no water in the reactor pit when the reactor vessel 
ruptures, this is because the Containment Spray System (CSS) was not operating before 
the reactor vessel ruptured. For the PWRs, the objective of “practical elimination” of the 
steam explosion risk in the reactor pit requires the reactor pit to be kept dry before the 
reactor vessel ruptures.

4. The acronym DCH (Direct Containment Heating) is generally used.
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5.2.1.2. Physical phenomena

Although the phenomena involved in DCH are well understood at the qualitative 
level, many uncertainties remain regarding the corresponding detailed physical phe-
nomena and their importance in the pressure build-up within the containment [1, 7]. 
The extent and consequences of DCH greatly depend upon reactor geometry and an 
experimental approach has been preferred for some time, coupled with the develop-
ment of simplified models for interpreting the test results and extrapolating them to 
the case of a power reactor. The particularly violent nature of the phenomenon and the 
highly specific conditions under which nuclear reactor core melt accidents occur demand 
the use of simplified geometries and materials and modest instrumentation in the tests, 
however. Most of the information obtained in experiments is global (corium dispersion 
rate and pressure peak), includes significant uncertainties (corium oxidation rate and 
hydrogen combustion) and is often result of analyses performed after the tests are con-
ducted (dispersion and grain size distribution, for example). With the recent develop-
ment of simulation tools and computational capabilities, certain phenomena can now be 
assessed in greater detail. All of these phenomena, including dispersion, metal oxidation, 
hydrogen combustion and the presence of water, have not yet been combined in CFD 
modelling, however, and it seems difficult to envisage doing so in the short term.

Figure 5.12 shows a diagram of the phenomena and the associated risks. When the 
reactor vessel ruptures, it contains, apart from the structural elements still in place, 

Figure 5.12. Schematic diagram of the physical phenomena occurring during direct heating of the gases 
in the containment.
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a mixture of steam and hydrogen, some corium in the lower head and possibly some 
water, all of which is subjected to a pressure ranging from the operating pressure of the 
RCS (approximately 160 bar) to a pressure close to that of the containment (a few bar) 
if the RCS is completely depressurised. The corium and the steam, and possibly some 
hydrogen, are ejected under pressure into the reactor pit in different phases (single-
phase liquid corium jet, followed by a two-phase corium and gas jet and a gaseous jet). 
The characteristics of their ejection, of course, depend on the size, shape and location 
of the break in the reactor vessel wall. The characteristics of the break are currently dif-
ficult to predict and so are uncertain (Section 5.1.3).

When the corium is ejected under pressure, it is fragmented into liquid droplets that 
rapidly oxidise, producing hydrogen. A flow of steam, hydrogen and corium then forms 
in the reactor pit. This highly complex flow is greatly influenced by the geometry of the 
reactor pit. It is also central to the following phenomena: the projection of corium onto 
the reactor pit walls, the formation of a liquid film along these walls and the entrainment 
and fragmentation of the film by the gases. All these phenomena increase the pressure 
of the gases in the reactor pit relative to that of the containment. As a result, part of the 
corium is entrained by the steam into the areas adjoining the reactor pit and towards 
the containment dome, while another part remains trapped in the pit. During this phase, 
the gases and the corium droplets interact both thermally and chemically. The gases’ 
temperature and pressure in the reactor pit therefore increase considerably. Hydrogen 
combustion is not possible in the reactor pit, however, because its atmosphere contains 
little oxygen (it was driven out by the gases leaving the reactor vessel). When hot gases 
and corium particles enter the containment, they contribute to the superheating and 
rapid pressurisation of its atmosphere. The greater the mass of corium dispersed and the 
finer its fragmentation, the greater the containment pressure build-up. The distribution 
of corium in the different areas of the containment and the duration of the flow also 
play an important role in defining the pressure build-up. Furthermore, when the very hot 
gases and corium particles enter the containment they provoke hydrogen combustion. 
This combustion is highly complex because it combines turbulent diffusion flames (in 
the containment area into which the jet leaving the reactor pit spreads) with premixed 
flames (in the containment areas outside the jet). In most situations, hydrogen combus-
tion does most to heat up and pressurise the containment gases.

It should be noted that the above description of DCH and its current modelling has 
been simplified compared with reality for various reasons including the following:

 – the presence of water, both in the reactor vessel and in the reactor pit, affects 
the phenomenon in various ways by creating the opposite effects. The water 
present in the reactor vessel, which is strongly depressurised when it ruptures, 
very ra pidly vaporises (referred to as “flash vaporisation”). This causes the reac-
tor vessel to depressurise more slowly, on the one hand (increasing the corium 
dispersion time), and causes a greater thrust upon the reactor vessel, on the other 
hand. This water does not entirely vaporise, however, and the water present in 
the reactor pit also disperses and so, firstly, acts as a heat sink and, secondly, 
disrupts or even inhibits combustion. As a result, it is difficult to know whether 
the presence of water has a generally beneficial effect or not;
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 – as a result of the pressure in the reactor pit, the water can move and so modify 
the geometric configuration and close flow routes or open others.

Technically, therefore, the problem is very difficult to model precisely.

5.2.1.3. Experimental programmes

The existing knowledge of phenomena involved in DCH has mainly been gained 
through test programmes conducted on mock-ups, which provide small-scale reproduc-
tions of the main geometrical characteristics of reactors. The different geometries stu-
died are presented in the following paragraphs, after which the results of the tests are 
discussed, based on the temperature and materials used to simulate the corium and the 
presence of water in the reactor pit.

In the late 1980s and early 1990s, many tests were conducted on more or less 
detailed mock-ups of American reactors at scales varying from 1/40 to 1/25 [1-4]. The 
most widely studied and documented geometry is that of the ZION reactor. The link 
between the reactor pit and the containment dome (through which the gases and 
corium pass via the annular passage around the reactor vessel) was not represented 
in the purpose-built mock-up of the Zion reactor in the Sandia National Laboratory’s 
Surtsey facility in the United States (Figure 5.13). An instrumentation tunnel repre-
sented the connections between the reactor pit and the intermediate compartments 
of the containment. In addition, the system simulating the reactor vessel was posi-
tioned outside the containment. The integral tests were conducted at high pressures 
(around 60 bar).

Figure 5.13. Diagram of the Zion reactor (left) and its representation in the experiments conducted in 
the Sandia National Laboratory’s Surtsey facility (right) [1].
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The second geometry studied was that of the Surry reactor. Some of the correspond-
ing tests took into consideration the annular passage around the reactor vessel, directly 
linking the reactor pit with the containment dome, and the presence of thermal insula-
tion around the reactor vessel. A limited number of experiments have been conducted 
with this geometry. Lastly, a third geometry, that of the Calvert Cliffs reactor, was stu-
died; in this geometry, there is a larger annular passage around the reactor vessel, whose 
configuration is more like that of the French reactors.

In 1997, KAERI (South Korea) conducted a test campaign for IRSN (IPSN at that time). 
These tests were the first to study the DCH phenomenon, albeit solely in cold tests, in a 
geometry similar to that of a French 900 MWe reactor at a 1/20 scale.

More recently, tests were conducted in the DISCO facilities of Forschungszentrum 
Karlsruhe (FzK), now called Karlsruhe Institut für Technologie (KIT), in Germany [5, 7]. The 
initial test facilities, referred to as DISCO-C, were used to conduct cold tests, whereas 
another, referred to as DISCO-H, was used to conduct integral tests simulating all of the 
thermal and chemical phenomena. The DISCO facilities, which were initially constructed 
for studies on the PWR reactor (1:18 scale), were then modified so that the geometry of 
the 1300 MWe P’4 reactors could be studied (in collaboration with IPSN, Figure 5.14), for 
that of the KONVOI reactors (German reactors whose geometry is similar to that of the 
PWRs) and for that of the VVER-1000 reactors (a single test in DISCO-H). The PWR and 
KONVOI geometries are unusual as their reactor pit is very small, encouraging corium 
dispersion outside the reactor pit, particularly as there is no access corridor; in the case 
of the 900 MWe and 1300 MWe French reactors (Figure 5.14), the reactor pit is much 
deeper and there are three possible exit routes from the reactor pit: to the upper part of 
the containment (dome), to the compartments at the bottom of the containment and 
to the reactor pit access corridor. The DISCO tests were limited to reactor vessel internal 
pressures below 25 bar.

 ► Low-temperature simulant tests (dynamic aspects)

These tests aim to establish correlations relating to the entrainment of the simu-
lant to the compartments adjacent to the reactor pit and to the containment based on 
experimental parameters, which generally consist of the size of the break in the lower 
head, the internal pressure of the reactor vessel when it ruptures, and the physical pro-
perties of the corium simulant and of the carrier gas leaving the reactor vessel. Various 
simulants have been used for the tests of this type: water (Figure 5.14), oils, Wood metal 
(a eutectic alloy composed of bismuth, lead, tin and cadmium) and gallium. The lat-
ter two simulants offer the advantage of possessing properties (density, viscosity and 
surface tension) that are similar to those of corium, whereas water is a poor simulant 
(its physical properties are very different from those of corium, and its phase changes — 
evaporation or freezing — are unrepresentative of it).

The KAERI tests, whose geometry is representative of that of the 900 MWe French 
reactors, have shown that when the internal pressure of the reactor vessel is high 
enough, up to 80% of the simulant can be entrained into the annular space around the 
reactor vessel and into the passage towards the containment dome, and then released 

http://www.irsn.fr/EN/Pages/home.aspx
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into the containment. In this geometry, the passage to the intermediate compart-
ments of the containment is in fact very small and most of the fuel is ejected into the 
containment. In the case of the 1300 MWe reactors, a smaller fraction of the fuel is 
dispersed into the annulus (60%), as a substantial proportion of the fuel (~30%) is 
trapped in the reactor pit access corridor. Of the 60%, approximately 20% is directly 
entrained towards the containment dome and the rest is entrained into the interme-
diate compartments of the containment.

The geometry of the EPR reactor pit is very different. Due to the very small volume 
of the reactor pit, almost all of the corium may be drawn into the containment even 
if the internal pressure of the reactor vessel is very low (a few bar). The geometry of 
the EPR reactor pit has changed since the DISCO tests were conducted on EPRs and no 
longer includes a direct passage between the reactor pit and the containment; most of 
the ejected corium would then be entrained towards the intermediate compartments 
of the containment housing the equipment (SGs and pressuriser). The effect of various 
lower head rupture modes (break in the centre of the lower head, lateral break or partial 
de-capping of the lower head) upon simulant ejection dynamics has also been studied in 
tests on EPR geometries [6]; these tests have shown that greater masses are dispersed 
in the case of central breaks.

 ► High-temperature integral tests

In addition to the dynamic aspects, these tests provide an insight into heat exchange 
phenomena and chemical interactions. Table 5.3 lists all integral tests conducted until 2010. 
The most frequently-used simulant in tests of this type consists of an iron and alumina 

Figure 5.14. Representation of the reactor pit geometry of a P’4 reactor for the DISCO-C tests: 1-reac-
tor vessel, 2-reactor pit, 3-reactor pit access corridor, 4-niche, 5-annular passage, 6-exit to the con-
tainment dome, 7-exit to the intermediate compartments of the containment. Right: photograph of a 
high-pressure water ejection.
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mixture (Al2O3) resulting from a thermitic reaction5, with small quantities of chrome and zir-
conium sometimes added. Some tests have also been conducted using a composition more 
similar to that of an actual corium (containing a UO2 + ZrO2 mixture). The main diffe rences 
between thermite (Fe-Al2O3) and corium are their density (approximately 4000 kg/m3, 
compared with 8000 kg/m3) and their oxidisable metal composition (Fe, compared with 
Zr + Fe + Cr). Consequently, the results of the tests conducted using thermite cannot be 
directly extrapolated to the case of a DCH incident. Many tests have been conducted in the 
United States, mainly by the Sandia laboratories (SNL) and Argonne laboratories (ANL), for 
three types of geometry (principally that of the Zion reactor, the Surry reactor and the Cal-
vert Cliffs reactor) and different experimental conditions [1]. These tests were conducted 
using high reactor vessel pressures between 60 and 120 bar: as a result, dispersion of the 
simulant and the pressure build-up within the containment were both high.

In the case of Zion reactor geometry, the different tests (conducted using the Surt-
sey mock-up with no direct connection between the reactor pit and the containment 
dome6) showed that the intermediate compartments of the containment retained 90% 
of the si mulant and that there was a limited containment pressure build-up of approxi-
mately 2.5 bar (Figure 5.15). On the basis of these results, the US NRC has estimated 
that, in the case of this reactor, the risk of the containment rupturing as a result of DCH 
was zero [8].

Table 5.3. Main experimental programmes studying DCH.

Series
Number 
of tests

Scale Geometry ∆P (bar) Material
Dbreak 

(4)

(m)

Direct 
connection 
with dome

Water

DCH/WC(1) 7 1/10 Zion 26–67 Fe-Al2O3 0.4–1 No Pit

TDS/LFP(1) 13 1/10 Surry 25–40 Fe-Al2O3-Cr 0.4–0.9 No No

IET-Zion(1) 9 1/10 Zion 60–70 Fe-Al2O3-Cr 0.4 No Pit

IET-Surry(1) 3 1/6 Surry 120 Fe-Al2O3-Cr 0.7–1
Depending 

on the test(5) Pit

ANL-IET(2) 6 1/40 Zion 57–67 Fe-Al2O3-Cr 0.4 No Pit

U(2) 3 1/40 Zion 30–60
UO2 + ZrO2 

+ Zr-stainless 
steel

0.4 No No

CE-CES(1) 7 1/10 Calvert Cliffs 40–80 Fe-Al2O3 0.4–0.5 Yes
Reactor 
vessel

DISCO-H(3) 6 1/18 EPR 8–22 Fe-Al2O3 0.5–1
Depending 
on the test

No

DISCO-FH(3) 5 1/16 P’4 15–25 Fe-Al2O3 0.5–1 Yes No

DISCO-KH(3) 2 1/18 Konvoi 20–25 Fe-Al2O3 1 No No

(1)Sandia NL, (2)Argonne NL, (3)FzK, (4)reactor vessel break diameter relative to the scale of the reactor vessels 
concerned, (5)study of the effect of the thermal insulation, depending on whether it remains in place or not.

5. When an iron oxide and aluminium are brought into contact, a highly exothermic chemical reaction 
occurs in which the aluminium reduces the iron oxide to produce what is called “thermite”, an iron and 
alumina mixture (Al2O3); the reaction raises the temperature of the mixture, resulting in it melting.

6. In reality, there is a connection between the reactor pit and the dome in the reactor, but this has 
been ignored.
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The various subsequent tests, including those conducted in the DISCO facility, sug-
gest that when no combustion occurs (due to the inert atmosphere in the containment), 
the compartmentalisation of the containment plays an important role in DCH and only 
the simulant fraction dispersed into the containment dome effectively heats its atmos-
phere. This is because the thermal equilibrium is reached more rapidly in a small volume, 
as the ratio between the volume of corium and the volume of gas is greater and so the 
gases are heated more rapidly.

The chemical phenomena of oxidation and combustion play a key role in DCH. The 
first tests to study the effect of these phenomena are the IET tests conducted for the 
Zion and Surry reactors’ geometries (in most cases, with no direct connection between 
the reactor pit and the containment dome). In these tests, there was initially a moderate 
hydrogen concentration of approximately 2–3% in the containment. The metals were 
always very intensely oxidised. Hydrogen combustion rate was around 70%, resulting in 
the pressure doubling or tripling within the containment (Figure 5.15, left).

The DISCO-H tests confirmed these experimental findings [7]. They also showed that 
the oxidation not only occurs with the steam initially present in the reactor vessel, but 
also with the steam present in the containment (this could not be observed in the IET 
tests conducted with no direct connection between the reactor pit and the containment 
dome). Hydrogen combustion rate is very high in these tests — around 80% for initial 
hydrogen levels of 4.5–6%. Above all, they showed that there is a linear relationship 
between the pressure build-up in the containment and the estimated quantity of hydro-
gen contributing to combustion (Figure 5.15, right). If there is considerable hydrogen 
combustion, therefore, the heat transfers between the corium and the gas play a smaller 
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Figure 5.15. Influence of combustion upon the pressure build-up in the containment. Left: com-
parison of the pressure build-up observed for an atmosphere with and without hydrogen combus-
tion in the IET-Zion tests (Sandia NL) [1]. Right: relationship between the pressure build-up and 
the estimated quantity of burnt hydrogen (per unit of volume) for a selection of DISCO (FzK), CE 
and IET tests (Sandia, IET6-8: Zion geometry, IET9-11: Surry geometry) [7]. The line represents the 
theoretical envelope values of the pressure build-up linked with hydrogen combustion.
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role in DCH. This can be explained by the fact that the gas heating up due to combustion 
limits the thermal transfers between the corium droplets and the gas.

In addition, the DISCO tests conducted using the geometries of the PWR and 
1300 MWe reactors show that the effect of compartmentalising the containment is less 
marked if combustion occurs. The combustion itself is less sensitive to compartmentali-
sation with high hydrogen concentrations (5–6%). When the initial hydrogen concen-
tration is low (less than 3%), however, combustion has difficulty in propagating to the 
regions that the corium has not entered.

 ► Tests with real materials

Following the IET tests using thermite, three similar tests were conducted using a 
mixture of UO2, Zr, ZrO2, Fe and Cr in the COREXIT facility (1/40 scale mock-up of the 
Zion reactor) in order to demonstrate the effect of using real materials in place of ther-
mite [2]. Very little data is therefore available on tests using real materials, and only very 
partial conclusions can be drawn from these tests.

Two tests were conducted using an almost inert containment atmosphere, elimi-
nating all hydrogen combustion as a result; corium oxidation was possible, however, 
as the reactor vessel had a high steam content. For these two tests without combus-
tion, which were conducted using a material whose specific energy is lower than that of 
thermite (approximately 1.2 MJ/kg, in the case of actual corium, instead of 2.7 MJ/kg for 
thermite), the pressure build-up in the containment dome was lower than in the tests 
conducted under similar conditions using thermite. The production of hydrogen due to 
oxidation of the materials by steam was much greater for corium, with corium oxida-
tion of around 70%, compared with only 30–40% for thermite. This strong oxidation is 
mainly due to oxidation of the metals of which the corium is composed. Uranium dioxide 
(UO2) can also be “superoxidised” by steam if enough is present; this “superoxidation” is 
probably limited, however, and produces little hydrogen.

In these two tests, it is also probable that corium oxidation was limited by the quan-
tity of steam contained in the reactor vessel, which was insufficient to oxidise all of the 
oxidisable component materials of the corium. These tests therefore show that very 
high corium oxidation can occur for coriums whose compositions are representative of 
those that would form in a PWR core melt accident. For power reactors, a conservative 
approach to processing DCH consists in supposing that all the metals in the corium are 
completely oxidised when they are dispersed and ignoring uranium dioxide oxidation.

 ► Effects of the presence of water

The effect of water being present when the reactor vessel ruptures, either in the 
reactor vessel or in the reactor pit, has also been studied in the United States. The 
small number of tests conducted, coupled with the lack of even simplified models, only 
allows qualitative interpretations to be made, however. In the CE-CES tests (Calvert 
Cliffs reactor geometry, [4]), the corium simulant was initially in the bottom of the 
reactor pit, and water or steam that had previously been pressurised to between 40 
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and 80 bar was ejected from the reactor vessel through a break 4 cm in diameter (cor-
responding to a 40 cm diameter when scaled up to the real size of the reactor vessel). 
When the water was initially saturated (and so flash-vaporised on leaving the reactor 
vessel), this was not seen to have a significant influence upon the pressure build-up 
in the containment; the pressure build-up due to the water vaporising was therefore 
offset by a reduction in the effects of combustion and oxidation (approximately 30%). 
When the water temperature was close to the ambient temperature (meaning that the 
water did not vaporise on depressurisation), a significant drop (of around 30%) in the 
pressure loads was seen. In the CE-CES tests in which water was present in the reactor 
vessel, approximately 60% of the simulant was entrained towards the containment 
dome through the annular space.

Several tests were conducted by adding a small quantity of water in the reactor pit 
(the WC and IET tests). Some IET-Zion tests were also conducted using various quanti-
ties of water in the reactor pit. In these tests, the pressure build-ups were similar to 
those observed in tests with no water in the reactor pit; the presence of water therefore 
does not seem to have any overall effect upon the pressure build-up. The temperature 
measurements established that 50% less hydrogen was burned up than when there was 
no water in the reactor pit; in this case, therefore, the pressure build-up is largely due 
to water vaporisation. As a result, the presence of water has a very considerable effect 
upon the phenomena occurring in DCH and so could affect the pressure build-up under 
conditions different from those of the test. The current studies are based on the experi-
mental results, however, and, as no adequate modelling is available, ignore the effect of 
the presence of water.

The presence of water in the reactor vessel or reactor pit seems fairly beneficial 
to DCH by limiting hydrogen combustion, although this must be confirmed by more 
detailed studies. When water is present, however, a steam explosion resulting from the 
interaction between the fragmented corium and the water may occur. Considering the 
measures taken to limit the possibility of high-pressure corium ejection in the event of 
a power reactor core melt accident (consisting of intentionally depressurising the RCS, 
see Section 4.3.3.3) and, therefore, the possibility of DCH occurring, conducting steam 
explosion studies is considered a priority in terms of risk mitigation.

The Sandia laboratories in the United States have conducted experiments in which 
molten corium was ejected at high pressure in a 1:10 scale mock-up of a flooded reactor 
pit (SPIT/HIPS experiments) [15]. In every case, a steam explosion destroyed the reactor 
pit in the tests. Details of the research results regarding the steam explosion are pro-
vided in Section 5.2.3.

5.2.1.4. Modelling

The complexity of DCH prevents it from being modelled in detail by coupling all of 
the important phenomena (corium ejection and fragmentation, heat transfers, oxida-
tion of the component materials of the corium, hydrogen combustion and the pre-
sence of water).
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Until the middle of the 2000s, the only existing models were constructed from sim-
plified models mainly based on experimental correlations that were themselves imple-
mented in “integral” computer codes used to calculate more or less complete accident 
sequences (MELCOR, MAAP, CONTAIN, ASTEC, etc.; see Chapter 8). These simplified 
models are mainly parametric, and their purpose is not to study and precisely under-
stand the phenomena occurring in a DCH incident. They reflect the state of knowledge 
of these phenomena and can be coupled to provide a complete, albeit approximate, 
means of studying the progression of an accident.

For some years, FzK then IRSN have been conducting studies using multiphase, mul-
tidimensional simulation codes (the AFDM and MC3D codes, respectively). Unlike the 
parametric models discussed above, these computer codes represent certain important 
aspects of DCH more precisely, notably corium geometry and behaviour at different 
scales, but they do not represent the coupling of all phenomena. Furthermore, they pro-
cess the complex chemistry occurring during DCH in a very simplified form. The AFDM 
and MC3D computer codes firstly aim to provide the parametric models with more 
appropriate correlations.

The modellers are now mainly focusing their attention on questions regarding corium 
dispersion. The experiments conducted show that both the oxidation of corium compo-
nent materials and the hydrogen combustion are very closely linked with corium disper-
sion, and the simplified approaches producing envelope estimates of their effects upon the 
oxidation and combustion pressure do not excessively overestimate the pressures reached.

5.2.1.4.1. Parametric models

The DCH module of the US CONTAIN computer code [9] is the most advanced 0-D 
code available, and offers many computational options. Thus it also highlights the diffi-
culties involved in modelling corium dispersion in DCH, as more than a dozen models or 
correlations may be used to describe how the corium debris is transported and the flows 
take place between the compartments of a containment, as well as describing how the 
structures trap debris.

The DCH module of the CONTAIN code contains relatively mechanistic models for 
describing how the corium is fragmented and the corium debris is entrained. It assesses the 
convection and radiant heat transfers between the debris and the atmosphere by means 
of conventional heat exchange laws. The code processes the chemical reactions involved 
in corium oxidation as well as in the combustion of hydrogen (both that produced through 
DCH and that already existing in the containment). Hydrogen combustion is evaluated by 
means of a simplified approach. Although the DCH module of the CONTAIN code pro-
vides a solid basis for qualification [10], its use is limited to US Zion or Surry reactors (GRS 
found it difficult to use when interpreting the results of the DISCO tests, which consisted 
of PWR and P’4 geometries) [11, 12]; this may be due to software complexity (notably its 
large choice of options) and, therefore, the need for its users to be highly experienced.

The other integral codes used to analyse core melt accidents adopt simpler approaches. 
The DCH module of the MAAP code, for example, uses correlations (based on the 

http://www.irsn.fr/EN/Pages/home.aspx
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geometry) to evaluate the total fraction of the dispersed corium [12]. The corium droplets 
are assumed to be in dynamic and thermal equilibrium with the gases. The distribution of 
droplets in the different outlets of the reactor pit then depends on the gas flow rates that 
the code computes for each outlet. Although this type of modelling can hardly be used to 
process precisely the geometry (notably that of the outlets) and the flows in the outlets 
(which depend on their geometry), it nevertheless offers the advantage of being simple.

The ASTEC computer code evaluates the pressure loads due to DCH by means of the 
RUPUICUV, CORIUM and CPA modules (see Chapter 8). The reactor pit phenomena are 
addressed by means of the RUPUICUV module. The CPA thermal-hydraulics mo dule, 
which is used to compute the gas flows within the containment, cannot directly handle 
the special DCH phenomena associated with the presence of corium particles (heat 
transfers from the corium particles to containment gases, and corium oxidation), and 
an intermediate module — the CORIUM module — serves as an interface and processes 
corium energy contributions for use by the CPA module itself. The total dispersed 
fraction of the corium is determined using correlations. IRSN plans to revise the DCH 
modelling while still maintaining a simplified approach. Notably, it will introduce new 
correlations deduced from the results of the DISCO tests and the modelling conducted 
using the MC3D computer code.

5.2.1.4.2. Simulation software

IRSN and KIT have chosen to use multiphase thermal-hydraulics simulation codes to 
improve the state of knowledge of flows during DCH and simplify the development of 
simple models [13].

KIT uses the AFDM computer code, which was initially developed for conducting 
safety studies on fast neutron reactors (FNRs). This is a forerunner of the SIMMER III 
computer code, to which physical models relating to DCH have been added in order to 
simulate the chemical reactions between the metals and the steam or oxygen, for exam-
ple, or else hydrogen combustion in the containment (parametric simplified model). The 
code processes gas flow configurations and thermal transfers between the gases and 
the corium in a comparatively comprehensive way, including the formation of corium 
films and crusts on the reactor pit cavity walls. Its use is limited to axisymmetrical 2D 
geometries, however. Promising results have been obtained for interpreting the DISCO 
tests conducted using the geometries of the EPR and Konvoi reactors; in particular, it has 
enabled IRSN to perform comparative analyses with the MC3D computer code.

The MC3D code is developed by IRSN and CEA; it is mainly used to evaluate the 
pressure loads caused by a steam explosion (Section 5.2.3). It can, however, also process 
many multiphase phenomena including — partially — DCH. This code is distinctive in 
that it describes the corium in detail: the “droplet field” (dispersed corium) is handled 
separately from the “jet field” (continuous corium) (see Figure 5.33 in Section 5.2.3, 
which illustrates this point). A detailed model of corium fragmentation and droplet coa-
lescence allows users to move from one field to another. It includes a corium oxidation 
model. The MC3D code does not handle combustion, however. As combustion is the 
main contributor to the pressure build-up in the containment, the studies conducted 

http://www.irsn.fr/EN/Pages/home.aspx
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using the MC3D code only address corium dispersion and aim to develop simplified dis-
persion models for the ASTEC computer code and the probabilistic safety assessments 
(PSAs). The MC3D code can also be used to perform 3D computations that handle the 
French reactors’ special geometries more precisely. As an example, Figure 5.16 shows a 
reactor geometry processed using the MC3D computer code (simplified P’4) as well as 
the computed results for corium dispersion in the annulus, as a function of the internal 
pressure of the reactor vessel.

As well as providing a direct comparison of the computational results at several 
experimental points, this type of code can be used to study, by means of many computa-
tions and fairly coarse meshes, the sensitivity of corium dispersion to parameters such 
as the internal pressure of the reactor vessel, the gas temperature and the break size. A 
correlation for processing corium dispersion has therefore been developed on the basis 
of the DISCO test results. This correlation predicts, for example, that when water is used 
as the simulant, the threshold pressure (minimum) resulting in dispersion is around 5 bar 
(see also Figure 5.16). In the case of P’4 reactors, the studies show that, for a reactor ves-
sel break approximately one metre in diameter, the corium dispersion threshold pressure 
(minimum) is around 20 bar and the pressure above which maximum corium dispersion 
occurs is around 40 bar. Figure 5.17 shows these results, based on the internal pressure of 
the reactor vessel for three break diameters (the size of the break is not known precisely; 
it can vary from a few centimetres to a metre, as described in Section 5.1.3).

It has also been observed, again for the P’4 reactors, that the cross-section of the 
reactor pit access corridor only affects the maximum quantity of corium dispersed in 
the containment; the other characteristics such as the dispersion threshold pressure are 
barely affected. This has been confirmed by additional DISCO experiments.
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Figure 5.16. Left: 3D geometry used when interpreting the DISCO tests conducted using the geometry 
of the P’4 reactors (simplified geometry) processed by the MC3D code. Right: MC3D code evaluation 
of the fuel fraction dispersed towards the top of the reactor pit compared with the results of the tests 
conducted using water as the simulant and a reactor vessel break diameter of 60 mm.
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The great weakness in the existing models concerns hydrogen combustion. The com-
bustion computer codes cannot compute corium dispersion and oxidation; conversely, 
the MC3D and AFDM codes do not include an adequate combustion model. It appears 
necessary to model combustion if these computer codes’ predictive abilities are to be 
improved. Work on this point began in 2009 in the European SARNET system, under the 
supervision of KIT, with the aim of determining the most appropriate models and the 
way of introducing them into the multiphase simulation codes.

5.2.1.5. Summary and outlook

It is not easy to study the DCH risk. The risk is different for each type of reactor and, 
for a given geometry, depends on factors including the following:

 – the internal pressure of the RCS at the moment the reactor vessel ruptures;

 – the size of the break in the reactor vessel;

 – the quantity of unrecombined hydrogen still present in the containment and in 
the RCS when the reactor vessel ruptures;

 – the quantity of unoxidised metal in the corium.

The surest way of avoiding or limiting the effect of DCH upon the containment is 
to intentionally depressurise the RCS. This is incorporated into the design of PWR and 
AP1000 reactors. Depressurising the RCS is generally considered to be a key action 
in PWR safety during operation, notably in the Severe Accident Management Guide-
lines. Figure 5.17 shows the benefits of depressurising the RCS for the P’4 reactors and 
undoubtedly more generally, taking into account the uncertainties listed above, for all 
of the reactors in operation in France. DCH at a reactor vessel internal pressure of less 
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Figure 5.17. IRSN evaluation of corium dispersion outside the reactor pit depending on the internal 
pressure of the reactor vessel for different break diameters, in the case of P’4 reactors. The 4 m diameter 
corresponds to the lower head being torn off.
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than 10 bar seems impossible for these reactors. Depending on the hydrogen concentra-
tion present in the containment, the corium melt outside the reactor vessel may result 
in hydrogen combustion without DCH in such a situation. The pressure loads on the 
containment would then only be due to hydrogen combustion.

The experimental data also show that the consequences of DCH are essentially 
related to reactor pit geometry and to the routes between it and the other areas of the 
containment. In particular, it is accepted that the consequences of DCH are reduced in 
reactors with no direct route for the corium and gases between the reactor pit and the 
containment dome; this solution has notably been chosen for the PWR reactors.

The combustion of the hydrogen created through oxidation of the corium dis-
persed by steam and of any initially present in the reactor vessel as well as in the con-
tainment atmosphere appears to be the main phenomenon responsible for building 
up the pressure in the containment. A detailed knowledge of the constituent metals 
of the corium as well as of the hydrogen quantities present in the containment and in 
the reactor vessel is needed to be able to evaluate precisely this pressure build-up. In 
si tuations in which there is considerable corium dispersion (dispersion of 30–50 tonnes 
of liquid corium; depending on the envisaged core melt accident scenarios, 100 tonnes 
or corium or even more may be dispersed), the studies conducted by IRSN show that 
containment mechanical strength limits may be reached during the resulting hydro-
gen combustion.

DCH is difficult to model. This is because the complexity and diversity of the pheno-
mena involved in DCH, coupled with their dependence upon reactor building geometry, 
do not lend themselves to simple modelling. Parametric studies have been developed 
and used to conduct studies to estimate the pressure build-up in the containment during 
DCH, but their usefulness is highly doubtful outside their precise fields of validation 
(notably concerning the geometry of the reactor pit and the adjoining compartments). 
Multi-phase simulation codes have been used to obtain important results, notably con-
cerning corium dispersion depending on the internal pressure of the reactor vessel. These 
are also difficult to use, however, and they cannot precisely determine all consequences 
of DCH in 2015, notably because of the difficulties of modelling corium oxidation and 
particularly, hydrogen combustion. In addition, the meshes used to process the complex 
real geometries are quite crude, and some geometric details cannot be modelled with-
out simplification, resulting in inaccuracies in the flow computation.

The impact of water present in the reactor vessel or in the reactor pit during DCH 
has not really been characterised either. A better knowledge of this effect is necessary, 
but this can only be achieved by developing models coupled in a simulation code such 
as MC3D.

It appears necessary to use more precise simulation codes to compensate for the 
lack of experimental results (notably using real materials) and the limitations of the 
correlations developed on the basis of the existing results as well as to allow the results 
to be extrapolated to the case of a power reactor; this is why IRSN began development 
to improve DCH modelling for the French nuclear reactors in the middle of the 2000s.

http://www.irsn.fr/EN/Pages/home.aspx
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5.2.2. Hydrogen risks and means of mitigating their 
consequences

5.2.2.1. Introduction

In the context of core melt accident studies on pressurised water reactors (PWRs), 
“hydrogen risk” is defined as the possibility of containment integrity being lost in a 
reactor or its safety systems as a result of hydrogen combustion. The hydrogen is prin-
cipally produced through oxidation of the metals present in the reactor core (mainly 
the zirconium contained in the cladding of the fuel elements) during the core degrada-
tion phase (Section 5.1.1), and oxidation of the metals present in the corium pool or in 
the basemat during the molten corium-concrete interaction phase (Section 5.3). The 
hydrogen produced in this way is released into the containment. The hydrogen distribu-
tion in the containment is more or less homogeneous depending on the degree to which 
the atmosphere is mixed (this is mainly linked with the convection loops resulting from 
steam condensation within the containment). If it is heterogeneous, there may be local 
hydrogen concentrations that exceed the flammability limit of the gaseous mixture; 
if it ignites, this may result in pressure loads that can threaten containment or safety 
component integrity. The distribution and concentration of hydrogen within the con-
tainment may also be modified by the use of safety systems, such as the Containment 
Spray System (CSS), which homogenise the containment atmosphere and lead to an 
increase in hydrogen concentration due to steam condensation on water droplets. 
Moreover, systems such as recombiners and igniters already installed inside the reac-
tor containments may affect hydrogen distribution by avoiding hydrogen building up 
in part or all of the structure (the PWRs in operation in France are only equipped with 
recombiners).

5.2.2.2. Physical phenomena

When a PWR core melt accident occurs, the hydrogen released from the RCS enters 
the containment atmosphere, which initially mainly consists of air and steam. In this 
atmosphere, convection movements are caused by the presence of steam and its con-
densation on cold surfaces. The hydrogen then plays a role in increasing the natural 
convection movements due to its low density and in reducing steam condensation on 
the walls by hindering steam diffusion. Convection within the containment may there-
fore be altered, and it is important to know whether the entire contained volume is set 
into movement as a result. If it is, the hydrogen and the air mix rapidly enough for it to 
be assumed that, outside the regions in which the gases are released and near to the 
walls, the atmosphere is homogeneous. Otherwise, only part of the contained volume 
— probably the upper part of the containment — is mixed, and the homogeneity of that 
part of the containment atmosphere is initially concerned; if its volume is small, that 
part can contain a gas mixture that is relatively rich in hydrogen. The hydrogen will then 
migrate more slowly (over the course of several hours, given the containment geometry 
and compartmentalisation) to the “dead” regions, which are probably in its lower part. 
In these regions, the hydrogen will be incorporated into the gas mixture, but the hydro-
gen level of the mixture will never exceed that found in the homogeneous region.
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The flammability of the gas mixture in the containment depends on the tempera-
ture, pressure and composition of the mixture, as well as its ignition mode. In practice, 
however, the position of the point representing the composition of the mixture (hydro-
gen, air and steam) in the Shapiro diagram (see Figure 5.18) can be used to determine 
whether the mixture is flammable. In this diagram, the ignition and detonation regions 
are bounded by curves: the flammability limit curve bounds the flammability region, 
and the detonation limit curve bounds the detonation region. The detonation region, 
which is smaller, is within the flammability region. The flammability and detonation lim-
its depend on the temperature and pressure; furthermore, the detonation limit is not an 
intrinsic characteristic of the gas mixture; it is only valid for the geometry in which it is 
obtained.

In a mixture flammable, combustion may be triggered by an energy source of a few 
millijoules. Consequently, in the presence of electrical power sources or hot points, it 
seems probable that ignition would occur rapidly once the gas mixture enters the flam-
mability domain. In contrast, more energy (at least 100 kilojoules) is required to trigger 
a stable detonation. This explains why direct detonation can be ruled out for practical 
purposes; the only mechanism considered likely to provoke detonation is flame accelera-
tion and the deflagration-to-detonation transition. In fact, due to hydrodynamic instabili-
ties and turbulence (primarily caused by obstacles in the path of the flame), an initially 
laminar deflagration (with a flame velocity of around 1 m/s) may accelerate. Rapid com-
bustion conditions may also develop, involving rapid deflagration (a few hundred m/s), 
deflagration-to-detonation transition (DDT) and detonation (over 1000 m/s). These 
explosive phenomena pose the biggest threat to the mechanical integrity of the contain-
ment walls, as they can produce very large, localised dynamic loads. The higher the com-
bustion speed, the higher the pressure peak, albeit with a shorter peak application time.
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Due to the large volume and geometric complexity (mainly due to its compartmen-
talisation) of the containment, it is currently not possible to perform predictive compu-
tations concerning flame acceleration. Based on their understanding of the mechanisms 
involved, researchers have nevertheless developed prerequisite criteria, i.e. conditions 
required for the various combustion modes. Two types of criteria have been defined in 
this way:

 – the criterion “σ” concerns the flame acceleration; the value σ is the expansion 
factor of the mixture, the relationship between the cold gas and burnt gas densi-
ties at a constant pressure, and so is an intrinsic property of the mixture in ques-
tion; the critical value σ* above which flame acceleration is possible depends on 
the initial temperature of the gases and the stability of the flame and has been 
determined using the results of many experiments at different scales and in dif-
ferent geometries;

 – similarly, the necessary conditions have been established for assessing the pos-
sibility of a deflagration-to-detonation transition (DDT); these are based on com-
paring a length typical of the geometry of the studied chamber with the size of 
the detonation cells (marked λ) characterising the sensitivity of the mixture.

These criteria were initially established for homogeneous gas mixtures and then 
extended to cover mixtures in which there are hydrogen concentration variations, on 
the basis of ENACCEF programme results (Section 5.2.2.3.2). These criteria are used 
to determine the situations presenting a rupture risk to the containment for which it 
appears necessary to compute the loads resulting from possible combustion, by study-
ing the hydrogen distribution in the containment (taking into account its geometry). It 
should be noted that before these criteria can be applied, the codes used to compute the 
hydrogen distribution in the containment must be validated based on situations repre-
sentative of core melt accident conditions; this has been the aim of experimental pro-
grammes on hydrogen distribution in recent years.

5.2.2.3. Experimental programmes

5.2.2.3.1. Hydrogen distribution

Hydrogen distribution in the containment is controlled by various coupled complex 
physical phenomena, such as:

 – the flows in the release region and the transporting of gases in the containment, 
notably hydrogen and steam;

 – natural convection induced by temperature differences between the atmosphere 
and the walls and by density differences between the various gases present;

 – steam condensation on the containment walls and internal structures;

 – heat and mass stratification of the gases;

 – diffusion in flows and turbulence;

 – the effect of spray droplets on flows or of steam condensation on spray droplets.
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Many analytical experiments have studied these phenomena separately. Regarding 
condensation, for example, the Dehbi experiments [31] on natural convection, together 
with those of Tagami, Uchida and Huhtiniemi [32] on forced convection, have enabled 
global models for steam condensation to be developed. The resulting correlations are 
more or less dependent on the test conditions and geometry, however. As the various 
phenomena governing hydrogen distribution are strongly coupled, large-scale global 
experiments have been conducted in addition to the analytical tests. A state-of-the-
art report sponsored by EOCD on containment thermal-hydraulics and hydrogen dis-
tribution was completed in 1999 by a group of international experts (including IRSN 
experts) [16]. It provides a description of all of the experiments (HEDL, HDR, BMC and 
NUPEC) conducted since the beginning of the 1980s. In most cases, they consist of large-
scale global experiments using limited instrumentation and an imprecise knowledge of 
the boundary conditions, meaning that they can only be used to validate 0D computer 
codes and are unsuitable for validating multidimensional codes.

To overcome the lack of data, well-equipped new facilities were constructed at the 
beginning of the 2000s to validate the multidimensional, multi-compartment com-
putational tools. These include the PANDA, THAI, TOSQAN and MISTRA facilities 
(Figures 5.18, 5.19, 5.20 and 5.21).

 ► PANDA facility programme

The PANDA facility at the Paul Scherrer Institute in Switzerland was initially designed 
for studying containment thermal-hydraulics in boiling-water reactors (BWRs). It con-
sists of four interconnected compartments with a total volume of 460 m3 [28].

As part of the OECD SETH (SESAR Thermal-Hydraulics) project between 2004 
and 2006, tests were conducted (mostly without condensation) on a test facility mainly 

Figure 5.19. Diagram of the PANDA facility.

http://www.irsn.fr/EN/Pages/home.aspx
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consisting of two compartments with a total volume of 180 m3, using instrumentation 
specially designed to accurately measure the flows in order to validate the multidimen-
sional codes. The test grid for this project concerned flows resulting from a lateral or 
central injection of steam or helium, gas jet interaction with the containment wall within 
the injection region, and the impact upon gas distribution of an opening between the 
two compartments in the upper part of the containment and those in its lower part. The 
PANDA facility offers the possibility of studying complex flows; the lack of control over 
the temperature of the facility walls prevents the condensation phenomenon from being 
precisely characterised, however.

More recently, a new experimental programme, OECD/SETHII [35], was conducted 
in the PANDA and MISTRA facilities to obtain additional data on transient flows under 
conditions that could result in the homogenisation of an initially-stratified environment. 
Various configurations covering the effect of hydrogen recombiner use and the spraying 
or injection of steam at different flow rates upon the elimination of previous hydrogen 
stratification were studied as a result.

 ► THAI programme

Becker Technology’s THAI facility in Germany is dedicated to analysing phenomena 
associated with the “hydrogen risk”, iodine chemistry, and the transport and deposition 
of aerosols in PWR containments.

Figure 5.20. Diagram of the THAI facility [36].
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The 60 m3 containment has a multi-compartmented internal structure with ther-
mally-insulated external walls. With regard to the hydrogen risk, the THAI facility is 
designed for the study of hydrogen distribution and combustion, and the characterisa-
tion of catalytic recombiner operation. Between 1999 and 2002, the THAI facility was 
used to conduct thermal-hydraulics tests, one of which served as the basis of the OECD 
International Standard Problem (ISP) no. 47, which was completed in 2007 [18]. In this 
test, stratification of the gas mixture used (air, helium and steam) was created by inject-
ing the helium and steam into the upper part of the containment (vertical injection); 
a lateral, low-flow-rate steam injection into its lower part could not cause movement 
throughout the compartmentalised containment atmosphere and so could not homoge-
nise the gas mixture. This unexpected finding has shown the failings of the existing com-
puter codes, which computed containment atmosphere homogenisation, and revealed 
the need to model flows in the injection regions in greater detail.

As a result, the study of phenomena governing the creation or destabilisation of 
stratification was continued as part of the OECD/THAI study [36] in order to improve 
the modelling of hydrogen distribution in a containment in the event of a core melt acci-
dent. As we will see later, the purpose of this project was also to study hydrogen com-
bustion, recombiner behaviour and iodine chemistry. The tests conducted in this project 
also confirmed that the helium spread in the same way as hydrogen in the containment, 
meaning that it can be used in tests to study hydrogen distribution.

 ► TOSQAN programme

The TOSQAN facility, which IRSN has set up and operates at its Saclay site, consists 
of a cylindrical steel vessel with an internal volume of 7 m3 (excluding the sump, the 
lower part of the containment containing water). The wall temperature of this contain-
ment is adjusted, allowing the cold area in which condensation occurs to be delimited. 
Instrumentation for the gas volume includes equipment for measuring its pressure, 
temperature, concentration of gas species (by mass spectrometry and spontaneous 
Raman scattering) and velocity (by laser velocimetry). The water droplets dispersed by 
the spray system are measured in terms of their size (using imaging), velocity (using 
laser velocimetry) and temperature (using refractometry). The test programme studies 
the phenomena of steam condensation, containment spray, condensation and evapora-
tion at the interface between the sump and the containment atmosphere as well as the 
spraydown of aerosols by aspersion [26].

The condensation tests, one of which served as the basis of ISP47, have been com-
pleted; they studied the stabilised conditions (constant steam injection condensation 
flow rates) with and without helium. In the test on which ISP47 was based, the helium 
added to the steam injection began to spread homogeneously in the upper part of the 
facility (above the injection point). This is where the main convection loop is situated. 
Instability then develops as a result of the fluid heated by the walls in the containment 
lower areas, curtailing the slow helium enrichment phase there and causing movement 
throughout the atmosphere, homogenising the mixture as a result. Under steady-state 
conditions, the atmosphere is homogeneous.

http://www.irsn.fr/EN/Pages/home.aspx
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Spraying tests with centred and off-centre spray nozzles have been conducted. In 
addition, an international comparative study has been organised on the basis of the tests 
conducted in the European SARNET network. Test campaigns have been also conducted 
to study the interactions between the containment atmosphere and the sump as well as 
aerosol spraydown, and their results have been analysed.

 ► MISTRA programme

The main objective of the CEA MISTRA programme is to study condensation on 
the walls and on water droplets (from spraying) in a containment that is larger than 
that of TOSQAN and may contain compartments [27]. To be exact, the MISTRA facility 
consists of a 100 m3 stainless-steel containment (diameter 4.25 m; height 7 m) that is 
thermally-insulated and has three temperature-controlled internal condensing surfaces. 
The instrumentation used includes equipment for measuring pressure, temperature, gas 
concentration and flow velocities (using laser Doppler anemometry). It can be used to 
qualify multi-compartment and multidimensional computer codes and their coupling.

The condensation tests conducted in the MISTRA facility, one of which served as the 
basis of ISP47, were carried out under stabilised conditions to reach a balance between 
the steam injection and condensation rates when steam is injected into the uncompart-
mentalised or compartmentalised containment from centred and off-centre nozzles. 
In the test used for ISP47, in which helium was added to the steam injection flux, the 
helium distribution results were similar to those obtained in the TOSQAN test used for 
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Figure 5.21. Diagram of the TOSQAN facility.
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the same ISP. A homogeneous atmosphere was firstly created in the uniform part of 
the containment under the effect of convection currents; below the helium injection 
level, the helium concentration slowly increased until the containment atmosphere was 
completely homogenised in approximately three hours. The overall movement observed 
in the TOSQAN test described above did not occur because the lower part of the con-
tainment was colder than its other parts (in a stable configuration). The TOSQAN and 
MISTRA test programmes on spraying showed that it was effective in homogenising an 
initially-stratified gaseous atmosphere. The MISTRA containment is also used in the 
OECD/SETHII project to study the effect of low-velocity steam injection upon an ini-
tially-stratified atmosphere.

IRSN and CEA conducted a study of the effect of scale between the TOSQAN and 
MISTRA facilities in order to assess the possibility of using the existing computer codes 
for a PWR building. This study was based on tests for which the initial conditions and 
the limit conditions were similar, resulting in homogeneous mixtures. This work on 

Figure 5.22. Picture of the MISTRA facility (building 452) [reference document PAR-20050629-003, 
credit: A. Gonin/CEA].
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the heterogeneous gas mixtures is being continued in the European ERCOSAM project 
(2011–2015). In this project, the study involves tests defined using the results of severe 
accident scenario computations and conducted in the TOSQAN, MISTRA and PANDA 
facilities in Switzerland (see above) and SPOT and HYMIX facilities in Russia on volumes 
ranging between 7 and 1920 m3; it will be used to assess the ability of the models devel-
oped and validated on the basis of small-scale tests to predict hydrogen distribution 
within a power reactor containment [33].

5.2.2.3.2. Hydrogen combustion

As for hydrogen distribution in the containment, many experimental programmes 
have been conducted on flame propagation in a premixed atmosphere containing hydro-
gen. These tests have two objectives: 1) to characterise the transition between slow and 
fast conditions and between deflagration and detonation; and 2) to produce a database 
for validating computer codes. There are two types of tests:

 – analytical tests to determine the laminar flames’ characteristics and to construct 
a database for qualifying the different flame conditions;

 – dedicated tests for studying turbulent flames with the aim of validating computer 
codes and establishing criteria for characterising the possible flame conditions.

As was the case for hydrogen distribution in the containment, a state-of-the-art 
report on flame acceleration and the deflagration-to-detonation transition was pro-
duced in 2000 by a group of international experts (including IRSN experts) within the 
framework of OECD [21]. This report provides a description of the major experiments 
conducted in the facilities of BMC, NUPEC, VIEW, HTCF, FLAME, RUT, etc. on flame 
acceleration and the deflagration-to-detonation transition. Criteria for the transition 
between the different combustion conditions were developed on the basis of the results 
obtained from the tests conducted in these facilities; these criteria were then refined as 
part of the European HYCOM programme and the ENACCEF programme (both these 
programmes are presented later in this document). It also reports on the state of the art 
in combustion models.

 ► RUT experimental programme

The RUT facility, which is operated by the Kurchatov Institute in Russia, has studied 
the turbulent combustion of hydrogen in a large-scale facility. IRSN and FzK (Germany) 
have helped to define and finance a set of tests in this facility. The facility, with a total 
volume of 480 m3 and total length of 62 m, consists of three parts: one channel that 
is completely rectilinear, a second —shorter — channel that is curved at one end and a 
“canyon” or cavity in the intermediate area. All three regions have a rectangular cross-
section and may possibly be blocked by obstacles.

These geometric characteristics can be used to study both the mono-directional 
acceleration of a flame produced as a result of hydrogen combustion in the channels 
and more complex 3D effects or interactions in the “canyon”. It is the only facility of its 
size used to study turbulent hydrogen combustion and thus the only one subjected to 

http://www.irsn.fr/EN/Pages/home.aspx
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pressure loads that can be transposed to reactor scenarios. The gas mixtures used in the 
tests, which contained hydrogen, air and possibly steam, are supposed to be representa-
tive of the mixtures present in a containment when a core melt accident occurs. The 
instrumentation is highly suitable for validating CFD computer codes [22].

The various test campaigns have investigated the following combustion conditions:

 – slow deflagration, in which flame velocities are below the speed of sound in the 
case of cool gases and the pressure levels are below the adiabatic isochoric com-
plete combustion (AICC) pressure;

 – fast deflagration, in which flame velocities are around the speed of sound in the 
case of burnt gases and the pressure levels are above the AICC pressure;

 – “critical” conditions, in which a deflagration-to-detonation transition (DDT) 
occurs but the resulting detonation does not spread or is not directly transmitted 
to the entire mixture;

 – stable detonation, in which the detonation forms after a DDT in one region of the 
facility and in which the velocities and pressure peaks are close to the Chapman-
Jouguet values (CJ) and propagate to the rest of the fuel mixture.

The objectives of the different programmes conducted in the RUT facility have included 
the establishment and validation of the criteria σ and λ (defined in Section 5.2.2.2).

 ► HYCOM European programme

The European HYCOM programme has been designed to build upon the first tests 
conducted in the Kurchatov Institute RUT facility in the context of a collaboration 
between FzK, the US NRC, IRSN and the Kurchatov Institute; its objective is to study 
flame acceleration in hydrogen-air mixtures and especially to validate the σ crite-
rion [25]. The effect of burnt gas expansion (the “piston” effect) and the impact of com-
partmentalisation were studied using the RUT facility; the impact of venting was studied 
using the DRIVER and TORPEDO facilities operated by FzK, consisting of cylindrical 
tubes that are 174 mm in diameter and 12.2 m long and 520 mm in diameter and 12.4 m 
long, respectively.

This programme, in which IRSN and EDF participated, also added to the available 
data on flame acceleration and validated the criteria for special situations in which there 
are gas mixture richness and containment geometry differences.

Figure 5.23. Diagram of the RUT facility.

http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx
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 ► ENACCEF programme

The ENACCEF (flame acceleration containment) programme on flame acceleration 
was conducted for IRSN by CNRS and, during its initial years, EDF. Its primary goal was 
to validate the criterion σ using tests conducted on a vertical structure representing an 
SG bunker opening up into the dome [17]. The ENACCEF facility contains an acceleration 
tube forming the lower part of the containment and an adjustable dome forming the 
upper part of the containment. The acceleration tube, which was 168.3 mm in diameter 
and 3.2 m high, can be fitted with obstacles of various shapes, resulting in different 
blockage rates and notably an obstacle simulating an 11.12-litre SG. The adjustable 
dome volume may be 780.9 litres or 957.8 litres.

The instrumentation used includes photomultiplier and pressure sensors for measur-
ing the progression of the flame front and the pressure generated as a result of hydrogen 
combustion. In addition, gas sampling points are positioned along the facility’s accelera-
tion tube to measure the composition of the gas mixture within the facility. Lastly, laser 
Doppler velocimetry (LDV) and particle image velocimetry (PIV) are used to determine 
the velocity field of the gas flow before the combustion flame reaches it. The ENACCEF 
facility is therefore well equipped with instrumentation and particularly well suited to 
validating CFD computer codes. It can also be used to study the flames’ upward and 

Figure 5.24. Diagram of the DRIVER facility.

Figure 5.25. Diagram of the ENACCEF facility [17].

http://www.irsn.fr/EN/Pages/home.aspx
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downward propagation, taking into account the ignition points at the bottom and top 
of the facility. The effects of dilution by steam simulant gases and of the volume and 
heterogeneity of the mixture have been studied in addition to those of the ignition posi-
tion; this has confirmed and improved the criterion σ developed in the RUT and HYCOM 
programmes as well as obtaining data for the validation of CFD computer codes. The 
ENACCEF facility has also studied the effect upon flame propagation of the presence of 
water droplets due to spraying. These results showed that under certain conditions, the 
flames progressed more rapidly when the spray system was activated. This statement 
had been confirmed by the experiments results performed in framework of the OECD/
THAI II project (2011–2014).

Some tests were also conducted in the ENACCEF facility and serve(d) as the basis for 
the international comparative exercises organised within the European SARNET network 
and the OECD International Standard Problem no. 49 [34].

5.2.2.3.3. Means of reducing the hydrogen risk

Catalytic hydrogen recombiners (see Figure 5.26) have been set up in the French 
PWRs’ containments to reduce their hydrogen content in the event of a core melt acci-
dent. They are usually constructed from a catalytic material (platinum or palladium on 
an alumina mounting) and housed in a metallic casing whose purpose is to enable the 
gases to circulate inside the catalyser (consisting of a bed of beads or a row of vertical 
plates). On contact with the catalytic recombiner plates, the hydrogen and oxygen pre-
sent in the containment atmosphere react to produce steam.

Many test programmes, most of which were conducted by the recombiners’ manu-
facturers (SIEMENS, AECL, etc.) [20], have studied the behaviour of the recombiners in 
the event of a core melt accident in order to evaluate their recombinatory capacity.

The H2PAR programme, conducted by IRSN at its Cadarache facilities with finan-
cial support from EDF, was mainly intended to investigate the behaviour of the cata-
lytic hydrogen recombiners [19] in an atmosphere representative of that found in the 
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Figure 5.26. Block diagram of a passive catalytic hydrogen recombiner.

http://www.irsn.fr/en/research/research-organisation/scientific-collaboration/sarnet/Pages/The-European-network-of-excellence-SARNET-on-severe-accidents-2490.aspx
http://www.irsn.fr/EN/Pages/home.aspx
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containment in the event of severe accident within chemical compounds in aerosol form 
(creating a risk of catalyser poisoning). It also studied the risk of the mixture present in 
the containment igniting as a result of the recombiner (which heats up in the recom-
bination reactions) and determined the limits above which such ignition would occur 
for a given recombination model. In addition, it analysed recombination sensitivity to 
different geometric parameters (number of catalytic recombiner plates and height of 
the passage between the plates (called the “stack”), physical parameters (molar fraction 
of hydrogen) and chemical parameters (replacing several catalytic plates by chemically 
neutral plates) [29]. These tests notably demonstrated the aerosols’ limited impact upon 
recombination efficiency.

The aims of the KALIH2 test programme, conducted by CEA with financial 
support from EDF, were complementary to those of the H2PAR programme and con-
cerned the behaviour of the recombiners in special situations (when not poisoned 
by the fission products). It evaluated the effects of the following upon recombiner 

Figure 5.27. Picture of the REKO 4 facility (credit: Jülich Institute).
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performance: humidity, exposure to smoke from cable fires, and the presence of carbon 
monoxide [23, 24]. Unlike H2PAR, KALIH2 studied the impact of spray system use and 
overpressure upon recombiner efficiency. The tests revealed that spray system use has 
little effect recombiner efficiency but overpressure has a major effect upon it.

More recently, the OECD/THAI project confirmed and supplemented the H2PAR and 
KALIH2 programmes’ results concerning the limits of ignition by the hydrogen recom-
biners and their performance under conditions in which there is little oxygen.

The effect of the hot plumes emitted from the recombiners upon hydrogen distri-
bution in the containment, which the H2PAR and KALIH2 programmes did not address, 
was also studied in the OECD/SETHII programme tests as well as in additional tests as 
part of the European ERCOSAM project, in which recombiner models were used in the 
PANDA, MISTRA and KMS facilities. It is also being studied in the European SARNET 
project by conducting tests with recombiners in the REKO 4 facility operated by the 
Jülich Institute.

5.2.2.4. Modelling and simulation codes

The computer codes used to predict hydrogen distribution in the containment 
are based on a multi-compartmental approach. These include the CONTAIN, MAAP, 
GOTHIC, MELCOR and COCOSYS codes, the ASTEC code CPA module and the TONUS 
code multi-compartment computation module. These codes have demonstrated their 
ability to compute hydrogen distribution in small- and large-scale experiments, with or 
without the use of a spray system. The models used by these codes are too simple to 
precisely describe the complex gas flows likely to be produced locally at the power reac-
tor scale, notably in the volumes in which concentration differences can appear (strati-
fication, jets, etc.).

The codes that use a multidimensional approach, such as the TONUS code multidi-
mensional module or the GASFLOW code developed by KIT, can model complex flows 
much more precisely and so can be used to complete the studies conducted using the 
codes listed above in the case of complex flows. They may be of limited use in some 
cases, however, due to the geometric complexity of the internal structures of the con-
tainment as well as to the costs involved, which may be considerable.

The comparative computational exercises (ECORA and ISP47) based on the 
experimental results of the four programmes named above have led to the following 
conclusions.

The ECORA exercise, which involved a gas injection transient with no steam conden-
sation, used CFD tools and showed that the main limitation in the use of this type of 
computer code lay in the computation of large-scale slow transients. The existing means 
of computation are not powerful enough to allow computation convergence or mesh 
sensitivity over time to be studied. The models used have accurately predicted steam 
transport between the compartments of the PANDA facility, however, which was one of 
the key points of this exercise.

http://www.irsn.fr/en/research/research-organisation/scientific-collaboration/sarnet/Pages/The-European-network-of-excellence-SARNET-on-severe-accidents-2490.aspx
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In the ISP47 exercise, multi-compartment and multidimensional computer codes 
were used. Furthermore, as several research bodies have used the same tool, it has been 
possible to assess the user effect more accurately. The following points were empha-
sised in the final conclusions of the exercise:

 – the CFD tools have not shown any significant advantages over the multi-com-
partment tools, possibly due to the relatively simple flow structures in the case 
of the TOSQAN and MISTRA tests;

 – the results obtained using multi-compartment tools varied greatly depending on 
the user. They have therefore highlighted the need to draw up and implement 
best practices (this recommendation is also true of the CFD codes that use the 
correlations);

 – the “blind” exercises, which are important in assessing the codes’ predictive 
aspect, produced a wide range of results;

 – supplementary studies are needed in order to model the condensation of steam 
on the walls, notably concerning the effect of the presence of helium;

 – the processing of the effects of scale in computer codes has not been fully 
resolved: this is the objective of the European ERCOSAM project.

Additionally, the pressure loads resulting from hydrogen combustion and applied to 
the containment can be computed using codes adopting multi-compartment or multi-
dimensional approaches. The multi-compartment codes are generally used to compute 
slow flames whose pressure loads can be considered as being static. Multidimensional 
CFD codes must usually be used to compute the dynamic pressure loads, however. For 
example, the HYCOM project has produced very complete results with regard to hydro-
gen combustion in reactor containments and the modelling of this phenomenon. In par-
ticular, this project has revealed the following:

 – global values such as the maximum pressure are relatively well-computed by the 
CFD and multi-compartment codes. CFD codes give better results for fast flames, 
however, whereas multi-compartment codes are better suited to slow flames;

 – differences exist between the results obtained using the various codes for 
“dynamic” values, such as the flame velocity or pressure build-up;

 – the computer codes do not accurately compute some experimentally-observed 
phenomena such as smothering;

 – modelling the energy dissipation of the flame during its progression is an impor-
tant point and must be improved.

Above all, however, the HYCOM project has highlighted the difficulties of modelling 
hydrogen combustion when the mixtures are not homogeneous, particularly when this 
is accompanied by a change in the combustion conditions. These situations — which are 
nevertheless similar to actual conditions — are not modelled satisfactorily and require 
additional experimental data, notably concerning the turbulence level, to allow the 
computer codes to be validated. This was also the finding of the comparative exercises 
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applying the codes to the OECD International Standard Problem (ISP49) and in the SAR-
NET project.

5.2.2.5. Summary and outlook

Research and development on the hydrogen risk have produced a number of results 
reinforcing the decision to install passive hydrogen recombiners in all French nuclear 
power plants. Studies of core melt accident scenarios in the case of the existing reactors 
and the EPR have shown that despite the installation of recombiners, it is difficult to 
prevent, at all times and locations, the formation of a combustible mixture potentially 
resulting in local flame acceleration.

Furthermore, the events that occurred at the Fukushima Daiichi nuclear power plant 
in Japan have shown that the R&D studies must be continued in order to advance the 
state of knowledge of hydrogen risk phenomena.

Additional research is being conducted to improve the tools needed to evaluate the 
hydrogen risk. This concerns the following:

 – in the case of hydrogen distribution, studies of transient flows with stratification. 
This aspect was studied in the SETHII project and is now being studied in the 
test programmes of the European ERCOSAM project, notably in the TOSQAN, 
PANDA and MISTRA facilities;

 – in the case of combustion, studies of the effect of the presence of water droplets 
upon hydrogen flame acceleration. This subject is covered in the ENACCEF pro-
gramme and is part of the current OECD/THAI II project;

 – in the case of recombiners, studies of how the recombiners’ location affects the 
recombination rate as well as flame ignition by the recombiners. Both these sub-
jects are covered in the European SARNET network and are being studied in a 
programme based on the tests conducted in the REKO3 and REKO4 facilities. The 
effects of the recombiners’ location upon the surrounding atmosphere are also 
discussed in the OECD/SETHII project;

 – in the case of hydrogen distribution, the development of models representing 
steam condensation in the presence of incondensable gases and stratification, 
as well as “destratification” mechanisms. Furthermore, the comparative exercise 
organised by IRSN regarding spraying have shown the limits of the computer 
codes in describing the effect of spraying upon atmospheric mixture kinetics;

 – in the case of hydrogen combustion, additional work to improve and validate the 
models is needed in order to better simulate flame propagation in a heterogene-
ous environment, notably when there are differences in the hydrogen concentra-
tions enabling the flame propagation condition to change.

In conclusion, the R&D conducted to date has significantly increased our know-
ledge of the phenomena governing the distribution of gas mixtures and their combus-
tion in the containment when a core melt accident occurs. In particular, by enabling us 

http://www.irsn.fr/en/research/research-organisation/scientific-collaboration/sarnet/Pages/The-European-network-of-excellence-SARNET-on-severe-accidents-2490.aspx
http://www.irsn.fr/en/research/research-organisation/scientific-collaboration/sarnet/Pages/The-European-network-of-excellence-SARNET-on-severe-accidents-2490.aspx
http://www.irsn.fr/EN/publications/thematic-safety/fukushima/Pages/overview.aspx
http://www.irsn.fr/en/research/research-organisation/scientific-collaboration/sarnet/Pages/The-European-network-of-excellence-SARNET-on-severe-accidents-2490.aspx
http://www.irsn.fr/EN/Pages/home.aspx
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to establish criteria that have been validated using experimental data, it has enabled 
us to more accurately determine which situations involve hydrogen combustion risks. 
Although the computer codes have now achieved a significant level of maturity, their 
predictive capabilities must be further improved by defining best practice guidelines to 
mitigate the “user” effect, by improving the models (notably regarding combustion), or 
else by improving the numerical performance of the CFD multidimensional tools and 
increasing the computing power of the computers permitting their widespread use.

5.2.3. Steam explosions

5.2.3.1. Introduction

The phenomenon of steam explosions is relatively well understood since the 1970s. 
When two fluids come into contact, with one (the molten fuel, or corium, resulting from 
core meltdown) being at a temperature higher than the boiling point of the other (the 
coolant), an explosive interaction may be caused. This phenomenon is the result of the 
chained interaction of several mechanisms shown below:

Corium fragmentation into ultra-fine fragments below a hundred microns in dia-
meter causes the transfer of energy from the corium fragments into the coolant. The 
associated phase change (or simply density changes) may induce a pressure build-up 
faster than the pressure release. The pressure build-up causes relative motion in the 
fluids (the water moves faster than the fuel because their densities are different). This 
leads to substantial overpressure, followed by a more or less slow expansion that may 
da mage surrounding structures (overpressures of up to 1000 bar have been measured in 
the KROTOS tests conducted in the Joint Research Centre (JRC) at Ispra in Italy, using 
alumina as a simulant of corium. Two additional phenomena have significant impacts. 
The heat transfer induces a cooling of the melt and thus its solidification, which, to a 
degree to be specified, will prevent the fragmentation. Experiments have also shown 
that oxidation may be very intense. Through the associated energy and through the 
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production of hydrogen, a non-condensable gas, oxidation has strong impacts which 
may either limit or enhance the explosion strength.

The prerequisite condition for triggering a steam explosion is the contact between 
the two fluids, but the situations generating most energy are those in which the two 
fluids are mixed before they are finely fragmented (hence the terms “pre-mix” or “pre-
mixing”). In the case of PWR or BWR core melt accidents, such mixtures may form after 
core meltdown and while the corium is flowing in the lower head if any water remains 
(“in-vessel” explosion), and then possibly in the flooded reactor pit when the vessel is 
penetrated (“ex-vessel” explosion).

This condition is not sufficient in itself, however: an explosion does not necessarily 
occur when the fluids are in contact or mixed. The corium then remains at the coarse 
fragmentation stage (with fragments millimetres or centimetres in diameter) and its 
energy is transferred to the coolant relatively slowly (approximately a second for one 
droplet), resulting in the pressure slowly building up (this is what occurred in the Three 
Mile Island-2 accident, described in Section 7.1). In order for an explosion to occur, there 
must be an “internal” triggering event (producing what is referred to as a spontaneous 
explosion) or an “external” event (shock wave), causing fine fragmentation somewhere 
in the pre-mix and then propagating throughout the rest of the pre-mix. Such sponta-
neous or artificially-triggered explosions have been experimentally produced with the 
molten materials of which a PWR corium is composed (a mainly U–O–Zr–Fe mixture).

In its most extreme form, a steam explosion is similar to a detonation due to a che-
mical reaction, with a shock wave propagating at the speed of sound and heat transfers 
between the fragmented corium and the water playing an equivalent role to the release 
of energy in chemical reactions. The analogy is somewhat limited, however, and quite 
unrealistic approximations are needed in order to construct analytical models (based 
on detonation models), which have very little potential for practical application. This is 
why complex multiphase and multidimensional models are needed in order to compute 
steam explosions. The most frequently-used computer code in France is the MC3D code 
developed by IRSN in collaboration with CEA (Section 5.2.3.3.3).

The OECD SERENA (Steam Explosion REsolution for Nuclear Applications) pro-
gramme brought together the leading steam explosion specialists. In its initial phase 
between 2001 and 2005, they evaluated the current state of knowledge of the phe-
nomenon and assessed the computational capabilities of the main dedicated software 
solutions [44]. The second phase of the programme, which took place between 2008 
and 2012, consisted of an experimental programme devoted to studying steam explo-
sions with various corium compositions likely to be found in a power reactor core melt 
accident, with the aim of improving the existing models (Section 5.2.3.3.2).

5.2.3.2. Physical phenomena

While the corium melt is in the water present in the lower head or, after the ves-
sel ruptures, in the reactor pit, the explosive interaction appears as a two-stage disper-
sion and fragmentation phenomenon shown diagrammatically in Figure 5.28. The first 

http://www.irsn.fr/EN/Pages/home.aspx
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stage — the pre-mixing phase — may, depending on how it occurs, result in the explosion 
itself (the second stage) due to the fundamental, self-sustaining mechanisms described 
in the introduction: fine corium fragmentation, energy transfer between the fragmented 
corium and the water, and the associated pressure build-up and differentiated motion in 
the fluids. As the pre-mixing and explosion phases’ timescales are very different (se conds 
compared with milliseconds), the explosion takes place within a virtually static pre-mix 
that determines the initial conditions of the explosion.

As a result, the explosion greatly depends on the pre-mix characteristics at that time; 
these consist of the composition and distribution of the various phases present (corium, 
water and steam) and the corium interface, including its temperature and its possible state 
of solidification. It is thus essential to accurately describe this first phase in order to obtain 
the initial conditions of the explosion. Accurate prediction of the explosion phase is there-
fore achievable only if pre-mixing is accurately described. This first phase was neglected for 
some time but has been the subject of most R&D efforts for the last ten years.

The explosion therefore begins with a “trigger” phase and is followed by a phase 
referred to as the “escalation” phase, during which the intensity of the explosion 
increases until a stationary state is reached. There is no phenomenological difference 
between these two steps of the explosion and they are modelled in the same way in 
the current computer tools. On the following pages, we will use the more general term 
“explosion phase” to describe them both. The pre-mixing, the triggering of the explosion 
and the explosion itself are described in detail in the following sections.

5.2.3.2.1. Pre-mixing

The importance of pre-mixing has been clearly demonstrated, particularly in the 
KROTOS experiments, in which the very different pre-mixes observed with the alumina 
and the corium (Figure 5.29) resulted in very different explosion intensities (alumina 

Figure 5.28. Schematic diagram of the phases in a steam explosion.
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releases ten times more energy than corium) [37]. In all the tests, mostly qualitative 
information was obtained on the pre-mixing of materials with high melting points 
(> 2000 °C). This information is not sufficient to explain the observed differences in 
behaviour. The second phase of the OECD/SERENA programme sought more detailed 
information on the pre-mixing, notably concerning the fragmentation and boiling pro-
cesses (Section 5.2.3.3.2).

With regard to modelling, pre-mixing is evaluated using multidimensional, mul-
tiphase thermal-hydraulic computer codes (Section 5.2.3.3.3), as the many dynamic, 
thermal and chemical interactions prevent pre-mixing from being modelled simply.

The three essential points upon which R&D concentrates, namely corium fragmenta-
tion, determining of the void fraction (the fraction of the volume occupied by the steam) 
and fuel solidification, are presented below. For the sake of completeness, the effects of 
oxidation of the corium materials — which could greatly modify each of these points — 
should also be studied.

 ► Corium fragmentation

During the pre-mixing phase, fragmentation occurs in two stages: primary fragmen-
tation, from the continuous phase (typically a corium jet), produces a first generation of 
droplets that may then undergo secondary fragmentation. In reality, jet fragmentation 
is a highly complex phenomenon and involves several instability and then fragmentation 
processes, as Figure 5.30 shows.

Secondary fragmentation continues until the droplets formed cannot become any 
smaller (the droplets consist of fragments wrenched from larger droplets by the gas 
flow; this fragmentation is only possible if the droplet is unstable under hydrodynamic 
flow conditions).

Figure 5.29. View of an alumina and water pre-mix (left: KROTOS-57 experiment) and a corium and 
water pre-mix (right: KROTOS-58 experiment). 10 x 20 cm window [37].
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Considerable research has been conducted on the primary fragmentation of corium 
jets (in particular, see the results of the doctoral theses presented in references [42, 43]). 
The models developed in these theses are mainly devoted to direct fine fragmenta-
tion (atomisation)7 of the corium jet. It was, however, seen that the corium jet can be 
fragmented by other mechanisms involving “large-scale” hydrodynamic instabilities 
causing larger fragments to be formed and greater spatial dispersion of the corium frag-
ments (Figure 5.31). These mechanisms are believed to cause the behaviour observed 
during tests with alumina in the KROTOS facility [37], where the fragments filled the 
entire cross-section of the experimental tube (see Figure 5.29).

Secondary fragmentation was the subject of substantial work until the 1980s. 
This work revealed trends and fundamental characteristics numbers (Weber number:  
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). The knowledge acquired 

as a result only provides a qualitative description of the pre-mixing, however.

Apart from the fact that the theoretical knowledge must be improved, the model-
ling of fragmentation in the computer codes faces two difficulties. The first concerns the 
local aspect of the phenomena, resulting in the need for fine spatial resolution, whereas 
the second lies in the models’ extreme sensitivity to the local flow conditions, which are 
quite unstable and can trigger the explosion themselves. Parametric modelling of flow 
dynamics is therefore often preferred to more-detailed modelling; this approach, which 
is based on simplified models of the gravitational fall of corium fragments, is of limited 
use, however, as these simplified models have not been sufficiently validated to compute 
corium–water pre-mixes when a core melt accident occurs in a power reactor.

7. This must not be confused with the “fine fragmentation” process during the explosion, in which the 
fragments are much smaller.

Figure 5.30. Illustration of fragmentation process complexity in the case of a liquid jet in a coaxial air 
flux [63].
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 ► Void production

The volumetric fraction of the gases in the corium–water mixture is called the “void 
fraction”. There are still many uncertainties regarding the effect of the void fraction upon 
steam explosion, however. The greater the void fraction is, the more the average com-
pressibility of the mixture increases and the more explosion becomes difficult. Predict-
ing the void fraction in the pre-mix (the initial state of the explosion) is a complex task, 
mainly because of the corium’s very high temperatures (it should be remembered that 
at 3000 K, the steam is already greatly dissociated). The steam production processes 
of film boiling are poorly understood. Similarly, the steam condensation processes are 
very difficult to model. The flow configurations used in modelling are based on studies 
of isothermal two-phase flows in piping. Their suitability for describing pre-mixing is 
therefore uncertain. The presence of non-condensing gases produced through oxidation 
of corium metallic phases modifies the boiling and condensation processes, making the 
void fraction even more complex to model.

This results in a certain degree of disparity between the existing models, and this dis-
parity is largely the cause of the uneven computational results obtained during phase 1 
of the SERENA programme. Due to the lack of detailed experimental results, particularly 
concerning the local void fractions and the corium’s configuration, the validity of the 
various models cannot be established with sufficient certainty. Correctly evaluating the 
void fractions and their distribution was thus a major objective of phase 2 of the SERENA 
programme, as described in Section 5.2.3.3.2.

Figure 5.31. Schematic diagram of the primary fragmentation of a corium jet upon contact with water: 
liquid jet fragmentation due to atomisation (left) and fragmentation due to large-scale hydrodynamic 
instabilities (right); these instabilities result in corium jet deformation (torsion around the flow’s vertical 
axis) and, therefore, greater spatial dispersion of the fragments.
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 ► Corium solidification

An additional phenomenon must be taken into account when the models are applied 
to power reactors. This concerns corium solidification during the pre-mixing phase, which 
inhibits the fine fragmentation process and, therefore, the explosion. This phenomenon 
is particularly difficult to study because of the complex mixtures of component mate-
rials in corium and the complex pre-mixing conditions (gas and corium flows, corium 
fragmentation, high temperatures, etc.). As a result, considerable uncertainties remain 
regarding the solidification processes themselves. The codes computing these processes 
(including MC3D) assume that solidification occurs under thermodynamically balanced 
conditions, and that there is a solid surface crust and a well-defined solidification front.

5.2.3.2.2. Triggering of the explosion

The steam explosion triggering phase is undoubtedly the most difficult phase to pro-
cess when evaluating the steam explosion risk. There are no reliable models for pre-
dicting when and where an explosion will be triggered. The physical parameters that 
determine the triggering of the explosion are not precisely known. The existing know-
ledge is mainly based on experimental results. In the case of corium, it has been experi-
mentally observed that spontaneous explosions occur when the corium makes contact 
with the test system lower head containing the corium-water mixture. However, noth-
ing says that an explosion could not occur before or after this contact.

From a theoretical point of view, it is known that a hot corium droplet may explode 
under the influence of a low-pressure disturbance of a few bar (Figure 5.32). The pheno-
menon includes isotropic fragmentation, unlike the fragmentation linked with dynamic 
effects (the fragments are found in the flow’s wake). Despite many research studies, 
this “thermal fragmentation” phenomenon is still poorly understood. However, a doc-
toral thesis study conducted from 2005 to 2008 at IRSN [45] added to our understand-
ing of this phenomenon and validated the most widely-posited hypothesis whereby 
the phenomenon is due to the steam film surrounding the corium droplet becoming 
destabilised. This destabilisation causes localised contact between the corium and the 
coolant, thereby creating local build-ups in pressure that, in their turn, destabilise the 
corium droplet. The corium’s “thermal fragmentation” phenomenon only appears pos-
sible under fairly specific conditions of ambient pressure (approximately 2–15 bar) and 
water under-cooling (above 70 °C according to the experimental results obtained by the 
Sandia National Laboratories [64], and above 40 °C according to the model in this doc-
toral thesis). It is thought to contribute to the triggering and escalation of the explosion, 
but its actual importance has not yet been determined. A spontaneous explosion was 
therefore observed at a pressure of 50 bar in a programme at the British Winfrith nuclear 
centre under apparently unfavourable conditions for thermal fragmentation [38].

An explosion may also be triggered by the corium enveloping some coolant when 
it lands on the floor (the bottom of the testing cross-section), which would explain the 
spontaneous explosions occurring when the corium comes into contact with the floor. 
Furthermore, the small scales of the tests do not encourage spontaneous explosions. 

http://www.irsn.fr/EN/Pages/home.aspx
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Spontaneous explosions therefore occur more frequently in the experiments conducted 
with wide testing cross-sections (the FITS [32-34] or TROI [62] programmes) than in 
geometries with narrow cross-sections (KROTOS [37]).

In the probabilistic safety assessments, a triggering probability is sometimes used. 
No probabilistic quantification is currently based on precise physical arguments, how-
ever. Uncertainties regarding the triggering of the explosion therefore lead us to con-
sider that steam explosion risk cannot be eliminated and to study the consequences of 
such an explosion. It should be noted, however, that the triggering caused by a pressure 
disturbance does not necessarily result in an interaction likely to endanger the struc-
tures if the temperature and pressure conditions are not combined. In the computations 
as well as in some experiments, therefore, certain situations that notably have a high 
void fraction or high solidification do not result in an explosion that threatens the struc-
tures (or any explosion whatsoever).

5.2.3.2.3. Explosion

The explosion is caused by very intense heat transfers between the corium and the 
coolant and the resulting coolant vaporisation8. In the case of the violent explosions 
such as those obtained in the KROTOS facility’s mono-dimensional geometry using 

8. It may seem surprising to speak of vaporisation when the pressure exceeds the critical pressure. In 
this case, we are misusing the term to describe the fact that, even under supercritical conditions, the 
hot fluids are still less dense than the cold fluids, a phenomenon similar to evaporation.

Figure 5.32. View of a WO3-CaO droplet (1500 °C) exploding in water at 25 °C due to thermal 
fragmentation [65].
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alumina (with pressure peaks of 500–1000 bar), the explosion may be approximately 
described as follows:

 – propagation of a detonation-type shock wave with intense isochoric thermal 
transfers;

 – expansion of the mixing region behind the passing shock wave.

Because of the obvious instrumentation limitations, experimental studies on the 
detailed mechanisms of the explosion are extremely complicated. As a result, very lit-
tle data — which have often been obtained under questionably representative condi-
tions — are available. The analytical models, concerning complex phenomena that are 
frequently unbalanced, reach their limits comparatively rapidly. It is, however, interest-
ing to note that with the increase in computing power, it is becoming feasible to study 
these highly localised phenomena using numerical simulation tools (such as the MC3D 
code itself, described later in this document).

Paradoxically, however, the explosion is comparatively “simpler” to model than the 
pre-mixing phase, subject to the use of suitable approximations for the corium’s fine 
fragmentation as well as heat and mass transfers between the corium and the cool-
ant, as these processes produce the pressure peak. For one thing, these two processes 
are clearly predominant mechanisms; for another, many aspects can be simplified or 
even ignored because of the timescale of the explosion (a few milliseconds). The studies 
therefore concentrate on understanding the two predominant phenomena, consisting of 
the fine fragmentation of the corium and the boiling of the coolant, both of which are 
briefly described below.

 ► Fine fragmentation

The fragmentation mechanisms are astonishingly complex (see, for example, refe-
rence [66]). The fine fragmentation of a corium droplet in water when subjected to a 
shock wave is illustrated in Figure 5.33, from reference [46]. Traditionally, the fragmen-
tation phenomena are characterised by means of the Weber number (We = (rV²D/σ), 
which expresses the ratio between the destabilising dynamic forces (rV²) and the sta-
bilising force due to surface tension (σ/D).) When the Weber number is not too large, 
the droplet surface layers are firstly detached due to water friction. The fragmentation 
occurs later behind the film drained by the friction. With high Weber numbers, instabi-
lity occurs earlier and directly results in droplet fragmentation.

When the corium is finely fragmented, the size of the droplets is reduced by one 
or two orders of size in approximately one millisecond. Opinions differ regarding 
the way in which the phenomenon develops. The studies conducted by IRSN using 
the MC3D computer code suggest that the corium’s fine fragmentation is the result 
of Kelvin-Helmholtz shearing instabilities (because the flow speeds of the corium 
and coolant droplets are different). These studies have led to the development of a 
model describing the changes in the fragments’ size; this model is integrated into the 
MC3D code.

http://www.irsn.fr/EN/Pages/home.aspx
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Corium solidification tends of course to modify or even inhibit the phenomenon, 
potentially explaining the (relative) weakness of the explosions observed with corium 
oxide (UO2 + ZrO2). It is difficult to model the solidification phenomenon during the pre-
mixing phase, however. This is because its effect upon fine fragmentation is difficult to 
quantify. In some models, the crust has an effect similar to an elastic shell. The models 
remain highly parametric, however, due to the many approximations and uncertainties 
concerning, for example, the mechanical properties of the solid corium layers.

 ► Pressurisation mechanisms

The initial steam explosion models [47] assumed that there was an instantaneous 
balance between the resulting corium fragments and the coolant; in these models, the 
coolant temperature increase due to direct contact with the hot corium fragments 
directly results in the pressure build-up, either through boiling or simply through thermal 
expansion. This approach has been refined by Theofanous [48] with the so-called “micro-
interaction” approach, which considers that only a fraction of the water is heated. The 
term “micro-interaction” comes the hypothesis that the interaction between the frag-
ment and the water is highly local and that only a part of the water is involved (except 
in transmitting the pressure build-up). Experimental observations show that in reality, at 
least up to the critical pressure, the hot corium fragments are surrounded by a thin film 
of steam, affecting the heat transfers between the corium fragments and the coolant as 
well as coolant vaporisation. The model representing the interaction between the corium 
fragments and the water integrated into the MC3D code assumes that the pressure 
build-up is the result of the direct vaporisation accompanying the heat transfers through 
the steam film between the hot corium fragments and the coolant (the so-called “imba-
lance” model); this model, which is more mechanistic a priori, assumes that the mass 

Figure 5.33. Fine fragmentation mechanisms observed by Bürger et al. [46] depending on the Weber 
number (rV²D/σ).
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transfers associated with the heat transfers between corium fragments (whose average 
size is 100 µm in the KROTOS experiments) and the coolant are known. It is important 
to remember that these transfers occur during a pressure transient of a few hundred bar 
lasting a few milliseconds, which are difficult conditions to achieve in experiments.

5.2.3.3. Experimental programmes, modelling and computer code

5.2.3.3.1. Mechanical efficiency concept

Before we present the main experimental programmes, it is important to discuss 
the mechanical efficiency concept, as it is often used to characterise the intensity of an 
explosion in the experiments (as well as in the initial thermodynamic models). This con-
cept is intended to represent the efficiency of the transfer of the heat energy contained 
in the fuel, the source of the explosion’s energy (excluding chemical phenomena), into 
mechanical energy. In reality, this concept is rather vague, as the mechanical energy con-
cerned can be defined in several ways. In the initial estimates, the energy in question was 
that linked with the system’s overall pressure build-up — in other words, the gaseous 
atmosphere in the test section (the compression is assumed to be adiabatic). In reality, 
this definition created considerable difficulties and expression used for the energy was 
revised several times. It was then judged preferable to use the kinetic energy of the mix-
ture. To avoid confusion, we will talk of kinetic efficiency in the rest of this document. 
This kinetic energy is also impossible to measure accurately, and it is generally obtained 
by evaluating load impulsion (the pressure build-up integral, I  = S ∫ DP dt, where S is the 
bottom surface area of the test cross-section to which the pressure load DP is applied). 
Although the mixture is assumed to be non-deformable (like a slug) and expelled by 
the explosion, the approximate value of its kinetic energy is provided by the expression 
I2/2M, where M is the mass of the mixture. This approximation leads to a minimisation 
of the actual energy but provides acceptable orders of magnitude.

The efficiency concept must therefore be used with caution, and any comparisons 
between different experiments must be purely qualitative.

5.2.3.3.2. Experimental programmes

Table 5.4 shows the main programmes that have studied the pre-mixing phase or the 
steam explosion using corium or simulant jets and whose results have been used as the 
basis for developing and qualifying computational models. The FITS programme, which 
was the “pioneer” in the domain, was conducted by the Sandia laboratories in the United 
States and included many experiments in the different configurations and on different 
materials described in references [38-41]. Notably, spontaneous violent explosions were 
obtained using a corium consisting of a UO2 + ZrO2-steel mixture (little information is 
provided on the corresponding tests, unfortunately) [49]. The programme ended with 
the loop being unexpectedly destroyed in the RC2 test. These experiments are not used 
to qualify the codes, however, as little is known of the experimental conditions under 
which the fluids come into contact, and so the conditions are often poorly known and 
difficult to reproduce in the computations.
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Table 5.4. Experimental programmes studying steam explosions resulting from an interaction between 
a corium jet or a simulant jet and the coolant (water).

Programme Laboratory Type of test Materials Conditions and key facts

FITS 
[5.2_38] at
[5.2_41]

Sandia
(USA)

Explosion Al2O3-Fe thermite
or
corium
A few kg

- First major programme
- Many tests
- Series of extended conditions 

materials (MDC) tests with 
corium: spontaneous explo-
sions (approx. 2% efficiency)

- Series of extended efficiency 
(RC) with thermite: RC2 
experiment with the highest 
observed efficiency (8–15%, 
gas compression work)

CCM 
[5.2_53]

ANL
(USA)

Pre-mixing UO2 + ZrO2-
steel mixtures 
at 2800 °C
A few kg

- Well-controlled conditions
- 6 tests under different condi-

tions (including geometry,  
jet diameters and water 
temperature)

- No spontaneous explosions

FARO 
[5.2_54] 
[5.2_55]

CCR Ispra
(European 
Commission)

Pre-mixing
Explosion

UO2 + ZrO2 at 
2800 °C
100–200 kg

- Very large programme
- Reference for pre-mixing 

phase model qualification
- Large masses
- No spontaneous explosions
- Explosion test with trigger 

(low efficiency)

KROTOS 
[5.2_37]

CCR Ispra
(European 
Commission)

Explosion Sn at 1000 °C
Al2O3 at 2300–
2800 °C
UO2 + ZrO2 
at 2800 °C
1 litre

- Reference programme for 
explosion code validation

- One-dimensional (narrow test 
cross-section)

- Influence of the composi-
tion (alumina or corium 
UO2 + ZrO2)

- No spontaneous explosions 
with corium

ZrEX-ZrSS Sandia
(USA)

Explosion Zr + ZrO2 mixtures
Zr–steel
A few kg

- Triggered explosions
- Very great impact of Zr rate 

upon efficiency

TROI
[5.2_56]

KAERI
(South Korea)

Explosion
+
Pre-mixing

UO2 + ZrO2 corium
Around 10 kg

- Poorly defined conditions
- Spontaneous explosions
- Low efficiency
- Only 2 kg in the mixture at 

the time of explosion
- Influence of corium  

composition

The reference results regarding the pre-mixing phase are based on the FARO experi-
ments (conducted by the European Commission Joint Research Centre (JRC) at Ispra 
in Italy) [54], which used 100–200 kg of corium oxide (UO2 + ZrO2). The KROTOS 
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programme (which was also conducted at the JRC in Ispra) [37] was similar to the FARO 
programme in studying the explosion, albeit at a smaller scale (fuel volume was approxi-
mately one litre); this programme demonstrated a lower tendency towards explosion as 
well as lower pressure loads for a corium oxide (UO2 + ZrO2 ) in comparison with alumina 
(Al2O3). This result was the subject of considerable speculation regarding the “material 
effect”. The difference in density between the corium oxide and the alumina may explain 
this result; the lower density of the alumina has two effects: firstly, jet fragmentation 
into larger particles, resulting in less vaporisation and solidification, and secondly, an 
increase in the volume of fuel in the mixture because the speed of deposition on the bot-
tom of the test cross-section is lower. The kinetic efficiencies (Section 5.2.3.3.1) of the 
strongest explosions were evaluated at approximately 2%, which is similar to those of 
the explosions in the FITS programme.

We should also mention the programmes whose results are little used, either 
because of a specific complication in the results or because of limitations in the dis-
semination of the results. The former category notably includes the ZREX tests by the 
Argonne National Laboratory in the United States [50], which revealed that explosion 
intensity was very greatly increased due to oxidation of the zirconium contained in the 
Zr + ZrO2 and Zr-steel mixtures.

The TROI programme, which was conducted by the Korea Atomic Energy Research 
Institute (KAERI) in South Korea, confirmed that spontaneous explosions were possible 
with corium [56].

To support modelling, experimental programmes investigating separate effects 
(thermal transfers, fragmentation, etc.) have been conducted, generally in a national 
context. Notably, the TREPAM tests (CEA/IRSN) have made it possible to specify the 
heat transfers associated with the corium fragments under fairly representative condi-
tions (pressures of up to 240 bar, speed differences between fragments and water of up 
to 46 m/s and temperatures of approximately 2200 °C). In the case of fine fragmenta-
tion, the DROPS programmes (conducted at the Institut für Kernenergetik und Ener-
giesysteme (IKE) in Stuttgart, Germany, and then at CEA) [60] and MISTEE (conducted 
at the Royal Institute of Technology (KTH) in Stockholm, Sweden) [61] were devoted 
to studying the fragmentation of the corium droplets in the water by using simulants 
(generally liquid metals) at relatively low temperatures.

In order to validate the codes, various programmes also tried to represent the corium 
jets by jets of solid beads, thereby eliminating the fragmentation-related difficulties in 
order to concentrate on the heat transfer and friction aspects. In particular, the QUEOS 
programme conducted by Forschungszentrum Karlsruhe in Germany [51] studied the 
pre-mixing phase of solid sphere packets for temperatures of up to 2200 °C.

At the end of the programmes described above, many uncertainties remained at the 
beginning of the ’00s regarding the steam explosions potentially resulting from interac-
tions between a hot corium and the coolant. This conclusion explained the launch of 
the international SERENA programme described below, in line with the conclusions of 
OECD’s “Technical opinion paper on fuel coolant interaction” and with the summary 

http://www.irsn.fr/EN/Pages/home.aspx
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report published by OECD in 2001 concerning the nuclear safety research conducted in 
the OECD countries, which show the usefulness of continuing R&D on the corium–water 
interaction [52].

The OECD international SERENA programme took place between 2001 and 2005, to 
provide a state of the art on steam explosions resulting from the interaction between 
hot corium and the coolant in a core melt accident and evaluating the existing codes’ 
ability to describe this interaction. It showed that there were many differences of opi-
nion between the experts, mainly due to the few experimental results available, high-
lighting the need for a new experimental programme.

This programme was implemented as part of a second phase of the programme, 
called SERENA-II, which took place between 2008 and 2012; its main objective was to 
study the effect of the corium’s composition upon the explosion in integral tests and 
obtaining results to improve the state of understanding of certain points and qualify the 
computer tools.

The studies conducted in the first phase of SERENA made it possible to confirm 
that there was little risk of the containment rupturing as the result of a steam explo-
sion in the reactor vessel (“Alpha” mode) and that the studies conducted in the second 
phase of the programme should give priority to studying the steam explosions that 
might occur in the reactor pit after the reactor vessel fails. From the point of view 
of the phenomena involved, there are no fundamental differences between in-vessel 
and ex-vessel interactions (in the reactor pit). The difference lies in the conditions 
under which the fluids come into contact. In particular, the mode of corium transfer 
into the water differs: in the ex-vessel case, it depends on the conditions under which 
the reactor vessel is ruptured and generally occurs in the form of a wide, non-central 
jet that may possibly be ejected under pressure. The nature of the corium may also 
differ, notably with a high probability of separation of its metallic (oxidisable) and 
oxidised phases (in the corium in the lower head). Containment internal pressure is 
of course generally lower than in the reactor vessel, and the water is assumed to be 
colder. The studies conducted in this context have also led to the deduction that the 
main uncertainties regarding steam explosions were due to a lack of detailed results 
on the pre-mix region and on the behavioural differences between the corium and the 
simulants such as alumina (the material effect) when they interact with the coolant. A 
small number of the experiments showed that the interaction between the corium and 
the water generated less energy than that between the alumina and the water. This 
finding has to be confirmed and explained.

CEA (supported by IRSN and EDF) and KAERI, an institute in South Korea (sup-
ported by KINS, the Korea Institute of Nuclear Safety) proposed the second phase 
of the SERENA programme with the aim of obtaining further information on pre-mix 
flow configuration, as well as on the effects of the materials and geometry. Fourteen 
organisations participated in this phase: CEA, IRSN and EDF in France, the KAERI and 
KINS institutes in South Korea, IKE-Stuttgart (Institut für Kernenergetik und Ener-
giesysteme) and GRS (Gesellschaft für Anlagen und Reaktorsicherheit) in Germany, 
JNES (Japan Nuclear Energy Safety) in Japan, AECL (Atomic Energy of Canada Limited) 

http://www.irsn.fr/EN/Fields_activity/Nuclear_Safety/Pages/nuclear-safety.aspx
http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx
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in Canada, the US NRC (US Nuclear Regulatory Commission) and the University of 
Washington in the United States, JSI (Jozef Stefan Institute) in Slovenia, SKI (Swe-
dish Nuclear Power Inspectorate) and KTH in Sweden, PSI (Paul Scherrer Institute) 
in Switzerland, VTT (Technical Research Centre) in Finland and SUEZ/TRACTEBEL in 
Belgium. This phase includes experiments in the CEA KROTOS facility (the facility was 
transferred from the JRC in Ispra to the CEA research centre in Cadarache and then 
improved) and the KAERI TROI facility [62]:

 – the KROTOS facility consists of a small test cross-section (20 cm diameter 
and 1 m height of water), which uses 3–5 kg of corium or simulant. The facility 
was transferred from JRC ISPRA to Cadarache and improved. Notably, it is now 
equipped with a radioscopy system that is used to obtain more detailed informa-
tion on the pre-mix and on the initial state of the explosion. The KROTOS facility 
is still mainly devoted to studying the explosion, however, as the corium’s low 
mass can, in principle, hardly be used to validate the models developed for the 
pre-mixing (some aspects of the pre-mixing, such as corium jet fragmentation, 
are sensitive to scale effects);

 – the TROI facility has been improved in response to the programme’s needs and 
can inject up to 30 kg of corium or simulant into a tank larger than that of the 
KROTOS facility; in particular, it can be used to study explosion development in 
three-dimensional geometry.

The outcomes of SERENA-2 are not all favourable from a FCI risk assessment pers-
pective but significant improvements in knowledge and modelling were obtained. A 

Figure 5.34. KROTOS (CEA, France) [37] and TROI (KAERI, South Korea) experimental facilities [62] – 
Main characteristics and instrumentation.
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negative outcome is the fact that the explosion strengths (peak pressures, impulses) 
were higher than in previous experiments (with the same melt composition). This is 
attributed to larger melt masses in the test sections at the moment of triggering the 
explosion. The analyses of the TROI results indicated also an important “venting effect”, 
i.e. decrease of the pressure waves while travelling from the interaction zone to the 
walls. The pressure inside the interaction zone can be far higher that the resulting pres-
sure at the wall. Due to this effect, in the hypothetical case of a central vessel break, the 
loads on the containment structures might be admissible or at least might not lead to 
immediate failure of the containment integrity (at least for the studied PWR geometry). 
Another positive outcome, from the point of view of the research efforts, was also the 
observation that the difference in explosion strengths owing to the exact composition of 
UO2/ZrO2 compositions was of second order.

5.2.3.3.3. Software

The MC3D computer code is developed and used in France to perform numerical 
si mulations, notably of the pre-mixing and explosion phases [58, 59]. Its development by 
CEA to simulate steam explosions has mainly been financed by IRSN and partly by EDF. 
EDF ceased to support this code’s development in 2002 and then resumed its support 
in 2009 when it decided to participate in phase 2 of the SERENA programme. Since 2003, 
IRSN has been managing and developing the code in collaboration with CEA. Since 2006, 
the Slovenian JSI institute and the University of Stuttgart Institute of Research (IKE) in 
Germany have also helped to develop or qualify the code. The MC3D code is now consi-
dered as being one of the most advanced steam explosion simulation tools (mainly with 
JEMI/IDEMO [Germany, GRS/IKE], PM-ALPHA/ESPROSE [United States, UCSB] and JAS-
MINE [Japan]) [59]. MC3D offers many functionalities described later in this document. 
It is distributed to various international bodies for studying the fuel–coolant interaction 
(as well as Direct Containment Heating (DCH)) in nuclear reactors.

A steam explosion computer code must process the many interactions between the 
different phases of the corium and coolant. This involves highly complex modelling with 
detailed numerical schemes, particularly in order to ensure its robustness. Furthermore, 
some codes such as MC3D are designed with the dual aims of obtaining results that can 
be used to assess safety in nuclear installations and improving our understanding of the 
phenomena involved. This dual purpose (studies and research) involves constraints that 
are often difficult to reconcile (robustness vs. accuracy).

In the MC3D code PREMIX application, the corium can be modelled in three different 
ways depending on whether it is in the form of a jet or in the form of droplets:

 – the corium jet is modelled by a continuous field by means of a method of moni-
toring the volume (VOF-PLIC, see Figure 5.35); this numerical methodology is dif-
ficult to manage but its handling is a characteristic of the MC3D code, providing a 
wider scope of investigation than that of the other computer codes;

 – the corium droplets are modelled by a field of drops by means of a Eulerian 
approach; the drops are created through fragmentation of the continuous field.

http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx
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The MC3D code is also special in that it can take into consideration many non-
condensing gases and corium oxidation by means of a parametric model. It should be 
remembered that the oxidation occurring during the explosion may result in a conside-
rable increase in explosion energy. Unfortunately, the oxidation occurring under steam 
explosion conditions is poorly characterised (or even poorly understood) and the model 
is currently not sufficiently predictive.

There are fewer functional differences between the codes regarding the explosion 
phase modelling, and most of them use two fields for the fuel, namely a droplet field and 
a fragment field recording droplet fragmentation [59].

Some codes, such as PM-ALPHA and IDEMO, use what is known as the “micro-
intera ction” approach, in which the heating of a fraction of the water results in the 
pressure build-up. The MC3D and JASMINE codes’ models assume that, as in the pre-
mixing phase, the pressure build-up is due to film vaporisation around the fragments 
generated by the explosion. IRSN and IKE (using the IDEMO model) are jointly ana-
lysing the difference between the two approaches in order to better understand the 
implications of the various approximations and assumptions.

Although these tools’ predictive capabilities are still somewhat limited at this time 
(they include major uncertainties), they have significantly enhanced overall understand-
ing of the phenomena and the multiple interactions. The MC3D code, despite the cons-
tant efforts made to improve the user interface, is still difficult to use because of its 
complexity, which is itself due to the complexity of the phenomena involved.

Figure 5.35. Illustrations of the MC3D code VOF-PLIC volume monitoring method for a continuous 
corium jet (continuous field in red (right) or brown (left); the droplet field is represented by dots). Left 
to right: Rayleigh-Taylor instabilities, high-pressure corium ejection from a reactor vessel (passage to 
a two-phase flow at the breach), 3D computation of an ex-vessel interaction, displaying fuel ex-vessel 
ejection [58] and interaction with the water (displayed in blue) in the reactor pit.

http://www.irsn.fr/EN/Pages/home.aspx
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During the SERENA-2 programme, a remarkable evolution of the capabilities of the 
MC3D code but also of the JEMI/IDEMO codes was obtained. This concerned mainly the 
physical mechanisms of melt fragmentation and solidification. More recently, JASMINE 
(JNES) and TEXAS (UW) also received substantial improvements related to solidification 
and the melt drop description. One important outcome of the analyses conducted dur-
ing SERENA-2 is the recognition that, in the reactor applications undertaken, mainly due 
to the large scale, a large fraction of drops are solidified and a large void develops around 
the melt jet. Both effects, together with the venting effect discussed before, lead to a 
strong reduction in the potential loads resulting from FCI on the reactor pit walls. It was 
also demonstrated that 3D calculations are practically feasible. This is important as it is 
believed that 2D approximations with a central jet are not fully representative. The real 
impact of asymmetry of both the flow and the reactor geometry is unclear but it can be 
investigated only with 3D models.

Following the SERENA-2 conclusions and the Fukushima nuclear accident, a five-
year programme was launched in 2014. Called ICE, the programme involves the major 
actors involved in nuclear safety research in France, namely IRSN, CEA, EDF and AREVA. 
The University of Lorraine is also participating and the programme is partly funded by 
the French government. The project combines integral experiments in the KROTOS 
facility, measurements of corium melt properties, dedicated analytical experiments on 
fragmentation and oxidation and model development for the MC3D code. A significant 
step forward in knowledge and understanding is expected from the development and 
use of methods for directly modelling complicated phenomena such as fragmentation, 
film boiling or oxidation (“quasi” direct simulation). Such methods are expected to give 
insights that cannot be obtained from experiments due to the very specific conditions 
(high temperature, high pressures). Some of these developments are done directly in the 
MC3D code, through specialised new applications.

5.2.3.4. Summary and outlook

The results of the research on steam explosions may appear modest in light of the 
problems left to solve. This is due to the complexity of the phenomena involved in the 
interactions between the hot corium and the coolant, on the one hand, and to the dif-
ficulty of obtaining experimental data on these interactions for simulants whose com-
position is typical of a corium formed when a power reactor core melt accident occurs.

The complexity and costliness of the interaction tests using coriums containing ura-
nium have led to the experiments being jointly conducted at the international level, 
notably resulting in the OECD SERENA programme. This programme aims to provide 
the missing experimental data for coriums representative of those found in a power 
reactor accident.

The computer codes include increasingly accurate modelling of the pre-mixing phase 
and the explosion phase. In this domain too, the work must be shared; this is done by 
means of partnerships or exchanges, notably in the context of the European SARNET 
network of excellence (Section 1.3.2). The most difficult key points to describe are jet 
fragmentation during the pre-mixing phase, corium solidification and its impact upon 

http://www.irsn.fr/EN/publications/thematic-safety/fukushima/Pages/overview.aspx
http://www.irsn.fr/EN/Fields_activity/Nuclear_Safety/Pages/nuclear-safety.aspx
http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/en/research/research-organisation/scientific-collaboration/sarnet/Pages/The-European-network-of-excellence-SARNET-on-severe-accidents-2490.aspx
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the explosion. A better description of the pressure build-up process during the explo-
sion is also required. These key points form the core of the French ICE project, started in 
2014, for five years, which is expected to yield a further step in understanding, modelling 
and simulation capabilities.

From the power reactor safety point of view, it is generally agreed that there is little 
risk of a containment rupturing as a direct result of a steam explosion in the reactor ves-
sel (at least in the case of reactors with a large containment, such as the French PWRs). 
As the flooding of the reactor pit is one of the measures taken or envisaged to limit the 
consequences of a core melt accident in the operational reactors (with the aim of cool-
ing the corium in the reactor pit and slowing the interaction between the corium and pit 
concrete, as described in Section 5.3), however, the risk of the containment rupturing as 
a result of a steam explosion in the reactor pit must be evaluated. Questions also remain 
concerning the strength of the containment concrete structures, due to the pressure 
loads caused by a steam explosion.

It should be noted that, in the case of an EPR, the risk of a steam explosion in the 
reactor pit must be “practically eliminated” by setting up measures guaranteeing that 
the pit does not contain any water at the time of the corium melt.
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5.3. Phenomena that could lead to delayed containment 
failure: Molten Core-Concrete Interaction (MCCI)

5.3.1. Introduction

In the event of reactor-vessel failure during a core melt accident, the corium result-
ing from this core melt and the melting of internal structures will pour onto the reac-
tor pit basemat. Contact between corium and concrete leads to what is called Molten 
Core-Concrete Interaction. This interaction involves gradual erosion of the concrete 
basemat (see Figure 5.36) and the walls of the reactor pit, which could lead to base-
mat penetration, and consequent release of radioactive substances outside the con-
tainment building into the ground. Furthermore, contact between the corium and any 
water present in the reactor pit and adjacent rooms could contribute an increase in the 
pressure inside the containment building via vaporisation of this water, or could even 
lead to a steam explosion (see Section 5.2.3). Gases resulting from reactions between 
corium and concrete also contribute to increasing the pressure inside the contain-
ment building. Taking uncertainties into account, the penetration time for the con-
crete basemat will be from one to several days, depending on the quantity of corium, 
its possible cooling and the type of concrete (siliceous or calcareous). It should be 
noted finally that the aerosol production that accompanies MCCI also affects how 
the behaviour of radioactive aerosols inside the containment changes and therefore 
affects any resulting releases.

5.3.2. Physical phenomena involved

The residual heat released by fission products within the corium spread on the base-
mat of the reactor building (20 to 30 MW at the start of the accident for a 900 MWe 
PWR) cannot be removed by conduction via the basemat due to its thickness and the 
very low thermal conductivity of concrete; it is only partially dissipated by radiative 
heat transfer from the surface of the corium. The corium, whose liquidity depends on 
its composition (which depends on the development of core damage during the acci-
dent), therefore heats up to the melting point of the oxide materials (UO2, ZrO2) and 
the metals from the vessel (i.e. to a temperature of approximately 2200 °C), leading 
to the formation of a corium pool with a temperature exceeding the decomposition 
temperature of concrete. The heat released by the fission products is transferred by 
convection to the edges of the corium pool and provokes the destruction of the con-
crete walls of the reactor pit and their loss of integrity by decomposition of concrete 
(this process is generally called erosion or ablation). Siliceous or silico-calcareous con-
crete erodes from 1330 °C and calcareous concrete from a temperature several hun-
dred degrees higher than that. After an initial corium heating phase, MCCI therefore 
leads to a phase of continuous erosion of the concrete walls. During this phase, the 
residual heat is largely dissipated at the corium-concrete interfaces via erosion of the 
concrete, and to a lesser extent by radiative heat transfer from the surface of the 
corium pool (see Figure 5.36).
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As the concrete is made up mainly of SiO2, CaCO3 and H2O, its decomposition leads 
to the release of condensed (SiO2 and CaO) and gaseous (H2O and CO2) phases into the 
pool. The corium pool therefore contains heavy oxides from the reactor core (UO2 and 
ZrO2), light oxides from the concrete (mainly SiO2 and CaO) and metals (Fe, Cr, Ni and 
Zr), all subject to the mixing induced by the concrete decomposition gases. The mixing 
of metals with oxides in condensed or gaseous form can lead to exothermic oxidation 
reactions that produce gases such as H2, CO and SiO(g). Finally, contact between hot 
corium and colder concrete can lead to local formation of a crust by solidification, and 
fragments of this crust can become suspended in the liquid corium. The corium pool 
therefore has several constituents and several phases (liquid, solid and gas) whose com-
position and physical properties constantly change during MCCI, due to decomposition 
of the concrete and to chemical reactions.

As the rate of erosion of the horizontal and vertical walls is directly correlated to the 
relationship between the heat flux received by the walls and the energy density required 
for their erosion, determination of the rate of erosion of these walls requires calculation 
of the heat flux distribution at the edges of the corium pool. Even if there are multi-
ple immiscible phases, the liquid pool produced by MCCI is uniform due to the mixing 
induced by the gases; however, steep temperature and concentration gradients may exist 
at the interfaces (see Figure 5.37). The heat flux at the pool interfaces may therefore be 
calculated using a convective heat transfer coefficient (hconv), the pool temperature (Tb) 
and the temperature of the interface (Ti) between the corium pool and an interface layer 
separating the concrete from the corium (the composition and temperature of this inter-
face layer are intermediate between those of the corium pool and those of the concrete; 
the layer may be liquid or solid depending on the conditions); the interface temperature 

Figure 5.36. Formation of a cavity by erosion of the reactor-pit basemat.



202 Nuclear Power Reactor Core Melt Accidents

depends on the type of interface between the corium and the concrete (i.e. whether a 
stable crust forms or not). The configuration of the pool produced by MCCI may be sin-
gle layer (oxide and metal mixed) or two layer (oxide and metal stratified based on their 
respective densities), depending on the gas flowrate released by the concrete and the 
densities of the oxide and metal phases (which are only partially miscible). In the latter 
case (see Figure 5.38), determination of temperature at the interface, and of heat trans-
fer coefficient is therefore necessary not only for the interfaces between the layers and 
the concrete, but also for the interface between the “oxide” liquid and the “metal” liquid.

To facilitate reading of the rest of this section, three phases of MCCI are distin-
guished: short term, medium term and long term. As will be seen below, the behaviour 
of the pool produced during MCCI depends on:

 – its physical transport properties (density, thermal conductivity, specific heat 
capacity, viscosity and, to a lesser extent, liquid-gas surface tension) and its 

Figure 5.37. Perfectly mixed oxide-metal pool produced by an MCCI. Right: Detail of the pool-concrete 
interface.

Figure 5.38. MCCI pool in a stratified configuration.
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thermochemical properties, which are themselves a function of the composition 
of the pool, in particular the concentration of compounds from concrete erosion;

 – the heat flux at the pool interfaces, which is a function of pool volume, and there-
fore of the quantity of matter from concrete erosion;

 – the superficial gas velocity (volume flowrate of gases per unit surface area) along 
the interface between pool and concrete, proportional to the heat flux.

It therefore seems appropriate to distinguish various phases of MCCI, depending on 
the concentration of “concrete oxides” in the pool:

 – the short-term phase corresponds to a mass fraction of “concrete oxides” in the 
pool below 25% (in practice, for a power reactor this corresponds to the initial 
hours of MCCI), with physical and thermochemical properties little different from 
those of the materials coming from the core, and vigorous gas bubbling;

 – the medium-term phase corresponds to a higher mass fraction of “concrete 
oxides” in the pool (up to around 50%), i.e. in practice, for a power reactor, to 
the period between 5 and 15 hours from the start of MCCI, where the physical 
and thermochemical properties have significantly changed from those of the 
materials coming from the core but where heat flux at the pool interfaces and 
gas bubbling remain strong;

 – finally, the long-term phase corresponds to a mass fraction of “concrete oxides” 
in the pool over more than 50%, i.e. in practice, for a power reactor, to the period 
beyond 15 hours from the start of MCCI, where heat flux at the interfaces and gas 
bubbling are significantly lower.

5.3.3. Experimental programmes

Study of MCCI includes experiments and computer models. The purpose of the 
experiments is to identify and understand the corresponding phenomena (heat trans-
fers, solidification, mixing etc.); they are supplemented by studies using simulation 
software that include models that have been qualified on the basis of experimental 
data.

Tests devoted to the study of molten core-concrete interactions can be classified 
into two categories:

 – analytical tests, which study one or more specific phenomena using simulant 
materials at a reduced scale; these tests can determine certain physical values 
concerning the phenomena studied (interface temperatures, heat transfer coef-
ficients etc.);

 – integral tests during which concrete erosion rates are measured, and in certain 
cases, pool temperatures during MCCI for coriums made up of simulant materials 
(containing alumina or thermite) and for coriums more representative of the 
composition expected during a core melt accident on a power reactor (generally 
containing a UO2 + ZrO2 mixture).
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5.3.3.1. Analytical tests

 ► Heat transfer coefficients

Numerous analytical tests were performed between 1980 and 2010, see [1], [2] and 
[3], aiming to determine the heat transfer coefficients between a liquid pool and a bub-
bling porous wall. Examination of the results of these various tests, see [5], shows that 
the physical properties of the liquids used have often been close to those of water and 
that the data available mainly involves horizontal walls. For water, measurements per-
formed during the various experimental programmes give similar results for the same 
superficial gas velocity. Data regarding viscous liquids (as for corium “enriched” with 
concrete erosion compounds) and vertical walls are quite rare, see [4]. However, test 
results in water show that the heat transfer coefficients between a fluid and a verti-
cal wall are similar to those obtained for a horizontal wall. The CLARA experiments 
[6], which are described below, were launched in 2007, with a view to filling in gaps in 
knowledge regarding distribution of heat transfer coefficients along pool interfaces, 
which influence the distribution of heat fluxes and radial and vertical erosion of con-
crete during an MCCI.

Results pertaining to heat transfer coefficients between two immiscible liquids with 
gas bubbling (stratified pool configuration, see Figure 5.38) are less common, see [7] and 
[8]. In particular, examination of these results shows a significant dispersion of results 
(by around a factor of 5). Furthermore, the tests are not representative of situations 
where there is solidification at the interface between the pool and the concrete. How-
ever, the ABI tests, see [9], performed until 2008, show that the order of magnitude of 
the heat transfer coefficient between two stratified oxide and metal layers is compa-
rable to that determined using the correlation deduced from the Werle tests, see [8], 
and that this heat transfer coefficient is probably large compared with the heat trans-
fer coefficient between a liquid pool and a porous wall mentioned above. These results 
mean that, in a stratified configuration, heat transfer from the oxide layer into the metal 
layer could accelerate erosion of the concrete wall in contact with the metal layer (in 
the lower part, see Figure 5.38). This also highlights the interest of a reliable prediction 
of pool stratification (mixing and separation phenomena).

 ► Interface temperatures at the edges of a corium pool

The ARTEMIS programme (see [10]), performed by CEA from 2003 to 2008, is the 
only one that aimed to determine temperatures at the edges of a corium pool. It studied 
the coupling between physico-chemistry and thermal-hydraulics through tests con-
ducted with simulant materials (LiCl and BaCl2 salt mixtures), whose phase diagram has 
a similar form to that of the compounds present during an MCCI for a power reactor, as 
shown in Figure 5.39.

Tests performed in one-dimensional configurations (horizontal corium-concrete 
interface) confirmed that, under test conditions representative of the long-term 
phase of MCCI for a power reactor in terms of concrete erosion rate and gas bubbling, 
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the interface temperatures at pool edges were close to the liquidus temperature of 
the pool and that the pool temperature decreased with liquidus temperature due to 
enrichment of the pool with compounds from concrete erosion. However, the inter-
face structure seems to be more complex than expected, with the formation near the 
interface of a solid porous zone out of thermal equilibrium (i.e. with liquid-solid inter-
face temperature and composition that deviate from those imposed by thermal equi-
librium between the liquid and solid phases). Examination of the results of ARTEMIS 
1D experiments, see [11] and [12], also shows that, under conditions comparable to 
those of the short-term and medium-term phases of an MCCI for a power reactor, 
the results are not compatible with an assumption of thermodynamic equilibrium: the 
temperature of the pool-crust interface deviates from the liquidus temperature, the 
pool becomes mushy in the event of significant gas bubbling, and crusts form at the 
corium-concrete interface with a composition less refractory than that deduced from 
the phase diagrams.

Following an initial stage of the ARTEMIS programme dedicated to tests with purely 
axial erosion, the second stage (ARTEMIS 2D) was dedicated to the study of configu-
rations with two-dimensional concrete erosion (i.e. in both axial and radial directions) 
during MCCI tests with differing compositions between pool and concrete and “con-
crete-concrete” tests with no difference in composition between pool and concrete. 
The results show significant concrete erosion on the upper part of the concrete side 
walls for all tests, very little erosion on the lower interface between pool and concrete 
during concrete-concrete tests and the formation, during MCCI tests, of a very thick 

Figure 5.39. Comparison between the phase diagrams of simulant materials from ARTEMIS tests and 
those of corium materials which would form during a core melt accident on a power reactor (the BaCl2 
salt simulates the refractory behavior of corium and the LiCl-BaCl2 eutectic simulates the behavior of 
concrete), see [10].



206 Nuclear Power Reactor Core Melt Accidents

mushy crust of corium at the lower interface between the pool and the concrete (cover-
ing around a third of the pool); during the tests, this crust remained hot and embedded 
itself into the concrete. These unexpected results in terms of concrete erosion (in all 
cases, more concrete erosion was expected in the lower part of the pool) are probably 
explained by pool bypass by the gases injected into the lower part, due to the forma-
tion of stable, leaktight crusts at the lower pool-concrete interface; these crusts meant 
that gases could not pass during most of the tests. At the scale of a power reactor, it is 
unlikely that a large non-cracked crust would form at the lower pool-concrete interface. 
The results of the ARTEMIS 2D tests are therefore not directly applicable to a power 
reactor; however, they have brought to light the strong dependence of the 2D erosion 
profile on gas flow conditions in the pool.

 ► Mixing and separation of immiscible liquids with gas bubbling

The mixing and separation of immiscible liquids with gas bubbling has been studied 
with the aim of predicting the corium pool configuration during MCCI (i.e. whether the 
pool is mixed or stratified). The main experimental work on this subject was performed 
using simulant materials at the Argonne National Laboratory (ANL, [13]) and the Uni-
versity of Wisconsin (see [14]) in the United States, and more recently at CEA Grenoble 
(BALISE tests), see [15]; all experiments were purely hydrodynamic (with no study of 
phase change effects). They aimed to determine limit values in terms of superficial gas 
velocity (or void fraction) leading to a mixed or stratified pool depending on the density 
difference between the liquids. The results summary given in [15] shows a – sometimes 
wide – dispersion of results, partially due to differences in the physical properties of the 
liquids used. Nevertheless, these experiments clearly demonstrate that stratification of 
a corium pool can only take place for low superficial gas velocities, which are only pos-
sible during the long-term phase of MCCI for a power reactor.

 ► Physical properties of the materials

Analytical tests with prototypic corium compositions, like those which would form 
during core melt accident on a power reactor, have also been performed to validate and 
supplement knowledge regarding the thermophysical properties (in particular viscosity, 
see [21]) and thermochemical properties of corium, which are needed for the computer 
models of heat transfer and solidification phenomena for the corium pool outside the 
reactor vessel. These tests meant that improved estimates could be made of the viscosity 
of a corium formed from a mix of oxides (as a function of silica concentration), and of the 
solidus and liquidus temperatures of the corium-concrete mixes.

5.3.3.2. Integral tests

Integral tests provide an overview of MCCI, with all phenomena involved operating in 
a coupled manner. These tests are difficult to perform given the associated technologi-
cal difficulties (very high temperatures and materials used etc.). All integral MCCI tests 
performed up to 2012 are summarised in Table 5.5 below.
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Table 5.5. Summary of integral MCCI tests.

Programme Characteristics
Mass 

of corium
Geometry Parameters

SURC (1D)
Prototypic corium  
compositions  
+ fission products

200 kg
0.4-m-diameter 
cylinder

Concrete  
composition, 
power

ACE (1D)
Prototypic corium  
compositions
+ fission products

250 to
450 kg

Rectangular box
0.5 m x 0.5 m x 0.4 m

Concrete  
composition, 
power

MACE (1D)
Prototypic corium  
compositions
water injection

100 to
1800 kg

Rectangular box (0.5 to 
1.2 m) x (0.5 to 1.2 m)
x 0.4 m

Concrete compo-
sition, power, 
water flowrate

BETA (2D)
Thermite-alumina + iron 
oxide-metal stratified pool

450 kg
0.4-m-diameter  
conical frustum

Concrete  
composition, 
power

COMET-L 
(2D)

Thermite-alumina + iron 
oxide-metal stratified pool

920 kg
0.6-m-diameter 
cylinder

Concrete  
composition, 
power

OECD-MCCI 
(2D)

Prototypic corium  
compositions

350 to
550 kg

Rectangular box
0.5 m x (0.5 m or 
0.7 m) x 0.6 m

Concrete  
composition, 
power, pool 
geometry

ARTEMIS 2D Simulants (salts) 110 kg
0.3-m-diameter, 
0.6-m-high cylinder

Power,  
gas flowrate

VULCANO-
ICB (2D)

Prototypic corium  
compositions

40 kg
0.3-m-diameter, 
0.3-m-high  
half-cylinder

Concrete  
composition, 
power

Interpretation of these integral tests is complex due to the limited number of meas-
urements and the lack of precision associated with some of them, the difficulty of esti-
mating heat losses and sometimes the difficulty in quantifying the influence of certain 
phenomena associated with the test set-up which may affect heat transfers above the 
pool: effects of the heating method and scale effects which could affect pool forma-
tion, ejection of matter (which changes the inventory of corium participating in MCCI), 
and crust adhesion on the walls. Despite these difficulties, the tests performed have 
brought to light phenomena which had not been previously identified and which could 
be significant: the strong influence of the type of concrete on the progress of axial and 
radial erosion and on the ejection of corium during an MCCI under water during the 
MACE tests; MCCI under water is presented in more detail in Section 5.4.2.

From a chronological standpoint, 1D tests with oxides (ACE, MACE and SURC) date 
from twenty years ago or more. Their analysis has provided an improved understand-
ing of MCCI, supported certain assumptions regarding the corium behaviour models 
(decrease in pool temperature close to the liquidus temperature) and partially validated 
simulation software.



208 Nuclear Power Reactor Core Melt Accidents

2D tests performed between 2003 and 2012 with oxides representative of a corium 
which would form during a core melt accident on a power reactor, have provided infor-
mation on the 2D heat flux distribution during MCCI (see [16] and [17]). The results of 
these tests tend to show that, at least at the beginning of MCCI (the first four hours), 
concrete erosion is preferentially in the radial direction for siliceous concrete and similar 
in both radial and axial directions for silico-calcareous concrete (see [18]), as shown in 
Figure 5.40.

Tests using siliceous concrete show a possible scale effect on the anisotropy of 
erosion during the initial phase of MCCI. Analysis and interpretation of these results 
helped better understand the effect of the type of concrete on 2D erosion and to pro-
duce a model to better appreciate the erosion kinetics for the case of a power reactor.

Very few results exist for tests performed with materials representative of a 
corium which would form during a core melt accident on a power reactor and with 
pool heating representative of the residual heat of a corium for oxide-metal stratified 
configurations. The BETA and COMET tests were performed with simulant materials 
and their (induction-based) heating method meant that the heat was injected into the 
metal phase, whereas it would come from the oxide phase for a power reactor. The 
BETA tests showed preferential concrete erosion in the axial direction; however, this 
behaviour cannot be extrapolated to a power reactor for the reasons mentioned above 
and because the mass of metal is overestimated with respect to that of a power reac-
tor, see [19]. Only the VULCANO tests, performed with a more representative heating 
method and composition of pool oxides and metals (see [20]), could provide answers 
to the question of possible existence of pool stratified during MCCI, which would lead 
to a high axial erosion rate, as illustrated by the applications to a power reactor pre-
sented in Section 5.3.5.

Figure 5.40. Final cavity obtained during the OECD-MCCI CCI-2 experiment, performed with a silico-
calcareous concrete; the photo on the left shows the cavity formed in the concrete; this is represented 
in red on the diagram on the right (cross-section on the vertical axis).
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5.3.4. Computer modelling and simulation software

5.3.4.1. Models

 ► Pool behaviour and pool-concrete interface temperatures

The oldest approach to determining the behaviour of the corium pool and pool-con-
crete interface temperatures during an MCCI assumed that, if the mean temperature of 
the corium pool is between the liquidus temperature and the solidus temperature, the 
pool is in a “mushy” state, intermediate between a solid phase and a liquid phase. The 
crust that forms at the interfaces has the same composition as the corium pool and the 
same solid fraction as the corium at the pool-crust interface. The interface between the 
pool (with or without crust) and the concrete is made up of a thin layer of decomposed 
concrete, called the “slag layer”. The solid-liquid equilibrium temperature is therefore 
the solidus temperature and the entire mushy zone is assumed to participate in convec-
tive flow near the solid interface. However, use of this assumption does not reproduce 
the temperature variations measured during certain ACE and OECD-MCCI tests.

In 2000, CEA produced a model called the “phase-segregation model” to describe 
the behaviour of the corium pool during an MCCI. This model is deduced from the model 
that couples thermal-hydraulics and physico-chemistry, used to describe the behaviour 
of the corium in the reactor vessel, see [21]. It is assumed that the pool is liquid and that 
crusts made up of refractory compounds (UO2 and ZrO2) form at the interface between 
the corium pool and the concrete. These crusts may be unstable. Mechanisms of crust 
formation at the interfaces and mechanisms that could affect their stability are little 
understood, in particular those that could explain the instabilities of the crusts formed 
at the interfaces with the vertical concrete walls, the presence of crusts during initial 
corium-concrete contact, and then the longer-term disappearance of crusts even at 
the bottom of the pool, as shown by certain inspections performed after VULCANO 
tests with an oxide pool. For applications to power reactors, the permanent existence 
of crusts at the interfaces is considered plausible given the duration of MCCI and the 
large pool volume. At the pool-crust interfaces, thermodynamic equilibrium is assumed 
to exist between the two physical phases present (the pool liquid and the crust solid), 
with the interface temperature being the liquidus temperature of the pool. If a departure 
from equilibrium occurs, liquid-solid segregation is partial or absent in the pool, which 
becomes mushy and the pool-crust transition may therefore correspond to a solid frac-
tion threshold above which conduction dominates convection. The pool-crust interface 
temperature would then be lower than the liquidus temperature of the pool. This type 
of approach is adopted in the model used in the MEDICIS code developed at IRSN [27], 
described in detail in Section 5.3.4.2.

The phase segregation model has been partially validated using the results of ARTE-
MIS 1D tests, with regard to interactions with a horizontal wall and for low erosion and 
bubbling rates, which correspond to the long-term phase of MCCI for a power reac-
tor. However, this “ideal” model, which assumes thermodynamic equilibrium at the 
pool-concrete interface, does not satisfactorily explain the results of the ARTEMIS 
1D tests, with rapid erosion and significant bubbling, which corresponds to the initial 

http://www.irsn.fr/EN/Pages/home.aspx
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highly-transitory phase of the interaction; furthermore, this model is not relevant for the 
long-term phase for a power reactor, despite the good agreement with the ARTEMIS 1D 
test results corresponding to these conditions, due to the high concentration of silica in 
the pool in the long-term phase, which reduces the diffusion of chemical species in the 
pool and delays attainment of equilibrium at the interface, see [22].

 ► Distribution of heat fluxes at the corium-concrete interface

Numerous correlations of heat transfer between a pool and a bubbling horizontal 
wall are cited in the literature, see [1] to [4] and [7]. They have been produced on the 
basis of the experimental data mentioned above, or from more theoretical approaches. 
They are expressed as correlations which give the Nusselt number Nu as a function of 
the Reynolds number Re and the Prandtl number Pr under the assumption that heat 
transfer is associated with a forced convection produced by the concrete decomposition 
gases, or Nu as a function of the Rayleigh number Ra and Pr under the assumption that 
heat transfer is associated with natural convection; the Prandtl number Pr only depends 
on the fluid properties; the Reynolds number Re depends on the transport properties of 
the pool and the superficial gas velocity; the Rayleigh number Ra depends on the trans-
port properties of the pool and the void fraction, and therefore indirectly on the superfi-
cial gas velocity. The ranges of variation of the physical properties of fluids used for the 
tests with simulant materials (see Section 5.3.3.1) are narrow and do not always cover 
those of a corium pool representative of an MCCI, see [23]. Although the correlations 
give identical results for the experimental conditions of tests performed with simulant 
materials, a wide dispersion of results is observed when these correlations are used with 
parameters representative of a power reactor. This dispersion probably shows that the 
dimensionless numbers used in the correlations do not correctly reflect all physical phe-
nomena involved or the respective weightings of the various physical parameters, due 
to the narrow range of experimental data used to establish these correlations. For this 
reason, a model based on a more phenomenological approach was proposed in 2005, 
see [24]; it provides satisfactory results for the conditions of available experimental data 
(horizontal wall and vertical wall, see [5]) but would need additional validation for vis-
cous liquids. Finally, it is important to note that, rather than the local value of the heat 
transfer coefficient between pool and the crusts, it is the distribution of the value of 
the heat transfer coefficient at the surface of the pool that is crucial to determining the 
distribution of local heat fluxes and erosion rates during the pseudo-steady state which 
exists during the longest part of MCCI.

For this reason, the CLARA analytical test programme was launched by CEA and IRSN 
to improve understanding of the distribution of heat transfer coefficients along the pool 
interfaces and their variations as a function of superficial gas velocity and pool viscosity.

With regard to heat transfers between the oxide and metal layers which form dur-
ing pool stratification, several models are found in the bibliography, deduced from 
analytical tests, see [7], [8] and [25]. Due to the lack of experimental results and the 
dispersion of the available results, these models were reviewed in 2010, see [1] taking 
into account the most recent results obtained for measurement of the convective heat 

http://www.irsn.fr/EN/Pages/home.aspx
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transfer coefficient in the context of the ABI experimental programme performed at 
CEA Grenoble, see [9]. The main conclusion of this work, see [1], is that convective heat 
transfer between the layers is greater than radial heat transfer, which leads to a rate 
of axial concrete erosion that is higher than that of radial erosion; however, possible 
formation a permeable crust at the interface between the two liquids, which would 
reduce this heat transfer, is difficult to model, precisely because of the probable insta-
bility of this crust.

 ► Mixture and separation of immiscible liquids with gas bubbling

Test results produced with simulant materials are the basis of the development 
of experimental correlations, see [15], used to estimate the superficial gas velo city 
thresholds that lead to mixture or stratification of the pool; the values obtained 
present a non-negligible dispersion (several tens of%). These correlations have not 
been validated on test results with real materials, and their use for a power reactor 
would lead to highly varied configurations: a largely mixed configuration or a stratified 
configuration or a partially stratified configuration over a longer or shorter period of 
MCCI. In particular, uncertainties concern the dependence of the correlations on the 
physical properties of the liquids, the respective volumes of the metal and oxide layers 
and the size of bubbles.

5.3.4.2. Simulation software

Various software packages developed for MCCI studies, see [26], [27] and [30], are 
based on identical basic assumptions:

 – the corium pool is made up of various layers (of oxides or metals) each of uniform 
temperature and chemical composition;

 – the corium pool can be in a mixed (uniform) or stratified configuration;

 – the structure of the interface is described by a thermal resistance model that 
takes into account the possible formation of a solid crust or a zone of concrete 
decomposition products (a thin layer of decomposed concrete called the “slag 
layer”). The concrete erosion rate is estimated using Stefan’s law, which deter-
mines the quantity of heat coming from the corium pool that is not removed by 
conduction in the concrete and which serves to erode the concrete.

These software packages are mainly distinguished by their corium behaviour models 
and by the sub-models (or correlations) that they use (such as correlations to calculate 
void fraction, heat transfers etc.).

The TOLBIAC-ICB code (see [26]), developed by CEA, is based on the phase segrega-
tion model described above, which assumes the pool of liquid corium and the formation 
of crust of refractory material at the interface: the interface temperature is the liquidus 
temperature of the pool (over 2200 K for a large part of MCCI). It is calculated from the 
pool composition using a coupling with the GEMINI2 thermodynamic code.
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In contrast, the CORCON code (see [30]), developed by Sandia National Laboratories 
in the United States, considers that the pool is a mix of liquid and solid debris in suspen-
sion and assumes the existence of a mushy zone, if the pool temperature is between the 
liquidus and solidus temperatures. The thin layer of decomposed concrete (“slag layer”) 
model is used describe the corium-concrete interfaces. In this approach, the pool-crust 
interface temperature is close to the concrete decomposition temperature.

The MEDICIS code (see [27]), developed by IRSN, uses a more flexible model to 
describe the behaviour of the pool interfaces: it is assumed that a mushy zone exists at 
the interface between the liquid pool and the concrete, including a convection zone and 
a conduction zone. In this approach, the interface temperature used for convective heat 
transfers from pool to interface is the threshold temperature at the border between the 
convective part of the pool and the conductive part of the mushy zone (Tsolidification on 
Figure 5.41). As no model can satisfactorily determine this interface temperature in all 
circumstances, it is arbitrarily set by the user between the liquidus temperature and the 
solidus temperature, or deduced from a threshold value for the molten fraction of pool 
corium. The extreme options correspond to the interface model in TOLBIAC (liquidus 
temperature) and that adopted in CORCON (solidus temperature). MEDICIS validation 
leads to recommending an interface temperature value a little lower than the liquidus 
temperature, or a molten fraction threshold of approximately 50%. Phase segregation 
in the crusts is not taken into account, as the crusts are usually thin at the corium-
concrete interface; however, liquidus and solidus temperatures and the relationship 
between the molten corium fraction, its composition and its temperature are assessed 
using the GEMINI2 code prior to an MCCI calculation. It is also assumed that a thin layer 
of decomposed concrete (the “slag layer”) exists between the concrete and the pool 
(with or without crusts).

The main steps of an MCCI calculation are as follows:

 – calculate the physical properties of the pool;

 – calculate the (possible) solid fraction in the pool;

 – determine the interface temperature;

 – calculate the heat transfer coefficients;

 – estimate the concrete erosion rates;

Figure 5.41. Model of the corium-concrete interface used in the MEDICIS code.

http://www.irsn.fr/EN/Pages/home.aspx
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 – perform a mass balance (taking chemical reactions into account) and an energy 
balance (including radiative heat transfer from the surface) to obtain the compo-
sition and temperature of each pool zone;

 – calculate the thicknesses of crusts and erosions;

 – update the form of the cavity and the heat transfer surfaces.

Simulation software is validated using the test results presented in the previous sec-
tion. For integral tests, this validation process is made more complex by the numerous 
phenomena observed during these tests that are not covered by the computer models 
(such as corium ejection and deposits of matter on the walls of the test sections) and the 
specifics of the experimental set-ups, as mentioned previously.

Generally, the validity of simulation software for application to a power reactor is 
limited by uncertainties on scale effects, as the models implemented in this code have 
only been validated using test results at a scale 10 to 20 times smaller than that of a 
power reactor. The obvious solutions for overcoming this difficulty are the performance 
of larger-scale tests with prototypic materials, or the development of mesh-based simu-
lations able to represent the thermal-hydraulics and heat transfer physics at various 
scales, in order to confirm extrapolation from the scale of the tests to that of a power 
reactor. The first solution runs into issues of technical feasibility and cost. The second 
solution assumes development and validation of turbulence models applicable to a pool 
with gas bubbling; these models would only be applicable to idealised situations with 
regard to the structure of the pool interfaces and would require the implementation of 
simulations that may not be available for many years.

5.3.5. Application to a power reactor

As an example, this section presents application to a 900 MWe PWR performed using 
the MEDICIS code, see [27] and [28], for the case of a reinforced siliceous-concrete base-
mat with an axial thickness of 4 m. Conservative bounding assumptions have been used 
for the initial conditions to obtain bounding results in terms of concrete erosion; in par-
ticular, all the reactor core that becomes corium is assumed to be present in the reactor 
pit at the beginning of MCCI and the effects of any water present and of radial erosion 
of the basemat are ignored.

The main calculation assumptions adopted are similar to those used for interpreting 
the MCCI tests of the MCCI programme at the ANL, see [16], leading to 2D isotropic ero-
sion, see [29]. For a uniform pool, a heat transfer model is adopted that is indepen dent 
of the orientation of the interfaces, and an interface temperature slightly below the 
liquidus temperature is used. The convective heat transfer coefficient between the oxide 
and metal layers, which applies to the stratified configuration, has been deduced using 
Greene’s correlation, see [7], which tends to overestimate heat transfer.

Large uncertainties exist regarding pool configuration and how it changes over time. 
For this reason, three very different scenarios have been considered for the concrete 
erosion calculation.
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(1) A scenario with a uniform pool maintained throughout MCCI (see Figure 5.42), 
which leads to slow erosion and a basemat penetration time of approximately 5 to 
9 days, depending on the thickness of concrete to be eroded (3 m to 4 m).

Axial and radial erosion rates remain low due to the uniform distribution of heat 
flux at the pool-concrete interfaces, leading to uniform erosion and a very large zone of 
eroded concrete as shown in Figure 5.42.

(2) For illustrative purposes, an unrealistic scenario with a stratified pool where the 
metal layer is assumed to be below the oxide layer from the start of the interaction, 
which leads to a very high rate of axial erosion, with a basemat penetration time of 
between 14 and 24 hours depending on its thickness. The reason for rapid erosion in this 
case is the high heat transfer coefficient at the metal-oxide interface, which leads to 
residual heat removal being concentrated at the bottom of the pool, thereby promoting 
axial erosion (see Figure 5.43).

(3) A more realistic scenario, which involves four phases with changing pool configu-
rations (see Figure 5.44). In this scenario, the pool is assumed to be initially stratified 
with the oxide layer below the metal layer due to the higher density of the oxides (initial 
short-term phase), then it mixes and becomes uniform due to significant gas bubbling 
(second medium-term phase); then, in a third phase (start of the long-term phase), the 
pool become stratified again but with the metal layer below the oxide layer due to the 
reduction in oxide density caused by the addition of compounds from concrete erosion; 
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finally in a fourth longer-term phase, the pool becomes uniform again as the metal layer 
disappears due to oxidation. Changes in pool configuration are determined using criteria 
deduced from the BALISE tests mentioned above in Section 5.3.3.1, see [15]. When con-
figuration changes are taken into account, basemat penetration time is extended by at 
least 24 hours with respect to a fixed stratified configuration with the metal layer below 
the oxide layer (compare Figures 5.43 and 5.44).

The results of basemat penetration time calculations are given in Figure 5.45 below. 
This figure shows that the effect of pool stratification on basemat penetration time 
would only disappear if the heat transfer coefficient between the oxide and metal layers 
was very small (by a factor of more than 20) compared with the available experimental 
data. However, high values of the oxide-metal heat transfer coefficient due to the mix-
ing caused by gas bubbling have been confirmed (at least in terms of order of magnitude) 
by the experiments in the ABI programme cited in Section 5.3.3.1, see [9].

It should be noted that the calculations given above are based on certain conserva-
tive assumptions:

 – the assessment criteria for pool configuration assumes that its stratification 
occurs from the beginning of separation of the oxide and metal phases and that 
this stratification is maintained even for a thin metal layer; a more realistic crite-
rion for configuration changes, taking into account limitation of stratification in 
the event of a thin metal layer which is still to be confirmed, would probably lead 
to axial penetration times of several days;

 – the heat transfer coefficient at the pool-concrete interface is assumed to be 
independent of the orientation of this interface for an oxide pool (and for a 
metal pool). However, for a siliceous concrete and in an oxide pool configu-
ration, heat transfers could be less at the lower interface than at the lateral 
interface, as shown by certain results from the MCCI-OECD programme, see 
[16]; a model taking these results into account leads to a reduction in axial ero-
sion rates;

 – corium reflooding in the event of water injection is ignored.

Figure 5.45 shows that penetration of the reactor-pit walls (leading to partial spillage 
of corium outside the reactor pit into the containment building) takes place before axial 
penetration in the event of slow to moderate axial erosion, and slows later axial erosion 
by reducing the corium inventory in the reactor pit.

Finally, it should be noted that axial erosion is slower for a silico-calcareous concrete 
than for a siliceous concrete:

 – gas velocity is greater for a silico-calcareous concrete due to the concrete’s 
greater gas content, which has the effect of reducing the period during which 
stratification is possible;

 – the decomposition enthalpy is higher, which reduces axial and radial erosion rates 
in a uniform configuration.
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5.3.6. Summary and outlook

The results of experiments and calculations performed for a power reactor using the 
MEDICIS and TOLBIAC-ICB code bring to light the following main areas of uncertainty, 
see [31]:

 – the nature and properties of the corium pool interfaces: pool solidification tem-
perature, and heat and mass transfers at the corium-concrete interfaces;

 – the 2D (radial and axial) distribution of convective heat fluxes in a uniform pool;

 – heat and mass transfers between metal and oxide layers in a stratified 
configuration;

 – changes in pool configuration (stratification).

Knowledge of the interface structure has progressed over the last decade but remains 
inadequate. Indeed, analysis of the ARTEMIS 1D experiments, performed with a uniform 
pool and a horizontal interface, shows that the phase segregation model at thermal 
equilibrium (with a pool-crust interface temperature close to the liquidus temperature) 
applies well to a case of slow concrete erosion and low gas velocities, a situation that 
could correspond to the long-term phase for a power reactor; however, the high pool 
viscosity in this phase slows diffusion of chemical species and could lead to a different 
composition at the interface than that for thermodynamic equilibrium. For faster ero-
sion, a situation that corresponds to the short- and medium-term phases for a power 
reactor, the phase segregation model is no longer suitable due to being far from ther-
modynamic equilibrium. Furthermore, analysis of 2D MCCI tests performed with real 
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Figure 5.45. Reactor-pit basemat and wall penetration times as a function of pool configuration: uni-
form pool (see Figure 5.42); stratified pool (see Figure 5.43); changing pool configuration for a calculation 
performed using a convective heat transfer coefficient between the oxide and metal layers deduced from 
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formed using a heat transfer coefficient reduced by a factor of 20 compared with that given by Greene’s 
correlation (hGreene o/m x 0.05) and convective heat transfers between the oxide and metal layers.
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materials also shows that the pool is often mushy and the pool-crust interface tempera-
ture lower than the liquidus temperature, in particular for siliceous concrete, see [29]; 
in addition, associated inspections did not bring to light a crust on any corium-concrete 
interface, including the horizontal interface, contrary to what was observed during tests 
with simulant materials (ARTEMIS 1D tests).

Major uncertainties also exist regarding the last three points mentioned above, i.e. 
the distribution of heat fluxes at pool interfaces, heat transfers between the metal and 
oxide layers in the stratified configuration, and changes in pool configuration. In particu-
lar, improved understanding of heat transfers between the metal and oxide layers and of 
the types of pool configuration and their changes, would strongly reduce uncertainties 
regarding axial and radial erosion rates for a stratified pool configuration, which remain 
major, see [33].

In 2015, end of the VULCANO MCCI experiments (with materials representative 
of a power-reactor corium) and associated work – such as interpretation of the tests 
and comparison of the results obtained with various code packages – provided further 
understanding of the physical phenomena that govern the structure of the interfaces, 
and supplemented knowledge of the 2D distribution of heat fluxes for a uniform pool 
configuration. Additional MCCI tests for stratified pool configurations are envisaged to 
contribute to reducing remaining uncertainties by providing results regarding heat trans-
fers between oxide and metal layers and regarding changes to the pool configuration.

The CLARA programme, which ended in 2012 and used simulant materials, aimed 
for better understanding of 2D erosion for a uniform pool, by detailed study of convec-
tive heat transfers between a heated pool and a bubbling porous wall, in a 2D situa-
tion with simplified boundary conditions (without erosion) over a large range of pool 
viscosities.

Qualification using a large-scale test would be necessary, due to probable scale 
effects on convective heat transfer and on the structure of the corium-concrete inter-
faces. Such a test, with an initial pool size of around one metre, was planned in Russia 
in 2011 in the context of the programmes of the International Science and Technology 
Center (ISTC), but the project was not completed due to administrative difficulties.

Pool stratification criteria should also be better defined and better validated, in par-
ticular the superficial gas velocity threshold and maximum thickness of metal below 
which stable pool stratification appears.

Furthermore, a programme of additional studies aiming to reduce uncertainties on 
the thermochemical properties of corium was performed in the context of the ISTC 
programme (the PRECOS project) and mainly involved determination of the phase 
diagrams for certain mixtures of oxides and metals of compositions selected in a range 
where thermochemical data is inadequate or uncertain. Analysis of the associated 
experimental results should provide additional data for the thermochemical databases 
used by software (such as GEMINI2, see [32]) to calculate thermodynamic values for 
corium.
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5.4. Retention and cooling of corium inside and outside 
the reactor vessel

5.4.1. In-vessel corium retention

5.4.1.1. Physical phenomena and associated safety issues

In-vessel corium retention assumes that reactor vessel integrity is preserved during 
an accident that causes reactor core melt.

Corium may be retained in the vessel either as a result of core reflooding leading to 
interruption of its melting, or flooding of the reactor pit with the aim of removing heat 
from the corium (debris or pool) while it is in the lower plenum of the vessel and thereby 
preventing vessel failure.

Research into in-vessel corium retention became one possible research option after 
the Three Mile Island 2 (TMI-2) accident in 1979 (see Section 7.1). During this accident, 
part of the core (approximately 20 tonnes of corium) was found at the bottom of the 
reactor vessel and the vessel did not fail, see [1]. The resistance of the reactor vessel 
to the thermal stresses caused by the residual heat released by this corium was attri-
buted [2] to the fact that the molten corium flow at the bottom of the vessel was under-
water (reactor flooded and pressurised (~ 100 bar)), but this has never been completely 
confirmed.

However, core reflooding may not be beneficial in all conditions. The following phe-
nomena can occur during reflooding:

 – massive steam generation, with hydrogen production and an increase in reactor 
coolant system pressure;

 – steam explosion through corium-water interaction;

 – continuation of core melt, despite water inflow;

 – faster release of fission products.

Theoretically, reflooding could take place in all possible core configurations (fuel rods 
intact, rods slightly damaged but with ballooned cladding, rods melted leading to one or 
more flows of molten material, debris bed, corium pool, etc.). It is therefore necessary 
to determine the effects of reflooding on the subsequent development of the accident, 
based on the core configuration at the time when water is injected into the core.

After the TMI-2 accident, studies into the possibility of in-vessel corium retention 
following reactor pit flooding (cooling from outside the vessel) led to reactor designs 
15 years later that incorporated this possibility (examples include the Westinghouse 
AP600 and AP1000 in the USA [3], the KAERI APR1400 in South Korea and the European 
ESBWR. However, it remains difficult to demonstrate the effectiveness of external cool-
ing in retaining corium inside the vessel.
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5.4.1.2. In-vessel corium retention through RCS flooding

5.4.1.2.1. Physical phenomena and state of current knowledge

 ► Conditions with fuel rods intact or only slightly damaged

If the core is reflooded when the fuel rods are intact or only slightly damaged (rod 
temperatures between approximately 1200 °C and 1800 °C), high levels of hydrogen 
can be generated, as demonstrated by the QUENCH test results by Forschungszentrum 
Karlsruhe (FzK) in Germany (programme described in Section 5.1.1.3.1). The speed of 
the cladding oxidation reaction caused by the steam depends on the cladding tempera-
ture and the steam flowrate through the core, which is itself related to the progress 
of the quench front. Current software is able to satisfactorily estimate the progress of 
the quench front for a geometry with fuel rods intact. For these conditions, the model 
has been validated by various experimental results [25] (including the PERICLES tests 
by the CEA and the RBHT tests at the University of Pennsylvania in the United States). 
The thermal-hydraulic models are still sufficiently accurate when the fuel rod clad-
ding begins to undergo deformation or the first molten material flows appear, because 
these deformations are not significant enough to lead to major disruption of the flow 
patterns. The main uncertainties are due to imprecision regarding rod geometry at the 
time of reflooding (in particular, the heat exchange surface) and the related laws of 
heat exchange. For these conditions in which core geometry has not been significantly 
altered, if the flowrate is high enough, core damage is likely to be halted, provided that 
reflooding does not cause the mechanical destruction and collapse of a large propor-
tion of the fuel rods due to thermal shock. Any debris bed obtained in this way could 
no longer be properly cooled. The conditions under which the fuel rods might collapse 
and the size of the resulting debris are unknown, but interesting data has been deduced 
from test results from an OECD programme performed in the HALDEN reactor at the 
Norway Institute for Energy Technology (accumulation of irradiated fuel pellet debris 
in a rod that swelled during a LOCA). The ISTC-1648 test programme, funded by the 
International Science and Technology Centre (ISTC) and performed by NIIAR in Russia 
(Research Institute of Atomic Reactors), which aimed to study the reflooding of a length 
of irradiated fuel rod (see Section 5.1.1.3.1) also provided some data. The evidence gathe-
red can be summarised briefly as follows, based on three fuel rod temperature ranges:

 – below 1200 °C, it is unlikely that the fuel rods will fragment and only small 
amounts of hydrogen will be released due to cladding oxidation; the core can 
therefore be cooled if the water flowrate is high enough;

 – between 1200 °C and 1600 °C, the fuel rods may become fragmented and col-
lapse, forming a debris bed if the cladding is embrittled by significant oxidation; 
if the rods do not collapse, hydrogen production remains low and the core can 
without doubt still be cooled if the steam flowrate is high enough;

 – above 1600 °C, oxidisation of the zirconium alloy cladding leads to a runaway 
oxidation reaction, resulting in high hydrogen production and major rod damage, 
possibly with flows of liquefied materials. The core can no longer be cooled, at 
least locally in the places with molten material flows had occurred.
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 ► Conditions with debris bed formation

If the fuel rods collapse inside the core, the fuel fragments form a porous medium 
known as a debris bed. If a debris bed forms, the pressure loss increases significantly and 
makes it a lot more difficult to access the collapsed areas. If the flooding water cannot reach 
some parts of the debris bit, these parts can only be cooled if the steam flow produced 
downstream at the quench front is sufficient, otherwise they heat up to melting tempera-
ture, creating a molten pool of core material. A debris bed can also form at the bottom of 
the reactor vessel when the corium flows through the water. The maximum heat that can 
be removed from a debris bed by water, before it dries out and melting occurs, is called the 
“critical heat flux”. It is expressed per m² of the upper surface of the debris bed. The phe-
nomena that occur when a debris bed is reflooded are satisfactorily understood, because 
a number of experiments have been performed and various mo dels developed since the 
1980s. However, the only data developed are point models or 1D models, validated with 
1D experimental results. There is still uncertainty about the extrapolation of reflooding 
calculation results to multi-dimensional and heterogeneous geometries. In particular, 
some experimental calculations and observations, which unfortunately are incomplete, 
suggest that the heat removed from a debris bed for a multi-dimensional configuration 
may be higher than the heat removed from a debris bed in a one-dimensional configura-
tion (possibly as much as twice as high), and that even after the debris bed has dried out, 
the steam flowing through the bed may keep some of the debris below melting point. 
However, much uncertainty remains, because in the TMI-2 accident (discussed in detail 
in Section 7.1), the heterogeneity of the debris formed (including the presence of liquid 
“pockets”) and the presence of small debris (< 1 mm) may be the reason why corium melt 
could not be prevented after reflooding. Reflooding of a heavily da maged core or a debris 
bed remains poorly modelled by calculation software.

The main multi-dimensional thermal-hydraulic models that exist for a porous 
medium are included in the ICARE/CATHARE (IRSN), WABE (IKE/GRS) and MC3D (CEA/ 
IRSN) software packages. The multi-dimensional effects on heat removal through 
reflooding in particular remain to be confirmed with experimental data from sufficiently 
large experimental set-ups that can provide reliable local temperature measurements 
and steam generation during reflooding. This is the aim of the PEARL programme of 
experiments, initiated by IRSN in 2010, in partnership with EDF, with the participation of 
the European network SARNET-2.

 ► Conditions with a liquid corium pool

What happened at the TMI-2 accident? When the corium flowed to the bottom of 
the reactor vessel, the vessel was full of water. Around ten tonnes of corium in oxide 
form (approx.1 m3) had flowed in compact form to the bottom of the reactor vessel and 
around ten further tonnes of debris were above the corium in compact form. Analy-
sis of reactor vessel samples showed that the temperature of the internal surface in 
contact with the compact corium mass at the bottom of the vessel reached approxi-
mately 1100 °C and the external surface reached approximately 800 °C. The internal 
pressure in the reactor vessel was around 100 bar at the time. The vessel then cooled 

http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/en/research/research-organisation/scientific-collaboration/sarnet/Pages/The-European-network-of-excellence-SARNET-on-severe-accidents-2490.aspx
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very slowly. Assuming perfect contact between the compact corium and the reactor ves-
sel, all thermal calculations have shown that the reactor vessel temperature should have 
continued to rise, eventually causing vessel failure. The explanation put forward as to 
how the reactor vessel withstood these conditions assumes that a gap formed between 
the corium and the vessel. According to this assumption, the gap would have formed due 
to two phenomena:

 – traces of water in porosities within the steel boiling and preventing contact 
between the corium and the steel;

 – a process of differential expansion between the solidifying corium and the reactor 
vessel, which was heating up.

It is thought that the ingress and flow of water in this gap cooled the reactor vessel 
sufficiently and sustainably enough to prevent failure.

Some experiments have been performed to try to confirm this hypothesis of a gap 
between the corium and the reactor vessel in the TMI-2 accident. Small-scale tests have 
been performed on corium flows at the bottom of reactor vessels containing water, to 
reproduce the TMI-2 corium flow conditions and analyze the results. Such tests have 
been performed by FAI (FAUSKE & Associates, Illinois, USA) [11], JAERI (Japan) and 
KAERI (South Korea) [12]. All these tests were carried out with an alumina thermite 
mixture to simulate the corium. Other tests to determine the maximum power (or criti-
cal heat flux) that could be removed be water flowing in a gap between the corium and 
the reactor vessel have been carried out by IBRAE (Russia) [13], Siemens (Germany) [14] 
and KAERI [15].

These tests have not been highly conclusive and the main finding is that the gap is 
likely to have been formed solely by the traces of water boiling. The hypothesis of dif-
ferential expansion appears less plausible. However, as suggested by a CEA study [4], 
the possibility of heat removal through water boiling in a gap is also very slim. It remains 
difficult to explain with certainty why the reactor vessel withstood failure in the TMI-2 
accident conditions.

In more general terms, for a power reactor core meltdown accident, this CEA study 
shows that the heat (or critical heat flux) that can be removed by boiling water in a gap 
is very approximately proportional to the square root of the pressure. For instance, for 
a 3 mm gap and pressure of 1 bar, the critical flux is of the order of 0.02 MW/m², which 
should be compared with the 0.5 MW/m² that needs to be removed if half the mass of 
the core were at the bottom of the reactor vessel in the form of a corium pool. The con-
clusion is that too little is known about the real conditions at the bottom of the reactor 
vessel (Is water present permanently or not? What is the critical flux value? Is there a 
gap in the event of meltdown? etc.) for the cooling mechanism through gap formation 
to be considered plausible for most foreseeable core meltdown accident conditions on 
a PWR at low pressure.

Without more pertinent experimental results, with the reactor coolant system 
depressurised and with no reactor pit reflooding, it would appear difficult to demonstrate 
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that reflooding the reactor coolant system would prevent reactor vessel failure once a 
large pool of molten material has formed within the core.

5.4.1.2.2. Experimental programmes

The main programmes of experiments studying core reflooding for pressurised water 
reactors are LOFT-FP, PBF-SFD, CORA, QUENCH, ISTC 1648 (QUENCH) and PARAM-
ETER. These programmes are briefly described in Section 5.1.1.3.1.

5.4.1.2.3. Review and future outlook

Two reviews [22, 23], dating from 2005 and 2006, summarise current knowledge 
of the various risks associated with PWR core reflooding. These documents identify the 
main uncertainties and the R&D programmes that will be required.

The themohydraulics and fuel behaviour during a core meltdown accident require 
finer modelling in order to better understand accident development in the core of a 
power reactor. This implies more precise and detailed modelling of transient conditions, 
in particular the two “key” transitions from a damaged core to a molten pool and then 
from a molten pool in the core to a molten pool at the bottom of the reactor vessel. The 
models used in the software for fuel rod deterioration in the core are based on a multi-
dimensional description of the material transfers in order to better calculate the tran-
sient changes to materials in the reactor vessel, but there are no experimental results 
from relatively large-scale tests to deal with the scale effects and validate these multi-
dimensional models.

The three priorities for further study are as follows:

1. the geometric evolution of a heavily damaged core or a debris bed during 
reflooding (can a damaged core be cooled or not?); tests will be required to 
more clearly understand the progress of the quench front in a damaged core, 
according to its geometry, particularly for conditions involving a debris bed 
and the specific geometric features of debris from irradiated fuel rods. The 
size distribution of the debris will be a significant result that could be obtai-
ned through additional out-of-pile tests with real rods. This is the aim of the 
reflooding tests with lengths of fuel rods under the ISTC 1648 (QUENCH) 
programme;

2. the evolution of a dry debris bed and its transformation into a molten pool (if 
it cannot be cooled); it would be good to study dissolving and oxidation, two 
phenomena that have an impact on stratification in the pool;

3. the arrival of corium at the bottom of the reactor vessel, in particular when 
it is full of water; it would be good to study corium fragmentation, oxidation 
and cooling when it gets into the water and when it spreads at the bottom 
of the vessel. These issues were partially examined in the programmes that 
looked at steam explosion (see Section 5.2.3).
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5.4.1.3. In-vessel retention with reactor pit flooding

5.4.1.3.1. General approach: orders of magnitude

Two main parameters affect the integrity or otherwise of the reactor vessel under 
core melt accident conditions with molten corium flowing to the bottom of the vessel:

 – the mechanical strength of the reactor vessel at all points, particularly in areas 
subjected to the highest thermal load;

 – the mechanical strength of the reactor vessel to withstand a steam explosion 
caused by an in-vessel corium water interaction.

Order of magnitude calculations have shown that, following core degradation, 
the materials in the core of a PWR 900 would take up a volume of a similar order of 
ma gnitude to the hemispherical vessel bottom, if they formed a very compact mass 
at the bottom of the reactor vessel with no voids (e.g. a corium pool). Assuming that 
the residual power of these materials is 20 MW and that they emit a uniform heat 
flux, the heat flux calculated at the edge of the pool is of the order of 0.8 MW/m2. This 
heat flux is extremely high and can only be removed if there is efficient convection at 
the free surface of the corium pool and the interfaces between the corium pool and 
the reactor vessel. Even in this case, part of the vessel wall would melt and its residual 
solid thickness would only be a few centimetres. With a simple calculation, it can also 
be shown that if this heat flux is not efficiently removed (e.g. if there is no steam 
flow above the corium pool), the reactor vessel will be perforated after only a few 
minutes. Ensuring vessel integrity therefore requires a way of removing the heat flux 
from the corium pool at all points in the reactor vessel. This condition is essential, but 
it is not the only criterion. The weakened vessel also needs to continue to withstand 
the pressure. Given that the residual thickness of the steel is reduced, the reactor 
vessel cannot resist high pressure in the reactor coolant system, requiring the RCS to 
be depressurised. The mechanical strength of the reactor vessel is therefore assessed 
at final pressure, after depressurisation, taking into account the thermomechanical 
loads caused by the corium pool. It also needs to be evaluated for a pressure peak in 
the reactor coolant system. A pressure peak could, for example, result from a steam 
explosion following inflow of water from the RCS onto the corium pool at the bottom 
of the reactor vessel [10].

5.4.1.3.2. Mechanical strength of the vessel depending on corium 
pool configuration

To assess the mechanical strength of the reactor vessel when in contact with a corium 
pool in core melt accident conditions, vessel behaviour is studied under the worst-case 
limit conditions, which are no core reflooding, flow of all corium mass to the vessel 
bottom and stationary thermal-hydraulic conditions in the molten pool. These are the 
conditions in which the highest heat flux is received by the reactor vessel.

The heat flux distribution on the vessel wall depends on the configuration of the corium 
at the vessel bottom (whether or not it is stratified). The core materials can be distributed 
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according to their respective densities in order to define the various possible corium con-
figurations for a given core inventory (masses of oxides, zirconium and steel in the core). 
There are however other parameters that affect the corium pool configuration:

 – the degree of zirconium oxidation (which can range between 25% and 80% 
depending on the accident scenarios considered, see Section 5.1.2.1);

 – the mass of molten steel (between a few tonnes and several tens of tonnes);

 – the possibility of solid layers (debris and solid crusts), in particular at the corium 
pool interfaces.

One of the most critical configurations for the reactor vessel is when low-density 
molten metals (mainly containing steel) float on top of a pool of high-density corium 
“oxides” (approximately 8000 kg/m3) (Figure 5.46). These are the bounding conditions in 
terms of thermal loading on the reactor vessel that have been most extensively studied 
and for which the limit conditions and heat transfer to the pool have been determined. 
This configuration was also used to support the first external vessel cooling studies, in 
particular the AP600 concept. This configuration will be referred to as the “reference 
configuration” hereinafter.

5.4.1.3.3. Study of the corium pool stratified configuration

 ► Heat flux distribution and cooling for the stratified configuration

For any given corium configuration, the heat flux distribution depends on the limit con-
ditions between the melting mass and the solid wall (either the crust or the steel of the 
vessel) and the coefficients of heat transfer by natural convection. The temperatures at 
the edge of a corium pool have been determined in various studies, which are summarised 
in [5]. The main difficulty in determining the temperatures is related to the fact that the 
melting materials are a mixture of oxides and metals. These mixtures melt over a relatively 

Figure 5.46. Configuration of the corium pool at the bottom of the reactor vessel with external cooling.
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wide range of temperatures that depends on the composition of the mixture. Such a mix-
ture may also contain a soft zone, between the molten pool and the solid crust by the 
vessel wall, which could affect heat transfer. Reference [5] has shown that in steady-state 
thermal-hydraulic conditions (i.e. when the heat fluxes have been established), no such 
soft zone can exist, because the pool composition becomes homogeneous and will solidify 
in the same way as a pure body (with a flat interface between the solid and liquid). In addi-
tion, when there is sufficient external cooling, the solid crust has a constant thickness (i.e. 
the speed of progress of the solidification front is zero). In this case, the temperature at the 
liquid-solid interface tends towards the liquidus temperature corresponding to the liquid 
mixture. There is a clear separation between the solid and liquid. Experimental confirma-
tion of this conclusion has been provided by various tests (PHYTHER by the CEA (described 
in [5], RASPLAV (Kurchatov Institute, Russia) [16], and SIMECO (Royal Institute of Techno-
logy, Sweden). The solidification transient was studied by IRSN in 2005 [17].

The assumption of thermochemical equilibrium in determining the interface tempera-
tures also applies to the metallic layer of a stratified corium pool. If the liquidus tem-
perature corresponding to the composition of the metallic layer (chiefly formed of steel 
and zirconium) is lower than the melting point of steel, the steel may be dissolved by the 
molten metal. The interface temperature with the solid steel of the reactor vessel esta-
blishes itself at this liquidus temperature. To put things simply, depending on the com-
position of the liquid metal layer, the temperature of the inner surface of the reactor 
vessel wall may be substantially lower than the melting point of steel. Temperatures at 
the li quid-solid interface are calculated with thermodynamic software (such as GEMINI) 
on the basis of the composition of the liquid layer in question. The corollary of this choice 
is that the pool is completely liquid and the heat transfer laws identified from tests with 
simulation materials (pure bodies like water) can be transposed to the real materials.

Heat transfer correlations have been deduced from tests with simulation materials 
(BALI, COPO, ACOPO, RASPLAV-Salt, etc.) for various geometrical configurations [9]. 
Efforts have also been made to validate CFD software for natural convection. The results 
are encouraging, but further improvements to the turbulence model are still required in 
order to improve the precision of the results. The use of such software on the scale of 
a power reactor vessel gives results with a wide uncertainty interval. Given the current 
state of knowledge, it is preferable to use a simpler approach based on correlations from 
the tests.

 ► Order of magnitude of the heat fluxes and focusing effect

To give an order of magnitude, for the reference configuration shown in Figure 5.46, 
the residual heat is distributed as follows, assuming that the entire mass of oxides from 
the core is at the bottom of the reactor vessel:

 – half the residual heat released from the pool of oxides is transferred to the bot-
tom of the vessel;

 – the other half is transferred from the pool of oxides to the upper layer of liquid 
metals.

http://www.irsn.fr/EN/Pages/home.aspx
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If there is no water inside the reactor vessel, the metal layer transfers most of the 
heat received from the pool of oxides and the internal heat it releases to the steel ves-
sel wall, which is in contact with the liquid metal layer. The metal layer can generate a 
heat flux “focusing effect” on the wall surface that is in contact with the liquid metal. At 
the point of contact with the metal layer, the heat flux is very approximately inversely 
proportional to the thickness of the metal layer. For a thickness of more than 50 cm 
(corresponding to approximately 50 tonnes of steel), the heat flux is below 1.5 MW/m². 
Reactor vessel integrity is only assured if the heat flux transferred to it can be removed 
by two-phase natural convection from the cooling water outside the vessel. This natu-
rally raises the question of the critical flux on the external vessel wall (upper limit higher 
than the heat flux that can be removed by external reactor vessel flooding).

 ► Critical flux for natural external water circulation

The critical heat flux associated with external cooling of the reactor vessel, in par-
ticular in the area around the metallic layer, will therefore by the limiting factor for 
heat removal from the vessel. Significant efforts have been made around the world to 
determine this critical flux and to increase it. Various tests have been performed (with 
2D or 3D geometries and different wall heating modes). The most interesting of these 
include tests by ULPU (University of California, Santa Barbara) [19], the SULTAN tests 
(CEA) [18] and tests by KAIST (Korea Advanced Institute of Science and Technology, 
South Korea).

The first phenomenon that determines the critical flux value if the reactor pit is 
reflooded is the water circulation by natural convection within the reactor pit. Simply 
reflooding the reactor pit is not enough to cool the reactor vessel. The water circula-
tion needs to be organised such as to “maximise” liquid flowrate along the vessel walls. 
This implies the existence of a “rising hot leg” (the reactor vessel) and a cold leg. The 
geometry of the vessel (radius and spherical or elliptical shape of the vessel bottom) and 
the presence of insulating materials around the vessel may affect water circulation and 
pressure loss. For a geometry that maximises water circulation and in the absence of ele-
ments to hinder flow, maximum critical heat flux is obtained when the water flow-rate 
is high enough to limit boiling close to the wall in the heating zone (no mass boiling in 
this area). However, above the heating zone, boiling should be higher to create a strong 
enough “chimney effect”, whereby the steam generated drives an increased liquid flow. 
If water flowrate is not high enough, there is mass boiling around the heating zone and 
the critical flux is reduced because the heat is removed less effectively. Having said that, 
the water flowrate cannot exceed the flow created by the chimney effect related to 
mass boiling above the heating zone. This maximum flowrate corresponds to a maxi-
mum critical heat flux of the order of 1.5 MW/m².

Analysis of the test results mentioned above show that the spread of estimated 
critical flux values is often fairly high. Results from the ULPU tests give values close to 
2 MW/m2 (but with a wide spread of experimental results), whereas results from the 
SULTAN and KAIST tests show critical flux values on a vertical wall that range from 1.2 
to 1.5 MW/m2.
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Various effects have been studied in an attempt to identify provisions that could 
increase the critical heat flux, in particular effects linked to the condition of the reactor 
vessel’s outer surface. According to some authors, [6], a spray-on porous metal coating 
on the outer surface of the reactor vessel could significantly increase the critical flux (by 
a factor of up to 2). However, this conclusion is not universally shared and experimental 
verification is still required.

 ► Limitation linked to vessel mechanical strength

For a heat flux of 1.5 MW/m², the vessel thickness supporting the mechanical load 
(i.e. the place where the temperature is below 600 °C) is 1 centimetre. This thickness can 
withstand pressures up to a few tens of bar. An increase in critical flux would lead to an 
inversely proportional decrease in the thickness supporting the mechanical load, and a 
consequent reduction in the yield pressure of the reactor vessel. These considerations 
strongly temper the potential benefits of any work to demonstrate critical flux values of 
above 2 or 3 MW/m2.

 ► Limitation linked to the minimum mass of molten steel

One of the key parameters that determines the thickness of the metallic layer above 
the oxide pool, and hence the highest thermal loads on the reactor vessel, is the mass 
of molten steel in the corium produced by core melt. For a critical heat flux of 1.3 to 
1.5 MW/m2, the minimum thickness of molten steel required to prevent the thermal 
focusing effect is of the order of 50 to 60 cm for a 1000 MWe PWR. Given the characte-
ristics of these reactors, this thickness corresponds to a mass of molten steel of the order 
of 50 to 60 tonnes. According to studies by Westinghouse for the AP600 and AP1000, 
this quantity of steel would be found at the bottom of the reactor vessel after the lower 
in-vessel structures and part of the vessel walls have melted. Findings from the OECD 
MASCA programme [20] suggest that complex physical phenomena could reduce the 
mass of metal and lead to a focusing effect. These phenomena are as follows:

 – part of the liquid metals (e.g. the lower in-vessel structures) getting trapped in 
solid oxide debris;

 – part of the molten metal flowing to the bottom of the reactor vessel due to phy-
sico-chemical effects related to the presence of non-oxidised zirconium (details 
below);

 – for a fixed quantity of metal, this would lead to reduced thickness of the metallic 
layer on the top of the corium pool (see Figure 5.47).

The physico-chemical effects are linked to the presence of non-oxidised zirconium 
in a metallic phase. This zirconium can react with the uranium dioxide in the oxide 
phase and lead to the formation of a uranium metal phase. This phase can mix with 
the liquid steel and lead to the formation of a liquid metal layer that is denser that 
the pool of oxides that would now be at the bottom of the vessel. By using thermo-
dynamic software (such as GEMINI2 from Thermodata), the composition of complex 
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metal-oxide mixtures can be calculated in equilibrium at various temperatures. If the 
density of the phases resulting from these calculations is determined, the maximum 
mass of metal that might end up below a pool of oxides can be estimated and, by sub-
traction, for any given quantity of steel, the mass of metal present in the upper layer. 
This method was used by CEA and IRSN to calculate the mass of metal necessary to 
prevent the heat flux transferred from the metal layer to the reactor vessel exceeding 
the critical flux [7]. Calculations were performed for different reactor types: the French 
900 MWe and 1300 MWe PWRs, the AP600 and AP1000 reactors developed by West-
inghouse, and the Korean APR1400 reactor. The results showed that one key para-
meter is the fraction of non-oxidised zirconium present in the molten pool. The higher 
this fraction, the greater the mass of metallic uranium produced and the greater the 
mass of metal at the bottom of the reactor vessel. The question of keeping the corium 
inside the vessel is thus more complex if the mass of metallic zirconium is higher. The 
results are also sensitive to the databases used for thermodynamic calculations and 
the critical flux values outside the vessel. In particular, for reactors of greater than 
600 MWe, a natural circulation system needs to be set up in order to remove a high 
heat flux.

It should be noted that the above studies were performed for a stationary corium 
pool configuration. The formation of metallic layers and the pool of oxides will neces-
sarily involve transients of growth in the metal layer thickness and increase in the heat 
released by the pool of oxides. These transients were not incorporated in the calcula-
tions, but they could cause the critical heat flux to be reached.

Figure 5.47. Corium recovery from the bottom of the vessel with inversed stratification of metals and 
oxides.

http://www.irsn.fr/EN/Pages/home.aspx
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5.4.1.3.4. Possible progress for in-vessel corium retention with reactor 
pit flooding

The studies described in the foregoing paragraph do not yet demonstrate that reac-
tor pit flooding would ensure, for any given reactor type, that the corium would be 
retained inside the reactor vessel for all foreseeable core melt accidents. Further studies 
are required on the following issues, in particular:

 – more realistic corium configurations, in which the metallic layer can be in various 
positions (above or below the pool of oxides) over time;

 – the possibility of simultaneous external (reactor pit) flooding and internal core 
reflooding;

 – conditions that could lead to several successive corium flows within the reactor 
pit, for which the heat fluxes on the reactor vessel may differ significantly from 
the very schematic situation usually considered (see Figure 5.46).

An inflow of water onto the corium pool inside the vessel could eliminate the heat 
flux focusing effect. The ANAIS tests by CEA [8] have shown that, in this case, the 
metal layer on the surface could solidify, transferring a significant proportion of the 
residual heat to the water. These same ANAIS tests also showed that, under these 
conditions, the steam explosion risk would be limited to the area in which the water 
spray hit the liquid corium. A large explosion following accumulation of water seems 
unlikely because the surface of the corium pool would quickly be solidified by a signifi-
cant inflow of water.

In order to better assess the possibility of in-vessel corium retention for reactor pit 
flooding, it will be necessary to improve the model of corium flow to the bottom of the 
reactor vessel and development of the corium pool at the vessel bottom.

For 900 MWe and 1300 MWe reactors, there are not currently provisions to ensure 
in-vessel corium retention for all foreseeable core melt accidents. Reactor vessel fai-
lure (Section 5.1.3) and the possibility of cooling the corium outside the vessel (Sec-
tion 5.4.2) at the time of molten core-concrete interaction (MCCI) have therefore been 
studied in detail.

For the EPR reactor design, specific provisions have been adopted (the corium spread-
ing and cooling compartment, presented in Section 5.4.3) in order to cool the corium 
outside the vessel.

5.4.2. Cooling of corium under water during MCCI

5.4.2.1. Physical phenomena involved

One possibility for accelerating cooling of a corium pool during MCCI (see Sec-
tion 5.3), and stopping its development, would be to direct water into the reactor pit 
onto the corium surface.
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Radiative heat transfer between the corium pool and the reactor-pit walls leads to 
the formation of a crust on the surface of the corium, due to the high solidification 
temperature of corium (around 2400 K for a corium containing little concrete). This 
crust would apparently be thicker if the corium were covered by water, but would also 
act as an insulator between the corium pool and the water, thereby restricting heat 
transfer between corium and coolant. Order of magnitude calculations show that if 
heat transfer between pool and water were only by conduction via the crust, then the 
slowing of concrete erosion due to directing water onto the corium would be minimal. 
For the cooling of corium under water to be truly effective, other heat transfer mecha-
nisms would need to be involved. The purpose of R&D work (experiments and models) 
performed on the subject is to identify and quantify the effectiveness of these other 
modes of heat transfer.

5.4.2.2. Experimental programmes

The main experimental programmes that have been performed on this subject are: 
the Melt Attack and Coolability Experiments (MACE, see [26]) programme performed at 
the Argonne National Laboratory (ANL, USA) from 1989 to 2010 using real materials, 
MSET (see [27]) and OECD-MCCI (see [28] and [29]) – with the last programme divided 
into three sub-programmes, namely SSWICS, MET and CCI –, plus CEA’s PERCOLA pro-
gramme using simulation materials, see [30]. The ANL programmes involve both integral 
experiments and more analytical tests.

5.4.2.2.1. MACE and CCI tests

These integral tests aimed to study the possibility of cooling the corium during 
an MCCI by directing water onto the pool surface, using materials representative 
of corium formed during a core melt accident on a power reactor. Three tests were 
performed with 1D devices (concrete erosion only in the downwards direction: M1B, 
M3B and M4) and five tests with 2D devices (concrete erosion downwards and on the 
sides: M0 in the MACE programme, and CCI-1, CCI-2, CCI-3, and CCI-4 in the OECD-
MCCI programme). Test performance was essentially the same for all tests; it initially 
involved forming a corium pool, with a composition representative of that of a core 
melt accident on a power reactor at the beginning of MCCI, by using a thermite reac-
tion (a highly exothermic reaction, which for these tests involved a mixture of U3O8, 
CrO3, CaO, SiO2, silicon, zirconium and aluminium) that produces a molten mixture 
mainly made up of UO2 and ZrO2 along with a smaller proportion of oxides repre-
sentative of concrete erosion (mainly SiO2, CaO, etc.), alumina and chromium oxide. 
The corium pool was then maintained in a molten state by direct heating. Concrete 
erosion was initially obtained via a dry MCCI. Water was then directed onto the corium 
after a time delay or a maximum specified ablation, and MCCI continued under water. 
The effectiveness of directing water onto the corium can be understood by compar-
ing concrete erosion rates with and without water, and by measuring the heat flux at 
the surface of the corium pool (associated with the quantity of steam produced). Pool 
temperature is also an indicator of the effect of water supply. However, it is important 
not to directly extrapolate test results to the case of a power reactor, to the extent 
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that tests involve non-representative aspects: in particular, the corium is heated via 
the Joule effect in the liquid corium, whereas for a power reactor, the residual heat 
would be spread between the liquid (pool) and the solid (crust).

The tests mentioned above brought to light several possibilities for corium cooling 
by water:

 – during numerous tests (M0, M3B and CCI2), part of the corium pool was 
entrained by the gases produced by concrete decomposition and ejected above 
the pool’s upper crust, forming a bed of centimetre-sized debris. Furthermore, 
analytical tests have shown that it is possible to cool debris of this size dis-
persed in water but it has not been shown that cooling of a thick bed of debris 
emitting significant residual heat would be as effective as cooling of dispersed 
debris;

 – the pool’s upper crust could crack and water could penetrate under this crust, 
due to the effect of temperature differences between the water and the corium 
and thermomechanical stresses. This water could propagate in the pool and 
cool it completely (a mechanism called “water ingression”). However, models 
that describe this mechanism suggest that the cracks created by temperature 
differences would be too small for water ingression alone to effectively cool a 
corium pool, see [31]. Nevertheless, the presence of cracks plays an important 
role in the thermomechanical behaviour of the crust (cracks reduce the mecha-
nical resistance of the crusts) and could contribute to corium cooling;

 – effective cooling of the corium surface has been measured during direct contact 
between water and liquid corium. This highly transient phenomenon can occur 
during sudden mechanical failures of the crust or when water first arrives on the 
corium pool. However, during the tests performed, it may have been promoted 
by the geometry of the experimental set-up; it is not possible to directly extrapo-
late this result to a power reactor.

Under these conditions, it is not possible to conclude on the effectiveness of cooling 
of a corium pool during an MCCI by directing water onto the surface of the pool for a 
power reactor, although it would seem that the various phenomena mentioned above 
would tend to slow concrete erosion. The performance of more representative tests runs 
up against technological difficulties that limit the scope of the experiments and study 
of the phenomena:

 – given the limited scale of existing test equipment, in most cases a crust forms on 
the upper part of the pool and bonds to the walls of the test section. As concrete 
erosion progresses, the liquid corium descends and separates from the crust; this 
separation limits the effectiveness of corium ejection. In the case of a power reac-
tor, it is more likely that the crust would remain in contact with the liquid corium 
due to the size of the reactor pit;

 – direct corium heating means that it is not possible to heat the solid crusts. The 
solidification observed during the tests is therefore not representative of that 
which might occur on a power reactor.
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5.4.2.2.2. MSET test

The purpose of the MSET test, performed in 2001, was to study corium ejection 
through the crust, a phenomenon brought to light during the MACE tests. The MSET 
test was performed with materials representative of corium formed during a core melt 
accident on a power reactor, without concrete erosion and with water directed onto the 
upper part of the pool. Gas release was simulated by using a porous material at the base 
of the corium pool, through which gas was injected at a controlled rate.

The MSET test led to the formation of bed of debris but no corium ejection was 
observed for superficial gas velocities below 10 cm/s, which posed the question of the 
effectiveness of such a phenomenon for a power reactor, where the superficial gas velo-
city would be less than 5 cm/s during the long-term MCCI. However, analysis of the 
MSET results brought to light as possible causes of this behaviour:

 – bonding of the crust onto the walls of the test section, leading to separation of 
pool and crust;

 – the presence of a significant solid fraction, due to pool temperature (well below 
the liquidus temperature).

The results of this test do not therefore provide insight into the importance of corium 
ejection for the cooling of corium during an MCCI on a power reactor.

5.4.2.2.3. SSWICS tests

The purpose of the SSWICS tests (see [31]), performed with materials representa-
tive of corium formed during a core melt accident on a power reactor, was to study 
the mechanism of water ingression after thermomechanical cracking of the corium 
pool’s upper crust. Water penetrates via this mechanism into the cracks which form in 
the upper crust when cold water comes into contact with the hot crust; the cooling of 
corium under the crust leads to its solidification, which increases crust thickness.

Under the SSWICS programme, separate-effect tests were performed without heating 
the corium pool, and with simulated release of concrete gases for some tests. The corium 
pool, which was produced in a test section using a thermite reaction similar to the one 
described in Section 5.4.2.2.1, sat on an inert support. Water was gradually directed onto 
the corium pool and the cooling kinetics were deduced from the water vaporisation rate. 
The effectiveness of water ingression was assessed by comparing the heat flux extracted 
during the tests with that obtained under conditions where only conduction was involved 
(thermite cooling without water). The permeability of the crust was measured after the 
tests, which meant that the removed heat fluxes could be assessed using specific models.

The tests performed (see Figures 5.48 and 5.49) enabled quantification of the influ-
ence of concrete type (siliceous or silico-calcareous), corium pool composition (between 
4% and 25% concrete by mass), gas injection, and pressure (between 1 and 4 bar). The 
lumps of corium obtained at the end of the tests were cut into pieces and subjected to 
mechanical resistance tests.
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The main lessons drawn from the SSWICS tests were the following:

 – these tests confirmed that cracking of the upper crust and water ingression into 
these cracks cools the corium in certain cases (increasing crust thickness). With no 
gas injection, corium cooling is only effective for low concrete concentrations in 
the corium (less than 15% by mass); for a power reactor, these conditions would 
correspond to water arriving soon after the corium had flowed into the reactor pit 
during a core melt accident. The tests also demonstrated the effects of gas injec-
tion into the corium; indeed, the programme’s last tests performed with counter-
current gas flow in the corium showed more effective corium cooling for lower 
concrete concentrations. This was the case in the SSWICS-11 test performed 
with 15% concrete, which led to high heat-flux removal, similar to that obtained 
without gas injection for a low (4%) concrete concentration (Figure 5.48). Gas 

Figure 5.48. Measurement of heat fluxes removed by water ingression during SSWICS tests, as a func-
tion of concrete concentration in the corium (without gas injection into the corium), see [31].

Figure 5.49. Appearance of the resolidified lump of corium at the end of the SSWICS-11 test, performed 
with gas injection into the corium, see [32]; reproduced by permission of OECD.
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flow could lead to the opening of pores in the corium during solidification, which 
would facilitate its cooling. However, it should be noted that, due to the lack of 
heating, SSWICS tests did not reproduce effects associated with residual heat in 
the pool and crust, effects which could be significant for a power reactor;

 – measurements of mechanical stresses leading to crust failure (see [33]), in par-
ticular, the in situ measurements obtained during certain CCI tests show that 
crust failure occurs for low levels of stress. For a power reactor, it is very unlikely 
that the crust would remain a single block and bond to the reactor-pit walls.

During MCCI tests performed under more representative conditions with sustained 
corium heating (in particular during the CCI tests, see [29]), water ingression and corium 
ejection phenomena occurred simultaneously and were difficult to distinguish, as the 
corium ejections were close together.

5.4.2.2.4. PERCOLA programme

The PERCOLA experimental programme was performed by CEA between 1999 and 
2002. Drawing lessons from the MACE tests and the results of calculations (see [34]) 
showing that it would be possible to cool a corium pool which would transform into a bed 
of debris, the purpose of this programme was to study corium ejection above a cracked 
crust caused by gases coming from concrete erosion. This analytical programme, per-
formed with simulant materials (water, oil) brought to light several ejection regimes and 
meant that the influence of numerous parameters (see [30]) could be quantified, such as:

 – fluid viscosity (a parameter representative of the increasing quantity of concrete 
in the corium as MCCI progresses);

 – superficial gas velocity (a parameter representative of the type of concrete and 
the decreasing gas flowrate during MCCI);

 – hole density in the crust (a parameter little understood for a power reactor);

 – hole diameter (a parameter little understood for a power reactor);

 – thicknesses of crust and bed of debris (parameters representative of the thicken-
ing of the crust and the bed of debris during MCCI after ejection).

The results of the PERCOLA programme have enabled development of an analytical 
model covering corium ejection during MCCI (this model is described in the next section).

5.4.2.3. Modelling

The main modelling work has covered corium ejection via holes in the upper crust 
and water ingression into corium.

An analytical model taking into account corium ejection9 was developed in the con-
text of the PERCOLA programme in 2004, see [35]. It takes into account the effect of 

9. This model provides an estimate of the corium entrainment rate, i.e. the ratio of the volumetric 
flowrate of the liquid ejected and the volumetric flowrate of gases released during MCCI.
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the major physical parameters for MCCI (superficial gas velocity, pool viscosity etc.) and 
the geometry of the ejection holes which were not covered in the Ricou and Spalding 
model (see [36]), which was used prior to the PERCOLA programme and describes liquid 
entrainment by a turbulent gas jet in a specific geometry. Application of the PERCOLA 
model to power-reactor scenarios tends to show that a bed of debris could quickly form 
if corium ejection is effective, see [37]. The stability of this bed of debris would then 
depend on the size of the debris particles formed. The PERCOLA model has been vali-
dated using the results of PERCOLA tests, but requires validation on the basis of more 
representative tests (with concrete erosion and prototypic compositions). To this end, 
large scale tests have been performed since 2012 at the Argonne National Laboratory 
(ANL in the USA); these are described in Section 5.4.2.4. Some of the model’s input 
parameters are subject to very large uncertainties, such as the density and size of holes 
in the crust through which corium can pass. They are the subject of a specific model 
proposed by Farmer, see [38]. However, there is no experimental data that is sufficiently 
representative to validate these models for a power reactor.

In order to ensure the validity of the PERCOLA model in the long-term cooling phase 
for a power reactor, the model should also be supplemented to cover development of 
the bed of debris, in particular the effect of its thickening on corium ejection10.

With regard to water ingression, it should be noted that a critical heat flux correla-
tion, deduced from a model of crust cracking during water ingression, has been developed 
as part of the SSWICS programme, see [31]. This correlation has been adjusted using 
the results of tests performed without gas injection during corium solidification. On the 
basis of this correlation, it would appear that water ingression is much less effective for 
corium cooling than corium ejection.

As the possibility of cooling corium under water is strongly associated with MCCI, 
the modelling of cooling under water is covered by the same software as used for 
modelling MCCI. For example, the TOLBIAC-ICB code (see [39]) contains the corium 
ejection model developed after the PERCOLA test programme. Similarly, most models 
developed in the context of studies on the possibility of cooling corium by directing 
water onto it have been implemented in the CORQUENCH code (see [40]) developed 
by ANL to simulate 1D concrete erosion and the coupling between MCCI and heat trans-
fer phenomena in the presence of water at the surface of the corium pool. Simplified 
models concerning water ingression into the upper crust and corium ejection, drawn 
from the first version of the CORQUENCH code, have been integrated into the MEDICIS 
code developed by IRSN, see [41]. More detailed models have subsequently been devel-
oped for the MEDICIS code, based on the PERCOLA model for hydrodynamics, see [35], 
and the literature available for assessing the geometry (density and diameter) of holes 
through which corium can be ejected, see [38] and [47]. Applications to a power reac-
tor show that corium ejection is the dominant mechanism for corium cooling, and can 
significantly slow concrete erosion, especially in the case of a siliceous concrete, without 
stopping it completely, see [38] and [43].

10. The PERCOLA model assumes that gases and corium escape along vertical channels (or “chimneys”) 
which develop in the bed of debris regardless of its thickness.

http://www.irsn.fr/EN/Pages/home.aspx
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5.4.2.4. Summary and outlook

As shown by the overview above, in 2015, it is not possible to draw conclusions on 
the possibility of stabilising and cooling a corium pool during an MCCI by directing water 
onto the surface on the basis of the results of the tests performed (1D and 2D integral 
tests, corium ejection tests, and water ingression tests).

Progress in this area is hindered by the technological difficulties surrounding the per-
formance of sufficiently large-scale tests with real materials (scale effects on the corium 
pool, crust bonding onto test set-up walls, representativeness of the corium heating 
mechanism etc.).

Given the results obtained and in the face of the difficulties encountered, other 
specific provisions aiming to cool corium were proposed and studied over the years 
1995 to 2010.

Three very different types of corium cooling device have been considered:

 – the first type is a corium spreader, that collects all the corium leaving the vessel 
and spreads it out on a large-surface “spreading compartment” to reduce the 
heat to be removed per unit surface area and to cool it using a passive water cir-
culation system, as planned for the EPR, see [42]; this system has been studied in 
depth and is described in detail in Section 5.4.3;

 – the second type of device is a core catcher in the form of a crucible, see [44], 
made up of a large cavity covered with a thick layer of “sacrificial” refractory 
materials (materials that are eroded by the corium), which reduces heat flux 
via corium “dilution” (due to the addition of the sacrificial materials) and cools 
the corium using a passive water circulation system outside the core catcher; an 
example of such a device is the one implemented in the VVER reactor on the 
Tianwan Nuclear Power Plant in China;

 – a third type of device, based on corium cooling by directing water at the bot-
tom, has been successfully tested on the COMET facility at Forschungszentrum 
Karlsruhe in Germany, using simulant materials, see [45], and also in Cadarache 
with materials more representative of corium that could form during a core melt 
accident on a power reactor, see [46]. In the tested device, corium is collected in 
a porous concrete core catcher, covered with sacrificial concrete. Once this layer 
has eroded, the corium is reflooded by a passive system that directs water via the 
porous concrete and fragments the corium; corium spreading is not necessary 
for cooling and such a device can be installed in the reactor pit, just under the 
reactor vessel.

Experiments performed on these types of devices, in particular those performed on 
the core catcher and spreader system described in Section 5.4.3, show that, during a 
core melt accident on a power reactor, the devices should be able to effectively cool 
the corium after reactor-vessel failure and prevent the basemat penetration which could 
result from MCCI. Such devices are implemented in some new generation reactors; in par-
ticular, this is the case for EPRs, which are fitted with a core catcher and spreader system.
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At least in the short term, it is not planned that such corium-cooling devices be 
installed on second-generation reactors in the operating fleet, because such instal-
lation would involve expensive, complex modifications. Furthermore, the significant 
worker exposure to ionising radiation that would result from such installation work 
should be taken into account. For this reason, studies are also being pursued with 
regard to cooling corium by directing water onto it, especially by using existing spray 
systems in the containment building. In particular, a new large-scale test programme 
was launched at ANL in 2011, dedicated to the study of corium cooling during MCCI 
by directing water from above under representative conditions, especially with regard 
to changes in residual heat in the pool during its flooding with water; this programme 
is part of collaboration between EDF, IRSN and the US Nuclear Regulatory Commis-
sion (NRC). In the case where corium cooling by existing devices that can direct water 
from above is found to be inadequate, recourse to other corium cooling devices and, 
in particular, those studied in the COMET facility could be considered, including for 
second-generation reactors.

5.4.3. Corium spreading for the EPR

5.4.3.1. Physical phenomena involved

Development of a core catcher with a corium spreader for the EPR required a Euro-
pean R&D programme. The purpose of the spreading is to prevent reactor-building base-
mat penetration by facilitating corium cooling. To achieve this, spreading aims to ensure 
a sufficiently thin layer of corium, which minimises the surface heat flux due to residual 
heat to be removed.

Studies on corium spreading have therefore been performed to understand the 
ability of corium to spread on a substrate of fixed geometry and composition, with the 
corium flow conditions on the spreading surface determined by the accident sequence. 
The key parameters for corium spreading are the compositions of corium and sub-
strate, the initial temperature and flowrate of the corium, and the geometry of the 
spreading compartment. References [60] and [76] give a summary of the work per-
formed on this subject.

5.4.3.2. Description of the EPR core catcher

The concept used is based on spreading the corium over a large surface area, with the 
corium flooded and cooled by water from the In-containment Refuelling Water Storage 
Tank (IRWST) located in the containment building (see Figure 5.50 and Section 2.3.2.4 
for a description of the EPR’s engineered safeguard systems).

To promote corium spreading, the EPR core catcher temporarily retains the corium 
in the reactor pit before spreading. During this phase, the corium erodes a layer of 
“sacrificial” concrete, which is approximately 50 cm thick, before flowing into the melt 
discharge channel that connects the reactor pit to the “spreading compartment”. This 
layer of sacrificial concrete is laid on a protective 10-to-14-cm-thick zirconium layer, 
which aims to ensure the integrity of reactor-pit concrete structures, even in the event 

http://www.irsn.fr/EN/Pages/home.aspx
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Figure 5.50. The upper part of the figure represents a cross-section view of the main components of 
the EPR core catcher (from [78]). The lower part of the figure represents the cooling system for the EPR 
core catcher with details: lower right, a vertical cross-section of the walls of the spreading compartment 
showing how the cooling water circulates under these walls; lower left, a vertical cross-section of the 
horizontal cooling channels located under the spreading compartment. The central part shows a top 
view of reactor pit, melt discharge channel and spreading compartment.
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of non-uniform erosion of the sacrificial concrete by the corium (see Figure 5.50). Dur-
ing this temporary retention, the physico-chemical properties of the corium are modi-
fied (becoming more fluid, uniform in composition and of low viscosity) to facilitate its 
flow in the melt discharge channel and the spreading phase itself. If there are several 
successive corium flows following reactor-vessel failure, this temporary retention also 
means that the corium from the various flows can be gathered to obtain a uniform 
corium and a single flow towards the spreading compartment. In the zirconium layer 
under the sacrificial concrete at the bottom of the reactor pit, there is a wire-mesh 
insert which acts as a melt plug. This “gate” gives access to the melt discharge chan-
nel; it is a by-design weak point, as it is the only place where the sacrificial concrete is 
not reinforced by a protective layer, and it therefore fails relatively quickly on contact 
with the corium (after erosion of the sacrificial concrete), providing a sufficiently wide 
flow cross-section for rapid flow of all the corium into the spreading compartment.

The spreading compartment has a surface area of approximately 170 m2. The floor 
and sidewalls of this compartment are assembled from a large number of individual ele-
ments made of cast iron. This structure is largely insensitive to thermal expansion and 
steep temperature gradients. The floor elements have rectangular, horizontal cooling 
channels. The inside of the spreading compartment is covered with a layer of sacrificial 
concrete. The arrival of corium triggers the opening of valves that initiate gravity-driven 
flow of water from the IRWST into the spreading compartment. The water first fills the 
horizontal cooling channels below the spreading compartment, and then fills the space 
behind the side-wall cooling structure before reflooding the corium from above. The 
system is shown in Figure 5.50.

5.4.3.3. Physics of corium spreading

Corium spreading is governed by competition between hydrodynamic driving 
forces (hydrostatic pressure and, to some extent, inertia), which promote progress 
and thinning of the flow, and gradual corium solidification, which leads to increas-
ing apparent viscosity and the appearance of crusts in contact with the substrate and 
surface.

The hydrodynamics of lava spread has been studied by several authors in the field 
of volcanology, see [48], [49] and [50]. Numerical models and semi-analytical solu-
tions have been developed for the flow of a fluid whose properties remain constant 
during the flow. Spreading on a horizontal surface is a free-surface flow, whose driving 
force is a function of the downslope. Corium flow during a core melt accident depends 
on gravity, inertia (at high flowrates) and viscous friction forces (at lower flowrates).

Corium rheology, see [73] and [74], changes strongly during its cooling, in particu-
lar below the liquidus temperature when crystalline phases appear. It depends on both 
the viscosity of the liquid phase (a mixture in which the silicate ions from the sacrificial 
concrete increases the viscosity by forming networks), which has been described by 
Urbain in [51] for example, and on the effect of crystals which solidify during the flow 
(the type of complex fluid formed, called semi-solid, is described by Flemmings in [52] 
and an empirical viscosity formula has been proposed for corium, see [73] and [77]).
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Corium cooling is due to radiative heat transfer from the surface of the flow and 
by convection in contact with the substrate. Crusts may form at these two interfaces 
and contribute to slowing the flow. Nevertheless, there is significant thermal contact 
resistance, of around 5.10–3 m2.K/W, at the corium-substrate interface, which contributes 
to reducing corium cooling in contact with the substrate, see [53]. The effect of residual 
heat is small, given the short duration of spreading (no more than a few minutes).

In reference [54], Griffiths and Fink have published a detailed study of the various 
models of the spreading of solidifying lavas as a function of dominant forces (gravity and 
inertia, gravity and viscosity, gravity and complex rheology, gravity and crust strength 
etc.). These models mean that the speed of corium spreading can be assessed as a func-
tion of its flowrate in the melt discharge channel and its viscosity. They are used to 
assess the validity of corium spreading calculations performed for simplified boundary 
conditions, that do not take corium cooling into account.

5.4.3.4. Experimental programmes, modelling and simulation software

5.4.3.4.1. Experimental programmes

The first test programmes regarding spreading corium from a core melt accident on 
a power reactor were performed at Brookhaven in the USA, see [55]. Their purpose was 
to study corium spreading on the bottom of a reactor pit on a Mark I BWR. In Europe, 
experimental and numerical studies of spreading have been performed with a view to 
development of a core catcher for the EPR. Most of this work has been performed in the 
context of European projects: COMAS, large-scale corium cooling tests performed by 
AREVA, see [57]; Corium Spreading and Coolability (CSC), qualification tests for the con-
cept of a core catcher with corium spreading and of the COMET concept of reflooding 
from below, see [56]; and Ex-vessel COre melt STAbilisation Research (ECOSTAR), tests 
pertaining to the study of the physico-chemical phenomena that occur during spread-
ing and the effectiveness of reflooding spread corium by directing water onto the top or 
bottom, see [58].

Experimental programmes include analytical experiments that aim to study the 
effect of various physical phenomena involved in corium spreading and cooling (for 
example, the CORINE programme using simulant materials performed at CEA Grenoble 
and jointly funded by IRSN, see [59] and [60]), semi-analytical experiments with simu-
lant materials and tests with prototypic materials11. Tables 5.6 and 5.7 present the char-
acteristics of main test programmes, whether with simulant materials or with prototypic 
corium compositions. As an example, Figure 5.51 illustrates a corium spreading test.

These experimental programmes (in particular, the CORINE, VULCANO and KATS 
programmes) cover the greater part of the range of possible variations of the parameters 
accessible to experimentation with regard to the geometry, properties of materials and 
boundary conditions.

11. (Non-radioactive) corium of identical chemical composition to that expected during a core melt 
accident, but of different isotopic composition (for example using depleted or natural uranium 
instead of enriched uranium).

http://www.irsn.fr/EN/Pages/home.aspx
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Table 5.6. Experimental spreading programmes performed with simulant materials.

Programme Laboratory Materials
Scale 

(volume 
poured)

Geometry
Parameters or effects 

studied

CORINE  
[59, 60]

CEA
(France)

Low-temperature 
simulant materials  
(water, glycerol, 
low-melting point 
metal alloys)

~ 50 litres 19° angular 
sector

• Flowrate  
(from 0.5 to 3 L/s)

• Effect of material 
(viscosity, single sub-
stances or non-eutectic 
mixtures).

• Cooling from above 
or below.

• Effect of a gas flow 
coming from the 
substrate.

Greene [55] BNL (USA) Lead ~ 1 litre Square 
cross-sec-
tion

• Spread mass.
• Heating.
• Effect of water depth.

S3E [61] KTH
(Sweden)

Low- and interme-
diate-temperature 
(1200 °C) simulant 
materials

5 to 
20 litres

Rectangular 
channels

• Flowrate.
• Heating.
• Effect of material.
• Effect of (concrete) 

substrate.
• Effect of water, with 

or without boiling.

SPREAD [62] Hitachi 
Energy 
Research 
Laboratory 
(Japan)

Steel 1 to 15 litres Rectangular 
channel 
Half-disk

• Spread mass.
• Heating.
• Flowrate.
• Effect of inlet geometry.
• Effect of substrate.
• Effect of water depth.

KATS  
[63-65]

FzK  
(Germany)

Aluminium ther-
mite  
(Al2O3 + Fe)
around 2000 °C

Up to 
850 litres

Rectangular 
channel 
90° angular 
sector

• Spread mass.
• Flowrate.
• Effect of substrate.
• Effect of adding  

“sacrificial materials”
• Type of phase(s) spread 

(oxide or metal).
• Reflooding.

Table 5.7. Experimental programmes performed with prototypic materials.

Programme Laboratory Materials
Scale 

(volume 
poured)

Geometry
Parameters or effects 

studied

COMAS [57] Siem-
pelkamp 
(Germany)

Corium-concrete-
iron mixtures  
Liquidus  
temperature 
around 1900 °C

20 to 
300 litres

Rectangular  
channels 45° 
angular 
sector

• High flowrates 
(> 150 kg/s).

• Effect of silica.
• Effects of substrate 

(ceramic, metal  
or concrete).
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Programme Laboratory Materials
Scale 

(volume 
poured)

Geometry
Parameters or effects 

studied

FARO [66] CCR Ispra 
(European 
Commis-
sion)

UO2 + ZrO2
Liquidus  
temperature 
around 2700 °C

~ 20 litres 19° angular 
sector

• Presence or otherwise of 
a thin layer of water.

• Effect of a metal sub-
strate.

VULCANO 
[67]

CEA 
(France)

UO2 + ZrO2
+ concrete  
erosion products 
Liquidus  
temperature of 
1900 to 2700 °C

3 to 
10 litres

19° angular 
sector

• Flowrate.
• Corium composition.
• Effects of  

the substrate.

The spreading experiments performed show that, for corium flows during solidifica-
tion, the liquid and solid phases remain mixed (there is no macrosegregation, unlike that 
which occurs during slower transitions). The solid fraction varies continually during flow. 
Furthermore, for a corium where the difference between solidus and liquidus tempera-
tures is large, a “skin” forms in a mushy (liquid-solid) state rather than as a solid crust, 
at least initially. Conversely, in the case of a more refractory corium where the soli-
dus and liquidus temperatures are close, a solid crust forms on the upper flow surface, 
which cracks and lets molten corium pass. In this case, the phenomena observed depend 
strongly on the scale of the flow, which means that the available experimental data 
remains inadequate on this specific point of the effect of the crust on flow dynamics, 
as it only involves small-scale tests with masses at least 1000 times smaller than those 
which would be involved in the case of a power reactor. Erosion of the concrete substrate 
during spreading remains minor; an effect on the spreading speed has been brought to 
light but is of little importance.

Figure 5.51. Spreading of corium representative of that produced during a core melt accident on 
a power reactor onto ceramic (left) and concrete (right) substrates, from the VULCANO VE-U7 
spreading test performed by CEA with a mixture of UO2, ZrO2 and concrete erosion products, 
see [58]; credit: CEA.
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Knowledge of dry corium spreading for the case of a large difference between solidus 
and liquidus temperatures (i.e. for corium rich in non-refractory materials from sacrifi-
cial concrete) is sufficient to validate calculation software and extrapolations to the case 
of a power reactor.

With regard to corium spreading under water, CORINE tests, performed with simu-
lant materials and a water depth of around 10 cm, show that there could be an accumu-
lation of corium whose thickness could reach that of the depth of water downstream 
of the corium flow, but that this would have little effect on the spreading. However, 
extrapolation of these results concerning spreading under water, which depend on scale 
(in particular the flow height), to the case of a power reactor is not possible with existing 
knowledge.

5.4.3.4.2. Models and simulation software

Several simulation software packages have been developed in Europe to model 
corium spread. Table 5.8 presents their main characteristics. This software has been the 
subject of significant validation work using the results of flow tests performed using 
simulant or prototypic materials. For example, comparison exercises for the calculation 
results produced using different software systems on the basis of the VULCANO VE-U7 
test (with prototypic corium compositions, see [72]) and calculations performed on the 
basis of the ECOKATS-1 test (with simulant materials, see [64]) have shown that the 
software produces a good estimate of the spreading surfaces observed during tests; the 
uncertainty is around 20%.

The Stockholm Royal Institute of Technology (KTH) has developed a simplified ana-
lytical model for corium spreading, which has been satisfactorily validated (the mean 
precision is around ± 50% on the spreading surface calculations), see [61] and [76].

To supplement the modelling of corium spreading, an R&D programme was per-
formed by CEA at the end of the 1990s, dedicated to the study of corium rheology 
during its solidification, taking into account the variation of corium viscosity as a func-
tion of the corium spreading speeds along the vertical axis, see [73]. This means that 
viscosity models applicable to liquids with or without silica can be applied to corium, 
and therefore the viscosity of semi-solid corium as a function of the solid volume frac-
tion can be predicted with adequate accuracy (i.e. within a factor of 3), see [73], [74] 
and [75]. These calculation results for the viscosity of corium are used in the spreading 
calculations.

All this work has led to a level of corium-spreading modelling that is sufficient to 
predict the spreading kinetics under the conditions of a core melt accident on a power 
reactor. In particular, the software developed is used to check, with reasonable uncer-
tainty, the correct spreading of corium as a function of the boundary conditions of vari-
ous accident scenarios, especially as a function of corium temperature and changes in 
corium flowrate.
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Table 5.8. The main simulation software for corium spreading.

Code Origin Geometry Characteristics Validation

MELTSPREAD 
[68]

ANL for 
EPRI 
(USA)

1D • Covers substrate erosion and 
corium oxidation.

• Mainly based on 
the results of 
Greene’s tests.

THEMA [60] CEA
(France)

2D
temperature and 
horizontal speed 
averaged over the 
vertical axis

• Covers corium solidification 
(in mass and in crusts) and 
substrate erosion.

• 3D resolution of heat equa-
tions in the substrate.

• Analytical tests.
• Tests with  

simulant  
materials and 
prototypic 
corium  
compositions.

LAVA [69] GRS
(Ger-
many)

2D temperature 
and horizontal 
speed averaged 
over the vertical 
axis

• Detailed analysis of corium 
cooling and rheology.

Idem

CROCO [70] IRSN
(France)

2D
horizontal and 
vertical

• Detailed modelling of 
convection in the flow.

• Calculation of the free 
surface using Lagrangian 
modelling and resolution 
of conservation equations on 
a Eulerian mesh.

Idem

CORFLOW 
[71]

FzK  
(Ger-
many)

3D • Detailed modelling of 
convection in the flow.

• Free surface represented by 
a “corium height” function 
deduced from the equations 
for conservation of mass and 
momentum.

Idem

5.4.3.5. Summary and outlook

R&D programmes performed to study corium spreading have established that dry 
spreading of the corium formed during a core melt accident on a power reactor enables 
its later cooling (the corium layer produced is sufficiently thin). It has been found, in 
particular during VULCANO tests, that even when the temperature of a corium-con-
crete mixture is 100 to 200 °C below the liquidus temperature, this mixture spreads 
adequately, as long as the flowrate is sufficiently high.

The presence of a thin water layer (simulating the water which would condense in 
the reactor building during an accident) or that of a concrete substrate (releasing steam 
and CO2 during its interaction with the corium) have little effect on spreading. However, 
the influence of a deeper layer of water on corium spreading cannot be determined on 
the basis of existing knowledge. In this case, corium flow depends on the mechanical 
behaviour of the crusts formed on the surface and at the front of the flow (in particular 

http://www.irsn.fr/EN/Pages/home.aspx
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their cracking), and on fragmentation of the corium; study of the behaviour of crust and 
corium would require additional tests to provide a validated model.

Due to uncertainties concerning the ability of a layer of corium to spread under 
water, design provisions were taken for the EPR, aiming to ensure collection of corium 
from the reactor vessel in the reactor pit, followed by its dry spreading (no water in the 
spreading compartment before the corium arrives) then its cooling by water circulating 
in cooling channels located under the spreading compartment and finally its cooling by 
reflooding from above.
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5.5. Release of fission products during a core 
melt accident

This section deals with releases of fission products (FPs) from degraded fuel or corium 
during an in-vessel or ex-vessel core melt accident. In the latter case, the accident is 
considered to lead to vessel failure and relocation of corium into the containment. It 
also discusses the transfer of FPs from the reactor to the containment via the gas mix-
ture produced during the progression of the accident in the core (mixture of steam and 
hydrogen; this hydrogen is produced primarily by oxidation of the zirconium [Zr] in the 
cladding) in the event of an RCS break. Lastly, it describes the behaviour of FPs in the 
containment.

Figure 5.52 summarises the sequence of the processes involved in the release and 
transfer of FPs to the environment during a core melt accident. The main parameters 
governing these processes are also listed in Figure 5.52. Their effects on the release of 
FPs from the reactor core, their transport in the RCS and their behaviour in the contain-
ment are discussed in greater detail in the following sections.

Release of fission products (FPs)
from the reactor core

•Conditions resulting from the progression of the in-vessel accident   
(temperatures, composition of the gas mixture (H2/H2O), 
fuel state (debris, corium melt pool))
•Fuel type (burnup, composition [UO

2
 or mixed oxide])

Transfers of FPs to the RCS     
•Conditions in the RCS resulting from the progression of the accident
(temperatures, pressures, composition of the carrier gas,
composition of the releases)
•Chemical reactions between the released species, vapour 
condensation and aerosol formation
•Chemical interactions or reactions with the surfaces of the RCS

Ex-vessel
releases

(after vessel failure)

Behaviour of FPs in the containment
•Conditions in the containment resulting from the progression of the accident
(temperatures, composition of the atmosphere and sump water, composition 
of the transferred releases, radioactivity induced in the containment)

Containment 
bypass

    
•Chemical interactions or reactions with the surfaces of containment
•Effects of mitigation means 
  (spray system, recombiners, etc.)

•Leaks
Containment failure

•Filtered venting (implementation of the U5 procedure)
•Melt-through of the concrete basemat

Releases of FPs to the environment

Figure 5.52. Summary description of the processes involved in the release and transfer of FPs to the 
environment during a core melt accident.
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OECD/CSNI reports published in 1994 [1] and 2000 [2] provide an overview of the 
matter. More recent state-of-the-art reports are available on iodine chemistry [3] and 
nuclear aerosols [4].

5.5.1. Inventory and relative importances of FPs

Fission products are produced during fission reactions caused by the effect of neu-
trons on fuel. Each FP has a specific yield that depends on the type of fission (thermal 
neutrons for 235U or 239Pu, fast neutrons for 238U, etc.). It should be noted that, fission 
yields of some FPs, such as ruthenium (Ru), can differ greatly from one isotope to 
another depending on whether fission concerns 235U or 239Pu. For example, the fission 
yield (in percent) of 103Ru is 5.8% from 239Pu and 3.0% from 235U. However, the yield of 
106Ru is 5.0% from 239Pu but only 0.38% from 235U.

The inventory of FPs in terms of mass or number of atoms increases virtually in a 
near-linear fashion depending on the burnup rate (around 75 kg/(GWd/t)) to around 
2 tonnes of FPs in the core of a 900 MWe PWR at balance. Table 5.9 lists this inventory 
for each fission product and each heavy nucleus together with the change in total core 
activity from the time of reactor shutdown to one month later.

Under nominal burnup conditions of a PWR, the FPs in the fuel matrix are at various 
chemical states [5]:

 – in the form of dissolved oxides for nearly half and in particular strontium (Sr), 
yttrium (Y), zirconium (Zr), lanthanum (La), cerium (Ce) and neodymium (Nd);

 – in the form of oxide precipitates primarily for barium (Ba) and niobium (Nb);

 – in the form of metal precipitates for molybdenum (Mo), technetium (Tc), ruthe-
nium (Ru), rhodium (Rh) and palladium (Pd);

 – mainly in the form of dissolved atoms for the volatile FPs: bromine (Br), rubidium 
(Rb), tellurium (Te), iodine (I) and caesium (Cs). However, the chemical state 
of these FPs is not fully known. Above a certain temperature, they can migrate 
ra dially into the fuel pellets and condense in the colder sections, where they form 
more complex compounds with fuel elements or other FPs. For example, caesium 
can form compounds such as caesium molybdates and uranates;

 – in the form of dissolved atoms or intergranular or intragranular gas bubbles: xenon 
(Xe) and krypton (Kr) in the case of the fission gases. It should be noted that gases 
that accumulate at the grain boundaries are more easily released during accident 
situations.

Radioactive FPs, especially those with short half-lives, have a smaller mass but 
gene rate most of the radioactivity and residual heat. Their relative importance can be 
assessed using two main criteria:

 – their dosimetric impact if released to the environment: this impact varies depend-
ing on the half-life and type of radiation emitted. For example, Figure 5.53 shows 
the relative importance of FPs and actinides on the dose to the lungs. Figure 5.54 
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Table 5.9. Change in the activities of the FPs and actinides in a 900 MWe PWR (1) after reactor shut-
down (RT = reactor trip).

Activities as a fraction of the total activity

Fission products Total mass at RT, in kg (2) at RT at 1 hour at 1 day at 1 month

As 7.39E-03 0.20% 0.01% 0.00% 0.00%

Se 3.14E+00 0.58% 0.02% 0.00% 0.00%

Br 1.16E+00 1.17% 0.20% 0.00% 0.00%

Kr 2.21 E+01 2.32% 1.46% 0.03% 0.06%

Rb 2.03E+01 3.22% 0.84% 0.01% 0.00%

Sr 5.51 E+01 4.50% 3.85% 2.57% 6.10%

Y 2.89E+01 5.84% 5.11% 3.40% 8.16%

Zr 2.10E+02 4.73% 3.83% 4.63% 10.30%

Nb 3.24E+00 7.09% 5.68% 5.93% 13.18%

Mo 1.84E+02 4.28% 2.28% 2.90% 0.01%

Tc 4.52E+01 4.82% 2.50% 2.77% 0.01%

Ru 1.37E+02 1.85% 3.11% 3.67% 10.27%

Rh 2.36E+01 2.30% 3.42% 4.96% 10.26%

Pd 5.93E+01 0.19% 0.33% 0.18% 0.00%

Ag 3.97E+00 0.14% 0.11% 0.12% 0.05%

Cd 4.00E+00 0.03% 0.02% 0.01% 0.00%

In 8.20E-02 0.13% 0.03% 0.01% 0.00%

Sn 2.65E+00 0.66% 0.15% 0.02% 0.01%

Sb 8.98E-01 1.76% 0.68% 0.17% 0.06%

Te 2.62E+01 3.85% 4.16% 2.88% 0.69%

I 1.27E+01 5.70% 8.94% 6.39% 0.65%

Xe 3.07E+02 4.33% 3.60% 5.12% 0.41%

Cs 1.61 E+02 3.82% 1.27% 0.46% 1.61%

Ba 8.21 E+01 4.67% 3.75% 3.46% 3.45%

La 6.99E+01 4.71% 5.22% 3.57% 3.25%

Ce 1.63E+02 3.61% 5.04% 7.41% 16.01%

Pr 6.21 E+01 3.10% 4.63% 5.49% 11.76%

Nd 2.07E+02 0.68% 1.07% 1.25% 0.82%

Pm 1.24E+01 0.65% 1.22% 1.65% 1.48%

Sm 3.57E+01 0.21% 0.46% 0.54% 0.00%

Eu 8.90E+00 0.08% 0.19% 0.29% 0.36%

Actinides

U 6.99E+04 9.37% 3.91% 0.00% 0.00%

Np 3.15E+01 9.37% 22.76% 29.86% 0.02%

Pu 5.89E+02 0.05% 0.11% 0.19% 0.80%

Am 6.18E+00 0.00% 0.00% 0.00% 0.00%

Cm 2.09E+00 0.01% 0.03% 0.06% 0.21%

(1) 900 MWe PWR with UO2 fuel enriched to 3.70% of 235U, 72.5 tons of initial uranium, with the fuel loaded 
into four regions of the core (burnup rate of the assemblies: 10.5 GWd/tU for the first region [one burnup 
cycle], 21 GWd/tU for the second region [two cycles], 31.5 GWd/tU for the third region (three cycles) and 
42 GWd/tU for the last region [four cycles]).
(2) Total mass of the stable isotopes and the radioactive isotopes.
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shows the same information, but for the long-term consequences (latent can-
cer). The relative importance indicated for each element are derived from studies 
conducted by the US NRC [6]. The minimum and maximum values shown on the 
graphs are derived from studies conducted by IRSN on the variability and uncer-
tainty of the release rates;

 – their contribution to the residual heat generated in fuel or corium, which is illus-
trated by Figure 5.55. Residual heat influences accident progression, such as the 
moment of vessel failure or the moment of corium melt-through of the contain-
ment basemat.

Figure 5.54. Relative importance of the elements released during a PWR core melt accident (100% core 
melt) on latent cancers (long-term exposure).
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Figure 5.53. Relative importance of the elements released during a PWR core melt accident (100% core 
melt) on the dose to the lungs.
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Stable FPs, which have a higher mass, can influence core degradation because the 
formation of eutectic mixtures of uranium dioxide-fission product (UO2-FP) seems to 
lower the fuel-melting temperature [7]. The concentration of FPs in the fuel is not negli-
gible at high burnup (they may account for more than 10% of the total number of atoms 
beyond 50 GWd/t). Furthermore, under oxidising conditions, the hyperstoichiometry of 
the fuel (oxygen content greater than the stoichiometric content UO2) lowers its melt-
ing temperature [8].

5.5.2. Release of FPs into the reactor vessel

The chemical state of the FPs initially present in the fuel matrix in the form of dis-
solved atoms or oxides, oxide precipitates and metal precipitates is not permanent. 
Some FPs may shift from one chemical state to another depending on the temperature 
of the fuel, the oxygen content in the fuel (which increases with the burnup rate) and 
the burnup rate (increase in the concentration of FPs in the fuel matrix). This is especially 
true for molybdenum, which precipitates in fuel mainly in metal form but can also be in 
oxidised form (especially on the surface of MOX fuel pellets), and for niobium and stron-
tium, whose oxides may be partly dissolved and precipitated in the fuel.

5.5.2.1. Physical phenomena involved in the release of FPs

 ► Fission gases

During fuel irradiation, fission gases form as atoms in the grains of UO2. These atoms 
of gas either diffuse toward the grain boundaries or precipitate into nanometre-sized 
intragranular bubbles, slowing down their rate of migration towards the grain bound-
aries. The bubbles may then redissolve under the influence of fission spikes (defects 
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Figure 5.55. Minimum and maximum residual heat associated with the elements in corium at the time 
of vessel failure during a large-break LOCA in the RCS.
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crea ted along the path of the fission fragments just after their formation), which speed 
up the rate at which gas is supplied to the grain boundaries. Once on the grain surface, 
(mainly by atomic diffusion, but also by bubble migration), the fission gases accumulate 
to a point where they coalesce to form larger bubbles and fill the boundaries. These bub-
bles are then capable of moving into the free volume of the rod [9].

At the onset of the accident, the gases consist of:

 – gas atoms dissolved in the fuel matrix;

 – intragranular gas bubbles with little mobility;

 – gases accumulated in the grain boundaries (intergranular bubbles).

Their release is governed by a number of mechanisms. The first release phase (often 
referred to as “burst release”) corresponds to the release of gases accumulated in the 
intergranular spaces. The fraction already released into the rod plenum during normal 
irradiation must also be taken into account, ranging from a few percent to 10%, depend-
ing on the burnup, the irradiation power and the fuel type. Such releases occur at the 
beginning of the temperature rise at around 1000 °C, though this is sometimes lower for 
high burnup fuels.

The second phase involves the release of the intragranular gases via a thermally 
activated diffusion process that begins with dissolved atoms. The gases trapped in the 
intragranular bubbles (which are of nanometre size) are the last to be released, which 
generally occurs when the fuel melts.

It is therefore important to correctly quantify the respective fractions of these three 
phases when modelling gas releases, which depend on their radial position in the pellet 
and on the fuel type (high burnup fuels [the granular structure on the periphery of the 
pellets is degraded, resulting in more pores where the gases can accumulate] and hetero-
geneous MOX fuels have a higher intragranular fraction).

During a core melt accident, all the fission gases are released from the fuel when it 
melts.

 ► Non-gaseous FPs

It is generally accepted that the release of non-gaseous FPs follows a two-phase pro-
cess: (1) the FPs in solution in the matrix (or the precipitates when the solubility limit has 
been reached) diffuse as far as the grain boundaries, and then (2) a mechanism of mass 
vaporisation transfers the FPs from the grain surface outside of the fuel matrix. This 
mechanism also involves a number of chemical aspects. The potential formation of spe-
cies (such as molybdates, uranates, zirconates) can determine transfers of FPs (caesium, 
barium and strontium) in the fuel. Likewise, oxidation or reduction of FP precipitates 
by water vapour or hydrogen has a significant impact on transfers of these species in 
the fuel. It should be noted that the basic thermodynamic data on the formation and 
destruction of these species currently are subject to high uncertainties that affect the 
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calculation of FP chemistry – and thus FP transport – in the fuel and, consequently, affect 
the calculation of FP releases from fuel. The predictive capability of the release models 
is discussed in Section 5.5.2.3.

Outside the fuel matrix, chemical interactions with the cladding or elements of the 
core structures can then reduce the volatility of some elements through the formation 
of more refractory species.

Lastly, once released from the core, a significant fraction of the FPs condenses in the 
colder sections of the upper core structures before even reaching the hot legs of the RCS 
or the containment. This is especially true for low-volatile FPs.

Qualitatively speaking, the main physical parameters influencing the release of FPs 
are as follows:

 – the fuel temperature is the main parameter, at least until loss of integrity of the 
fuel assemblies in the core leads to loss of core geometry;

 – the oxidising-reducing conditions have a significant impact on fuel. The release 
kinetics of volatile FPs are particularly accelerated under oxidising conditions. 
Furthermore, the overall release of certain FPs is very sensitive to the oxidising-
reducing conditions. For example, the release of molybdenum increases in steam, 
whereas that of ruthenium can be very high in air. Conversely, the release of 
barium (as for strontium, rhodium, lanthanium, cerium, europium [Eu] and nep-
tunium [Np]) increases under reducing conditions;

 – interactions with the cladding and/or elements of the core structures can play a 
major role. For example, the presence of tin in the cladding delays the emission 
of the volatile elements tellurium and antimony (Sb). Barium significantly con-
tributes to the decay heat (via its daughter product 140La) and is also partially 
trapped in both the cladding (probably due to the formation of zirconates) and in 
the steels of the structures.

 – the burnup accentuates releases, in terms of both the kinetics of volatile FPs, and 
the magnitude of release of low-volatile species such as niobium (Nb), ruthe-
nium, cerium and neptunium (Nb);

 – The fuel type also has a significant impact: MOX releases tend to be higher than 
those of UO2. This phenomenon is probably related to its heterogeneous micro-
structure, with the presence of plutonium (Pu)-rich agglomerates where the local 
burnup can be very high;

 – Last of all, the physical state of the fuel (fragmented, solid, liquid) during its in-
vessel degradation has a significant influence. The transition from a “degraded 
rod” geometry to a “debris bed” geometry also involves an increase in releases 
via the increase in the surface-to-volume ratio. Conversely, the transition from a 
debris bed to a molten pool slows down the release of FPs as a solid crust forms 
on the surface of the molten corium pool.
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Figure 5.56. Illustration of the four volatility categories for FPs according to the results of a VERCORS 
test [10].

 ► Degrees of volatility of the various FPs

The current state of knowledge, obtained in particular thanks to the analytical expe-
riments of the VERCORS programme and the integral tests of the Phebus programme 
(Section 7.3), make it possible to schematically classify FPs and fission gases into four 
categories of decreasing volatility (Figure 5.56):

 – fission gases and volatile FPs (Kr, Xe, I, Cs, Br, Rb, as well as Te, Sb and silver [Ag]): 
almost all of these products are released even before reaching molten pool con-
ditions. The release kinetics of these elements are accelerated under oxidising 
conditions and are slightly retarded for Te and Sb than for the other volatile FPs 
due to interactions with tin in the cladding;

 – semi-volatile FPs (Mo, Ba, Y, Rh, Pd, Tc): their release rates can be very high and 
are sometimes equivalent to those of volatile FPs yet are highly sensitive to the 
oxidising-reducing conditions and result in significant retention in the upper ves-
sel internals;

 – low-volatile FPs (Sr, Nb, Ru, La, Ce, Eu, Np): they are characterised by low but 
significant levels of release, ranging from a few percent to 10% during the 
fuel-rod degradation phase (prior to loss of fuel rod geometry). Nevertheless, some 
of these releases can reach much higher levels for fuels with very high burnups 
under specific conditions (this is especially the case of Ru in air). Retention of these 
FPs is nevertheless expected to be significant in the upper vessel internals;

 – non-volatile FPs (Zr, Nd): to date, no significant release of these two elements 
has been demonstrated experimentally. These are the two most refractory FPs.

http://www.irsn.fr/EN/Research/Research-organisation/Research-programmes/PHEBUS-PF/Pages/Severe-accident-research-programme-PHEBUS-FP-3455.aspx
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 ► Actinides

Most of the quantitative data on releases of actinides during a core melt accident 
come from the VERCORS programme [10]. The behaviour of uranium and neptunium 
is similar to that of low-volatile FPs whereas the behaviour of plutonium is rather more 
similar to that of non-volatile FPs.

5.5.2.2. Experimental programmes

Experimental programmes on FP releases have mainly relied on analytical experi-
ments performed on sections of irradiated fuel. They were eventually supplemented 
by integral tests performed on reduced-scale fuel assemblies particularly to study the 
effects of changes in core geometry (particularly debris bed and molten pool formation) 
during core degradation on the release of FPs.

 ► Analytical experiments

Five major analytical programmes have been conducted since the late 1970s: SASCHA 
in Germany [11], HI/VI in the United States [12], CRL in Canada [13], VEGA in Japan [14] 
and HEVA/VERCORS [15] in France. The HEVA/VERCORS programme is described in 
greater detail on account of its significant contributions to the development and valida-
tion of the FP release models developed by IRSN (Section 5.5.2.3):

 – the first analytical experiment of its kind, the SASCHA programme was per-
formed by FZK on unirradiated UO2 fuel under various atmospheres, including 
argon, air and steam. The UO2 pellets were specially manufactured with additives 
that simulate FPs. Although the SASCHA programme was not really representa-
tive of the real location of the FPs in fuel during irradiation, it did provide a series 
of preliminary estimates for iodine and caesium releases up to 2000 °C;

 – ORNL conducted the HI/VI programme between 1981 and 1993 (13 tests in 
total). The experimental configuration, at least for the VI tests, was similar to 
that of the VERCORS programme, i.e., a test loop equipped with thermal-gradi-
ent tubes (TGT) to collect condensable gases (these samples were used to deter-
mine the condensation concentrations and temperatures), a series of filters to 
trap aerosols and a condenser and cartridges to trap fission gases. The fuel sam-
ples were cladded sections of irradiated UO2 measuring around 15 cm in length 
and sealed at the ends. A hole was drilled in the cladding at midplane height. This 
programme provided highly representative results on the release of FPs, but only in 
relation to long-lived FPs (mainly 85Kr, 106Ru, 125Sb, 134Cs, 137Cs, 144Ce and 154Eu) as 
the samples were not re-irradiated prior to the tests;

 – AECL’s CRL programme was a highly analytical programme conducted to study 
CANDU fuels. It consisted of many tests on fragments of irradiated fuel (from 
100 mg to 1 g) and on short sections of cladded fuel. The resistive furnace used 
during the tests limited temperatures to a maximum of 2100 °C. Some sam-
ples were pre-irradiated to measure the release of short-lived FPs. One of the 

http://www.irsn.fr/EN/Pages/home.aspx
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important results of this programme was the first quantification of the very high 
release of ruthenium in air;

 – performed by JAERI (Japan), the VEGA programme was very similar to the VER-
CORS programme in terms of its experimental configuration and conditions, 
especially the VERCORS HT series (see next paragraph). A total of 10 tests were 
carried out: eight on UO2 fuel and two on MOX fuel. Some of the tests were 
carried out in a steam atmosphere up to fuel melting temperatures. Some of the 
samples were re-irradiated prior to the tests but under less than optimal condi-
tions. The irradiation time, which was shorter than the in-reactor irradiation time, 
and the long decay time did not result in a sufficient quantity of short-lived FPs. 
A unique feature of these tests was the inclusion of tests at a pressure of 10 bar, 
which notably demonstrated a reduction in caesium releases;

 – the HEVA/VERCORS programme, performed by the CEA and financed by IRSN 
(IPSN at the time) and EDF, aimed at quantifying releases of FPs and actinides 
(kinetics and total release rates) from irradiated nuclear fuel under conditions 
representative of a core melt accident. These tests were performed in a high-
activity cell on different types of fuel sample irradiated in a PWR (around 20 g 
of fuel) under a range of experimental conditions. Most of the samples were re-
irradiated for a few days at low power in an experimental reactor in order to 
build up an inventory of short-lived FPs. These samples were then heated in an 
induction furnace under a variable atmosphere of steam and hydrogen simulat-
ing core melt accident conditions (Figure 5.57). FP releases from the fuel samples 
were measured by gamma spectrometry of the decrease of the FPs in the fuel 
samples during the test. Twenty-five tests were carried out between 1983 and 
2002 in three phases: (1) eight HEVA tests (release of volatile and semi-volatile 
FPs up to 2100 °C); (2) six VERCORS tests (release of volatile and semi-volatile 
FPs and some low-volatile FPs up to 2300 °C, the limit for the onset of fuel col-
lapse in the sample), (3) eleven HT/RT tests (release of all types of FP until the 
melting point was reached). These tests resulted in the compilation of an exten-
sive database on the release of FPs: the parameters that varied during these tests 
were the maximum temperature reached (below or above fuel melting tempera-
ture), the oxidising-reducing conditions, the burnup, the fuel type (usually UO2, 
although MOX was used in two tests) and the initial fuel geometry (intact fuel or 
fuel debris to simulate the formation of a debris bed during a core melt accident).

There still are, however, uncertainties about the release of FPs. This is particularly the 
case for very-high-burnup UO2 fuels (70 GWd/t and beyond), MOX fuels, and accidents 
with in-vessel ingress of air or in-vessel fuel reflooding.

The VERDON programme, conducted at the CEA facility of the same name as part of 
the International Source Term Programme (ISTP) [16], aims to address these issues, apart 
from aspects related to reflooding. Tests on FP releases from samples of high burnup 
fuels, MOX fuel samples and fuel samples in an air atmosphere have been conducted 
since 2011 at a facility similar to that where the VERCORS HT tests were carried out.

http://www.irsn.fr/EN/Pages/home.aspx
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 ► Integral tests

Among the experimental programmes devoted to fission product releases, the 
Phebus FP programme is one of the most representative of core melt accident condi-
tions, particularly with regard to releases from fuel, transport in the RCS and the behav-
iour of FPs in the containment [16]. Four bundles of 20 fuel rods (three of which were 
re-irradiated in order to obtain inventories representative of the short-lived FPs) with 
burnup of between 20 and 40 GWd/tU were brought to fuel melting conditions. In three 
tests, the bundles were brought to molten pool conditions. A specific test was conducted 
to study degradation of a debris bed up to molten pool conditions. The programme and 
the lessons learnt are described in Section 7.3.

In terms of in-vessel FP releases, the Phebus FP programme made a huge contri-
bution in addition to the analytical tests by providing better understanding of two 
aspects: (1) releases of FPs depending on the progression of the accident in the vessel 
and (2) the effect, on such releases, of the chemical interactions with the cladding 
material or structural steels in the core. For example, lower FP releases were observed 
with molten corium melt pools than with releases from solid fuels. In-core fuel 
collapse during degradation (collapse of the fuel rods with the formation of debris and 
the relocation of corium to the cool areas at the bottoms of the bundles) results in 
spikes in FP releases. The case of barium is a good example in terms of the effects of 
the chemical interactions, with these releases being much lower than those recorded 

Figure 5.57. The VERCORS HT loop [15].

http://www.irsn.fr/EN/Research/Research-organisation/Research-programmes/PHEBUS-PF/Pages/Severe-accident-research-programme-PHEBUS-FP-3455.aspx
http://www.irsn.fr/EN/Research/Research-organisation/Research-programmes/PHEBUS-PF/Pages/Severe-accident-research-programme-PHEBUS-FP-3455.aspx
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in the analytical tests. This difference in behaviour is ascribed to interactions with the 
fuel rod cladding and possibly iron from the molten structural steels of the core, which 
reduced the volatility of the barium.

For the other fission products, the total releases were highly consistent with those 
obtained from the analytical tests.

5.5.2.3. Physical models and simulation codes

Two approaches are used in computer codes to model FP releases: (1) a simplified 
approach that allows models to be easily integrated into integral codes (see Chapter 8), 
and (2) a mechanistic approach that describes, at best, all the physical phenomena that 
come into play. Both approaches can be illustrated by two tools used at IRSN: (1) the 
Franco-German ASTEC code, which uses semi-empirical release models, and (2) the 
MFPR mechanistic code developed jointly by IRSN and the Russian institute IBRAE.

 ► Simplified approach used in the ASTEC code

The ASTEC code [17] models releases of FPs according to three categories:

 – so-called volatile FP releases (Xe, Kr, I, Br, Cs, Rb, Sb, Te) are governed by their 
diffusion in fuel grains. Their diffusion coefficient is a function of the temperature 
and oxygen content of fuel. This coefficient is the same for all FPs, excepting Sb 
and Te, for which a release delay is applied to take into account their retention in 
the cladding provided the latter has not oxidised completely;

 – so-called semi-volatile FP releases are governed by mass transfers induced by 
their vaporisation at grain boundaries. Their vapour pressures are determined 
using thermodynamic correlations made with the GEMINI2 (Sr, Ru, Ba and La) 
or FACT (Mo, Ce and Eu) solvers, which calculate the equilibrium state of the 
chemical system involved by minimising its free enthalpy (Gibbs free energy). 
The same mass-transfer mechanism is applied to all FPs released from a molten 
corium pool;

 – so-called non-volatile FP releases are governed by the vaporisation of UO2 when it 
becomes hyperstoichiometric (UO2+x with an oxygen content higher than that of 
stoichiometric UO2) and oxidises until UO3 forms. This category also covers the 
actinides U, Np, Pu, Am and Cm.

 ► Mechanistic approach of the MFPR code

MFPR [18] is an 0-D mechanistic code designed to simulate FP releases from solid 
UO2 fuel. FPs are assumed to be present in fuel in atomic or oxide form. Two types of 
modelling are performed: one for fission gases, the second for other FPs.

Modelling of FPs includes all the physical phenomena described in Section 5.5.2.1: 
intragranular diffusion of atoms and bubbles to the grain boundaries with modelling 
of the bubble formation (nucleation, growth) and destruction (return to solution form) 

http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx
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mechanisms. Releases from the grain boundaries occur after coalescence and intercon-
nection of the gas bubbles.

In 2015, modelling of other FPs involved 13 elements: Cs, I, Te, Mo, Ru, Sb, Ba, Sr, Zr, 
La, Ce, Nd and Eu. They are assumed to diffuse to the surface of the grain boundaries, 
with some oxidation occurring during their transfer to the fuel matrix. They then form 
three distinct phases: a metallic phase, a ternary phase (known as the grey phase and 
composed of FP oxides) and a specific phase for CsI (caesium iodide). Releases from fuel 
are governed by the thermodynamic equilibrium of these three phases, with the gas 
contained in spaces between the grains (grain boundaries).

Much progress has been made in the validation of the simplified and mechanistic 
release models. The experimental observations are well reproduced by the calculated 
releases of the volatile FPs. However, the ASTEC results slightly underestimate the 
releases at intermediate temperature (between 1000 and 1500 °C) because the model 
does not take into account the intergranular inventory. The greatest uncertainties relate 
to the results for the semi-volatile and low-volatile FPs and are due in particular to the 
difficulty in properly addressing the chemical reactions with the structural elements of 
the core (control rods, reactor core internals, etc.).

5.5.2.4. Releases of structural materials

The radioactivity of structural materials, due mainly to their activation, is relatively 
low. Nonetheless, it is important to evaluate releases of these materials for two reasons: 
(1) they may chemically react with FPs, such as iodine with the silver in silver-indium-
cadmium (SIC) control rods or tellurium with the tin in cladding, and (2) they signifi-
cantly contribute to the quantity of aerosols released into the containment. Structural 
materials agglomerate with FP-laden aerosols, increasing the average size of the parti-
cles and contributing to increasing their gravitational settling.

Releases of components from SIC control rods (rods in French 900 MWe reactors and 
in many other PWRs of Western design) depend primarily on their degradation mecha-
nisms described in Section 5.1.1.2. When the cladding and guide tubes of SIC rods fail, 
the liquid SIC alloy inside comes into contact with the surrounding fluid and vaporises. 
The release rates then depend on the vapour pressures of these three metals. This is well 
known and correctly modelled. What remains uncertain is the degradation phenomena 
of the control rods and guide tubes. Depending on the level of degradation of these com-
ponents, the liquid alloy may remain at high temperature for a variable period of time 
before flowing to the colder sections in the lower end of the core and solidifying. This has 
an effect on the quantities that are vaporised.

The boron carbide in other types of control rod (those used in French 1300 MWe 
reactors along with SIC rods, also in BWRs, and in VVERs (PWRs of Russian design)) 
begin to oxidise when it comes into contact with the surrounding fluid, i.e., after clad-
ding and guide-tube failure. The resulting oxidation products are boric oxide and carbon 
monoxide or carbon dioxide (depending on the oxidising potential of the fluid). The boric 
oxide is converted into boric acid as it is transferred from the RCS to the containment. 
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Theoretically, the carbon monoxide could turn into methane in the RCS if reducing con-
ditions prevail there. In practice, the formation of methane in the RCS remains negligible 
at low pressure and is very low at high pressure because the reactions that allow it to 
form are too slow to achieve a significant yield.

In the case of Zircaloy fuel-rod cladding, significant amounts of tin are released (tin 
is a minor component of Zircaloy). It is the form SnO2 (tin dioxide) that is volatile and 
released. The degradation mechanisms of the cladding govern the releases of tin. Satis-
factory models are obtained by taking into consideration that the release kinetics of tin 
follow those of the oxidation of Zircaloy cladding.

5.5.2.5. Summary and Outlook

The experimental database of analytical tests performed on sections of irradiated 
fuel is relatively broad in the case of UO2 fuels with average burnups. It is supplemented 
by integral Phebus FP type tests. These experiments have helped improve understanding 
of the effects of the different parameters influencing releases, such as temperature, oxi-
dising-reducing conditions, interactions with structural materials (especially cladding), 
burnup and the type (UO2 or MOX) and state of the fuel (solid or liquefied).

These results have made it possible to develop and validate two types of model. 
Mechanistic models are used to describe most of the interactions in the fuel and above 
all to interpret the tests. Simplified models describing the main phenomena can be 
derived from these mechanistic models and used in integral codes such as ASTEC (see 
Chapter 8).

The hypotheses formulated to interpret the tests are based mainly on the physico-
chemical changes in the fuel and make it possible to correctly reproduce the influence of 
the various parameters on releases (temperatures, burnup, composition of the atmos-
phere surrounding the fuel). Apart from predicting the behaviour of fission gases, the 
MFPR code is used to determine variations in the composition of the different phases 
containing FPs inside the fuel as well as the chemical species of the elements involved. 
However, these hypotheses still lack sufficient validation. Such validation should be 
made possible by the fuel sample microanalysis performed in one part of the ISTP (the 
aim is to determine FP distributions and, if possible, the chemical species of FPs in matri-
ces of fuel-samples obtained from fuel degradation tests conducted as part of the VER-
CORS and VERDON programmes).

The experimental database has been extended to cover MOX fuel (two tests) and 
high-burnup UO2 fuel (one test) in the VERDON programme, which is part of the ISTP 
and which ended in 2014.

Releases during reflooding of solid high-burnup fuels were experimentally studied in 
the QUENCH-ISTC programme. This programme did not provide any significant lessons 
about releases.

The case of accidents with air ingress into the vessel, such as when the reactor is 
shut down, is also explored. The available data, primarily Canadian, show that in such 

http://www.irsn.fr/EN/Research/Research-organisation/Research-programmes/PHEBUS-PF/Pages/Severe-accident-research-programme-PHEBUS-FP-3455.aspx
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accidents ruthenium behaves like a volatile FP and may be almost completely released 
from fuel [19]. Models have been developed and in 2012 a specific test in the VERDON 
programme was conducted to study releases in air from MOX fuel, another one in 2015 
will study releases in air from high burn up UO2 fuel.

5.5.3. Fission product transport in the reactor coolant system 
and secondary loops (fission gases excluded)

FPs and structural materials are released primarily as gases or vapours. These vapours 
cool in the vessel upper head and then in the RCS. A number of phenomena occur during 
this cooling:

 – the vapours condense on nuclei and form fine particles in a phenomenon com-
monly known as homogeneous nucleation;

 – the vapours condense on pre-existing particles in a phenomenon commonly 
known as heterogeneous nucleation;

 – the vapours condense on the walls, forming deposits.

The temperatures at which these phenomena occur depend on the chemical form of 
the FPs and structural materials. Fission product chemistry is discussed in Section 5.5.6. 
After the vapours condense, the FPs and structural materials are entrained into the RCS 
primarily in aerosol form. Notable exception are iodine and ruthenium, which can in 
some circumstances remain in gas form. The main processes involved in such transfers 
are shown in Figure 5.58.

Figure 5.58. Process determining FP transfers to the RCS in aerosol form.
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5.5.3.1. Physical phenomena involved in aerosol transfers

 ► Nucleation phenomena

The formation of particles through homogeneous nucleation can be described at the 
scale of the atoms and molecules produced or at a more macroscopic scale by directly 
taking into account particle formation. This macroscopic description is easier to model 
and yields results similar to those of the atomic-scale description. As a result, it is gene-
rally used in computer codes to analyse homogeneous nucleation.

In heterogeneous nucleation, vapours condense on existing aerosol particles consist-
ing of less-volatile elements that have condensed at higher temperatures. The existing 
models, which analyse the diffusion of molecules in a carrier fluid, are considered to be 
satisfactory.

 ► Coagulation (or agglomeration) phenomena

The motion of aerosols formed through nucleation is relative to the fluid carrying 
them and due especially to Brownian diffusion, turbulence and gravitational settling 
(sedimentation). This motion leads aerosol particles to collide with each other and stick 
together (agglomeration). The aerosols grow as they are carried and typically reach a 
size of a few micrometres in the RCS.

These phenomena are well understood and the available models yield computational 
results that are satisfactory for the experimental conditions. It should be noted however 
that some parameters of the models, such as the form factor of the particles (which 
indicates their deviation from sphericity) are poorly known. However, this lack of under-
standing does not give rise to any significant uncertainties.

 ► Deposition by vapour condensation

Part of the FPs and structural materials released as vapours from the reactor core 
will condense and deposit on the cool walls. This deposition phenomenon is generally 
modelled using an analogy of mass transfers and heat transfers whereby the values of 
the dimensionless numbers governing these transfers (Sherwood and Nusselt numbers) 
are considered to be the same. This assumes that the properties of the vapour spe-
cies involved, especially their saturation pressure, are known. The associated chemical 
aspects are discussed in Section 5.5.6.

Prior to the Phebus FP integral tests, there was a high degree of confidence in the 
deposition-by-condensation models. But these tests have shown that deposition by 
condensation was underestimated by a factor of as much as two. A number of assump-
tions have been explored by CFD calculations. These calculations have made it possible 
to conclude that this underestimation was caused by effects related to the fact that the 
flow of fluid in the system was neither thermally nor hydraulically stable [20]. In such 
situations, the heat-exchange and mass-transfer coefficients are increased, leading to a 
corresponding increase in the deposits.

http://www.irsn.fr/EN/Research/Research-organisation/Research-programmes/PHEBUS-PF/Pages/Severe-accident-research-programme-PHEBUS-FP-3455.aspx
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 ► Deposition by gravitational settling (sedimentation)

Aerosols move under the action of gravity and settle on horizontal surfaces. This 
deposition phenomenon is only significant when the carrier fluid velocity is low and thus 
the system transit time is long.

This phenomenon is well understood and the available models yield computational 
results that are satisfactory under the experimental conditions.

 ► Deposition by Brownian or turbulent diffusion

Brownian motion of particles, particularly those with a diameter of less than 0.1 µm, 
can cause particles to collide with and deposit on walls. This phenomenon is significant 
only in laminar flows. At high flow rates, aerosols deposit on walls by means of turbulent 
diffusion. These phenomena are well understood and the available models give compu-
tational results that are satisfactory under the experimental conditions.

 ► Deposition by impaction

This phenomenon occurs especially where there are changes in system geometry: 
elbows, changes in cross-section, obstacles, etc. The inertia of the particles moves them 
away from the lines of flow and can cause them to collide with the walls. Aerosol size is 
an important factor. Deposition by impaction occurs primarily with large aerosols.

In the RCS, most deposition by impaction occurs in elbows and where there are 
changes in cross-section (e.g., steam generator tube inlets). This deposition is modelled 
using physical correlations that generally yield satisfactory results. The case of deposi-
tion on the secondary side following an SGTR is discussed below.

 ► Deposition by thermophoresis

When aerosols are carried by a hot fluid into a system where the walls are cooler 
than the hot fluid, the temperature gradient between the centre of the hot flow and 
the cooler flow along the walls results in more collisions between the molecules of the 
carrier fluid and the aerosols at the centre of the flow than in the vicinity of the walls. 
This causes the aerosols to move towards the walls, favouring deposition there. Many 
theoretical and experimental studies have made it possible to establish widely accepted 
formulae for deposition rates by thermophoresis [21]. Examples of past experimental 
studies include the TUBA thermophoresis tests carried out by IPSN [22].

The models have been satisfactorily validated by the calculation of the TUBA ther-
mophoresis experiments. Nonetheless, the Phebus FP integral tests revealed significant 
differences between the calculation results and the experimental results for deposition 
by thermophoresis in steam generators. The calculations overestimate this deposition 
by a factor of around two. This is true for all the codes used to calculate core melt acci-
dents. A number of areas have been investigated to explain these differences, including 

http://www.irsn.fr/EN/Research/Research-organisation/Research-programmes/PHEBUS-PF/Pages/Severe-accident-research-programme-PHEBUS-FP-3455.aspx
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the influence of the differences between the Phebus tests and those used to validate the 
models (e.g., the temperature differences between the fluid and the wall or the differ-
ences in aerosol concentrations). CFD calculations following the trajectories of aerosols 
have also been conducted [24], but a convincing explanation has yet to be found. In the 
case of core melt accidents following a large RCS break, the differences between the 
calculation results and the experimental results have little impact on the releases calcu-
lated in the containment because the retention in the RCS is low. However, retention in 
pipes has a strong impact on the possible releases in the case of accidents with contain-
ment bypass (e.g., V-LOCA; see Section 4.2.1.3).

 ► Deposition by diffusiophoresis

Condensation occurs when the walls of the RCS are cooler than the saturation tem-
perature of the steam. This condensation causes a flow of gas that carries particles 
towards the walls [23]. The models available for calculating deposition by diffusiophore-
sis are based in particular on the results of the TUBA-diffusiophoresis tests performed by 
IPSN [25]. They yield satisfactory results for calculating deposition in the RCS.

 ► Mechanical resuspension

A number of phenomena, such as the production of steam during core reflooding, 
may lead to significant flows in the pipework. Deposited particles may then be mechani-
cally entrained. This entrainment may be high in the case of a highly turbulent flow 
and dry deposits. Resuspension phenomena are quite complex. To simplify, resuspension 
occurs when the aerodynamic forces exerted on aerosols deposited on walls are stronger 
than the forces causing them to adhere to walls. A number of models have been deve-
loped, including one that considers a single layer or several layers of aerosol deposits. 
The validation of these models is based primarily on the results of the STORM tests [26] 
conducted at the Joint Research Centre in Ispra, Italy.

A state of the art study on aerosol resuspension, conducted as part of the European 
SARNET network, found that the validation of the models was insufficient, particularly 
regarding the evaluation of releases from accidents with containment bypass (V-LOCA 
or SGTR) for which aerosol retention in pipes is an important factor in reducing releases.

 ► Revolatilisation

This phenomenon is the opposite of deposition by vapour condensation. When the 
thermodynamic conditions in the RCS (temperature of the fluid carrying the aerosols, 
oxidising-reducing conditions and vapour concentration in the fluid) change, deposited 
vapours can revolatilise. Due to the importance of the associated chemical aspects, 
revolatilisation is discussed in Section 5.5.6.

It should be noted that this phenomenon was clearly demonstrated during the Phe-
bus FP integral tests and in the VERCORS tests.

http://www.irsn.fr/EN/Research/Research-organisation/Research-programmes/PHEBUS-PF/Pages/Severe-accident-research-programme-PHEBUS-FP-3455.aspx
http://www.irsn.fr/en/research/research-organisation/scientific-collaboration/sarnet/Pages/The-European-network-of-excellence-SARNET-on-severe-accidents-2490.aspx
http://www.irsn.fr/EN/Research/Research-organisation/Research-programmes/PHEBUS-PF/Pages/Severe-accident-research-programme-PHEBUS-FP-3455.aspx
http://www.irsn.fr/EN/Research/Research-organisation/Research-programmes/PHEBUS-PF/Pages/Severe-accident-research-programme-PHEBUS-FP-3455.aspx
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 ► Deposits in the secondary loop (steam generators and tubes)

During an SGTR (initial or induced rupture), the secondary side of the affected steam 
generator may be dry or flooded. This can have a significant effect on aerosol deposits 
in the secondary loop and thus on releases. Considering that very few experiments have 
been conducted under representative conditions, lower-bound deposition assumptions 
are currently being used to evaluate aerosol retention in the secondary side of damaged 
steam generators (these assumptions thus increase the calculated releases). A more rea-
listic assessment of aerosol retention in the secondary side of damaged steam generators 
was therefore deemed necessary. As a result, the ARTIST experimental program [27] was 
conducted at the Paul Scherrer Institute (PSI) in Switzerland as part of an international 
consortium project. The programme led to the development of a new model of aerosol 
retention usable for cases where the secondary side of a steam generator is flooded.

5.5.3.2. Experimental programmes, physical models and simulation codes

The aerosol physics phenomena have been the subject of many experimental and 
theoretical studies often conducted outside the field of nuclear engineering, which have 
led to the creation of basic models. These models show a good consensus and have 
been implemented in computer codes used to analyse core melt accidents, such as the 
SOPHAEROS module of IRSN's ASTEC integral code.

SARNET identified two additional priority areas regarding transfers of aerosols in the 
RCS and the secondary loop:

 – mechanical resuspension: efforts were made to better assess the validity of the 
models using existing data [28] (the STORM programme conducted by the JRC/IE 
[Joint Research Centre/Institute for Energy]) in the late 1990s;

 – deposition in the secondary sides of damaged steam generators: as mentioned 
above, this topic was explored in the ARTIST programme conducted by PSI, a 
partner of IRSN [29]. The design of the experimental steam generator was 
re presentative of the design of Framatome steam generators, but with a reduced 
height of 3.8 metres. The steam generator internals and upper structures (sepa-
rators and dryers) were of the same scale as that of a real steam generator used 
in the Beznau nuclear power plant in Switzerland. The experiments studied the 
aerosol retention in broken tubes near and beyond the break, in the separators 
and dryers, under dry secondary side conditions. Retention in a flooded steam 
generator was also investigated. The retention factors deduced from these expe-
riments (dry or flooded secondary side) are used to assess the validity of the 
models of retention in the secondary side of a damaged steam generator.

5.5.3.3. Summary and Outlook

The phenomena associated with the transport of aerosols in the RCS are now 
ge nerally well understood and satisfactory models, often based on data from fields other 
than nuclear engineering, have been developed to describe them. The main deposition 

http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/en/research/research-organisation/scientific-collaboration/sarnet/Pages/The-European-network-of-excellence-SARNET-on-severe-accidents-2490.aspx
http://www.irsn.fr/EN/Pages/home.aspx
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phenomena, such as thermophoresis and diffusiophoresis, have been the subject of spe-
cific experimental programmes conducted to validate the corresponding models.

The models describing the phenomena of mechanical resuspension of deposited par-
ticles due to high flow rates are less well validated. An effort is being made to improve 
these models.

Because aerosol retention in the secondary sides of steam generators remains poorly 
quantified, lower-bound retention coefficients are used in safety studies. This matter is 
the subject of supplementary studies based on the findings of the international ARTIST 
programme.

5.5.4. Ex-vessel fission product releases

Ex-vessel releases of FPs and aerosols can be caused by several phenomena that can 
occur inside the containment:

 – releases of aerosols from boiling sump water;

 – releases during MCCI;

 – resuspension of aerosols deposited on containment walls.

The specific aspects of iodine and ruthenium, both of which have a complex chemis-
try, are discussed in section 5.5.6.

5.5.4.1. Physical phenomena

 ► Releases from boiling sump water

Aerosols released into the containment during a core melt accident end up primarily in 
the sump water after settling. Resuspension of these aerosols may occur if the sump water 
begins to boil. The results of past REST tests [30] carried out by FzK (Germany) have been 
used to develop semi-empirical models for both soluble and insoluble aerosols.

 ► Releases during MCCI

Such releases primarily relate to semi-volatile FPs and low-volatile FPs, as volatile 
FPs are released beforehand during in-vessel degradation and core melt. The release 
rates depend on the composition of corium and particularly its metallic zirconium con-
tent, which determines the oxygen potential of the corium and influences the chemical 
form of the FPs and thus their volatility. The concrete composition (siliceous concrete 
or silico-calcareous concrete) also plays a role, particularly because of differences in the 
production of gases during erosion of the concrete.

Releases during MCCI can be estimated from the FPs vapour pressures calculated 
using a thermodynamic code such as GEMINI for different corium compositions and 
concrete types. The highest values are obtained for zirconium-rich corium and siliceous 
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concrete. The only elements with significant releases (greater than 1%) are barium and 
strontium.

As the release rates are low, it has not been considered necessary to conduct R&D 
programmes to refine the results.

 ► Resuspension of aerosols deposited on the containment walls

Some events, such hydrogen combustion or corium-water interaction may result 
in high gas velocities near the containment walls and allow resuspension of deposited 
ae rosols. Such resuspension is not addressed by existing models, but experiments are 
planned to assess if it can to have a significant radiological impact on the environment.

5.5.4.2. Experimental programmes, physical models and 
simulation codes

The effect of possible releases from a boiling sump and during MCCI on releases dur-
ing core melt seems to be relatively low. Specific models for assessing these releases 
exist, but they are not implemented in the ASTEC integral code presented in Chapter 8.

5.5.4.3. Summary and Outlook

Ex-vessel releases of FPs can occur if sump water boils (aerosol releases) or dur-
ing MCCI. Studies conducted on these two issues have revealed only low release rates, 
which are lower than those in-vessel.

Nor has the possible resuspension of aerosols deposited on containment walls during 
violent events (such as hydrogen combustion) been investigated in detail. The reason 
is that such resuspension is not expected to significantly contribute to releases to the 
environment.

5.5.5. Behaviour of aerosols in the containment

Aerosols released into the containment are subjected to the phenomena of agglo-
meration, deposition and, in some cases, resuspension. The basic physical phenomena 
are the same as those governing the transport of aerosols in the RCS. They depend on 
thermal-hydraulic conditions in the containment (humidity rate, condensation or non-
condensation of steam). The main deposition phenomena are gravitational settling and 
diffusiophoresis. Some safety systems, such as sprays, can also have a major influence 
on aerosol concentrations in the containment.

5.5.5.1. Physical phenomena

 ► Hygroscopicity and agglomeration phenomena

Aerosol agglomeration phenomena are the same as those at play in the RCS. They 
cause the particles to increase in size, accelerating their deposition by gravitational settling.
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Hygroscopicity can play a major role. Some compounds, such as caesium hydroxide, 
are able to absorb water molecules and form droplets. This, too, causes aerosol particles 
to increase in size and accelerate their gravitational settling.

Models for calculating the size of the droplets formed at equilibrium as a function of 
temperature and relative humidity are available.

A difficulty in using such models lies in the limited knowledge of the chemical spe-
cies formed by FPs. Prior to the Phebus FP tests, it was generally accepted that caesium 
was released into the containment in highly hygroscopic hydroxide form. The first two 
Phebus FP tests showed that this was not the case. Thermodynamic calculations taking 
account of the molybdenum releases show that the most likely chemical form of caesium 
is caesium molybdate. This is consistent with the caesium volatility measured during the 
tests. However, this finding cannot be directly extrapolated to all possible accident situ-
ations because the formation of caesium molybdate depends on the oxidising-reducing 
conditions in the RCS. Furthermore, the same tests show that the aerosols were agglo-
merates composed of released structural materials and FPs, the majority of which are 
poorly soluble. These agglomerates are much less hygroscopic than caesium hydroxide.

Aerosol hygroscopicity and assessments of aerosol settling rates in the containment 
must therefore be considered with caution. Nonetheless, these uncertainties probably 
have very little effect on the estimation of releases outside the containment.

 ► Washout of deposits by water vapour condensation

Aerosols deposited on the containment walls can be washed away by water con-
densed from vapour and be drawn down into the sumps. A simplistic approach to study-
ing this phenomenon in the computer codes considers that insoluble aerosols are not 
washed out but that soluble aerosols are. However, the difficulty is the same as that 
described above regarding aerosol hygroscopicity, i.e., uncertainties exist as to the type 
of chemical species making up the aerosols and thus their solubility. As most of the 
chemical species of barium and caesium are soluble, both elements are considered to 
be soluble.

 ► Spray removal of aerosols in the containment

The main purpose of the containment spray system in France’s PWRs is to prevent 
excessive pressure from building up in the containment. It also significantly lowers 
the concentration of suspended aerosols in a matter of hours. In the past, airborne 
concentrations were assessed using simple time-constant models. More recent studies 
allow current computer codes to obtain a better physical description of the pheno-
mena involved.

Spray removal of aerosols in the containment depends on the characteristics of the 
droplets, particularly their masses, velocities and temperatures as they fall. Changes in 
these characteristics depend on evaporation and condensation phenomena as well as 
coalescence of the droplets.

http://www.irsn.fr/EN/Research/Research-organisation/Research-programmes/PHEBUS-PF/Pages/Severe-accident-research-programme-PHEBUS-FP-3455.aspx
http://www.irsn.fr/EN/Research/Research-organisation/Research-programmes/PHEBUS-PF/Pages/Severe-accident-research-programme-PHEBUS-FP-3455.aspx
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The trapping of aerosols by droplets involves the following mechanisms:

 – inertial impaction and interception, mechanisms that primarily apply to large 
aerosols;

 – Brownian diffusion, a mechanism that is particularly effective in the case of small 
particles near droplets;

 – phoretic capture, which is associated with movements of particles in a tempera-
ture field. This mechanism is particularly effective in the upper part of the con-
tainment before the droplets reach thermal equilibrium with the atmosphere.

5.5.5.2. Experimental programmes, physical models and 
simulation codes

The basic mechanisms involved in aerosol deposition in the containment (deposi-
tion by diffusiophoresis and thermophoresis on the containment walls, deposition by 
gravitational settling) are well known. Models have been developed to describe these 
basic mechanisms, often using data from outside the field of nuclear engineering. Where 
necessary, these basic models were validated by specific experiments such as the PITEAS 
experiments, which were conducted at Cadarache by IPSN to study of the behaviour of 
aerosols in the containment [31].

More recently, R&D work conducted in the 2000s have made it possible to explore 
more deeply issues relating to spray removal of aerosols in order to quantify the kinetics 
and efficiency of removal of aerosols and gaseous iodine in the containments of France’s 
PWRs. This work includes:

 – the CARAIDAS [32] tests conducted by IRSN in a cylindrical enclosure measuring 
5 metres high and 0.6 m in diameter. The tests made it possible to determine the 
individual efficiencies of various mechanisms for collecting aerosols and gaseous 
iodine species by drops under steady-state conditions, under various conditions 
representative of a core melt accident (temperature, pressure, humidity, pH of 
the drops, iodine concentration);

 – in terms of modelling, the development of a detailed description of the physi-
cal change in the drops during their fall as well as the various aerosol capture 
mechanisms. This description was implemented in the ASTEC integral code. Its 
thermal-hydraulic aspects were validated using the results of the CSE [33] tests 
conducted in the USA and its aerosol aspects were validated using the results of 
the CARAIDAS tests.

5.5.5.3. Summary and Outlook

The various phenomena governing the behaviour of aerosols in the containment are 
generally well understood and physical models have been developed to describe them, 
often using data from outside the field of nuclear engineering. The main deposition phe-
nomena, such as diffusiophoresis and gravitational settling, have been the subject of 
specific experimental programmes conducted to validate the corresponding models.

http://www.irsn.fr/EN/Pages/home.aspx
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5.5.6. Fission product chemistry

During a core melt accident, FPs are released from fuel as vapours. The chemical form 
in which they are released depends on the equilibrium with their condensed phase in the 
fuel. This equilibrium varies during the course of an accident, mainly due to variations in 
temperature and oxidising-reducing conditions. Once released, FPs soon find themselves 
in a different environment during their transport in the RCS, with variations in tempera-
ture and in the composition of the carrier fluid and changes in their chemical speciation in 
the RCS. Most of the chemical reactions take place in the gas phase, but the vapours may 
also interact with pipe walls. The structural materials released to outside the core also play 
a role (SIC and/or boron carbide control rod materials, tin in the Zircaloy cladding, etc.).

Most of the FPs are released into the containment either in condensed form (aero-
sols) or rapidly condense there. The behaviour of aerosols in the containment atmos-
phere is determined primarily by the deposition processes described in Section 5.5.5.1. 
The chemistry of the FPs has little effect on these processes. A large fraction of the 
aerosols is washed down into the sump water, where they dissolve depending on their 
respective solubility.

Iodine [3] and ruthenium are two FPs that exhibit specific behaviour and can be pre-
sent in significant quantities as gases in the containment. These two highly radiotoxic 
elements (Section 5.5.1) have a complex chemistry in both their gas and liquid phases 
and can react with painted surfaces and metal surfaces in the containment. Their inter-
actions with the water and air radiolysis products, formed under the radiation emitted 
by the FPs in the atmosphere and sumps of the containment, also play an important role.

5.5.6.1. Physical phenomena

 ► Chemistry of gaseous FPs in the RCS

The chemical speciation of FPs in the RCS during a core melt accident can be esti-
mated by assuming, as a first approximation, that the chemical reactions have reached 
thermodynamic equilibrium, with understanding of the concentrations of the various 
chemical elements and of the thermodynamic properties of the various chemical species 
likely to be formed. However, given the complexity of the chemical systems involved, 
particularly due to the large number of elements involved in the chemical reactions 
(FPs, elements released by degradation of the control rods and core structures, hydro-
gen and oxygen in the carrier gas molecules), the existing thermodynamic databases are 
not comprehensive enough. Furthermore, some of these databases contain significant 
uncertainties. It is for these reasons that the chemical species of FPs in the RCS cannot 
be determined with certainty by thermodynamic calculations.

Furthermore, the thermodynamic equilibrium is not always reached. This is particu-
larly true when chemical reactions occur at a rate too slow for equilibrium concentrations 
of the species formed to be obtained. While thermodynamic equilibrium is most pro-
bably reached at high temperature in the vessel near the core (chemical reactions occur 
very quickly at high temperature), this is most likely not to be the case in the cold legs, 
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where the temperatures are lower, and for some species in the parts of the RCS where 
the temperature of the carrier fluid drops quickly (the steam generators in particular). 
Thus, in the parts where the temperature drops quickly, the reaction rates become suf-
ficiently slow to have an effect on the final speciation of the FPs. As a result, the species 
found are not always those that would have been formed at thermodynamic equilibrium.

Studies conducted to determine the species formed initially looked at the volatile 
elements (particularly iodine) and the simple reaction system limited to the elements 
Cs, I, O, H [34], while taking into consideration the influence of boric acid. These stu-
dies led to the conclusion that, in the absence of boron, iodine is transported as cae-
sium iodide (CsI) with the remaining caesium in hydroxide form (CsOH). The presence 
of boron may lead to the formation of caesium borate, which is less volatile than CsOH, 
and where part of the iodine converts to hydroiodic acid (HI), which is more volatile than 
CsI [36]. These studies are based on the results of experiments conducted with simu-
lated FPs, such as the British FALCON programme [35].

The results of these preliminary studies led developers of computer codes such as 
MELCOR (an American code; see Chapter 8) to set the chemical forms of the transported 
elements without taking the chemical reactions into account. The computer codes, 
such as SOPHAEROS (a module of the ASTEC integral code; see Chapter 8), for which 
mo delling of the transport of FPs in the RCS was developed more recently, calculate the 
chemical speciation of FPs. These are not thermodynamic calculations of the complete 
reaction systems. Rather, they are simplified calculations limited to reaction systems 
most important for the chemical speciation of FPs and which were carried out using a 
thermodynamic database that was as comprehensive and validated as possible.

The chemical forms selected based on the aforementioned preliminary studies were 
challenged primarily by the results of the Phebus FP programme (Section 7.3). One strong 
point of this programme is that the source of the FPs and structural materials is the most 
realistically achievable both in terms of its composition and the release kinetics. This is 
because the source comes from an irradiated fuel rod cluster undergoing degradation.

In the Phebus FP tests, the chemical forms are not determined directly, owing to 
the detection limits of the various techniques for low amounts of radioactive materials. 
However, indirect indications are provided by the volatility of the elements (their con-
densation temperatures) and their solubility in water or acid.

Regarding caesium, the results of the Phebus FP programme (Section 7.3) showed 
that in the presence of a carrier gas rich in water vapour, caesium was primarily in the 
condensed phase at 700 °C. This is incompatible with caesium hydroxide, which is in the 
vapour phase at this same temperature. These tests also showed that with a steam-rich 
carrier gas, two things occur: (1) molybdenum releases are higher than initially expected 
and (2) molybdenum is present in the RCS at a much higher concentration than caesium, 
thus promoting the formation of caesium molybdate, a less-volatile species than cae-
sium hydroxide. The concentration of this species is correctly calculated by the ASTEC 
code, which uses thermodynamic data for the species involving molybdenum. After 

http://www.irsn.fr/EN/Research/Research-organisation/Research-programmes/PHEBUS-PF/Pages/Severe-accident-research-programme-PHEBUS-FP-3455.aspx
http://www.irsn.fr/EN/Research/Research-organisation/Research-programmes/PHEBUS-PF/Pages/Severe-accident-research-programme-PHEBUS-FP-3455.aspx
http://www.irsn.fr/EN/Research/Research-organisation/Research-programmes/PHEBUS-PF/Pages/Severe-accident-research-programme-PHEBUS-FP-3455.aspx
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reviewing the results of the Phebus FP tests, the developers of the MELCOR (US NRC) 
code modified it to take into account the formation of caesium molybdate.

In the case of iodine, calculations made with the ASTEC code predict the forma-
tion of caesium or rubidium iodide (equivalent properties). The Phebus tests, particu-
larly FPT2, showed that this is not always the case. Depending on the oxidising-reducing 
conditions and the concentration of elements from the control rods in the RCS (Ag, In 
and Cd or B), caesium iodide and at least one more-volatile species may be present or 
absent. This chemical speciation is not currently predicted by the models. The aim of the 
CHIP experimental programme, conducted at Cadarache by IRSN and devoted to iodine 
chemistry in the RCS in event of a core melt accident, is to provide indications on the 
chemical reactions involved and the species formed. This programme is discussed more 
in detail in Section 5.5.6.2.

 ► Interactions of FPs with the walls of the RCS

Fission product vapours can react with the walls of the RCS. Elements such as tel-
lurium can also be chemisorbed, increasing deposition. However, this does not seem 
to occur if sufficient amounts of tin (a component of Zircaloy) are transported with 
tellurium to form tin telluride. If degradation of Zircaloy cladding leads to a significant 
release of tin, higher amounts of tellurium may be transported by the aerosols in the 
containment.

The FP vapours condense on the metal walls and react with them. This is particularly 
the case with caesium in the hot leg of the RCS. This interaction has been demonstrated 
by many experimental programmes, including the DEVAP programme [37] conducted for 
IRSN at CEA’s centre in Grenoble, and the Phebus FP programme. Deposit revaporisa-
tion tests conducted on hot-leg samples from the FPT1 test of the Phebus FP programme 
showed that interactions between caesium and steel may lead to the formation of several 
different volatile species [38]. Revolatilisation of deposited FPs may occur after their main 
release from the core during a core melt accident. This can lead to long-term releases, 
particularly in the case of delayed containment failure (failure occurring at least 24 hours 
after the onset of the accident via mode d or mode e, for example; see Section 4.3.3.3). 
Such releases are determined by the volatility of the species in the deposits.

 ► Iodine chemistry in the RCS

In the RCS, iodine is likely to combine with many other elements (FPs or structural 
materials), particularly caesium, rubidium, silver, indium and cadmium. Iodine may also 
be present in the RCS as atoms (I), molecules (I2) or hydroiodic acid (HI). These species 
have the particularity of being in the gas phase in the conditions that prevail in the RCS 
during a core melt accident.

Following the studies conducted after the TMI-2 accident, it was generally accepted 
in the 1980s and 1990s that iodine was transported primarily as caesium iodide (CsI). 
In 1995, the US NRC conducted a new set of studies aimed at better estimating releases 

http://www.irsn.fr/EN/Research/Research-organisation/Research-programmes/PHEBUS-PF/Pages/Severe-accident-research-programme-PHEBUS-FP-3455.aspx
http://www.irsn.fr/EN/Research/Research-organisation/Research-programmes/PHEBUS-PF/Pages/Severe-accident-research-programme-PHEBUS-FP-3455.aspx
http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Research/Research-organisation/Research-programmes/PHEBUS-PF/Pages/Severe-accident-research-programme-PHEBUS-FP-3455.aspx
http://www.irsn.fr/EN/Research/Research-organisation/Research-programmes/PHEBUS-PF/Pages/Severe-accident-research-programme-PHEBUS-FP-3455.aspx


Development of the core melt accident 281

to the containment during a core melt accident. These studies were summarised in 
benchmark report NUREG-1465 [40], which indicated that a significant fraction (5%) of 
volatile iodine (I and HI) may be released into the containment. This percentage was not 
determined based on experimental results but rather on calculations, for several acci-
dent sequences, of the thermodynamics of the Cs, I, O, H simple system supplemented 
by assessments of the speeds of the chemical reactions for the iodine speciation. As 
mentioned above, when the reaction rates are sufficiently low, iodine does not have 
time to fully react with the caesium in the RCS. As a result, non-negligible fractions of 
volatile iodine (I and HI) remain.

The results of the Phebus FP tests show that the behaviour of iodine in the RCS is 
in reality more complex. Iodine is not always present primarily in the form of caesium 
iodide, but rather forms species with other elements released during degradation of fuel 
and structural materials. In particular, thermodynamic assessments have shown that 
the silver and cadmium in SIC control rods can affect the iodine chemistry in the RCS 
depending on the oxidising-reducing conditions and temperature levels. Thermody-
namic data of the species that may be present in the RCS were compiled and verified. 
This considerable task has made it possible to implement extensive databases in com-
puter codes such as ASTEC. Despite this work, however, the thermodynamic calculations 
still do not make it possible to reproduce the iodine behaviour observed during the tests 
of the Phebus FP tests.

Another notable result of the Phebus FP tests is that the presence of gaseous iodine 
in the containment at the onset of fuel degradation cannot be explained by chemical 
reactions in the containment. This presence is attributed to an influx of gaseous iodine 
from the RCS. The fractions of gaseous iodine transported in the RCS at a given moment 
in relation to the total iodine (gaseous iodine and iodine aerosols) reached 30% during 
the FPT-0 test and 4% during the FPT1 test [39, 41]. It should be noted that:

 – during these tests, the maximum fractions of gaseous iodine were measured 
when the hydrogen content in the RCS was at its highest (approx. 50%);

 – these are estimates for a cold-leg break; the results of the FPT1 test seem to show 
that the fraction of gaseous iodine is higher for a hot-leg break;

 – the difference in iodine concentrations between the two tests (30 times less 
iodine during test FPT0, which was conducted with only very slightly irradiated 
fuel) suggests that the reaction rates for the formation of iodine compounds have 
an influence on the fraction of gaseous iodine;

 – the relationship between the fraction of gaseous iodine and the hydrogen con-
centration is less clear for the FPT2 test;

 – the FPT0 test is a special case in that the test fuel was very slightly irradiated 
and, as a result, the iodine concentrations were not representative of an actual 
accident sequence.

Phebus tests FPT0, FPT1 and FPT2 were conducted using a SIC control rod like those 
used in French 900 MWe PWRs (also in most PWRs of Western design) for example. On 
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the other hand, Phebus test FPT3 was conducted using a boron carbide (B4C) control rod, 
like the ones used in 1300 MWe and 1450 MWe PWRs. The iodine fraction in the gaseous 
phase measured in the containment during this test was significantly higher (more than 
80% [43]) than during the other tests in the programme. This result can be explained by 
a number of assumptions, including the absence of silver, indium and cadmium (which 
reduces the number of elements with which iodine can chemically combine) and the 
presence of high concentrations of boric acid from oxidation of the control rod (boric 
acid can combine with caesium, preventing the formation of caesium iodide). The com-
bination reactions of iodine with other elements may be lower and more iodine may 
remain in gaseous form. The CHIP experimental programme conducted at Cadarache by 
IRSN aims to test these assumptions.

Nevertheless, caution should be exercised in extrapolating these experimental results 
to real accident sequences in a power reactor. Although studies conducted around the 
year 2000 on possible releases during core melt accidents took into account the results 
of the FPT0 and FPT1 tests (by taking a 5% fraction of gaseous iodine in the fluid leak-
ing from an RCS break), supplementary studies are necessary to take into account the 
implications of the results of the FPT3 test for power reactors.

 ► Iodine chemistry in the containment sump

Iodine released in aerosol form in the containment behaves like the other aero-
sols (Section 5.5.5) that are primarily entrained into the sump water. With the notable 
exception of silver iodide (AgI), most of the metal iodides (CsI, RbI, CdI2, InI) are soluble. 
The soluble iodides dissolve in water, forming I- and IO3

- ions.

The large amount of FPs in the containment sump create significant dose rates in 
the sump water, leading to the formation of water radiolysis products including reactive 
molecules and radicals such as .OH, .O2

–, H2O2, etc. Many chemical reactions take place, 
the net result of which is radiolytic oxidation of the iodide ions (I–) into volatile molecu-
lar iodine (I2). The formation of I2 depends on many parameters, the most important 
being water pH. If the pH is kept basic, the I2 production rate is very low.

The sump water also contains organic compounds primarily from submerged paint-
work. The iodine reactions with the organic radicals formed through decomposition of 
these organic compounds due to the dose rates produce volatile organic iodides such 
as methyl iodide (CH3I) or low-volatile organic iodides such as compounds of higher 
molecular weight.

These reactions in the liquid phase (see Figure 5.59) have been studied in depth both 
experimentally and theoretically, and the associated phenomena are reasonably well 
understood [45, 46]. However, there remain uncertainties about the effect of some 
impurities, such as the NO3

–/NO2
– ions produced by radiolysis of the gases in the con-

tainment atmosphere (a product of radiolysis is nitric acid [HNO3], which is drawn into 
the sump by the condensing water vapour), the Fe2+/Fe3+ ions from the steel surfaces in 
contact with the liquid phase in the sump (these ions are formed by corrosion reactions), 
or the Cl- ions that may come from cable pyrolysis during an accident involving fire in 
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the containment. The effect of these impurities is still being investigated by experimen-
tal programmes conducted in Canada and Switzerland, primarily as part of the OECD’s 
international Behaviour of Iodine Project (BIP).

During the first Phebus FP tests, it was noticed that the silver released from the SIC 
control rods reacted with the iodine in the sump to form insoluble silver iodide. If there 
is sufficiently more silver than iodine (since this is a reaction between silver particles and 
iodine solubilised in the form of iodide (I- ) or iodine (I2), the number of active sites on 
the surface of the silver particles must be high enough to react with most of the iodine) 
the concentration of iodide ions (I- ) drops sharply in the sump, leading to very little pro-
duction by radiolysis of gaseous iodine (I2). These phenomena have been quantified and 
models have been developed from the results of dedicated experiments, particularly the 
Phebus RTF tests conducted by AECL to study the reactions of iodine with silver in the 
sump [47] and the tests conducted by PSI, under the Phebus FP programme, to study the 
stability of silver iodide (AgI) [48].

 ► Iodine chemistry in the containment atmosphere

Gaseous iodine in the containment atmosphere has two origins:

 – gaseous iodine exiting the break in the RCS;

 – gaseous iodine produced by radiolytic reactions in the sump water.

Transfers of gaseous iodine from the sump obey classic laws of mass transfer. Mass-
transfer models exist that can be applied to a sump with and without evaporation of 
water vapour to the containment atmosphere.

Iodine in the gas phase of the containment reacts with the surfaces in the containment, 
mainly those made of metal or covered by paint, in physical and chemical adsorption and 
desorption reactions. These reactions are a function of the temperature and dose rate.

Figure 5.59. Main reactions involving iodine in the liquid phase in the containment sump (taken 
from [3], reproduced by courtesy of the OECD).
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Existing data on iodine adsorption and desorption are derived from laboratory-scale 
experiments or more integral tests such as those conducted in the RTF [49] in Canada 
and the CAIMAN facility [50] in France. The experimental parameters investigated were 
primarily the type of paint, its ageing, temperature and dose rate. The derived correla-
tions correspond to first-order kinetics.

In safety terms, the iodine-paint interactions are highly significant because they lead 
to the formation of gaseous organic iodides that are not retained by the filters, espe-
cially when the containment filtered venting system is opened (U5 procedure in France, 
see Section 4.3.3.3). Organic iodide production rates were established from the results 
of a large number of small-scale tests that involved taking painted surfaces on which 
iodine had been deposited and irradiating them in an atmosphere representative of the 
containment atmosphere. These tests show that radiation has a greater effect than tem-
perature and their results have been used to develop semi-empirical models. However, 
given the dispersion of the results and the difficulty in distinguishing the influence of the 
various parameters, the models are only capable of reproducing the experimental results 
to within about one order of magnitude.

When exposed to radiation, molecular iodine (I2) is oxidised by the radiolysis prod-
ucts of the gases in the containment atmosphere (ozone and nitrogen oxides) to form 
iodine oxides and nitroxides. These compounds are less volatile than molecular iodine 
particularly because they react with the water vapour to form compounds that are 
entrained down to the sump. Several reactions occur simultaneously (Figure 5.60):

 – the oxidising species (ozone and nitrogen oxides) are formed and destroyed by 
irradiation;

 – the oxidising species interact with the metal surfaces and painted surfaces;

 – the oxidising species react with the iodine;

 – the iodine reacts with the metal surfaces and painted surfaces.

Figure 5.60. Main reactions involving iodine and radiolysis products in the containment atmosphere 
sump (taken from [3], reproduced by courtesy of the OECD).
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The tests conducted during the preliminary studies on the effect of air radiolysis 
products, particularly ozone, found high iodine concentrations. The models derived from 
these tests could not be easily extrapolated to the conditions of a core melt accident in 
a power reactor. More recent tests (PARIS project [51]) have made it possible to gain a 
better understanding of the phenomena and identify the most influential parameters.

Organic iodine (CH3I) is also destroyed by reactions with air radiolysis products. The 
tests carried out show that the destruction rate of organic iodine is proportional to the 
dose and that temperature has little effect on the rate of the destruction reaction.

An important mechanism that lowers the concentration of gaseous iodine in the con-
tainment is its capture by the spray droplets [32]. This mechanism involves the following 
process:

 – transfer of the iodine from the gas phase to the droplets;

 – transfers at the gas-droplet interface and within the droplets;

 – in-sump liquid-phase chemical reactions.

Capture of gaseous molecular iodine depends on the pH of the droplets. It is more 
efficient when the pH is basic, which is the case when the containment spray system 
(CSS) is used in direct mode. Unlike molecular iodine (I2), organic iodine (CH3I) is not 
efficiently scavenged by the droplets.

The RECI tests [52] conducted by IRSN in the early 2000s studied the possible interactions 
of iodine in the recombiners. The following phenomena are involved in these interactions:

 – heating of the metal halide aerosols (CsI, AgI, CdI2, etc.) as they pass between the 
plates of the recombiners;

 – vaporisation and dissociation of the iodides, leading to the formation of disso-
ciated gaseous iodine in the hottest sections;

 – quenching at the outlets of the recombiners, with the formation of gaseous 
molecular iodine and fine aerosols by nucleation.

The small-scale RECI tests have more recently been supplemented by larger-scale 
tests using real recombiners and conducted as part of OECD/NEA THAI project [53]. The 
production of gaseous iodine by iodide dissociation in the recombiners has been quan-
tified and its impact on iodine releases during a core melt accident has been assessed. 
Although this impact is not zero, it is lower than that of other phenomena, such as gase-
ous iodine injected into the containment from the RCS.

 ► Ruthenium chemistry

As mentioned in Section 5.5.2, large amounts of ruthenium may be released from fuel 
during an accident with fuel degradation in the presence of air. Such an accident may be 
a core melt accident caused by vessel melt-through, a spent fuel handling accident, or 
a spent fuel pool uncovery accident [54]. If released to the environment, the dosimet-
ric impact of ruthenium may be high and similar to that of iodine in the short term and 
caesium in the medium term [6]. Furthermore, ruthenium has a very complex chemistry.

http://www.irsn.fr/EN/Pages/home.aspx
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Ruthenium is in metal form in the fuel. However, in the presence of air, it is released 
primarily as ruthenium(IV) oxide (RuO2). When it reaches the colder sections of the RCS, 
RuO2 can either condense on the walls or oxidise to form gaseous ruthenium tetroxide 
(RuO4). This gaseous RuO4 can then react with the walls and deposit on them in the form 
of RuO2. Due to its kinetics, this last reaction may not be complete in the colder sections 
of the RCS, allowing ruthenium to persist in the form of gaseous RuO4. The behaviour 
of ruthenium in the RCS was investigated during the RUSET tests [55-57] conducted by 
AEKI (Hungary) and tests conducted by VTT [58] in Finland. Conducted under va rious 
oxidising-reducing conditions, these ruthenium vaporisation tests revealed, despite 
significant deposits on the walls of the loops, the existence of gaseous ruthenium in the 
coolest sections of the loops. During the RUSET tests, partial pressures of gaseous ruthe-
nium corresponding to the equilibrium between the gaseous RuO4 and the deposited 
dioxide were measured at temperatures of around 600-700 °C.

As mentioned above, the gaseous RuO4 can react with the walls of the pipes and 
remain trapped there. These effects were studied experimentally by VTT [58] in Finland. 
The ruthenium deposition (in the form of RuO2, as the RuO4 had been reduced during the 
reactions with walls) was measured on aluminium oxide and steel pipes. This deposition 
was light on the aluminium oxide pipes but heavy on the steel pipes except in the pre-
sence of water vapour. No explanation was given for this result. The conclusion drawn 
from these tests is that a significant fraction of ruthenium can be released in gaseous 
form in the containment.

The behaviour of gaseous ruthenium in the containment was the subject of experi-
ments conducted at IRSN [59-63] as part of the “containment ruthenium” section of the 
ISTP. These experiments investigated three areas: (1) adsorption and desorption phe-
nomena of gaseous ruthenium on steel walls and painted surfaces; (2) radiation effects 
that lead to the formation of air radiolysis products such as ozone; and (3) reactions 
of ruthenium deposited on the containment walls or dissolved in the sump water with 
these products, which can lead to revolatilisation of gaseous ruthenium.

The results of these tests suggest that, if gaseous RuO4 is present in the containment, 
a significant portion of this gaseous ruthenium can remain suspended in the contain-
ment atmosphere despite being deposited on its walls. These results also suggest that 
the ruthenium deposited on the walls or dissolved in the sump water can be revolatilised 
by radiation. Having been established, the kinetics of these reactions are used to build 
viable models for determining the quantities of gaseous ruthenium present in the con-
tainment of a power reactor during a core melt accident.

5.5.6.2. Experimental programmes, physical models and 
simulation codes

 ► Fission product chemistry in the RCS

Regarding the behaviour of FPs in the RCS, the calculation and experimental results 
are compared primarily for deposition of FPs on the walls of the RCS and for quantities 
of FPs released to the containment. Work in interpreting these results, especially for 
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the Phebus FP and VERCORS HT tests with the ASTEC code, made it possible to supple-
ment the thermodynamic databases used for relative calculations of the chemistry of 
the FPs in the RCS. The results obtained using the supplemented thermodynamic data-
bases, now integrated into the ASTEC software, are satisfactory, except for simulating 
the behaviour of the iodine measured during the Phebus FP tests.

In particular, the ASTEC calculations do not correctly predict the fractions of gaseous 
iodine present in the RCS. As a result, the CHIP experimental programme was launched 
in 2005 to obtain additional data on the iodine chemistry in the RCS, both in terms of 
its thermodynamics and its chemical kinetics. This programme consists of two types of 
tests conducted at Cadarache by IRSN:

 – analytical tests that study chemical systems consisting of, in addition to hydro-
gen and oxygen (elements that make up the carrier gas), iodine and only one 
other element in order to obtain data on the kinetics and thermodynamics of the 
chemical reactions involving iodine;

 – larger-scale studies for studying more complex chemical systems having a 
higher number of elements (representative of the FPs, control-rod components 
and core structures) in order to obtain data on the amounts of volatile iodine 
in the RCS as a function of the elements present and the boundary conditions 
(oxidising-reducing conditions, element concentrations, temperatures, carrier 
gas flow rates).

These tests are supplemented by literature reviews to establish kinetic and thermo-
dynamic databases for developing kinetic models. When this data are missing or too 
uncertain, they are obtained using methods of theoretical chemistry (ab initio calcula-
tions). The models are then validated by comparison with results of the CHIP tests and 
progressively integrated in the ASTEC code.

The behaviour of ruthenium is studied in the experimental programmes led by AEKI 
and VTT described in the previous section (5.5.6.1). The results obtained confirm that a 
significant portion of ruthenium is transported as metastable gaseous RuO4 to the free 
volume of the containment even if the gaseous ruthenium deposits onto the steel pipes.

 ► Fission product chemistry in the containment

Research on this topic primarily covers iodine and ruthenium chemistry in both 
experimental and modelling terms.

Iodine chemistry in the containment during a core melt accident has been the subject 
of many research programmes in several countries since the 1980s. There are detailed 
reviews that present the main advances made in this area (see [3] in particular).

Until the mid-1990s, before the first results of the Phebus FP tests had been ana-
lysed, the research programmes conducted on iodine chemistry in the containment dur-
ing a core melt accident primarily focussed on studying volatilisation of molecular iodine 
from the sump and its adsorption on the metal and painted surfaces in the containment. 
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This was because it was assumed that iodine was released in the containment exclu-
sively in the form of CsI aerosols, that these aerosols were drawn down to the sump and 
that they led to the formation of iodides (I-) through solubilisation of the CsI.

The research programmes conducted at the time made it possible to satisfactorily 
understand and model the kinetics of the chemical reactions involving, with or without 
radiation, the inorganic iodine species in the sump (primarily iodides [I-], iodates [IO3

-] 
and molecular iodine [I2]) [45, 46]. The main parameters that influence the kinetics of 
the reactions and the volatilisation of molecular iodine from the sump are the pH, the 
dose rate, the temperature and the oxidising-reducing conditions in the liquid phase. The 
effect of each of these parameters on iodine volatility has been studied in detail (up to 
an in-sump temperature of 80-90 °C). It turns out that pH is the parameter that has the 
greatest influence: a basic pH (in the sump or spray droplets) sharply reduces volatility 
of iodine in the containment.

Based on the results of these programmes, the conclusion was made that the effect 
of high temperatures (beyond 90 °C) and of the presence of impurities in the sump on 
iodine volatility had to be quantified. The aim of the EPICUR programme (conducted by 
IRSN as part of the ISTP and described in detail below), and the OECD BIP (conducted 
by CNL, formerly AECL) is to obtain sufficient data to be able to model these effects. It 
should be noted that PSI has conducted a programme complementary to the OECD BIP 
to study the effect of the presence of impurities in the sump on iodine volatility.

Research programmes have also made it possible to obtain a database for assess-
ing the adsorption rates of molecular iodine on the metal walls and painted walls of 
the containment in order to obtain preliminary results for assessing the production of 
organic iodides from painted surfaces (see, for example, [49, 50], which present the 
results obtained during the RTF integral tests conducted by AECL and the CAIMAN tests 
conducted by the CEA for IRSN).

However, the results obtained from the Phebus FP tests showed that iodine volatility 
in the containment could be affected by other processes, particularly:

 – releases of gaseous iodine from the RCS. This gaseous iodine, which is not pro-
duced by the chemical reactions occurring in the sump, can react directly with 
the painted walls of the containment and ultimately lead to releases of organic 
iodides. Furthermore, gaseous iodine can also react with gas radiolysis products 
in the containment atmosphere. Until the mid-1990s, all these chemical reac-
tions in the containment atmosphere had been studied very little;

 – releases of silver through degradation of the SIC control rods. The silver that ends 
up in the sump forms silver iodide, which sharply reduces the volatilisation of 
gaseous iodine from the sump. Like the reactions in the containment atmosphere, 
the influence of silver on the iodine chemistry in the sump had not been studied 
as part of specific research programmes.

Since then, research programmes studying the influence of silver on iodine volatility 
in the containment have been conducted by AECL, as part of the international Phebus FP 
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programme, and by PSI [48, 49]. These programmes have made it possible to model the 
reactions involving silver. This model is integrated in most integral codes for core melt 
accidents, particularly ASTEC. These models allow a satisfactory understanding of the 
influence of silver on iodine volatility.

A research programme studying the reactions between gas radiolysis products in the 
containment atmosphere and gaseous iodine was recently conducted by AREVA-NP in 
collaboration with IRSN [51]. The results of these tests have increased understanding 
and modelling of chemical reactions that affect iodine volatility. However, they do not 
make it possible to precisely quantify this effect. It should be noted that iodine volati lity 
is reduced by the reactions between air radiolysis products and gaseous iodine in the 
containment atmosphere. The reason is that the products thus formed react with the 
water vapour and form compounds that are entrained down to the sump.

In 2005, IRSN launched the EPICUR programme as part of the ISTP. The programme 
aims to study more particularly the processes whose effects on iodine volatility in the 
containment were insufficiently quantified:

 – the formation of organic iodides in the containment atmosphere from painted 
surfaces;

 – in-sump iodine radiolysis, particularly at high temperatures (beyond 90 °C);

 – iodine radiolysis in the containment atmosphere.

The EPICUR facility (see diagram in Figure 5.61) consists of a vessel that can hold 
a liquid phase in its bottom section. This vessel can be exposed to irradiation by 60Co 
source. Small painted specimens can be placed in either the liquid phase or the gas 

Figure 5.61. Schematic view of the EPICUR facility.
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phase of the vessel. The liquid phase can hold iodide ions or molecular iodine solubilised 
according to its pH. Likewise, iodine can be deposited on the painted specimens before 
they were placed in the vessel.

Volatile iodine (molecular and organic) produced by radiation from either the liquid 
phase or the painted specimens, as well as the iodine oxide aerosols produced by radia-
tion in the vessel atmosphere, are continuously entrained by a gas flow and collected in 
selective filters that separate the iodine, molecular iodine and organic iodine aerosols. 
The use of iodine containing iodine-131 (131I) makes it possible during a test to perform 
gamma spectrometry measurements at each filtration stage and determine the kinetics 
of the processes of volatile iodine production.

The ASTEC code is used at IRSN to interpret these tests. The first part of the pro-
gramme, which looked at iodine radiolysis in the liquid phase, was fully implemented 
and made it possible to improve the in-sump iodine radiolysis models. The results 
obtained also showed that releases of organic iodine from the liquid phase are low but 
that releases of organic iodine from the painted specimens placed in the vessel atmos-
phere are high. It remains to be examined whether this mechanism of organic iodine 
production on the painted surfaces in the containment atmosphere can have an effect 
on the possible releases during a core melt accident.

It should be noted that, in addition to the tests of the influence of the presence of in-
sump impurities on iodine volatility, some of the OECD BIP tests, complementary to the 
EPICUR tests, investigate the formation of organic iodides from painted surfaces in the 
containment for the purposes of validating the reaction models involving organic iodides 
and developed using the results of the EPICUR programme.

At the same time, work on interpreting the Phebus FP tests is continuing, with the 
participation of a number of partners from outside the programme. The results of the 
Phebus FPT3 test are drawing special attention. Analyses of these results show that 
the concentration of gaseous iodine in the containment, very high at the start of the 
test, decreased quickly and that much iodine is trapped on the painted surfaces of 
the containment.

In 2010, IRSN published a summary detailing the model of the iodine chemistry in 
the containment during a core melt accident implemented in the ASTEC code and its use 
for interpreting the Phebus FPT2 test [65].

An experimental programme on the behaviour of ruthenium in the containment was 
conducted at IRSN between 2004 and 2008 [59, 63]. This programme investigated a 
number of areas, including:

 – adsorption of gaseous ruthenium by the metal surfaces and the painted surfaces 
in containment and its desorption from these surfaces;

 – revolatilisation of the ruthenium deposited on the surfaces of the containment 
under the action of ozone and radiation;

 – revolatilisation of the ruthenium from the liquid phase of the sump under the 
action of ozone and radiation.
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The results of this programme made it possible to develop models of ruthenium 
chemistry in the containment during a core melt accident.

5.5.6.3. Summary and Outlook

 ► Fission product chemistry in the RCS

The Phebus FP integral tests have prompted a review of a number of assumptions 
on the chemistry of FPs – particularly caesium and iodine – in the RCS. Recent studies 
of degradation in air of fuel have also shown that a review of ruthenium chemistry was 
necessary.

Contrary to assumptions prior to the Phebus tests, caesium is not necessarily in the 
form of CsOH but can be in the form of caesium molybdate, which is less volatile. The 
models now take this into account. Phenomena of revolatilisation from deposition in the 
RCS have also been observed and may lead to delayed releases, after the main release 
phases associated with fuel degradation, in the containment.

Iodine chemistry is more complex. Iodine is not always in the form of caesium iodide 
in the RCS. The Phebus FP tests show that, apart from the gaseous forms, at least two 
other species could be present depending on the conditions prevailing in the RCS (other 
elements present, oxidising-reducing conditions, temperature in the RCS). Part of the 
iodine is also in gaseous form in the RCS until its release in the containment. Exploita-
tion of the results of the Phebus FP tests as well as of the results of the specific studies 
using the entire set of available experimental data resulted in using a gaseous iodine 
quantity of 5% in relation to the total iodine released in the containment for studies on 
releases during core melt accidents. However, the percentage observed during the last 
test in the Phebus FP programme (Phebus FPT3) exceeded 80%. This percentage was 
probably due to highly different chemical conditions in the RCS during the test resulting 
from the absence of species from degradation of a SIC control rod and the presence of 
species from degradation of a boron carbide control rod (for this test, the SIC control rod 
had been replaced by a boron carbide rod). That said, there are two reasons why caution 
should be exercised in relation to the consequences of this result in terms of the possible 
releases during a core melt accident:

 – the control rods in 1300 MWe and 1450 MWe power reactors are not made solely 
of boron carbide but are composed in part of a silver-indium-cadmium alloy;

 – during the Phebus FPT3 test, the concentration of gaseous iodine in the con-
tainment decreased rapidly and much of this iodine was trapped on the painted 
surfaces.

As regards more specifically iodine chemistry in the RCS, critical reviews of the ther-
modynamic data for the various possible chemical species have been conducted and 
have enabled chemical speciation calculations to be made. However, these calcula-
tions do not make it possible to fully reproduce the iodine behaviour observed in the 
RCS during the Phebus FP tests, particularly the existence of several non-gaseous spe-
cies of metal iodide. A possible hypothesis is that the thermodynamic calculations are 
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insufficient for modelling iodine chemistry in the RCS, particularly in the sections where 
the temperature falls sharply (at the core outlet and the inlets of the steam generators), 
and that they must be supplemented by calculations of the kinetics of the chemical 
reactions. Indeed, if they are sufficiently slow, the kinetics of some reactions can lead to 
incomplete reactions of iodine with metallic elements (such as caesium, silver or cad-
mium) and gaseous iodine. The CHIP experimental programme is continuing to identify 
the important chemical reactions of iodine with silver, indium and cadmium and deter-
mine the kinetic data needed to conduct chemical kinetics calculations.

Experiments conducted in Hungary and Finland have shown that, during a core melt 
accident with vessel melt-through and air ingress, the ruthenium released from the fuel 
can be transported as metastable gaseous RuO4 to the free volume of the containment 
although a significant amount of the ruthenium remains on the pipes. Additional data 
on the behaviour of ruthenium in the RCS were collected during a test conducted at the 
CEA’s VERDON facility as part of the ISTP (Section 5.5.2.2) to study in-air degradation 
of the irradiated fuel, FP releases and associated transfers to the RCS and are collected 
as part of the OECD STEM project.

Lastly, the experimental data on revolatilisation of FPs deposited in the RCS are insuf-
ficient for quantifying the possible effect of this process on releases during a core melt 
accident. Additional experiments aimed at allowing this quantification are being con-
ducted as part of the OECD STEM project conducted by IRSN and which began in 2011.

 ► Fission product chemistry in the containment

During a core melt accident, the two FPs whose chemistry in the containment can 
strongly influence radioactive releases and their consequences are iodine and ruthe-
nium12. This is due to the fact that both FPs can exist in gaseous form under the con-
ditions prevailing in the containment. These gaseous species may be released to the 
environment by either direct or indirect leaks from the containment or during imple-
mentation of the containment filtered venting procedure.

Iodine

Many experimental and theoretical studies have been conducted on iodine chemis-
try in the containment during a core melt accident. These studies have looked at iodine 
chemistry in the sump and the containment atmosphere, its interactions with the sur-
faces of the containment and the influence of radiation on these various processes [3]. 
The available models describing this chemistry are either mechanistic, spanning several 
hundred reactions, or simplified to cover a smaller range of reactions. The latter type of 
model is generally used in the integral codes such as ASTEC [65].

12. Other FPs, such as caesium, may significantly contribute to the radiological consequences of a core 
melt accident with containment failure. However, their chemistry in the containment has not a 
strong influence on their behaviour during releases.

http://www.irsn.fr/EN/Pages/home.aspx
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Despite these research efforts, substantial uncertainties remain about the estima-
tion of radioactive iodine releases during a core melt accident. This was brought to 
the fore during the OECD International Standard Problem (ISP) exercises, which com-
pare the results of calculations and experiments. ISP 41 dealt with iodine chemistry in 
the containment for an RTF experiment conducted by AECL. ISP 46 dealt with iodine 
chemistry in the RCS and the containment for the Phebus FPT1 experiment. This is par-
ticularly true for the formation of organic iodides in the containment atmosphere. The 
EPICUR, OECD STEM, and OECD BIP experimental programmes aim to provide new 
data on this matter as well as certain aspects related to liquid-phase and gas-phase 
iodine radiolysis.

The effect of spraying, which enables partial capture of iodine in droplets, has been 
quantified and validated models are available.

Analytical experiments have revealed that the interactions between iodine aerosols 
and the plates of hydrogen recombiners could lead to the formation of gaseous iodine 
in the containment. A larger-scale experiment was conducted as part of the OECD/
NEA THAI project led by Becker Technology in Germany [53]. The transposition of these 
results to the recombiners in the containment shows that the production of gaseous 
iodine by the recombiners in the containment is not zero but lower than that due to 
other sources such as gaseous iodine from the RCS.

Another source of gaseous iodine in the containment is related to radiation-induced 
decomposition of the metal halides (e.g., caesium iodide) and iodine oxides deposited on 
the walls of the containment. This is one of the themes of the experimental studies of 
the OECD STEM project conducted by IRSN which began in 2011.

Ruthenium

Regarding ruthenium chemistry in the containment during a core melt accident, the 
experiments conducted show that part of the ruthenium can be in gaseous form in the 
containment. Experiments have made it possible to study adsorption of gaseous ruthe-
nium on the surfaces of the containment and its desorption from the surfaces as well 
as revolatilisation of ruthenium deposited or trapped in the liquid phase of the sump 
under the action of radiation [59, 63]. The kinetics of the various processes have been 
established so that it is possible to assess gaseous ruthenium concentrations in the con-
tainment during a core melt accident. Ruthenium transport in the RCS is being studied 
as part of the OECD STEM project.

5.5.7. Conclusion

Releases and transfers of FPs in the RCS during a core melt accident has been the 
subject of many research programmes. Releases of FPs from fuel inside the reactor core 
are in overall terms well understood. Nevertheless, improvements in physical modelling 
are expected between now and late 2015 on the basis of the results of a few additional 
tests (VERDON programme conducted by the CEA as part of the ISTP). The current state 
of knowledge of releases from corium outside the vessel seems satisfactory.
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Transfers and behaviour of FPs in the RCS and the containment are governed by phy-
sical processes that depend primarily on aerosol physics and chemical processes. Aerosol 
physics is well established and the corresponding models seem satisfactory. Neverthe-
less, it would be desirable to have additional data in order to better analyse some com-
plex situations, such as aerosols in the secondary sides of steam generators during an 
accident with steam generator tube rupture. The situation is different for the chemical 
processes. Although the analysis of the results of the programmes conducted between 
1990 and 2010, particularly those of the Phebus FP programme, have made it possi-
ble to improve understanding and modelling of the most important processes, addi-
tional programmes remain necessary to reduce the uncertainties, particularly regarding 
iodine chemistry. Improvements in modelling are expected to be made by late 2015 
on the basis of the experimental results of the ISTP programmes (CHIP, EPICUR) and 
OCDE BIP-2, THAI-2 and STEM. The research conducted on this topic bring aspects of 
chemical kinetics into play in complex reaction systems.

The models developed are implemented in computer codes, such as ASTEC. These 
codes play a role in the capitalisation of knowledge and are used to conduct safety stu-
dies for power reactors.
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Chapter 6
Behaviour of Containment Buildings

6.1. Introduction
The characteristics of the containment buildings of French PWRs are described in 

Section 2.3.2.3. Essentially, the containment building, sometimes called the third con-
tainment barrier for French reactors, must provide confinement of radioactive substances 
in the event of failure of the fuel rod cladding (first barrier) and reactor coolant system 
(second barrier). The best possible leak tightness for the containment building must 
therefore be sought from design and throughout the service life of the facility.

The containment building is the final barrier implemented to protect the public from 
radioactive substances released during an accident inside the containment. It includes:

 – the reactor building itself (described in Section 2.3.2.3);

 – penetrations into this building, which constitute containment discontinuities (i.e. 
the equipment hatch, personnel airlock, fluid penetrations, electrical penetra-
tions and fuel assembly transfer tube);

 – certain pipes, which constitute containment extensions, especially parts of the 
secondary systems inside the reactor building (in particular the main feedwater 
pipes and main steam pipes, and the secondary shell and tube bundles of the 
steam generators, where the tube bundles are also part of the second barrier).

Penetrations are designed to maintain adequate leak tightness under design-basis acci-
dent conditions. To achieve this, penetrations that carry fluids are fitted with check valves 
and isolation valves, most of which are automatically closed by the protection system.
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Furthermore, certain systems are considered extensions of the third barrier outside 
the containment building itself. These are sections of pipes and associated equipment 
that simultaneously meet the following criteria:

 – they are outside the reactor building;

 – they may carry either reactor coolant, following an accident that could lead to 
deterioration of fuel rod cladding (failure of the first barrier), or the containment 
atmosphere, to the outside of the containment following an accident that could 
lead to both deterioration of the first barrier and a release of activity from the 
reactor coolant into the containment (failure of the second barrier).

For example, for reactors in the current French fleet (excluding the EPR), systems 
could remain open to the outside of the containment or be brought into service by auto-
matic opening of the containment isolation valves during an accident, for recirculation 
of water from the safety injection system (SIS) and the containment spray system (CSS), 
or via application of operating documents or guides (in particular, the Severe Accident 
Operating Guide).

On systems that constitute extensions of the third containment barrier, a failure (such 
as a line break) could lead to transfer of radioactive substances into buildings around the 
reactor building or into the environment (i.e. to bypass of the third containment barrier).

In situations where the first and second barriers have deteriorated, the integrity and 
leak tightness of the third containment barrier are essential for preventing the spread of 
radioactive substances into the environment. This is particularly true during loss of coolant 
accidents (LOCA), during which radioactive substances are released into the reactor 
coolant system (RCS) and the containment building. Their spread into the external envi-
ronment therefore depends on the containment leakage rate and on any containment 
bypass, which could lead to direct releases of radioactivity into the environment. The 
quantity of radioactivity that escapes therefore depends on multiple phenomena: over-
pressure in the containment caused by the accident itself, the reactor building leakage 
rate at this pressure, and the quantity of radioactive substances present in the contain-
ment as gases or aerosols.

In the event of a core melt accident on reactors in the current fleet, the increase in 
pressure inside the containment would exert large loads onto it (which could be greater 
than those under the operating conditions used for design of the facility), eventually 
leading to deterioration of its walls. Increases in temperature and pressure inside the 
containment could lead to loads such that the maximum leakage rate of the contain-
ment adopted in design would be exceeded. This increase in the leakage rate could result 
from deterioration of the containment walls (in particular, permeability or cracking of 
the concrete walls could increase under the effect of the thermal and mechanical loads 
applied throughout facility operations and during the accident) or from changes in leak-
age around discontinuities in the containment building (penetrations, airlocks etc.).

In this chapter, Section 6.2 describes the behaviour of containment buildings under 
design-basis conditions for reactors in the current French fleet and the EPR. In particular, 
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it covers leakage via the containment walls and the various penetrations for design-basis 
operating conditions.

Section 6.3 describes the behaviour of containment buildings under core melt acci-
dent conditions for reactors in the current fleet (900 MWe and 1300 MWe reactors).

Section 6.4 describes situations where there could be bypass of the third contain-
ment barrier (or its extension) on the current fleet, corresponding to reactor coolant, or 
the containment atmosphere following an accident, coming into direct contact with the 
exterior of the containment building (i.e. with peripheral buildings or the environment), 
due to deterioration of equipment (such as leakage or failure of pipes or equipment on 
systems that constitute an extension of the third barrier).

Leakage via the secondary shell of the steam generators or the external pressure 
boundary of the water or steam systems located inside the reactor building is not covered.

6.2. Behaviour of containment buildings under  
design-basis conditions

The reactor building of a facility in the current French fleet comprises:

 – either a containment building with a single concrete wall covered with an internal 
metal sealing liner (900 MWe units);

 – or a containment building with double concrete walls (1300 and 1450 MWe 
units): an inner prestressed concrete wall with no metal sealing liner and an outer 
reinforced concrete wall. The space between the two walls in maintained below 
atmospheric pressure by a ventilation system that collects and filters leakage 
from the inner wall and penetrations prior to its release into the environment 
(using HEPA filters and iodine traps).

The characteristics of these buildings are specified in Section 2.3.2.3.

It should be noted that the EPR containment building has a double-wall system with 
dynamic confinement as for the 1300 and 1450 MWe units. In addition, the inside face 
of the inner wall is covered with a metal sealing liner.

In studying containment leakage, a distinction should be made between:

 – leaks via peripheral buildings or via the annulus between the double walls (on 
1300 MWe, 1450 MWe and EPR units), for which radioactive substances could 
either be deposited inside the facility, or be filtered by the filtration devices fitted 
to the ventilation systems of peripheral buildings or the annulus; these leaks are 
called “collected” leakage;

 – leaks that are directly released into the environment (on 900 MWe, 1300 MWe 
and 1450 MWe units); these leaks are called “uncollected” leakage.



304 Nuclear Power Reactor Core Melt Accidents

For the EPR, design provisions have been made aiming to “practically eliminate” the 
possibility of direct leakage into the environment.

6.2.1. Single wall containment buildings (900 MWe reactors)

Figure 6.1 below shows the various leakage paths from the containment:

Overall containment leakage (Qm) includes leakage via penetrations (Qp) and leakage 
via the containment wall (Qw), which is covered by the metal sealing liner over its whole 
inner surface (including the basemat), i.e.: Qm = Qp + Qw.

Leakage via the containment wall or via penetrations can be broken down into two 
main types:

 – leakage collected in buildings with a filtration system (with flowrate Qc). How-
ever, part of the leakage via these buildings (noted Qbuilenv) could be released into 
the environment without being filtered, so Qc = Qwbuil + Qpbuil – Qbuilenv (where Qpbuil 
and Qwbuil are the leaks via penetrations and the wall that are collected in build-
ings with filtration systems).

 – uncollected leakage (Qnc), which escapes outside the containment without fil-
tration (Qnc = Qwenv + Qpenv + Qbuilenv) and has a predominant impact in terms of 
radiological consequences (Qpenv and Qwenv are direct leaks via penetrations and 
the wall).

The construction licences for the 900 MWe PWRs state that the containment build-
ing must be designed to withstand, without loss of integrity, the loads resulting from an 
accident consisting of a sudden double-ended guillotine break (i.e. the loss of coolant 
accident studied in the context of design-basis accidents). Under the conditions of this 
accident, the containment’s maximum leakage rate (via the wall and penetrations) must 
not exceed 0.3% per day of the mass of gas inside the containment.

Figure 6.1. The various leakage paths for single containment.
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Given that the metal sealing liner provides good leak tightness, only the contain-
ment discontinuities (i.e. the various penetrations) are susceptible to causing a signifi-
cant increase in containment leakage during an accident.

There are several types of containment penetration:

 – penetrations comprising one or more pipes crossing the containment wall;

 – penetrations for electrical wiring;

 – penetrations for ventilation ducts;

 – “reserved” penetrations for possible future pipes or wiring not planned in the ini-
tial design;

 – containment building basemat penetrations;

 – the special penetration for the fuel assembly transfer tube;

 – the penetration specially designed for moving large equipment items into or out 
of the containment building, known as the equipment hatch: IRSN and the opera-
tor have paid special attention to equipment hatch leak tightness under accident 
conditions (see Section 6.3);

 – the penetration designed for the personnel airlock.

Containment building penetrations are designed to ensure containment leak tight-
ness under the maximum temperature and pressure conditions inside the containment 
during normal operation and during reference operating conditions (transients, incidents 
and accidents).

For example, penetrations for pipes include:

 – a double seal barrier system comprising the pipe and the cylindrical carbon steel 
sleeve containing1 it, along with the isolation valves and non-return valves fitted 
on the pipe inside and outside the containment building;

 – a system for periodically measuring their leakage rate (including the isolation 
valves);

 – provisions for periodic testing of automatic isolation valve operation.

These systems are designed to remain leaktight under all the operating conditions 
mentioned above, and to withstand the loads associated with a line break and the 
design-basis earthquake. In all cases, containment isolation must be ensured without 
manual intervention.

1. The carbon steel sleeve is welded to the metal sealing liner inside the containment; it is embedded 
and anchored into the concrete wall. Penetration leak tightness is provided by:

 – the weld between sleeve and sealing liner;
 – the sleeve for all its surface inside the containment building;
 – the connector between the sleeve and its pipe.

http://www.irsn.fr/EN/Pages/home.aspx


306 Nuclear Power Reactor Core Melt Accidents

6.2.2. Double-wall containment buildings  
(1300 and 1450 MWe reactors)

For reactors in the 1300 and 1450 MWe series, containment is provided by a double-
wall structure, with:

 – dynamic confinement, provided by the annulus ventilation system (AVS), which 
creates negative pressure in the annulus and recovers and filters leakage from the 
inner concrete wall; after filtration, leaks are discharged via the nuclear auxiliary 
building stack;

 – static confinement, based on the leak tightness of the inner prestressed concrete 
wall and the penetrations fitted with seals or with isolation valves on pipes.

Figure 6.2 and the definitions below present the distribution of the various leakage 
categories for double-wall containments.

The overall containment leakage (Qm) comprises leaks recovered by the AVS (Qt) and 
leaks not recovered by this system (Qnt), i.e.: Qm = Qt + Qnt.

Leaks not recovered by the AVS (Qnt) comprise:

 – leakage via penetrations that discharge directly into the external environment 
(such as the equipment hatch): Q1env;

 – leakage via the basemat: Qbasemat;

 – leaks that arrive in buildings fitted with filtration systems, Qbuilding, part of which 
may be released into the environment (Q2env).

Leakage not recovered by the AVS can therefore be expressed as follows: 
Qnt = Q1env + Qbasemat + Qbuilding where Qbuilding = Q2env + Qcollected.

Non-collected leaks are (Qnc) those released into the environment 
(Qnc = Qnt – Qbasemat – Qcollected = Q1env + Q2env); they have a predominant impact in terms 
of radiological consequences. Containment penetrations that do not discharge into the 
AVS are therefore sensitive elements.

The licence applications for 1300 MWe and 1450 MWe units specify that:

 – the internal leakage rate (Qm) must not exceed 1.5% per day of the mass of gas 
inside the containment under temperature and pressure conditions consistent 
with an accident involving a sudden double-ended guillotine break – i.e. the loss 
of coolant accident (LOCA) studied as part of the design-basis accidents;

 – the outer containment leakage rate must not exceed 1% per day of the total 
mass of gas contained in the volume delimited by the internal face of the outer 
containment for a negative pressure of 3 mbar in the annulus.

The AVS flowrate is set to ensure that there is a negative pressure of approximately 
15 mbar in the annulus under the LOCA conditions cited above. This flowrate means that 
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negative pressure can be maintained in the annulus under these conditions and prevents 
any leakage from the annulus to the outside other than via the AVS, for the maximum 
inner containment leakage rate specified in the license application (see above) and for 
a windspeed of approximately 120 km/h (under these conditions, the negative pressure 
counteracts the wind suction effect).

Under accident conditions, changes in overall containment leaks and their distribu-
tion depend on changes in leaks from the inner containment due to increases in concrete 
permeability and cracking, on leaks via containment penetrations and also on leaks from 
the outer containment depending on the collection efficiency of the AVS.

6.2.3. Double-wall containment on the EPR

As stated above, for the EPR, design provisions have been made aiming to “practically 
eliminate” the possibility of direct leakage into the environment.

There must therefore be no direct leakage path from the containment building to 
the external environment. Pipes that could convey radioactive substances to the outside 
of the reactor building must lead into peripheral buildings with suitable confinement 
capacities. Certain buildings around the reactor building, in particular the nuclear 
auxiliary building, the safeguard auxiliary building and the fuel building, contribute to 
the containment function (via maintenance of dynamic confinement in these buildings 
by ventilation and filtration systems for aerosols and iodine).

Figure 6.2. Distribution of the various leakage categories for double-wall containments.
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The containment design takes into account core melt accidents with low-pressure 
failure of the reactor vessel. In the event of an accident of this type, containment integ-
rity must be maintained for 12 hours even with no cooling of the containment building.

The following criteria have been adopted:

 – the leakage rate of the inner containment must not exceed 0.3% per day of the 
gas contained in the inner containment under the accident conditions considered 
in the design basis (LOCA and core melt accidents);

 – the outer containment leakage rate must not exceed 1.5% per day of the total 
mass of gas contained in the volume delimited by the internal face of the outer 
containment for a negative pressure of 6.2 mbar in the annulus (which can com-
pensate for the suction effects of an 80 km/h wind).

For accidents considered for the design of the containment including core melt 
accidents, the AVS must ensure negative pressure in the annulus, and collect and filter 
leakage from the inner containment which is subject to overpressure due to the accident.

6.2.4. Monitoring the integrity and leak tightness of 
containment buildings

After the first two “barriers”, confinement of radioactive substances is ensured by 
the integrity and leak tightness of the containment building and its penetrations under 
the various temperature and pressure conditions considered.

The containment is subjected to:

 – mechanical resistance pressure tests;

 – two types of leak tightness tests:

• overall tests by pressurising the containment;

• partial tests by local pressurisation of penetrations and isolation systems.

6.2.4.1. Mechanical resistance test

 ► Initial pressure test

Prior to reactor commissioning, the reactor building is subjected to a mechanical 
resistance test performed by gradually pressurising the containment up to the test 
pressure at ambient temperature. Measurements provided by mechanical monitoring 
devices are recorded during containment pressurisation and depressurisation.

For 900 MWe reactors with a metal sealing liner, the test pressure used is 1.15 times 
the design pressure of the containment, to take into account the thermal thrust of the 
metal sealing liner in the event of LOCA.
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For the EPR inner containment, which also has a metal liner, this thrust leads to using 
an initial test pressure of 1.10 times the design pressure.

The test pressure is the design pressure for reactors without a metal sealing liner 
(1300 MWe and 1450 MWe reactors of the P4, P’4 and N4 series).

 ► Periodic tests

After the initial pressure test, the containment is subject to mechanical tests at the 
design pressure during the pre-service inspection and during each of the ten-yearly 
outage programmes. Measurements provided by mechanical monitoring devices are 
recorded during containment pressurisation and depressurisation.

Monitoring measurements performed regularly during operation are used to track 
delayed deformation of the unpressurised structure (concrete shrinkage and creep).

6.2.4.2. Leak tightness tests

 ► Overall containment leak tightness tests (“type A” tests)

The purpose of overall leak tightness tests is to measure the overall leakage rate for 
containment buildings with a metal liner (900 MWe reactors and the EPR) and the leak-
age rate of the inner containment and its components for double-wall reactors without 
a metal liner (1300 MWe and 1450 MWe reactors). They are performed at the end of 
construction, i.e. as pre-operational tests prior to first core loading, then every ten years.

Overall leak tightness tests are performed at the design pressure of the containment.

Leakage flowrates are determined by measuring the dry air pressure in the contain-
ment (corrected for the partial pressure of water vapour obtained by hygrometer meas-
urements), by measuring the temperature at various places inside the containment and 
by applying the ideal gas law: variation of the quantity PV/T over time indicates the loss 
of mass over time and therefore the leakage rate, which is defined as the ratio of the 
mass of air escaping from the containment in 24 hours to the total mass of air under 
pressure in the containment.

The leakage rate (including uncertainties) is compared with the criterion, which is 
0.162% per day for reactors with a metal liner (900 MWe reactors and the EPR) and 
1.125% per day for the inner containment of reactors with double-wall containment 
with no metal liner (1300 MWe and 1450 MWe reactors).

 ► Overall leak tightness tests on the outer containments of 1300 MWe 
and 1450 MWe reactors, and the EPR.

An overall leak tightness test on the outer containment and its penetrations is per-
formed during tests of the AVS, prior to “type A” overall tests.
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Essentially, this test is performed by using the AVS to put the annulus under nega-
tive pressure (compared with atmospheric pressure) and then measuring the flowrate 
discharged by this system, which is equal to the flowrate entering the annulus.

For 1300 MWe and 1450 MWe reactors, the acceptability criteria for this test is that 
the measured flowrate be less than 1% per day of the mass of air in the space delimited 
by the inner wall of the outer containment for a negative pressure of 3 mbar in the 
annulus.

 ► Partial leak tightness tests for penetrations into the reactor building

Partial leak tightness tests are performed for penetrations into the reactor building 
(into the containment wall for 900 MWe reactors and into the inner wall for 1300 MWe 
and 1450 MWe reactors and the EPR) to detect and measure local leaks that may affect 
certain penetrations and associated isolation valves. These tests are subdivided into 
“type B” and “type C” tests.

The “type B” tests cover:

 – “electrical” penetrations (including those for the airlocks);

 – sealing systems on personnel airlock doors, including penetrations for door 
controls;

 – the equipment hatch sealing system;

 – penetrations fitted with removable blind flanges with seals (in particular, the 
penetration used for fuel transfer).

The “type C” tests cover isolation valves on pipes that penetrate the containment, 
other than those subject to “type B” tests and other than those of the secondary sys-
tems, which are considered to be closed systems within the containment, maintained 
above the pressure of the containment atmosphere.

 ► Leak tightness tests for sections of systems outside the containment 
that may carry contaminated fluids out of the containment during acci-
dents involving failure of the first two barriers (extensions of the third 
barrier, see Section 6.1).

For reactors in the current French fleet, this concerns the safety injection system 
(SIS), the containment spray system (CSS) and the containment atmosphere monitoring 
system (ETY).

Leak tightness tests on the sections of the SIS, CSS and ETY systems outside the con-
tainment are performed at the same frequency as overall leak tightness tests.
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6.3. Mechanical behaviour of containments in the event 
of a core melt accident

6.3.1. Introduction

During a severe accident, the containment building of the concerned reactor may 
be subject to several types of load that exceed the temperature and pressure condi-
tions adopted for its design. These loads would be induced by the physical phenomena 
described in Section 5.1 to 5.3, which occur during different phases of core degradation, 
in particular possible combustion of hydrogen produced during degradation of fuel rod 
cladding or during reflooding of the degraded core, a vapour explosion inside or outside 
the reactor vessel, and the slow pressure increase in the containment during the interac-
tion between the corium and the basemat concrete.

Extensive research has been performed and is underway to understand the behaviour 
of containment buildings on French reactors under the effect of such loads, outside the 
design basis of the containments. The approach differs depending on the type of con-
tainment building, but the objective is the same, as it ultimately involves determining 
the leakage flowrate from the containment to the environment beyond the temperature 
and pressure conditions adopted for its design.

The problem is complex and solving it requires sophisticated mechanical studies, in 
particular involving theoretical assessments of containment stresses and strains, sup-
plemented by experimental studies to confirm the theoretical assessments. R&D work 
is also needed, in particular regarding the cracking of concrete subject to loads corre-
sponding to a core melt accident. On this subject, EDF has undertaken significant experi-
mental and theoretical work (see the MAEVA Model described in Section 6.3.3.2 and 
Reference [1] respectively), which mainly applies to the double-wall containments of 
1300 MWe reactors.

IRSN has also performed studies to support the Level 2 Probabilistic Safety Assess-
ments (PSA2) for the 900 MWe and 1300 MWe reactors.

As an example, a relatively detailed overview of these studies and the results 
obtained is given in Section 6.3.2 for the containments of 900 MWe reactors. IRSN has 
also developed studies for the containments of 1300 MWe reactors. The approach used 
for the simulations concerning this type of containment is described in Section 6.3.3.

6.3.2. Mechanical behaviour of the containments of 900 MWe 
PWR power plants

The studies undertaken were based on simulations using nonlinear finite element 
methods. Models representing the containment at different scales were constructed so 
that the behaviour of the containment at different levels of detail could be understood 
(this is called a multi-scale approach), making a distinction between the containment 
wall, the equipment hatch area and its cover. This approach meant that the various 

http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx
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thermo-mechanical phenomena could be reproduced realistically, while maintaining 
reasonable times and simulation costs.

A sequence of mechanical simulations were performed using meshes suitable for the 
level of detail desired for the modelling: complete overall model of the containment 
building, quarter containment model, local model of the equipment hatch penetration, 
see References [3] and [4]. However, it was first necessary to specify bounding profiles 
for the loads to which the containment building would be subjected during a core melt 
accident.

6.3.2.1. Selection of the core melt accident scenarios used in the studies 
(increases in temperature and pressure in the containment)

The purpose of the mechanical studies performed by IRSN as part of the level 2 PSA 
for 900 MWe PWR power plants was to assess the response of the containment building 
to pseudo-static loads, corresponding to a pressure peak or to a slow rise in pressure, see 
Reference [1].

Linear calculations, performed for several core melt accident scenarios, were used 
to determine the scenario leading to the most severe degradations of the containment 
building. This is the “AF scenario”, which has three phases (see Figure 6.3):

 – a thermal pre-loading phase corresponding to core degradation; times P1 and P2 
on Figure 6.3 correspond to the beginning and end of this phase respectively;

 – the temperature and pressure peak corresponding to adiabatic isochoric com-
bustion of the hydrogen produced by oxidation of core materials; time P3 on 
Figure 6.3 corresponds to the peak;

 – a phase of slowly rising temperature and pressure, corresponding to the molten-
core concrete interaction (MCCI) with the corium coming into contact with water 
from the containment sump; a large quantity of hot gases is produced during this 
interaction, which causes rising temperature and pressure in the containment; 
times P4 and P5 on Figure 6.3 correspond to the beginning and end of this phase 
respectively; P5 has been set to a pressure assumed to be above the maximum 
resistance pressure of the containment.

A prior parametric study performed for various values of the temperature and pres-
sure peak at time P3 produced a pressure peak value of approximately 11.4 bar abs. (i.e. 
about 2.3 times the design pressure of the containment). This pressure corresponds to 
that produced by the adiabatic isochoric combustion of 125% of the maximum quan-
tity of hydrogen produced by core oxidation. Selection of the extreme temperature and 
pressure values of the AF scenario provides a margin for the mechanical loads on the 
containment for the core melt accident scenarios covered in the IRSN level 2 PSA. Fur-
thermore, with the aim of quantifying the thermal effects of the accident on the mechan-
ical behaviour of the containment, the AF scenario includes two different temperature 
rise kinetics (see Figure 6.3): one at time P3, corresponding to a rapid rise in containment 
temperature, and the other between times P4 and P5 (MCCI phase), corresponding to a 

http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx
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slow temperature rise. This gives the possibility of extrapolating the results of the study 
performed to other core melt accident scenarios, with different containment tempera-
ture change profiles.

6.3.2.2. Complete overall model of the containment building 
(simulation of the initial state of the containment)

Simulation of the behaviour of the containment building during an “AF” core melt 
accident scenario requires the most realistic possible knowledge of the state of the 
structure prior to the accident under the effects of shrinkage and creep phenomena. 
The age of the containment was taken to be 30 years. A simulation of prestress and 
creep to determine the state of the structure at 30 years was performed for a con-
tainment representative of a 900 MWe PWR power station. This simulation, whose 
geometrical modelling and mechanical loads are described below, served as a basis for 
all the simulations performed with the various models described in Sections 6.3.2.3 to 
6.3.2.5.

The position and tensioning of prestressing tendons was not sufficiently symmetrical 
to avoid performing the simulation over the whole containment (360°).
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Figure 6.3. Changes in containment temperature and pressure for the AF scenario.
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The mesh used reproduced the various containment components: wall concrete, 
passive reinforcements, metal liner, protective concrete on the basemat, and a simpli-
fied model of the equipment hatch penetration with sleeve, flanges and cover. All pre-
stressing tendons, their geometry and their deviations were modelled with precision, in 
particular around the equipment hatch and the two personnel airlocks. The model also 
reproduced the effects of the ground and backfill. The images in Figure 6.4 (first left) and 
Figure 6.5 present the meshes used.

The concrete containment was subject to its own weight and to the prestress of the 
tendons, simulated taking into account the various phases of tensioning, the various 
causes of loss of tension (friction, retreat of anchoring heads etc.) and the geometrical 
specifics of all tendons.

Concrete shrinkage and creep were estimated, during tendon tensioning and over 
a period of 30 years, using the formulae in French Regulations (BPEL 1999). They were 
introduced at each step in the simulation in the form of a standard “initial strains” 

Figure 6.4. Nested models used: complete overall model, overall quarter containment model, local 
model of a penetration, detailed model of sleeve/penetration/flanges/cover.

Figure 6.5. Mesh representing the prestressing tendons, passive reinforcements, metal liner, and equip-
ment hatch used for the complete overall model.
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loading, based on the drying characteristics of the concrete, the age of the loading and 
the stress field.

The delayed behaviour of the containment simulated using finite element methods 
was compared with the results of monitoring measurements performed by EDF at 
20 years, which meant that the parameters in the BPEL formulae could be adjusted with 
respect to the results of these measurements.

6.3.2.3. Quarter containment model

The thermo-mechanical simulation of containment behaviour under the conditions 
of the “AF” core melt accident scenario was performed using a mesh representing a quar-
ter of this containment to reduce simulation times.

The simulation of prestress and creep performed using the complete model of the 
containment was used for the quarter containment model, prior to applying the tem-
perature and pressure loads due to the core melt accident.

As for the complete model, the quarter containment model represented the con-
tainment concrete, prestressing tendons, passive reinforcements, metal liner, pro-
tective concrete laid on the basemat, internal structures, and the equipment hatch 
penetration with its sleeve, flanges and cover. Figure 6.4 shows the mesh used for this 
simulation.

The finite element model for the concrete used linear eight-node solid elements with 
a nonlinear behaviour law that took into account uniform volume cracking of the con-
crete (using the Ottosen Fictitious Crack Model for the rheology). The finite element 
model for prestressing tendons and passive reinforcements used two-node bar elements 
with an isotropic strain-hardening nonlinear behaviour law. The finite element model 
for the metal liner used shells with an isotropic strain-hardening nonlinear behaviour 
law. The ground was simulated using a single element extending beyond the horizontal 
surface of the basemat, which allowed for basemat uplift depending on the loads due to 
the core melt accident, see Reference [4].

6.3.2.3.1. Analysis of the results of simulations performed using 
the “quarter containment” model

Analysis of the results of the simulations for the core melt accident studied leads to 
the following observations:

 – the simulations confirm the locations of the most sensitive areas on the contain-
ment building, in particular the equipment hatch and the gusset area (see Figure 6.6) 
which presented through-wall cracks in relation with the tendon gallery;

 – comparison of the results of simulations for the AF scenario and those obtained 
for the scenario without pressure peak P3 shows that this peak has little effect on 
the later behaviour of the containment building (containment displacements are 
pseudo-reversible in the main body during the pressure peak);
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 – overall stability of the structure is provided by the integrity of the prestressing 
tendons;

 – the maximum equivalent plastic strain of the metal liner just after the pressure 
peak (time P4 on Figure 6.3) is greater than during the pressure peak itself (time 
P3 on Figure 6.3);

 – the mechanical behaviour of the containment can be extrapolated to other sce-
narios because the results of the simulations show that the mechanical phenom-
ena depend mainly on the pressure;

 – possible tears in the metal liner and cracks in the prestressed concrete wall con-
stitute leakage paths;

 – the strains calculated for the metal liner remain well below the breaking strain of 
steel; according to the modelling results, there should not be any tearing of the 
liner and containment building leak tightness should be maintained.

Analysis and interpretation of the results of the studies described above required 
recourse to experimental results, in order to define acceptability criteria for the results 
of the nonlinear simulations performed, so that the risk of containment failure (i.e. 
of the metal liner or prestressed concrete wall) could be estimated on the basis of 
the strains observed. To achieve this, the results of the simulations were compared 
with certain experimental results obtained on scale models, in particular the pre-
stressed concrete containment vessel (PCCV) model used by the American-Japanese 
programme (NUPEC – NRC – Sandia) described in the following section. A group of 
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Figure 6.6. Containment strain amplified 100 times and concrete cracks, in the equipment hatch axis 
and the main body, at the pressure peak of the AF scenario (time P3).
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experts was involved in this comparison between simulations and experiments with 
the aim of specifying these criteria.

6.3.2.3.2. Analysis of the test results on the scale model

Recourse to test results representative of the problem studied is an important aspect 
for validation of the simulations performed using the CAST3M code for mechanical sim-
ulations. The difficulty is in finding tests that are representative of the load conditions 
under consideration, see Reference [5].

The PCCV model is a 1/4-scale representation of a prestressed concrete containment 
building with a metal liner. Sandia National Laboratories performed pressure tests on 
the model with dry air at ambient temperature. These were followed by a destructive 
test on the containment (to understand its ultimate behaviour).

The tests performed on the PCCV model demonstrated the existence of tears in the 
metal liner leading to significant leaks for a pressure of around 10.7 bar abs. (which is 
2.5 times the design pressure of the model, see Reference [6]).

Analysis of the results of tests performed using this model and of computer model-
ling of these tests was performed as part of International Standard Problem 48 (ISP48) 
organised by the OECD, in which IRSN participated. Simulations were run on CAST3M 
using the same approach as in the simulations for the level 2 PSA project, see Reference [6].

The simulations performed by IRSN and the various teams involved in this compari-
son did not predict the tears observed at a pressure of 10.7 bar abs., even when taking 
the various geometrical discontinuities into account, see Reference [7].

For this containment pressure, the circumferential strain measured on the metal liner 
in the main body was 0.17% and the calculated equivalent plastic strain was around 0.3 
to 0.5%. The same order of magnitude for the strain was obtained by the simulations. 
However, this value is lower than the breaking strain (of the order of 10%) obtained dur-
ing liner characterisation tests performed after the tests on the scale model.

In order to reproduce the tears in the metal liner, which are a local phenomenon, the 
computer models used must be at the scale of this phenomenon taking into account 
the discontinuities constituted by the various welds and liner embedments and by any 
cracks created in the concrete, by using codes that can simulate strain localisation and 
tearing of the metal liner.

This difficulty in interpreting the results of the tests performed on the PCCV model 
led IRSN to call on the group of experts mentioned above. The purpose of this group 
was to advise IRSN on the best way to use the test results in their application to simu-
lations of containment buildings performed as part of the IRSN level 2 PSA project. At 
the end of its consultations, the group proposed the following application criterion: 
the maximum plastic strain in the main body of the metal liner obtained by nonlinear 
simulations of the main body must be less than 0.30% ± 0.15%. Beyond this value, 
tearing of the metal liner is highly likely due to strain localisation. This localisation 

http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx
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effect concentrates the strain at a point in the structure where the strain will exceed 
the tearing criterion for the material.

A strain value of 0.3% for the metal liner corresponds to a containment pressure of 
around 10.5 bar abs. for the AF scenario, which would suggest that the pressure that 
would lead to containment failure is approximately 10 bar abs. (i.e. twice the design 
pressure of the containment building).

It should be noted that the breaking strength of the penetrations has not been con-
sidered in this study.

6.3.2.4. Local model of the equipment hatch penetration

Modelling of a quarter containment, with its prestressing tendons and passive rein-
forcements, using nonlinear mechanical behaviour laws, requires considerable simu-
lation time, despite relatively coarse spatial discretisation of the geometry. A more 
specific model was therefore used to study the behaviour of the sensitive areas, such 
as the equipment hatch, in particular with regard to the risk of separation of the flanges 
that make up the hatch closure system (such a separation would lead to direct leakage 
into the environment). This modelled the precise geometry of the flanges and the bolts 
that keep them together. This local model included the same components as the overall 
model (the concrete, metal liner, passive reinforcements and prestressing tendons mak-
ing up part of the 10.60-m-wide and 23.40-m-high cylindrical containment, with the 
equipment hatch sleeve, flanges and bolts, gussets and anchoring collars in the concrete 
etc.). The same thermo-mechanical loads and the same material behaviour laws were 
applied to this local model, along with the prestressing, creep and shrinkage of the con-
crete used in the overall model.

Several simulations were performed for the penetration, on the basis of the same 
quarter containment simulation, by modifying certain parameters such as the mechani-
cal characteristics of the bolts, passive reinforcements, mesh, boundary conditions and 
bolt tightening. These sensitivity studies provide insight into the uncertainties due to the 
model, the simulations and the materials, which are around 15%.

The flanges were modelled using shell elements, as were the liner, the gussets, the 
collars and the sleeve/penetration/flanges/cover assembly. Rebars and tendons, and the 
44 bolts used to close the equipment hatch were modelled using two-node bar ele-
ments (see Figure 6.7). Three types of bolt were considered: the bolts originally used 
for the containments of 900 MWe PWR power plants (33 mm diameter; yield strength 
238 MPa) and two other types of bolt that are considered stronger (33 mm diameter; 
yield strength 729 MPa, and 24 mm diameter; yield strength 852 MPa).

Over the scope of the local model, the displacement fields obtained using the quar-
ter containment simulation were used as boundary conditions for the local model for 
each time step. The validity of this method was checked, in particular by comparison of 
the results obtained with local models of different scales.
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In the absence of experimental data regarding the mechanical behaviour of seals sub-
ject to ageing, the studies performed do not take into account the presence of the seal 
between the two flanges, and only provide the separation between flanges as the result. 
The main results obtained were as follows:

 – the choice of bolts (characterised by their diameter and the yield strength of the 
steel) is the critical parameter of the mechanical study, with major repercussions 
on the amplitude of flange separation;

 – the temperature and pressure peak (time P3) has relatively little effect on the 
value of separation as a function of pressure. Flange spacing is therefore mainly 
conditioned by buckling and ovalisation of the containment around the equip-
ment hatch sleeve, which are not very temperature sensitive;

 – regardless of scenario, flange reclosure is only partial after the pressure drops. 
This is due to plastification of the bolts and irreversible deformations of the con-
crete containment around the equipment hatch penetration;

 – flange separation is approximately constant around the circumference of the 
sleeve, with an opening length of around 4 m (for the half-circumference). The 
leakage cross-section is more or less proportional to maximum flange separation.

6.3.2.5. Detailed model

Modelling the flange connection is one of the most complicated aspects of the 
thermo-mechanical study, and the most sensitive in terms of flange separation. In the 
local model, use of shell elements leads to overestimating flange separation. This was 
the motive for producing a detailed model with the following main characteristics:

 – solid elements were used to model the metal sleeve, flanges, bolts and hemi-
spherical hatch cover, in order to overcome the difficulties associated with speci-
fying the boundary conditions when using shell or bar elements;

Penetration
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Reinforcement

Collars
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Figure 6.7. Concrete penetration (a), liner/sleeve/flanges/cover (b), tendons (c), sleeve detail (d), 
details of flanges and bolts (e).
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 – the mesh was much finer meaning that the real geometry could be more faith-
fully reproduced (changes in thickness, weld grooves etc.);

 – the gussets, collars, concrete and passive reinforcements were not represented 
in the model. It was assumed that the concrete imposes its displacements and 
deformations onto the metal parts which are less rigid.

The behaviour laws used were identical to those used for the penetration simu-
lation. Due to symmetry, the mesh used represented a half-circumference (see 
Figures 6.8 and 6.9).

The detailed model was implemented in a similar way to the local model. The dis-
placement boundary conditions applied were those resulting from the local model simu-
lation. They were applied to the scope of the detailed model. The detailed model with 
its solid elements and more precise representation of the flanges, spacers and clamps 
provides better understanding of the behaviour of the closure system. In particular, it 
brought to light the predominant effect of shear loads on the bolts up to their failure, for 
moderate pressures in the containment building, with a significant risk of loss of hatch 
cover leak tightness.

This model therefore demonstrated:

 – the complexity of the flange strain mechanisms, excluding any possibility of 
extrapolation from simplified models, and the strong coupling between flange 
buckling and ovalisation phenomena;

 – the weak effect of axisymmetric loads, from the concrete via the sleeve, on flange 
separation and bolt shear (loads due to pressure in the containment building, and 
sleeve pinching under the effect of the prestressed compression imposed in the 
concrete by tendon tensioning) and the importance of non-axisymmetric strain 
imposed on the sleeve by the containment building, responsible for flange buck-
ling and ovalisation;

Figure 6.8. Mesh for the whole sleeve and the flange on the hatch cover side (with spacers and bolts).
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 – the importance of the choice of bolts (in particular, their diameter and yield 
strength of the steel), which are subject to shear loads;

 – the influence of the free play between bolts and flanges.

With regard to this last point in particular, if the free play between flanges and bolts 
was not taken into account, the results showed that the bolts plastic yielded at low pres-
sures (between 3.2 and 5.5 bar abs. depending on the bolts selected) if the two flanges 
were free to slide with respect to each other. These low values, due to bolt shear, were 
strongly sensitive to the free play between bolts and flanges.

During hydrogen combustion, the margin with respect to shear provided by around 
3 mm of free play, which is acceptable with regard to the risk of the bolts yielding, led 
to irreversible separation of the flanges from pressures of between 6.2 and 8.5 bar abs. 
depending on the bolts selected. It would appear that reducing the diameter of the bolts 
is detrimental to their tensile strength, while increasing their yield strength improves 
their mechanical shear strength.
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Figure 6.9. Mesh for a flange (with spacers, clamp and bolts) and cross-sectional diagram of the flanges.
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6.3.3. Mechanical behaviour of the containments of 1300 MWe 
PWR power plants

6.3.3.1. Approach used in the mechanical studies

The objective for this type of containment is similar to that of the mechanical studies 
performed for the containment of a 900 MWe PWR. It involves determining the leak 
tightness limit of the containment building under the thermal and mechanical loads 
to which this containment is subject during a core melt accident. However, a different 
approach is used for two key reasons:

 – the internal face of the inner containment does not have a metal liner. The pur-
pose of mechanical studies is therefore to determine the ability of the prestressed 
concrete of the inner containment to maintain confinement under various acci-
dent loads;

 – leakage from the inner containment appears in the annulus. This space is nor-
mally under negative pressure and the gases and aerosols extracted by the annu-
lus ventilation system (AVS) are filtered before discharge. Mechanical studies, as 
described above, must therefore be supplemented by an examination of possible 
failures of this system and of the outer containment during a core melt accident, 
taking severe weather conditions into account (in particular strong winds).

IRSN has performed studies regarding these containments in support of its Level 2 
Probabilistic Safety Analysis (PSA2) for 1300 MWe PWR power plants. These studies 
also support assessment of the studies submitted by EDF as part of the third ten-yearly 
outage programme for 1300 MWe PWR power plants, in particular studies concerning 
the management of core melt accidents, bearing in mind that EDF is developing its own 
studies on this subject. One of the specific difficulties that appeared in the level 2 PSA 
quantifications and during technical discussions with the operator, is the assessment of 
leakage via the prestressed concrete wall of the inner containment when under pressure, 
an assessment which affects the quantity of releases of radioactive substances into the 
annulus and the ability of the AVS to maintain this space below atmospheric pressure. 
Difficult questions need to be answered to obtain this quantification, in particular:

 – understanding of concrete cracking (crack spacing, opening, length, etc.) on the basis 
of the mechanical stress states in the containment walls. The formulae in French 
Regulations that apply to concrete shrinkage and creep provide values that are very 
different from those measured. On this subject, EDF has launched a national study 
project (the CEOS project) in which IRSN is participating. Results of research actions 
performed under this project and their analysis are expected this year;

 – quantification of leakage via a network of intercommunicating cracks which are 
not necessarily themselves through-wall cracks. IRSN has studied this question 
as part of the ECOBA project regarding the containment properties of reinforced 
concrete structures, funded by the French National Research Agency (ANR). 
Results of research actions performed under this project and their analysis are 
expected this year.

http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx
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Given the difficulties stated above and awaiting the results of the aforementioned 
projects, a semi-empirical approach is used in IRSN studies. The steps of this approach 
can be summarised as follows:

 – the degree of cracking of the inner containment wall is simulated using CAST3M 
code, using a finite element model of this wall based on the prestress in the ten-
dons, and concrete shrinkage and creep;

 – the results of these simulations are adjusted using experimental results obtained 
during containment pressure tests at design pressure (in particular, concrete 
cracking measurements are performed following these tests);

 – the adjusted model is then validated by comparing the results with those of 
experiments performed on scale models under conditions similar to those of a 
core melt accident (see the description of MAEVA tests in Section 6.3.3.2);

 – the validated simulation model, performed using CAST3M code, is then applied 
to the inner containment of a 1300 MWe PWR assumed to be subject to the tem-
perature and pressure loads of a core melt accident deemed adequately bounding.

Completion of these various steps should allow estimates of releases into the annu-
lus to be made this year.

It should be noted that experience feedback on pressure tests performed at design 
pressure and the results of the initial simulations regarding the mechanical behaviour of 
1300 MWe PWR containments show that the concrete of the inner containment does 
not remain in compression everywhere but has areas in traction that could crack. Fur-
thermore, given the delayed deformations of prestressed concrete, the prestress reduces 
over time, which increases the extent of the areas that may be found in traction. The 
areas involved (along with those where concreting faults were observed during the pres-
sure tests) have been covered with a coating to restore leak tightness, in compliance 
with the leakage rate requirements.

In parallel, IRSN performed a study of the various possible failures of the AVS under 
core melt accident conditions, in the context of studies to support its level 2 PSA. The 
purpose was to determine the operating limits of the ventilation system (i.e. its ability 
to maintain the annulus below atmospheric pressure), its filtration systems, and iodine 
traps which are very sensitive to the humidity.

6.3.3.2. Experiments performed to support mechanical studies 
for 1300 MWe PWRs: MAEVA tests

In 1994, EDF decided to produce a scale model of a containment building, in order to 
study the mechanical resistance of the containment buildings of French reactors. The scale 
model represents the main wall of the inner containment at a scale of 1/3 for diameter and 
1/1 for wall thickness. The annulus is also represented but the concrete outer containment 
is replaced by a metal wall on the model (see Figure 6.10). EDF’s objective was to perform 
an experimental study of the thermo-mechanical behaviour of the prestressed concrete 
inner containment for design-basis and beyond-design-basis conditions.

http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx


324 Nuclear Power Reactor Core Melt Accidents

More precisely, the main objectives of the tests were as follows:

 – study of heat transfer in a prestressed concrete wall in the presence of a mixture 
of air and steam;

 – study of the behaviour of a prestressed concrete wall under beyond-design-
basis conditions, by subjecting the model to scenarios of rising temperature and 
pressure;

 – assessment of air and steam leakage rates under accident conditions by compari-
son with those measured with dry air during pressure tests;

 – study of the behaviour of composite-material coatings for the pressure test 
sequences and the various accident scenarios, and validation of their implemen-
tation conditions at industrial scale.

The results should enable assessment of the ability of the inner containment to pro-
vide the confinement function under design-basis and beyond-design-basis accident 
conditions, and specification of the margins on the leakage rates with respect to pres-
sure test conditions.

The MAEVA scale model consisted of a cylindrical prestressed concrete wall, 16 m in 
diameter, 1.2 m thick and 5 m tall (see Figure 6.10). It was built on the Civaux site, using 
high-performance concrete with the same characteristics as the concrete used for the 
containment on Unit 2 of the Civaux power plant. The upper slab was supported by four 
prestressed concrete pillars located in the four quadrants of this slab. The inner wall was 

Figure 6.10. Schematic diagram of the MAEVA scale model.
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divided into quadrants, two of which were covered with a composite-material sealing 
layer similar to that used for repairs on units in operation.

As for units in operation, the prestress was calculated to obtain, at a pressure of 
6.5 bar abs., a mean residual compression of 1 MPa.

Several tests were performed on this scale model, with air and with a mixture of 
air and steam, up to the design pressure of the scale model (5.5 bar rel.). To repre-
sent core melt accidents, a test with air was performed at a pressure of 9.75 bar rel. 
(see Figure 6.11).

During each test, the purpose of the measurements performed was to determine 
leakage rates into the annulus, divided into four sealed quadrants (each quadrant was 
called a chamber), with dry air and with a mixture of air and steam, along with tem-
peratures in the containment and the concrete wall, pressure in the containment and 
displacements of the inner wall of the scale model. In addition, a survey of cracks, visual 
monitoring of the composite-material coatings and bond tests for these coatings were 
performed. These last tests quantified the adhesion of the coatings on the concrete wall 
after the test sequences.

Analysis of the results also determined the adjustment coefficient to be used 
between the leakage rate for dry air and the leakage rate for a mixture of air and steam. 
This coefficient was then used to determine the leakage rate of real containments under 
accident conditions based on leakage rates measured during tests. In addition, changes 
in cracking and measured leakage rates were determined for several accident scenarios. 
In particular, these results on changes in cracking and measured leakage rates have been 
used to validate the method for quantifying leaks described in Section 6.3.3.1 (the CEOS 
project launched by EDF and the ECOBA project funded by ANR, which have just been 
completed at the time of writing).
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Figure 6.11. Pressure changes during the test performed on the MAEVA model, for core melt accidents.
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6.3.4. Summary and outlook concerning studies performed by 
IRSN regarding the mechanical behaviour of containment 
buildings under core melt accident conditions

6.3.4.1. Summary and outlook for the containments of 900 MWe PWR 
power plants

The nonlinear simulations performed by IRSN determined the mechanical behaviour 
of the containment buildings of 900 MWe power plants under core melt accident con-
ditions, and specifically, the behaviour of the sensitive areas of these structures. Leak 
tightness of these containments is provided by a metal layer on the internal face of the 
containment. Taking experience feedback into account, the test results were used to 
specify a criterion for loss of leak tightness of the metal layer, suitable for finite element 
simulations.

The value adopted for the pressure leading to loss of leak tightness of such a con-
tainment is about 10 bar abs. (twice the design pressure). However, it should be noted 
that the simulations were performed for an ideal liner, without taking into account any 
defects that might exist in the welds or any degradation by corrosion, as these pheno-
mena are very difficult to simulate on a computer. For this reason, a safety coefficient 
should be assigned to the pressure given above, depending on the extent of knowledge 
of the aforementioned phenomena, in order to determine the failure pressure for such 
a containment.

The results could be extrapolated to core melt accident scenarios other than the 
AF scenario. This extrapolation is possible because the mechanical phenomena depend 
mainly on the pressure.

With regard to the leak tightness of the equipment hatch, the local and detailed 
models brought to light two modes of loss of confinement, corresponding to tensile 
failure and shear failure of the bolts. These two failure modes show threshold effects 
that depend on the choice of bolts and the specific conditions of each facility (ini-
tial free play between bolt shank and flange bore, the surface state of the flanges, 
friction etc.). In all cases, regardless of the failure mode, these studies confirmed the 
vulnerability of the flange closure system adopted at design, under core melt acci-
dent conditions. In order for the containment to resist an accident pressure of at least 
8 bar abs., EDF has decided to change the bolts (changing both grade and diameter) 
on the equipment hatch.

Other than the equipment hatch, the behaviour of the other sensitive areas of the 
containment, such as the various penetrations, must also be considered for core melt 
accident conditions, as the containment failure pressure also depends on this behaviour. 
EDF is working on this subject as part of safety reviews to check the behaviour of equip-
ment under severe accident conditions.

http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx
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6.3.4.2. Summary and outlook for the containments of 1300 MWe PWR 
power plants

In the context of performing a level 2 PSA for 1300 MWe PWR power plants, IRSN 
produced an approach to the study of the behaviour of double-wall containments. This 
will be used from 2014 during discussions concerning the safety review associated with 
the third ten-yearly outage programme for 1300 MWe PWR power plants.

However, this approach, which is based on the results of containment pressure tests 
and tests performed using the MAEVA scale model, is subject to significant uncertain-
ties as concrete cracking is difficult to characterise and the quantification of leakage via 
cracks is therefore imprecise.

Improvement of knowledge in these two areas is the subject of two projects whose 
results and their analysis are expected in 2015:

 – the 4-year CEOS project, led by the institute for applied research and experimen-
tation in civil engineering (IREX). IRSN was a participant in this project, whose 
objectives were to study the cracking of concrete walls or shells under various 
loads (static monotonic loading, early behaviour in the ten days after pouring, 
effect of constrained deformations, and cracks due to an earthquake);

 – the ECOBA project, funded by the French National Research Agency (under the 
ANR Blanc programme) for a period of three years. The objective of this project 
was to develop a reliable tool for assessing leakage thorough a reinforced or pre-
stressed concrete wall under severe pressure load conditions possibly combined 
with a thermal load.

These two projects had complementary objectives, and include a computer model-
ling and an experimental aspect. Studies using the developped modelling are expected 
this year.

6.4. Containment bypass

6.4.1. Introduction

The term “containment bypass” covers situations which, following equipment failure, 
lead to reactor coolant being put into direct contact with the outside of the containment 
building (i.e. into peripheral buildings or directly into the environment).

Containment bypass could occur during normal reactor operation, during a design-
basis accident (in particular, a steam generator tube rupture accident), or during a core 
melt accident.

Core melt accidents with containment bypass are among the situations that should 
be “practically eliminated” because they could lead to large early release of radioactive 
materials. Generally, these situations have not been covered in design for the reactors 
in the current French fleet, because they result from multiple failures or have a very low 
probability of occurring.

http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx


328 Nuclear Power Reactor Core Melt Accidents

In contrast, these containment bypass situations have been covered in EPR design via 
suitable design and operating provisions. The purpose of these provisions is to prevent 
failures on the secondary systems in the event of steam generator tube rupture (SGTR), 
and failures on systems connected to RCS that leave the containment building. They 
also aim to ensure reliable confinement in these situations (such that the objectives set 
for the EPR in terms of limiting releases are met in all cases). The following provisions 
are among those that contribute to practical elimination of accident sequences with 
containment bypass for the EPR:

 – design provisions on the low head safety injection system (LHSI/RHR, con-
nected to the RCS in particular in certain LOCA situations or during reactor shut-
down), whose injection lines outside the containment building are fitted with 
motor-driven isolation valves that can prevent flow of any fluid from the RCS 
(in the event of failure of the isolation devices – three non-return check valves 
– located upstream inside the containment building). The valves are therefore 
designed to maintain their integrity and provide their isolation function for RCS 
temperatures and pressures and for two-phase water-steam mixtures;

 – design provisions on the medium head safety injection system (MHSI, connected 
to the RCS in particular in certain LOCA situations) similar to those implemented 
for the LHSI/RHR;

 – design provisions made to detect and isolate breaks in the thermal barriers of the 
reactor coolant pumps (RCP);

 – design and operating provisions implemented for SGTR situations with a view to 
reducing releases outside the containment building:

• the MHSI has been designed with a sufficiently low discharge pressure as to 
avoid loading the relief and blowdown valves of the relevant steam genera-
tor secondary system with a two-phase water-steam flow that could damage 
them;

• in the event of high water level on the secondary side, the chemical and volume 
control system (CVCS) is automatically shut down for the same reasons;

 – for reactor shutdown states, design and operating provisions for containment 
isolation systems which must be implemented to ensure that the containment 
building will be closed before any significant release of radioactive substances 
into it; this requirement affects the equipment hatch in particular.

Practical elimination of containment bypass situations during a core melt accident 
is based on systematic consideration of all conceivable bypass sequences, with a deter-
ministic analysis of the corresponding lines of defence, supplemented by probabilistic 
safety analyses, taking into account uncertainties due to limited knowledge of certain 
physical phenomena. As specified in the technical directives for the design and cons-
truction of the next generation of PWR power plants, practical elimination of an acci-
dent sequence cannot be based uniquely on compliance with a generic probabilistic 
cut-off point. This applies to containment bypass sequences, especially as probabilistic 
assessments of such sequences, which are associated with large early releases into the 
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environment, generally depend mainly on estimating the frequency of failure modes 
for equipment that may contribute to confinement. These failure modes include those 
already encountered on operating reactors (non-return check valve leakage, isolation 
valve failure, pipe break on a system connected to the RCS outside the containment 
building, failure of an RCP thermal barrier, SGTR etc.), and others that have not been 
encountered in operating experience. For this reason, uncertainties regarding the reli-
ability data for various systems and equipment items whose failure could lead to con-
tainment bypass must be assessed and taken into account during use of the results of 
probabilistic safety analyses.

6.4.2. Possibilities for containment bypass

During normal reactor operation, failure of isolation between the RCS and one of 
the systems connected to it (in particular, the SIS, RHR, CVCS and CCWS for reactors 
in the current French fleet) could lead to a line break outside the containment building 
on the system involved. These systems are not designed to withstand loads resulting 
from the arrival of reactor coolant (a water-steam mixture at high temperature and 
pressure) following isolation failure (i.e. failure of a check valve or isolation valve for 
the SIS, RHR and CVCS, failure of an RCP thermal barrier for the CCWS). Along with the 
possibility of a pipe break outside the containment building, the heat exchangers used 
for cooling the RHR, CVCS and CCWS are mechanical weak points. Leakage possibilities 
are therefore considered.

During design-basis accidents such as SGTR or LOCA, containment bypass may occur 
in the following cases:

 – the combination of a main steam line break (MSLB) and an SGTR;

 – a valve on the main steam relief train (MSRT) or a steam generator relief valve 
jamming in the open position following an SGTR;

 – rupture on a system in a peripheral building that constitutes an "extension of the 
third containment barrier" (see Section 6.1), including the safety injection system 
(SIS) and the containment spray system (CSS), following LOCA.

Finally, the following types of containment bypass could occur during a core melt 
accident:

 – a single or multiple SGTR caused by an increase in pressure in the RCS when water 
drains back onto the molten core;

 – a line break on the SIS due to a leak affecting the isolation valves fitted to the 
safety injection lines;

 – a line break on a system that is part of the extensions to the third containment 
barrier (line break on a system connected to the RCS or failure of an RCP ther-
mal barrier).

The following sections give examples of several types of containment bypass.
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6.4.3. Types of containment bypass that could occur during 
reactor operation

6.4.3.1. Rupture on the safety injection system (SIS) following a leak 
affecting the isolation valves fitted to the safety injection lines 
in the RCS

In the event of a sealing fault on the isolation devices (check valves) located between 
the "low head" part of the SIS and the RCS, rupture could occur on the low head part of 
the SIS (LHSI), due to pressurisation of this part if the leak exceeds the capacity of the 
SIS safety valves. Such rupture would lead to water from the RCS draining outside the 
containment building. Depending on valve failure mode, the calculated flowrate from 
the RCS would be between 25 m3/h and 1000 m3/h.

Estimated frequencies for these "type V" accident sequences, depend on the num-
ber of isolation devices and the probabilities of failure, including common cause failure, 
assigned to these devices. As these probabilities of common cause failure for the various 
check valves providing RCS isolation are low, the probability of a core melt accident with 
containment bypass is estimated at approximately 10–8 per reactor-year for 900 MWe 
reactors, given that there are three check valves, two of which are diversified. However, 
this value is subject to large uncertainties.

6.4.3.2. Break on the component cooling water system (CCWS) outside 
the containment building following failure of a reactor coolant 
pump thermal barrier

The RCP thermal barriers are cooled by coils which are part of the CCWS. Failure of 
such a coil could lead to rupture on sections of the CCWS not designed for RCS pressure. 
This would lead to an RCS break that cannot be isolated. As described below, the break 
could occur inside or outside the containment building, leading to containment bypass 
in the latter case.

For 900 MWe units, each RCP is cooled by a part of the CCWS that penetrates the 
containment building. Inside the containment, isolation of each cooling line (one line 
per RCP) is reliant on the closure of a non-return check valve located on the CCWS 
upstream of the RCP and on closure of a pneumatic valve located on the CCWS down-
stream of the RCP. Valve closure is automatic in the event of excessive flowrate in 
the CCWS at the outlet of the RCP thermal barrier (excessive flowrate may occur 
following coil rupture leading to reactor coolant leaking into the CCWS). The section 
between the non-return check valve and the isolation valve is able to mechanically 
withstand the temperatures and pressures associated with leakage of reactor coolant 
into the CCWS, as shown by mechanical calculations performed by IRSN to this end. 
However, in the event of failure of the non-return check valve or the isolation valve, 
which are not designed to ensure isolation of the CCWS during a reactor coolant leak 
(in particular for the corresponding temperatures and pressures and two-phase water-
steam mixtures), a break in the CCWS could occur inside or outside the containment 
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building on sections of the system other than the section between the non-return 
check valve and the isolation valve.

The estimated frequency of a core melt accident with containment bypass during 
such a break in the CCWS depends on the ability of the CCWS isolation valve to close. 
Given the large uncertainties concerning this ability and as part of the safety review asso-
ciated with the third ten-yearly outage programme for 900 MWe units, ASN requested 
implementation of a design modification to ensure the availability of the CCWS in the 
event of thermal barrier coil rupture.

For 1450 MWe reactors, following their first ten-yearly outage programmes, ASN 
requested that the operator present a detailed analysis of accident scenarios of this type 
in 2014.

For 1300 MWe reactors, the subject is under examination as part of the safety review 
associated with the third ten-yearly outage programmes.

For the EPR, the estimated frequency of core melt is very low given that CCWS isola-
tion is qualified to be operable in the event of a guillotine break in the coil and is provided 
by two diversified valves. Furthermore, by design, only partial loss of CCWS would occur 
in the event of failure of this isolation.

6.4.4. Types of containment bypass that could occur during 
a design-basis accident

This section describes containment bypass associated with steam generator tube 
rupture (SGTR).

SGTR leads to reactor trip and automatic startup of the safety injection system (SIS) 
and the emergency feedwater system (EFWS). The main actions to be performed by the 
operator are as follows:

 – identify the affected steam generator and isolate it on the secondary side. This 
isolation must be performed quickly to avoid the steam generator filling with 
water and consequent loading of the associated blowdown and relief valves;

 – cool the reactor via the healthy steam generators and reduce RCS pressure to 
stop the primary-secondary leak as quickly as possible and create the conditions 
for startup of the RHR system. Using specific criteria, operators must shut down 
the SIS to limit filling of the steam generator with water and allow depressurisa-
tion of the RCS.

The path to cold shutdown is pursued by starting up the RHR system.

Following an SGTR, containment bypass may result from a leak of reactor coolant via 
the secondary system blowdown or relief valves occurring after filling of the secondary 
side of the affected steam generator by reactor coolant. Such a situation could occur if 
there were a delay in the operator isolating the affected steam generator or shutting 
down the safety injection system and if the secondary system blowdown or relief valves 
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should fail to close after operating with water, followed by failure of the RHR system 
during its startup or operation, which would lead to complete drainage of the refuelling 
water storage tank (RWST) to the outside of the containment building, thereby making 
it impossible to provide water injection into the RCS.

In order to reduce the risk of a combination of an SGTR and failure of a secondary-
side relief-valve, modifications have been made to reactors in the current French fleet 
to limit filling of the secondary side of the affected steam generator with water from 
the RCS, in order to prevent steam generator overflow. Note that the situation is more 
favourable on 1300 MWe and 1450 MWe units and the EPR, as the SIS discharge pres-
sure (MHSI on the EPR, see Section 6.4.1) is lower than on 900 MWe units. Results of the 
PSAs show that the probability of a core melt accident with containment bypass associ-
ated with an SGTR is very low (less than 10–8 per reactor-year for 900 MWe reactors).

6.4.5. Types of containment bypass that could occur during 
a core melt accident

6.4.5.1. Induced breaks on steam generator tubes

One of the main risks associated with high-pressure core melt accidents is contain-
ment bypass following steam generator tube rupture (SGTR).

Existing studies concerning high-pressure core melt accidents, in particular those 
performed at IRSN, show that RCS failure would initially occur on steam generator 
tubes (i.e. before hot leg or reactor vessel failure) when these are depressurised (see 
Section 5.1.4). Furthermore, operating experience feedback has shown that certain 
steam generator tubes are weakened by reactor operation (weakening by corrosion and 
fatigue mechanisms). Despite provisions made to monitor the state of the tubes and 
isolate weakened or corroded tubes (see Section 2.4.2.3), the existence of weakened 
tubes which constitute one of the mechanical weak points of the RCS pressure boundary 
cannot be ruled out.

Provisions have been made that aim to prevent high-pressure core melt accidents, 
given the possible consequences of this type of accident on the third and final contain-
ment barrier, in particular in the event of direct containment heating (DCH, see Sec-
tion 5.2.1). These provisions include deliberate depressurisation of the RCS by opening 
the pressuriser steam bleed valves. This depressurisation of the RCS is included in the 
accident operation procedures and is performed immediately by the operators as soon 
as the Severe Accident Operating Guide is in use (see Section 4.3.3.4).

It should be noted that, in the context of the safety review associated with the third 
ten-yearly outage programme for 900 MWe reactors, it has been decided to modify the 
opening control for pressuriser steam bleed valves to make their operation more reliable 
and thereby make it possible to depressurise the RCS during a core melt accident.

For the EPR, design provisions have been made aiming to "practically eliminate" high-
pressure core melt accidents. These are described in Section 4.3.4.2.

http://www.irsn.fr/EN/Pages/home.aspx


Behaviour of Containment Buildings 333

Please refer to Section 5.1.4 for more details regarding high-pressure core melt acci-
dents and "induced breaks".

6.4.5.2. Failure of a system that constitutes an extension of the third 
containment barrier

Systems called "extensions of the third containment barrier" (E3B) are systems 
required for the management of a given accident situation, whose startup requires the 
opening of containment isolation valves. A failure (such as a leak or line break) on these 
systems may lead to transfer of radioactive substances into the buildings around the 
reactor building or into the environment.

For 900 MWe units, systems that constitute an extension of the third containment 
barrier during a core melt accident include, in particular:

 – the section of the containment building venting and filtration system between 
the containment isolation valve and the outlet of the sand filter. This system and 
its uses are described in Section 4.3.3.3;

 – the sections of the SIS and CSS systems outside the containment, which carry 
contaminated water from the sumps located at the bottom of the reactor build-
ing when these systems are used in recirculation mode (see Section 2.4.2).

The decision to start up an E3B system can be made by applying the Severe Accident 
Operating Guide. The decision could also have been made earlier in the course of an 
accident, in application of the Assistance Guide for Emergency Response Teams.

The definition of an extension of the third containment barrier, the list of E3B sys-
tems and the requirements to be applied to these systems are subject to detailed exami-
nation by IRSN and EDF, in particular during safety reviews.

In this respect, it should be specified that the concept of an E3B system appeared 
after the design phase for the facilities. For this reason, the process of applying the 
requirements associated with the third containment barrier to its extensions has been 
performed in a checking framework rather than a design framework for reactors in the 
current French fleet. Initially, this process aimed to check the ability of E3B systems, as 
designed, to:

 – mechanically withstand the loads induced by their role which involves checking 
via mechanical studies performed on all series;

 – ensure confinement of radioactive substances under all conditions to which they 
might be subject, in particular under accident conditions that require their use.

This IRSN examination of the requirements that apply to E3B systems as part of the 
safety reviews associated with the third ten-yearly outage programmes for 900 MWe 
reactors and the second such programmes for 1300 MWe reactors has led to requests 
to check the mechanical resistance of certain systems which could carry a water-steam 
mixture under accident conditions (in particular for the NSS/RCS) and the irradiation 

http://www.irsn.fr/EN/Pages/home.aspx
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resistance of certain equipment items (in particular the seals required for leak tightness 
of E3B systems).

This examination also led to implementation of modifications to equipment and pro-
cedures, with the aim of both ensuring better detection of possible failures on E3B sys-
tems and of mitigating consequences in the event of failure of these systems.

With regard to monitoring the leak tightness of E3B systems (in particular the SIS 
and CSS), additional activity measurements (on the plant radiation monitoring system) 
and measurements of the water level in the sumps of the nuclear auxiliary building, fuel 
building and auxiliary safeguard building have been implemented on the facilities.

With regard to means for mitigating any consequences in the event of failure on 
the systems, EDF's current strategy consists of reinjecting the contaminated effluents 
recovered outside the containment back into the containment, whether for design-basis 
accidents or core melt accidents. Analysis of the modifications associated with this 
strategy, which have already been implemented for the 900 MWe series as part of the 
third ten-yearly outage programmes, is currently underway at IRSN for the 1300 MWe 
series as part of the safety review associated with the third ten-yearly outage pro-
grammes for these reactors.

6.5. Conclusion
As shown by the Three Mile Island accident in the United States (see Section 7.1), the 

containment building provides effective confinement during a core melt accident when 
its integrity and leak tightness can be ensured. Studying possible failure modes of the 
containment building and assessing means to confront them contributes to reducing the 
possibility of radioactive releases into the environment for all conceivable accident situ-
ations, including core melt accidents.

As we have seen in this section, studies regarding containment consist of syste matic 
examination of possible failure modes under all conceivable operating conditions: leak 
tightness failure on the reactor building itself, leak tightness failure on containment 
penetrations, failure on systems connected to the RCS which under certain operating 
conditions constitute "extensions of the containment building".

In particular, the purpose of these studies is to improve the design and operating 
provisions implemented on containments in the current French fleet, to prevent the risk 
of large releases into the environment in the event of a core melt accident as far as pos-
sible. For reactors in the current fleet, studies have also enabled improvements to equip-
ment hatch leak tightness by modifying the associated fastenings.

For the design of the EPR, a stricter objective was adopted: to "practically eliminate" 
core melt accidents that could lead to large early releases.

http://www.irsn.fr/EN/Pages/home.aspx
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Chapter 7
Lessons Learned from 

the Three Mile Island and 
Chernobyl Accidents and from 

the Phebus FP  Research Programme

7.1. Lessons learned from the Three Mile Island accident

7.1.1. Introduction

On 28 March 1979, a core-melt accident occurred on the second unit of the Three 
Mile Island nuclear power plant (TMI-2, an 800 MWe reactor designed by Babcock and 
Wilcox) near Harrisburg in Pennsylvania, USA1 (see Figure 7.1). This accident, which had 
been considered utterly improbable, caused considerable repercussions around the 
world. For those in the nuclear industry, it led to a sudden awareness that the risks asso-
ciated with nuclear power plants needed be reconsidered in depth [1-7].

1. The TMI-2 reactor is similar in its major design principles to the pressurised water reactors (PWRs) 
operating in France (see Figure 7.1). However, it differs from French PWRs on two main points for 
facility operation and safety: it only had two core cooling loops, while French PWRs have three or 
four loops (see Section 2.3.2.2) and the steam generators were countercurrent heat exchangers 
with straight tubes, whereas French PWRs have U-tubes. In the event of its water supply being 
interrupted, a straight-tube steam generator dries out in two minutes, whereas a U-tube steam 
generator takes about 10 minutes to dry out.

http://www.irsn.fr/EN/publications/thematic-safety/chernobyl/Pages/overview.aspx
http://www.irsn.fr/EN/Research/Research-organisation/Research-programmes/PHEBUS-PF/Pages/Severe-accident-research-programme-PHEBUS-FP-3455.aspx
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Previously, it had never really been considered that the core of a reactor could melt. 
The speed with which this melting occurred was also a surprise. After the accident, when 
observation of the degraded core became possible, it was discovered that nearly half the 
core had melted and that approximately 20 tonnes of molten materials produced by this 
degradation had reached the vessel lower head. This raises the question of what would 
have happened if the operators had not finally closed the breach in the reactor coolant 
system (RCS) and reflooded the core with water during the accident, or if a larger quan-
tity of molten materials had ultimately accumulated at the bottom of the vessel. The 
vessel could then have failed, allowing molten materials to flow into the containment 
building, which would have led to interactions between these materials and the contain-
ment concrete, with the eventual risk of a large release of radioactive substances into 
the environment via containment pressurisation or basemat piercing2.

All these uncertainties and questions raised by the Three Mile Island accident have led 
to large-scale analysis work in the nuclear industry, a large number of international dis-
cussions, and a general review of risks and safety approaches for nuclear reactors [3-7].

A summary of the accident sequence and a physical analysis, in which experts from 
many countries have participated, is given in the following sections. The analysis is based 
on interpretation of the data recorded by the power plant’s instrumentation during the 
accident, on knowledge of the final state of core degradation observed after the reactor 
vessel head was opened (in late 1984, over five years after the accident), on extraction 

2. In 2011, the accident on the Fukushima Daiichi nuclear power plant in Japan demonstrated that 
external hazards (earthquake followed by a tsunami significantly greater than the design-basis tsu-
nami for the facilities) can lead to a core-melt accident. Unfortunately, this accident led to fuel melt 
and probably to reactor vessel and containment failure on three of the power plant’s reactors, along 
with large releases of radioactive substances into the environment [12].

Figure 7.1. Diagram of the Three Mile Island power plant

http://www.irsn.fr/EN/publications/thematic-safety/fukushima/Pages/overview.aspx
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and examination of the core debris in hot laboratories, and on simulation of aspects 
of the accident scenario. Collaboration between specialists from various countries has 
enabled the accident sequence to be largely reconstructed, in particular the thermal-
hydraulics in the core and associated systems during the accident, and the stages of core 
degradation [6, 8 and 9].

The consequences and lessons learned from the accident are presented at the end of 
Section 7.1. These lessons marked a major turning point in the development of the safety 
approach for nuclear reactors worldwide.

7.1.2. Accident and core-degradation sequence

The accident’s initiating event was a relatively banal operating incident: failure of the 
main feedwater supply to the steam generators while the reactor was operating at nomi-
nal power. This failure was probably caused by an error made during maintenance work 
on the reactor’s auxiliary systems. Due to the low thermal inertia of this steam-generator 
design, the sudden loss of heat removal via the steam generators led to an increase in cold 
leg temperature and pressure in the reactor coolant system within a few seconds.

As planned for this situation, the RCS relief valve, located at the top of the pres-
suriser, opened to reduce the pressure in this system by discharging its coolant into the 
pressuriser relief tank located in the containment building. The incident also very quickly 
led to reactor trip. Up to this point, control systems functioned as expected.

Two failures then occurred which determined the development of the situation. The 
first failure was that the pressuriser relief valve did not automatically close when the 
RCS pressure had fallen sufficiently. Reactor coolant therefore continued to discharge 
into the relief tank and then into the containment building via the tank’s overflow once 
it was full; this corresponds to a loss of coolant accident (LOCA). The second failure was 
that the emergency feedwater system for the steam generators did not take over from 
the main feedwater system because its valves, which should have been open, were closed 
(they had been closed during a regulatory test performed several days previously). The 
secondary side of the steam generators then dried out in a few minutes, leading to loss 
of cooling of the RCS by the steam generators.

The first failure had serious consequences because the operators in the control room 
did not realise that the pressuriser valve had remained open. For over two hours, appro-
ximately 60 tonnes per hour of reactor coolant poured into the containment building 
(for an initial reactor coolant inventory of 200 tonnes). The jammed valve was not 
quickly diagnosed, as the operators in the control room had no indication of the real 
position of the valve, only a light that indicated that the close command had been sent. 
They therefore had no way of knowing if closure had been successfully performed.

The second failure may not have had a major impact on the accident sequence. How-
ever, for nearly 25 minutes, operator attention was focussed on re-establishing stable 
cooling conditions on the secondary side, which probably partly explains why the initial 
critical phases on the RCS side were not correctly analysed.
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The accident sequence can be described in several phases from the initiating event, 
as suggested in earlier publications [6, 8, and 9].

 ► Phase 1 of the accident: LOCA (estimated duration 100 minutes)

RCS pressure continued to decrease because the pressuriser relief valve remained 
open. When it reached approximately 110 bar, two minutes after the start of the acci-
dent, the high-pressure safety injection system (SIS) started up automatically and 
cold water was therefore injected into the RCS. Operators then monitored pressure 
regulation in the RCS by following the pressuriser water-level measurement. In nor-
mal operation, with the relief valve tightly closed, the upper part of the pressuriser is 
filled with a small volume of steam that determines RCS pressure. An instruction tells 
operators to check that this volume of steam (and therefore the water level in the 
pressuriser) varies little, which is a sign of RCS pressure stability. However, as the relief 
valve was open, a two-phase water-steam mixture was escaping from the breach. The 
apparent water level in the pressuriser, measured using the static pressure difference 
between the top and bottom of the pressuriser (weight of the water column), there-
fore seemed to rise quickly, given the large proportion of water in the mixture leaving 
by the relief valve. Believing the relief valve tightly closed, the operators attributed 
the rising water level in the pressuriser to the water supplied by the safety injection 
system and assumed that this rising water level would be accompanied by rising pres-
sure in the RCS. Five minutes after the start of the accident, they took the decision 
to manually stop the high-pressure safety injection, which would have major conse-
quences. From then on, there was an open breach in the second barrier and emergency 
cooling was not operating.

From this point, the water that continued to leave via the pressuriser relief valve was 
no longer replaced in the RCS; make-up via the chemical and volume control system 
(CCVS) was not adequate. Approximately 16 minutes after the start of the accident, the 
volume of reactor coolant lost via the breach and the loss of pressure were such that 
steam started to form in the RCS.

The RCS was now carrying a mixture of steam and water, with an increasing steam 
fraction over time. Its operation was maintained under these conditions for over an hour, 
despite a certain number of indications (increase in core neutron flux, reactor coolant 
pump vibrations, increasing water level in the pressuriser relief tank, and increasing tem-
perature and pressure in the containment building) and alarms that should have alerted 
the operators to the state of the RCS. Residual heat from the core was being removed 
both by the steam generators – the operators having succeeded in restoring emergency 
feedwater supply, which had occupied all their attention – and by the water and steam 
discharging into the containment building via the pressuriser discharge valves (but the 
operators were unaware of this).

The two reactor coolant pumps were shut down at 73 minutes and 100 minutes from 
the start of the accident respectively. Given the parameters measured in the contain-
ment (in particular temperature and pressure), the operators suspected an RCS leak on 
the steam generators. They were now counting on core cooling by natural convection.
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 ► Phase 2 of the accident: core heating with the RCS and high-pressure 
SIS shut down (from 100 minutes to 174 minutes)

Shutting down the reactor coolant pumps led to separation of the water and steam 
phases in the RCS and creation of a volume of steam in the upper part of the reactor ves-
sel. As later estimated, the water level was now around the top of the core.

The reactor was now only cooled by water from the chemical and volume control 
system. This make-up was not adequate to compensate for the loss of water from the 
pressuriser relief valve. Loss of water led to a decrease in the water level in the reactor 
vessel. It was later estimated that the decreasing water level reached the top of the 
fuel rods in the core 112 minutes after the start of the accident. This point therefore 
marks the start of uncovery of the fuel rods, which then heated up as they were inad-
equately cooled.

Between 130 and 140 minutes after the start of the accident, the upper part of the 
fuel rods was sufficiently hot (a temperature of approximately 800 °C) to cause bal-
looning and failure of their zirconium alloy cladding, leading to release of gaseous fission 
products into the containment building via the RCS breach (the “high dose rate” alarm in 
the containment triggered at 134 minutes). At this point, the operators could no longer 
be in doubt that the situation was serious.

Leakage via the pressuriser relief valve was finally diagnosed 142 minutes after the 
start of the accident. The operators closed an upstream isolation valve, which eliminated 
the RCS breach and restored the second barrier. However, later assessments show that 
at this point, half of the height of the fuel rods was uncovered and it was too late to 
prevent their degradation.

Until 174 minutes from the start of the accident, no means other than the CCVS 
would be used to cool the core (as the RCS and SIS were shut down). Under the effect 
of the exothermic oxidation reaction between zirconium alloy and steam (see Sec-
tions 4.3.1.2 and 5.1.1.2), the core continued to heat up, which caused increased steam 
production and increased pressure in the RCS, which was now sealed following closure 
of the pressuriser relief line. The water level in the core continued to decrease until only 
one metre of the 3.6 metre height of the fuel rods was covered.

With the gradual drop in water level, heating of the uncovered part of the cladding 
led firstly to cladding rupture, then to its significant oxidation, and finally to the initial 
flows of melted metal materials by the formation of eutectic mixtures. Fe-Zr, Ni-Zr, 
and Ag-Zr eutectics can form at temperatures of several hundred degrees below 
the melting point of zirconium alloy (see Section 4.3.1.2 and Figure 4.3). The initial 
liquid formed was most probably the Ni-Zr eutectic between the cladding zirconium 
alloy and the Inconel of the spacer grids in the central part of the core. Then around 
1400 °C, at the same time as exothermic oxidation, melting of the control rod clad-
ding led to a flow of a silver-indium mixture. The stainless steel of the control rod 
cladding could also have been attacked at around 1300 °C by interaction with the 
nickel-zirconium eutectic.
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When the molten materials reached the water-steam interface, they solidified in 
contact with water, which led to the formation of a crust around the core axis, called the 
lower crust in the following text (see Figure 7.2). This crust remained in place until the 
end of the accident, and samples could be taken and analysed after the reactor vessel 
head was removed. These analyses showed that it was made up of metal alloys of Zr, Ag, 
In, Fe and Ni, which coated columns of fuel pellets.

The lower crust’s bowl shape can be explained by the changing conditions for core cool-
ing: the central blockage of flow by the forming crust redirected steam towards the perim-
eter, causing a gradual increase in cooling at the perimeter such that the molten metal 
alloys resolidified in these areas at levels much higher than the water level in the core.

In the upper parts of the core, continued highly exothermic oxidation of zirconium 
alloy by the steam led to local attainment of the melting point of zirconium alloy (which 
ranges from 1800 °C to 1950 °C depending on its oxygen content). Flowing zirconium 
alloy melted the fuel pellet uranium oxide to form a bimetallic compound (mainly U, Zr, 
and O). Similarly, zirconium alloy oxidation led to degradation of the fuel rods, leading to 
solid fuel-pellet fragments falling in the core. This degradation process is assumed to have 
progressed towards the core perimeter until 174 minutes after the start of the accident.

The lower crust now constituted a crucible that collected metal and oxide com-
pounds. This was probably a mixture of solid debris and molten materials, with a mean 
temperature of between 2300 °C and 2500 °C at this time.

While the lower crust itself was cooled convectively by steam and also by radiative 
heat transfer to the water surface, the materials collected in the crucible were poorly 
cooled and gradually heated up until the centre melted. Figure 7.3 shows a schematic 
diagram of the state of the core at 174 minutes:

 – in the lower part of the core, the fuel rods are intact over a height of approxi-
mately one metre;

 – a leaktight bowl-shaped crust, made up of resolidified materials, has formed 
above these intact fuel rods;

 – the crucible thus formed contains a mixture of solid debris, along with a pool of 
molten materials in its central part;

 – in the upper part of the core, the fuel rod cladding is highly oxidised, but the 
majority of fuel rods are still in place.

 ► Phase 3 of the accident: partial reflooding of the core - formation of a 
debris bed (between 174 and 180 minutes)

At 174 minutes from the start of the accident, the operators restarted the reactor 
coolant pump on one of the cooling loops to try and restore reactor coolant circulation. 
This brought 28 m3 of water into the reactor vessel in 6 minutes. This was the largest 
supply of coolant since the reactor coolant pumps had been stopped 100 minutes after 
the start of the accident.
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Figure 7.2. Assumed state of the core after lower crust formation.

Figure 7.3. Assumed state of the core 174 minutes after the start of the accident.
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It caused a rapid increase in RCS pressure, associated with the vaporisation of water in 
contact with the overheated core components, rapid oxidation of the remaining unoxidised 
zirconium alloy in the upper half of the core, and probably deterioration of heat exchange 
in the steam generators due to the hydrogen produced by zirconium alloy oxidation.

This water supply to the core probably stopped development of the corium pool 
above the crust. However, the thermomechanical stresses caused by partial quenching 
of the damaged oxidised fuel rods in the upper part of the core led to fragmentation of 
the oxidised cladding and fuel pellets, which then formed a debris bed in the upper part 
of the core (see Figure 7.4). Later observations and analyses have shown that the bed 
was made up of several tonnes of compact debris.

Six minutes after restarting, the reactor coolant pump was stopped by the operators 
because RCS pressure was rising sharply.

 ► Phase 4 of the accident: heating of the debris bed – development of the 
corium pool (between 180 and 200 minutes)

The sharp rise in RCS pressure associated with supply of water to the core led ope-
rators to reopen the isolation valve of the pressuriser relief line. This opening caused 
radioactivity alarms to trigger, including some outside the reactor building. At this point, 
the first two barriers were “breached” and isolation of the third and final containment 
barrier (the containment building) had not yet been performed.

Figure 7.4. Assumed state of the core during Phase 3 of the accident.
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In the absence of containment isolation, the triggering of alarms outside the reactor 
building was due to automatic transfer of contaminated liquid from the containment 
sumps into storage tanks located in the non-leaktight auxiliary building. These tanks 
themselves overflowed and contaminated liquid poured into the auxiliary building, lead-
ing to releases outside the facility.

An emergency situation was declared 200 minutes after the start of the accident and 
this led to isolation of the containment building, interrupting transfer of radioactivity to 
the auxiliary building.

According to the later reconstruction of the accident, the quantity of water in the 
reactor vessel decreased during Phase 4, due to water boiling off under the effect of the 
residual heat. At 200 minutes from the start of the accident, the water level in the core 
was only about 2 m.

Between 180 and 200 minutes, the cooling water flowrate was low. The centre of 
the debris bed was not cooled due to its mass, its low permeability, the residual heat 
released inside it and the presence of the lower crust that hindered coolant flow. The 
debris bed therefore heated up around the corium pool and the pool grew towards the 
top of the core through gradual melting of debris.

 ► Phase 5 of the accident: total reflooding of the core - continued deve-
lopment of the corium pool (between 200 and 224 minutes)

At 200 minutes after the start of the accident, the operators started up the high-
pressure safety injection system and ran it for 17 minutes. Later analysis of the data 
gathered on RCS temperatures and pressures shows that the reactor vessel was full of 
water 7 minutes after this system restarted.

It is estimated that during vessel filling, water managed to penetrate the upper debris 
bed, cool it and rewet it. However, the corium pool continued to heat up. The restarting 
of the high-pressure safety injection system, between 200 and 217 minutes after the 
start of the accident, occurred when the corium pool was already too large to be effec-
tively cooled. It is estimated that at 224 minutes, almost all the compacted debris in the 
crucible formed by the lower crust had melted (see Figure 7.5).

 ► Phase 6 of the accident: movement of core materials towards the reac-
tor vessel’s lower plenum (between 224 and 226 minutes)

At 224 minutes from the start of the accident, while the operators were occupied 
with cooling the core which they did not suspect to be badly damaged, a certain num-
ber of measurements suggested that fuel movements were occurring in the core. It was 
only much later, after examination of the vessel’s lower plenum, that the events that 
occurred at this time could be reconstructed. The crust finally failed on one side and 
20 tonnes of molten materials flowed to the bottom of the core, destroying the internal 
structures located in the core perimeter as they passed (see Figure 7.6).
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Figure 7.6. Assumed state of the core after the flow of molten materials (Phase 6 of the accident).

Figure 7.5. Assumed state of the core at the end of Phase 5 of the accident.
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The mechanism of crust rupture is not known with certainty. Some writers have 
emphasised compression of the corium pool under the weight of the upper debris bed, 
while others emphasise the mechanical loads on the crust due to the partial depres-
surisation of the RCS which occurred between 220 and 224 minutes, after high-pressure 
safety injection was stopped.

The flow of molten materials to the vessel lower head while the vessel was prac-
tically full of water could theoretically have led to a violent vapour explosion (see 
Section 5.2.3). It is important to note that nothing in the recorded data, or in the 
state of the core observed after the accident, suggests that such a sudden mechani-
cal phenomenon occurred during the flow of 20 tonnes of molten materials into the 
lower plenum. One possible explanation is that the relatively long duration of the flow 
of molten materials (of the order of a minute) did not promote their mixture with the 
coolant.

The water present in the reactor vessel was finally able to solidify and cool the 
molten materials after several hours. The vessel lower head did not fail despite the flow 
of molten materials. One possible explanation, which has already been mentioned in 
Section 5.1.3.1, is the existence of a gap between the molten corium and the vessel wall, 
which would have allowed circulation of water or steam and reduced heat exchange 
between the molten materials and the vessel lower head.

 ► End of the accident: restoration of stable cooling (to 16 hours after the 
start of the accident)

During Phases 3 and 5 of the accident, operators had attempted to restart RCS 
cooling. These attempts were hindered by the large quantity of non-condensable hydro-
gen in the RCS, produced by oxidation of the zirconium alloy cladding and other core 
materials. Nevertheless, these actions did cool the degraded core as the hydrogen was 
vented by opening the pressuriser relief line. In doing this, hydrogen and radioactive 
products entered the containment building.

Hydrogen thus accumulated in the containment building. Hydrogen combustion 
occurred 9 hours 30 minutes after the start of the accident. It has been shown that, 
at this time, the molar concentration of hydrogen in the containment was slightly 
below 8%, along with a small quantity of water vapour (around 3.5%). This com-
bustion led to a pressure peak of 2 bar in the containment (which was designed to 
withstand 5 bar). The containment suffered no damage, but when entered several 
months later, fire and pressure damage was observed on some parts of the internal 
structures.

At 11 hours 8 minutes after the start of the accident, the isolation valve on the pres-
suriser relief line was definitively closed, bringing to an end transfer of contamination 
into the containment building.

At 13 hours 23 minutes after the start of the accident, the safety injection system 
was restarted to fill the RCS.
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At 15 hours after the accident, the quantity of water in the RCS was sufficient for 
reactor coolant pumping to recommence. The reactor coolant pumps were restarted 
from 15 hours 49 minutes after the accident. Normal, stable cooling was thus obtained 
approximately 16 hours after the start of the accident. One day after the start of the 
accident, the reactor coolant pumps were again stopped, as the natural convection 
flowrate between the reactor vessel and the steam generators had become adequate to 
remove the residual heat from the core.

The final state of the core in shown in Figure 7.7.

7.1.3. Environmental and public health consequences 
of the accident

As stated above, there was considerable internal damage to the power plant: nearly 
half the fuel melted, nearly half the gaseous and volatile fission products (krypton, 
xenon, iodine and caesium) passed into the reactor coolant, whose radioactivity concen-
tration reached 2.96 x 1016 Bq/m3. Over 2000 m3 of this radioactive water poured into 
the containment via the RCS breach.

Despite partial melting of the reactor core and the significant release of radioactive 
products into the containment building, the immediate radiological consequences on the 
environment were negligible [1 and 2]. The containment building performed its function. 
The small releases into the environment that did occur prior to containment isolation 

Figure 7.7. Final state of the core.



Lessons Learned from the Three Mile Island and Chernobyl Accidents and from the Phebus FP… 349

were caused by contaminated liquid from the containment sumps being pumped into a 
non-leaktight auxiliary building.

In the design of the Three Mile Island facility, start-up of the safety injection system 
did not automatically provoke isolation of the containment building, i.e. closure of isola-
tion valves on all pipes entering or leaving the reactor building that are not indispensable 
for reactor core safety. For several hours, the sump pumps therefore transferred water 
that was increasingly loaded with radioactive products into an auxiliary building. Due 
to the lack of leak tightness on certain systems, hot contaminated water escaped into 
this building and evaporated, releasing the iodine and xenon that it contained. These 
gases and vapours were taken up by the building’s general ventilation system and dis-
charged outside via iodine filters whose efficiency was found to be inadequate (it was 
later observed that the filters had not been subject to suitable inspections to check their 
efficiency). It was only when these transfers of radioactive products triggered alarms 
that the order to isolate the containment building was given manually.

On the basis of radioactivity measurements performed on the accident site, it has 
been estimated that only 0.01% of the fission product inventory was transferred from 
the core to the environment, even though the auxiliary building in question was not 
designed to constitute a leaktight containment building. With regard to iodine, whose 
131I isotope produces the most significant short-term environmental consequences 
(see Section 5.5), it as been determined that the total release of this radionuclide 
into the environment did not exceed 10–5 % of the inventory present in the reactor 
core. In the 16 hours following the accident, 37 x 1010 Bq of 131I were released, and in 
the thirty days that followed approximately 259 x 1010 Bq were released. Releases of 
other radioactive products were estimated at approximately 18.5 x 109 Bq of 137Cs and 
3.7 x 109 Bq of 90Sr.

Many studies have shown that the accident had no health consequences for the 
general public and had no significant impact on the environment [1 and 2]. However, 
the Three Mile Island accident traumatised the public. For a whole week, the authori-
ties in charge of public safety were unsure of the degree of severity of the accident and 
whether partial or total evacuation of nearby inhabitants was required. In particular, 
they were afraid that the hydrogen bubble formed in the upper part of the reactor vessel 
could explode (falsely, because this explosion is not possible without oxygen), leading to 
catastrophic failure of the containment and large releases of radioactive products into 
the environment.

The contradictory information drip fed by the authorities during the accident did 
nothing to reassure the public, and over 200,000 people fled the region during the crisis.

7.1.4. Lessons learned from the accident with regard 
to the physics of core melt accidents

The Three Mile Island accident led to the development of numerous R&D programmes 
with regard to the physics of core melt accidents, with the aim of better understanding 
the phenomena which occur during this type of accident (see Chapter 5).
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Numerous experimental results have since been obtained internationally with regard 
to the phenomena associated with a core melt accident on a water-cooled reactor. 
Knowledge and understanding of the complex phenomena involved in such an accident 
have greatly increased, and the ability to predict changes in reactor state under severe 
accident conditions using simulation software (see Chapter 8) has greatly improved.

The multiple analyses and studies of the Three Mile Island accident mean that it is 
possible to assess the ability of software to simulate core melt accidents, from the ini-
tiator event to possible releases outside the containment building. Since the accident, 
numerous comparisons of simulation software have been performed at the international 
level to understand the remaining uncertainties in simulating the accident [8-10].

The first two phases of the accident, corresponding to LOCA and the beginning of 
core heating (see Section 7.1.2), are now correctly modelled by existing software with 
regard to changes in RCS thermal-hydraulic parameters and the core degradation 
sequence (hydrogen production, formation of the lower crust, and melting and flow of 
materials into the crucible formed by the lower crust).

On the other hand, the core reflooding phase (Phase 3) and the later core degrada-
tion phases (beyond Phase 3) are not yet correctly modelled. The main weakness of 
current simulation software concerns reflooding of the degraded core. The phenomena 
which require more precise modelling to simulate reflooding are the circulation of fluids 
(water and steam) in the degraded core, heat transfers and zirconium alloy oxidation. 
These phenomena affect hydrogen production and the flow of molten materials (see 
Section 5.4.1 for further details). As part of the European Severe Accident Research NET-
work (SARNET), IRSN is leading a research programme, PEARL, on the reflooding of a 
degraded core, with a view to reducing the associated uncertainties by 2015.

7.1.5. Lessons learned from the accident for the safety of French 
nuclear power plants

7.1.5.1. Introduction

The Three Mile Island accident caused considerable shock and many lessons have 
been learned in the area of nuclear safety, particularly in France.

While core melt accidents on water-cooled reactors had already been the subject 
of in-depth scientific analysis in the USA from the 1970s (see the WASH 1400 report 
[11]), it was not until the Three Mile Island accident that the designers and opera-
tors of nuclear facilities became aware that core melt accidents were really possible. 
However, it should be noted that, since publication of the WASH 1400 report, French 
and other safety bodies have sought to draw practical conclusions from this report in 
terms of improving the safety of nuclear facilities and drawing up emergency plans for 
accident scenarios.

http://www.irsn.fr/en/research/research-organisation/scientific-collaboration/sarnet/Pages/The-European-network-of-excellence-SARNET-on-severe-accidents-2490.aspx
http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Fields_activity/Nuclear_Safety/Pages/nuclear-safety.aspx


Lessons Learned from the Three Mile Island and Chernobyl Accidents and from the Phebus FP… 351

While the Three Mile Island accident did not call into question the overall design of 
nuclear facilities3, it clearly showed that accidents more severe than those considered up 
to that point in the design of nuclear facilities (i.e. LOCA resulting from a double-ended 
guillotine break on the RCS) were possible and that they could result from a series of 
technical failures and human errors.

The Three Mile Island accident raised a series of questions, such as:

 – during an accident, how can inappropriate operator actions, which could aggra-
vate the consequences and lead to core melt, be avoided?

 – how best to use the containment building, the final barrier against the dissemina-
tion of radioactive substances?

 – among real incidents, how can those that could be precursors to core melt acci-
dents be identified, and necessary preventive measures be taken in time?

 – how to prepare to confront a core melt accident (a question that applies to both 
operators of nuclear facilities and public authorities)?

7.1.5.2. Analysis of the causes of the accident

The error committed by the operators in picturing the events – they did not under-
stand the origin of the difficulties encountered and persisted in an incorrect picture of 
the sequence of events – highlights the importance of human factors in the safety of 
nuclear facilities. The operators did follow the applicable instructions, but on the basis 
of incorrect or incomplete information:

 – with regard to the position of the pressuriser relief valve, the operators saw the 
indication “valve closed”, but this information was incorrect because it was asso-
ciated with the command to close the valve and not its actual position; this was 
a crucial aspect of the accident;

 – although the operators focussed their attention on the water level in the pres-
suriser, following the applicable instructions, they had neither the training nor 
the procedures to deal with a breach located in the upper part of the pressuriser;

 – faced with the rapid rise of the pressuriser water-level indicator, and believing the 
relief valve to be closed, the operators manually stopped the safety injection. The 
mental picture that the operators had of the situation was false and they lacked 
direct data on the state of the reactor core.

3. Application of the defence-in-depth concept requires implementation of provisions with regard to 
a certain number of accidents, which has led to the idea of strong containment in particular. This 
containment provided significant protection for the general public and staff on the Three Mile Island 
power plant.
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The combination of the following failures and technical inadequacies played a signifi-
cant role in the accident sequence:

 – inadequate indicators in the control room (for example, the position of the pres-
suriser relief valve, and the water level in the pressuriser relief tank, which would 
have indicated that the tank was filling up during the accident);

 – the lack of prioritisation on alarm signals in the control room; several alarms trig-
gered at the same time, which contributed to disorientating the operators and 
meant that they could not correctly analyse the situation;

 – incorrect positioning of the valves on the emergency feedwater system for the 
steam generators;

 – by design, the start-up of the safety injection system did not automatically lead 
to isolation of the containment building;

 – non-leaktight systems and poor iodine trap efficiency in the auxiliary building, 
into which contaminated liquids from the containment sumps were pumped.

7.1.5.3. Safety lessons

The partial core melt accident on the Three Mile Island reactor confirmed that com-
binations of failures could lead to a severe accident.

Independently of research performed on core melt accidents, safety reviews have 
covered three major subjects: human factors in facility operation, experience feedback 
from operation of nuclear power plants, and management of emergency situations.

 ► Human factors in facility operation

Prior to the Three Mile Island accident, safety analyses mainly assessed the reliability 
of safety-related reactor components. The Three Mile Island accident highlighted the 
fact that people are also an essential aspect of safety, which was already known but lit-
tle considered.

While operator actions are usually positive from a safety perspective, in certain 
cases, human actions can contribute to the initiation or development of incidents. It is 
now important to study operating and working conditions in detail to identify, in par-
ticular, the safety problems that could result from organisational difficulties, or from 
inadequate or unsuitable resources and data.

The explicit acknowledgement of human factors in safety has led to improvements 
in two technical areas that aim to improve the organisational structure, and specify the 
allocation of responsibilities and what is expected of each person involved:

 – Improving the conditions for operation
Conditions for operation have been improved by better selection, initial training 
and ongoing training of operators, and now involve the systematic use of simu-
lators in training. In this regard, the standardisation of the French nuclear fleet 
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means that simulators are available that are directly representative of the various 
types of facility. Training covers normal operation, incidents and accidents.

During the accident, the procedures available in the Three Mile Island plant were 
clearly inadequate. In most countries, particularly in France, procedures and 
instructions have been reviewed and rewritten. The revision included both the 
form and content of the documents.

A new approach to accident operation of facilities was thereby implemented (see 
Section 2.5.2) in order to:

• ensure the “human redundancy” of operators, in particular during an accident, 
by a safety engineer whose role is to provide independent verification of the 
relevance of the operating strategy implemented, by monitoring a certain 
number of safety parameters (using a “safety parameter display console”);

• cover the simultaneous occurrence of several apparently independent events 
as well as possible. In France, an approach has been developed and imple-
mented to give operators the means to bring the facility back into a safe state, 
independently of the path that led to the situation in question; this is called 
the “state-oriented approach” (see Section 2.5.2).

In the state-oriented approach, the procedures to be followed are no longer based 
on the operator’s understanding of the sequence of events to which the reactor 
has been subject (the event-oriented approach) but rather on its actual state at a 
given moment (characterised by physical data: core sub-criticality, residual heat 
in the core, water inventory in the RCS, water inventory in the steam generators, 
leak tightness of the containment building, etc.).

The event-oriented approach is not able to cover all possible combinations of 
equipment failures and human errors, which may be simultaneous or separated 
in time. Furthermore, it makes diagnostics difficult in the event that the facility 
changes in ways that were not foreseen.

In the state-oriented approach, each abnormal state is associated with actions to 
be performed to bring the facility back to a satisfactory condition. The operating 
team may perform the corresponding actions without necessarily having 
understood the sequence of prior events. A key element in the state-oriented 
procedures has been the addition of a “water level in the reactor vessel” indicator, 
which means that the operator can know if the core is correctly covered by water 
(which was not the case during the Three Mile Island accident).

Furthermore, since 1981, beyond design-basis procedures that aim to prevent 
core melt (H1 to H4 Procedures, described in Section 2.5.2) and ultimate proce-
dures that aim to prevent core melt and mitigate the radiological consequences 
(U Procedures, described in Section 2.5.2) have been adopted as a principle in 
France. In the event of core melt, these latter procedures aim to limit releases 
of radioactive products outside the containment building and therefore into the 
environment.

All procedures have been tested on a simulator.
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 – Control room improvements

The observations made following the Three Mile Island accident, with regard 
to inadequacies in terms of indicators and prioritisation of alarms in the con-
trol room, led to modifications in unit control rooms, including those currently 
in operation. Better presentation of information was sought, by replacing the 
majority of “command-sent” indicators by valve-position indicators. Certain 
measurement ranges have been widened. New indicators have been added to 
supply more complete information on the state of the core (which was lacking 
during the Three Mile Island accident), such as the indicator of boiling margin 
(the difference between the actual temperature of the reactor coolant and the 
boiling point at the RCS pressure) and measurement of the water level in the 
reactor vessel. In addition, alarms have been prioritised and key data duplicated 
on a safety parameter display console. This console guides the safety engineer 
during implementation of accident procedures.

 ► The importance of precursor events

Another important lesson from the Three Mile Island accident concerns taking into 
account experience feedback from the operation of nuclear power plants.

A precursor incident very similar to the Three Mile Island accident (pressuriser relief 
valve jammed open) took place in 1977 on an American reactor of the same type (on the 
Davis–Besse nuclear power plant), but with no damage to the reactor. The operators com-
mitted the same analysis error as at Three Mile Island (shutting down the cooling). The 
lessons from this incident had not been converted into instructions for operators when 
the Three Mile Island accident occurred. This example illustrates that the systematic 
study of significant incidents, and any changes to operator procedures and instructions 
that could be recommended following such studies to prevent such incidents recurring, 
could in fact prevent more serious accidents.

Since the Three Mile Island accident and the analyses that followed, detection of pre-
cursor events that could lead to an accident has become a major concern for operators 
and nuclear safety bodies. The organisation of operational monitoring and experience 
feedback has therefore been developed with this new objective.

Following the Three Mile Island accident, a systematic analysis of the possible causes 
of a breach in the second barrier (the RCS) has been performed, in particular leading to 
development of more reliable valves for opening and closing the pressuriser relief line.

 ► Managing emergency situations

The Three Mile Island accident demonstrated that the operators, power station 
managers and authorities responsible for public safety were not sufficiently prepared to 
manage a core melt accident. Power station managers, and local and federal authorities, 
did not know how things could develop and whether it was necessary to evacuate. For 
over a week, the authorities believed in the possibility of a hydrogen explosion which 

http://www.irsn.fr/EN/Fields_activity/Nuclear_Safety/Pages/nuclear-safety.aspx


Lessons Learned from the Three Mile Island and Chernobyl Accidents and from the Phebus FP… 355

could damage the reactor vessel and the containment building, causing a large release of 
radioactive products into the environment. This possibility should have been quickly dis-
counted because the low oxygen concentrations in the core meant that such an explo-
sion was impossible. In uncertainty, people left their homes in a large area around the 
plant, although the authorities never ordered an evacuation.

From then on, it has been seen as essential that the necessary resources be developed 
to manage such situations in a less improvised manner in the event that a new situation 
of this type should occur:

 – improved confidence in the behaviour of the containment building, even under 
conditions very different than those foreseen in design;

 – tools available to predict possible changes in the situation, the corresponding 
releases and their transfer into the environment under accident conditions.

The Three Mile Island accident was partly associated with a false understanding of 
the situation by operators. It is very difficult for a given team to call into question its 
initial interpretation of events. It therefore became clear that implementation of crisis 
teams, distinct from the operating teams and able to take a step back from the situation, 
could provide alternative insights. Similarly, it was seen necessary to clarify the roles of 
the various people, and manage the distribution of information in an accident situation. 
Emergency plans were developed on these bases. The necessity of regular training (crisis 
drills) was also brought to light.

Since the early 1980s, specific emergency plans have been implemented for nuclear 
facilities in France. On-site emergency plans have been developed by operators of nuclear 
facilities with the goal of managing any possible accidents as well as possible, mitigating 
the consequences, providing help for anyone injured on site and informing the authori-
ties and the press. The authorities have drawn up off-site emergency plans that meet the 
general objective of public safety in the event of an accident occurring on the facilities.

7.1.6. Conclusion

The Three Mile Island accident has provided many lessons: the importance of defence-
in-depth and human factors, along with thorough operating procedures and alarm 
prioritisation, and the essential role of the containment building, the final barrier between 
radioactive substances and the environment. All reactors worldwide have benefited from 
the lessons learned from the Three Mile Island accident. Taking these lessons into account 
has meant that the calculated probability of core melt on second-generation PWRs has 
been reduced by a factor of 10. Furthermore, in France, the drawing up of ultimate proce-
dures means that the consequences of such an accident can be mitigated.

For safety experts, the Three Mile Island accident remains a major source of lessons that 
help understanding of the complex phenomena that occur during a core melt accident. 
The repercussions of this accident still influence certain research programmes and efforts 
are continued, in particular to better understand and correctly model the development of 
such an accident.
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Third-generation reactors and the EPR in particular, take lessons from the Three Mile 
Island accident into account from the beginning. Core melt accidents have therefore 
been considered in the EPR design. In particular, a core catcher located at the bottom of 
the containment can collect and cool molten core materials in the event of failure of the 
vessel lower head (see Section 5.4.3).

7.2. Lessons learned from the Chernobyl disaster

7.2.1. Introduction

On April 26 1986, seven years after the Three Mile Island accident (see Section 7.1), 
the reactor exploded on the fourth unit of the Chernobyl nuclear power plant in Ukraine, 
which was then a Soviet Socialist Republic. This accident is the worst that has ever 
occurred on a civilian nuclear facility. Prior to the Fukushima accident in 2011, it was the 
only example of an accident on a power reactor with core destruction and uncontained 
radioactive releases4. This disaster caused considerable consternation worldwide, in par-
ticular in what were then Soviet Socialist Republics and in Western Europe.

There were 31 fatalities among the staff present on-site during the reactor explosion 
and among those who intervened on the site during the days immediately following 
(notably fire-fighters). Furthermore, several hundred people received high doses of 
radiation, in particular among the “liquidators5”. This accident also drew public attention 
onto the issues of large-scale radioactive contamination. Fallout from the radioactive 
cloud, which followed highly varied trajectories during the ten days that followed the 
destruction of the reactor core, affected a large part of what was then the Soviet Union 
and practically all of Europe.

Since this accident, the authorities in many countries have more actively considered 
the short-term and long-term management of a post-accident situation. Following the 
disaster, resources were deployed on an impressive scale in an attempt to mitigate the 
effects on people and the environment. This involved fire-fighting in a highly radio-
active environment, evacuation of a vast number of people, treatment of those who 
received the highest doses of radiation, protection against the dissemination of radio-
activity, decontamination of large areas, monitoring programmes for the food chain, 
and medical monitoring of the affected population. Greater attention has since been 

4. The Fukushima Daiichi accident led to fuel melt and probably to reactor-vessel and containment 
failure on three of the power plant’s reactors, along with large releases of radioactive substances 
into the environment. In contrast to the reactivity accident at Chernobyl, the cores of the damaged 
reactors on the Fukushima Daiichi plant did not explode. Initial estimates of the releases performed 
following this accident show that they were smaller than the releases from the Chernobyl accident 
(same level for noble gases, approximately 10 times lower for 131I and three times lower for 137Cs) [12].

5. “Liquidators” is the name given to the civilian and military workers who were sent onto the accident 
site in the days that followed the explosion, and until the early 1990s, in particular to construct a 
rudimentary protective barrier around the damaged reactor, with a view to preventing new releases 
of radioactive substances (a concrete “sarcophagus” was thereby built around the damaged reactor 
in the six months following its explosion), and to clear the most contaminated soils over a radius of 
30 km around the plant. It is estimated that approximately 600,000 people were involved.

http://www.irsn.fr/EN/publications/thematic-safety/chernobyl/Pages/overview.aspx
http://www.irsn.fr/EN/publications/thematic-safety/chernobyl/Pages/overview.aspx
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http://www.irsn.fr/EN/publications/thematic-safety/chernobyl/Pages/overview.aspx
http://www.irsn.fr/EN/publications/thematic-safety/fukushima/Pages/overview.aspx
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paid to the long-term social and economic disruption caused by an accident affecting a 
nuclear facility.

Finally, with regard to the important topic of public information and communication, 
the difficulties encountered during the Chernobyl disaster have led to discussions on the 
need for better “transparency”. The Three Mile Island accident had already highlighted 
the need for progress in this area.

7.2.2. Accident sequence, releases and consequences

7.2.2.1. The RBMK reactor

In 1986, the Chernobyl nuclear power plant had four operating RBMK reactors (in 
Russian, Reactor Bolshoy Moshchnosty Kanalny, which can be translated “high-power 
pressure-tube reactor”). Two other RBMK reactors were under construction on the site.

The design of an RBMK reactor (see Figure 7.8) is very different from that of the 
pressurised water reactors (PWR) that EDF operates for power generation in France. 
The Chernobyl-4 1000 MWe (3600 MWth) RBMK reactor was a thermal neutron reac-
tor, moderated by a graphite stack (whereas water fulfils the role of moderator in a 
PWR6). Each RBMK on the Chernobyl site contained approximately 190 tonnes of ura-
nium oxide (slightly enriched in uranium-235, to around 2%) with zirconium-niobium 
alloy cladding. The core was cooled by ordinary “boiling” water, circulating from bot-
tom to top in zirconium-niobium pressure tubes (sometimes called “channels”). The 
neutron moderator was graphite. The water circulating in the pressure tubes was a 
neutron absorber.

6. The moderator slows down neutrons, so that they produce fission reactions in the fuel more effi-
ciently (see Section 2.1 for further details).

Figure 7.8. Schematic diagram of the Chernobyl-4 reactor.

http://www.irsn.fr/EN/publications/thematic-safety/chernobyl/Pages/overview.aspx
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The reactor core was installed in a cylindrical vessel (14 m in diameter, 7 m high). This 
vessel was filled with a graphite stack, traversed by 1681 pressure tubes containing fuel 
assemblies and control rods. Cooling water was circulated in these pressure tubes. The 
water was heated in contact with the fuel and turned into steam, which was sent directly 
to the turbines via two independent cooling loops with no secondary system. The part 
containing the reactor core was closed off by a 2000-tonne upper concrete slab.

The power level in the core and its distribution were controlled by 211 absorber rod 
assemblies, which occupied pressure tubes distributed across the whole reactor core just 
as the fuel assemblies occupied the other pressure tubes. Motorised mechanisms were 
used to extract or insert these assemblies. The maximum speed of assembly movement 
was 0.4 m/s, i.e. very slow, taking 18 to 20 seconds for complete insertion (in French 
PWRs, control rod drop time is around 2 to 3 seconds). These absorber rod assemblies 
were made of boron carbide with graphite at the bottom, which had the following disad-
vantage: when the assemblies were in the upper position, their insertion initially replaced 
water, which is a neutron absorber, with graphite, which is less of an absorber, thereby 
increasing core reactivity rather than reducing it.

According to the designers, the advantages of the RBMK reactor were the lack of a 
pressure vessel, as each pressure tube constituted a small reactor coolant system, the 
lack of steam generators, the ability to continuously renew the fuel (which provided 
fuel-cycle flexibility), the ability to adjust the flowrate of each channel, and the ability 
to manage them individually both thermally and with regard to fuel cladding integrity.

The disadvantages of such a reactor were the complexity of the coolant distribution 
system and, more importantly, the difficultly and complexity of managing power level 
and distribution, which was the main cause of the accident. RBMK reactors were there-
fore characterised by:

 – possible instability due to radial and azimuthal power fluctuations, more marked 
for larger cores, due to core poisoning by the xenon (135Xe)7 produced following 
a power step;

 – the possibility of exceeding prompt criticality, leading to runaway reactor power 
due to a positive void coefficient (see Section 2.1): as water is a neutron absorber, 
a reduction in water flowrate or increase in steam production in the core leads to 
a reduction in neutron absorption and an increase in the number of fissions.

During a power increase, the variation in core reactivity is the result of the combi-
nation of positive effects (such as the void coefficient) and negative effects (such as 

7. In a thermal reactor, one of the products of fission reactions is iodine-135 which decays to xenon-
135 in a few hours. This is then transmuted by absorbing neutrons from the fission reactions. Under 
normal operation, power is relatively stable, and formation and transmutation of xenon-135 are in 
equilibrium. In the event of a sudden reduction in power, and therefore in the number of fissions, 
there are insufficient neutrons to transmute the xenon-135 and so it accumulates, as it continues to 
be produced from the iodine-135 produced by fissions prior to the power reduction. If an attempt is 
now made to increase reactor power by extracting control rods, the power increase does not occur 
because xenon-135 is a neutron absorber. It takes around 10 hours to return to a normal neutron 
balance.
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dilation of structures that support the core, and the Doppler Effect8 associated with the 
higher fuel temperature). In RBMK reactors, negative effects dominate at nominal power 
due to the temperatures in the core. On the other hand, at low thermal power (below 
700 MWth), the effect of the positive void coefficient dominates, and the power coef-
ficient can become positive (during a voluntary increase in the neutron flux produced, 
for example, by reducing the penetration of the absorber rods in the core, accentuated 
by the water vaporisation that accompanies this variation). The increase in reactivity is 
normally compensated by the control rods. However, if this is not the case, it can lead 
to exceeding prompt criticality and runaway reactor power (see Section 2.1). Also note 

8. The Doppler effect corresponds to a broadening of 238U neutron absorption resonances in the neu-
tron energy spectrum. This broadening increases with fuel temperature and leads to a reduction in 
fission reactions and core reactivity as it heats up (see Section 2.1).

Figure 7.9. Schematic diagram of the Chernobyl-4 reactor core

http://www.irsn.fr/EN/publications/thematic-safety/chernobyl/Pages/overview.aspx
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the disadvantage mentioned above, regarding the transitory increase in reactivity when 
control rods are inserted into the core.

Another problem with the RBMK design was the lack of a large containment building 
that could withstand significant overpressure around the reactor core. There were just 
several containment compartments designed to provide confinement of radioactive 
substances in the event of an accident involving failure of a single pressure tube (the 
case of an accident involving failure of multiple pressure tubes had not been taken into 
account in the containment design).

7.2.2.2. Accident sequence

The Chernobyl disaster is very well documented; in particular, readers may refer to 
the reference documents for further details [4, 13-17].

The accident occurred during a test to check the possibility of powering the main 
reactor coolant pumps from one of the turbo-generators for a few seconds while it was 
slowing down under its inertia in the event of loss of offsite power, thereby providing 
additional time for emergency takeover by the diesel generators. This test was performed 
neither under the planned conditions nor in compliance with reactor operating proce-
dures. In particular, several safety systems were disabled. Furthermore, as described 
below, although the test was planned at medium power of around 700 MWth, it was 
performed at lower power and with a delay compared to the planned schedule.

The sequence of events that led to the disaster can be summarised as follows:

 – reactor power reduction was started on April 25 at 1:00 am; power was gradually 
reduced from an initial 3200 MWth to approximately 1600 MWth by around 
1:00 pm;

 – at the request of the Grid Control Centre in Kiev, the reactor was maintained 
at half power for around 10 hours to supply the grid. This unplanned period at 
half power led to reactor poisoning by xenon. The control rods were therefore 
gradually removed from the core to maintain the power level;

 – power reduction was resumed around 11:00 pm;

 – at 0:28 am on April 26, the power level was down to 850 MWth; the operators 
then switched over to the medium-power control system. This switchover, which 
was poorly controlled, led to an excessive power drop to 30 MWth and further 
increased core poisoning by xenon. The operators sought to perform the test at 
all costs and withdrew a large number of control rods from the core;

 – the operators started up the two recirculation pumps at 1:03 am and 1:07 am 
respectively; the increase in fluid flowrate in the core led to a reduction in steam 
formation and a consequent reduction in reactivity. The operators decided to 
withdraw more control rods;

 – at 1:15 am, the operators disabled the reactor trip signals to that they could per-
form the test;

http://www.irsn.fr/EN/publications/thematic-safety/chernobyl/Pages/overview.aspx
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 – between 1:15 am and 1:22 am, cold water was injected into the core, which fur-
ther decreased the reactivity. The automatic control rods reached their high posi-
tion at 1:19 am. The operators then decided to further withdraw manual control 
rods, dangerously reducing the shutdown margin in the core;

 – at 1:22 am, the computer indicated that the shutdown margin was equivalent to 
only 6 to 8 control rods, whereas the instructions prescribed immediate reactor 
shutdown if the shutdown margin was less than the equivalent of 15 bars. Despite 
all this, the operators decided to perform the test;

 – four seconds after 1:23 am, the test was started; the slowing of the generator 
leading to slowing of the reactor coolant pumps, caused a decrease in water flow-
rate and increased vaporisation in the core, which led to a reactivity insertion 
and an increase in power, which further accelerated vaporisation. The situation 
became divergent;

 – forty seconds after 1:23 am, the head operator hit manual reactor trip; however, 
given the design of the control rods (with graphite tips), their entry into the core 
caused a reactivity insertion, which was probably the final trigger of the reactivity 
accident;

 – forty-four seconds after 1:23 am, the reactivity insertion caused a sudden power 
surge followed by an explosion. According to some witnesses, a second explosion 
occurred two seconds later.

An attempt to reconstruct the behaviour of the reactor core during the accident has 
been made on the basis of later examinations of samples of fuel-bearing materials taken 
from the damaged facility and the environment. The power excursion probably caused 
fuel fragmentation, in particular in the lower part of the core. Water in the core would 
have interacted with very hot dispersed fuel particles, leading to massive vaporisation, 
an increase in pressure and probably a steam explosion (see Section 5.2.3). This explo-
sion would have led to failure of the pressure tubes, followed by lifting of the reactor’s 
upper slab. The energy released by the explosion has been estimated as equivalent to 
30 to 40 tonnes of TNT. The explosion destroyed the reactor building and led to direct 
releases of radioactive substances into the environment.

Later examinations suggest that:

 – high temperatures, of at least 2600 °C, were attained in the reactor core;

 – molten core materials flowed towards the lower parts of the reactor and formed 
several pockets of accumulated “lavas”, resulting from interactions between the 
molten corium and the structural materials (steel, concrete etc.) encountered; 
this took place over a period of approximately six days following the explosion;

 – a large pocket of molten materials, resulting from drainage of local lava pockets, 
then formed within a crucible-shaped crust located above the concrete structures 
under the core; this stable, thermally-insulating crust held out for four days fol-
lowing the previous phase;
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 – this crust gave way about ten days after the explosion, forming three flows. The 
lava flows then cooled and solidified, resulting in a major reduction in the emis-
sion of radioactive substances.

Due to the lack of confinement, a large fraction of the radioactive products contained 
in the fuel were released into the atmosphere over several days (see Section 7.2.2.3). 
Large releases were produced over a ten day period from April 26 to May 5, 1986, 
despite the efforts of the plant operator and the authorities to manage the accident 
(between April 27 and May 2, approximately 1800 helicopter runs were made to cover 
the reactor by pouring about 5000 tonnes of materials such as sand, boron, clay, lead 
and dolomite).

Within the facility, incandescent debris were projected by the explosion and caused 
various fires, in particular on the roof of the turbine hall. It took fire-fighters about 
three hours to extinguish them and fire-fighters were exposed to high doses of radia-
tion during their interventions. At about 5 am, a graphite fire was declared. Numerous 
fire-fighters were exposed to additional radiation attempting to extinguish this fire. 
The core’s enormous mass of graphite burned for ten days after the accident and, after 
the initial explosion, was probably the main cause of the dispersal of radioactive subs-
tances to high altitudes. Radioactive releases continued for about twenty days, but 
were much smaller after the tenth day when the graphite fire was finally extinguished. 
A photograph of Unit 4 of the power plant taken just after the accident is given below 
in Figure 7.10; it shows the immediate damage to the facility.

Figure 7.10. Photograph of the power plant after the accident (Source: DR).
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7.2.2.3. Releases and consequences

A third of the releases of radioactive substances occurred at the time of the explo-
sion, which put the reactor core into direct contact with the environment. This large ini-
tial release can be largely attributed to mechanical fragmentation of the fuel during the 
explosion. It mainly contained volatile compounds (noble gases, and iodine and caesium 
isotopes). The other two-thirds of releases were produced over the following ten days, 
when molten fuel remained in the reactor and the graphite was on fire. These releases 
were at their most intense between the seventh and tenth day when core temperatures 
were at their highest. The sharp reduction in releases observed after ten days may pos-
sibly be attributed both to rapid cooling of the fuel, as the molten materials and core 
debris crossed the lower biological shield and reacted with other colder materials in the 
reactor, and to extinction of the graphite fire.

Estimates of total releases produced using all available sources [16] (environmental 
measurements and analyses of what remained in the facility) show that, as percentages 
of the initial core inventory, 100% of noble gas radioisotopes were released, 50 to 60% 
of the radioiodine, 20 to 40% of the radioactive caesium, and around 3 to 6% of other 
radioisotopes (including actinides and fuel fragments that fell near the reactor). This 
corresponds to release of approximately 2 x 1018 Bq of 131I (an isotope with a half-life 
of about 8 days that plays an essential role in short-term effects) and approximately 
1017 Bq of 137Cs (an isotope with a half-life of about 30 years that plays an essential role 
in medium to long-term effects).

Due to the explosion and the intense heat produced by the fuel itself and by com-
bustion of hydrogen (produced by zirconium oxidation) and graphite, the radioactive 
substances released rose to a relatively high altitude (between 1000 and 1500 m), which 
contributed to reducing local contamination but led to contamination over long dis-
tances [17]. The winds at this altitude carried radioactive substances firstly towards Scan-
dinavia (contamination was first detected in Sweden, prior to any official announcement 
regarding the accident), then towards Central and Western Europe. Given the duration 
of the releases and the changes in weather conditions, all of Europe (excluding Spain 
and Portugal) was ultimately affected by part of the releases. As there were numerous, 
often very localised, precipitation events during contamination transfers, significant 
fallout occurred locally, leading to non-uniform contamination of soil and vegetation. 
Most typical are the “leopard skin” contamination patterns observed in the south of 
Belarus in particular. Similar phenomena, but at a lower level of contamination, have 
been observed in Italy, Switzerland and France (in the Vosges, Corsica and the Mercan-
tour Massif). Reference Document [17] gives a detailed description of the dispersion of 
radioactive pollutants released during the accident at the European and French scales, 
and estimate mappings of 131I and 137Cs deposits in France (for 2007).

From a health perspective, 28 people (notably fire-fighters) died quickly due to the 
very high radiation doses they received (three other people had been killed during the 
explosion). Many health problems have been observed among the 600,000 “liquidators” 
(soldiers and civilians who built the rudimentary concrete sarcophagus to contain the 
damaged reactor and who cleared the most contaminated soils over a radius of 30 km 
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around the plant). However, the lack of systematic medical monitoring of the liquida-
tors means that the health consequences of the accident on these people cannot be 
established with certainty. Discussion of these highly complex and controversial aspects 
is outside the scope of this work.

In the most contaminated areas of Belarus, Ukraine and Russia, an undeniable health 
effect of the radiation is the very marked increase in thyroid cancer among children 
under 15 at the time of the accident. The incidence rate is between 10 and 100 times the 
“natural” rate [17]. Thyroid equivalent doses are mainly due to iodine-131. These doses 
were received in the three months following the accident. Consumption of contami-
nated produce and, to a lesser extent, inhalation of radioactive substances during the 
radioactive releases, were the cause of these thyroid doses.

The inhabitants of the most exposed zone (116,000 people), located in a radius of 
30 km around the damaged reactor, were evacuated in the days following the accident. 
This zone is called the “exclusion zone”. Deposits of caesium-137 (the main contributor 
to long-term doses) generally exceeded 500,000 Bq/m2 in this zone, and reached several 
million Bq/m2 in the most affected areas. Distribution of the deposits is not uniform 
around the site; it depends on the various wind directions during the releases.

At greater distances (of the order of several hundred kilometres) caesium-137 
deposits are non-continuous; there are patches of contamination wherever the releases 
encountered precipitation. Three countries were affected over vast expanses by cae-
sium-137 deposits exceeding 37,000 Bq/m2 (the threshold adopted after the accident to 
define contaminated areas): approximately 41,840 km2 in Ukraine, 46,450 km2 in Bela-
rus and 56,930 km2 in Russia. In these areas, deposits are variable and can reach several 
hundred thousand Bq/m2, and in places even exceed a million Bq/m2.

In addition to the people evacuated in the days that followed the accident, 250,000 peo-
ple were evacuated from the most contaminated areas between 1986 and 1995. This 
large number of people evacuated is explained by the decision of the Soviet authorities 
to evacuate people from areas where 137Cs soil contamination exceeded the threshold of 
555 kBq/m2 [18]. Relocation proved to be a deeply traumatic experience for those affected.

The consequences of the accident in France are incomparable with those observed in 
the most affected countries around the Chernobyl site. However, France was affected by 
arrivals of contaminated air from the beginning of May via the south-east and north-east, 
which mainly affected the eastern half of the country and had little effect in the western 
part. Forest soils were the most contaminated, especially in mountain areas, and conta-
mination patches of several thousand Bq/m2 were measured, mainly in Alpes-Maritimes, 
Corsica and the Vosges. However, recent studies confirm that the doses received by the 
French public and the associated health risks may be considered as low [17]. In particular, 
the mean thyroid doses received by children in France are approximately 100 times lower 
than those received by children in Belarus, where a significant number of thyroid cancers 
were observed. No epidemiological study has brought to light an excess of thyroid can-
cers at the dose levels received in France. Nevertheless, the possibility of such an excess 
cannot be excluded, in particular among children.

http://www.irsn.fr/EN/publications/thematic-safety/chernobyl/Pages/overview.aspx
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7.2.3. Lessons learned in France regarding safety

The Chernobyl disaster was very different from the Three Mile Island accident. Cher-
nobyl was a reactivity accident, mainly associated with the specific characteristics of 
RBMK reactors (in particular, that their operation could lead to a positive void coeffi-
cient, which is not the case for PWRs, see Section 2.1). Nevertheless, in terms of safety, 
the Chernobyl disaster led to the following actions for French nuclear power plants:

 – research and emphasis on possibilities for reactivity accidents other than those 
covered in existing safety reports;

 – research and emphasis on physical and organisational possibilities for operation 
with safety systems disabled;

 – enhancement of the safety culture among nuclear facility licensees, in particular 
with the aim of preventing the disabling of safety systems and deviations from 
operating technical specifications;

 – research and emphasis on situations where there has been non-compliance with 
the operating technical specifications;

 – improvement of systems for measuring radioactive releases into the environment;

 – development of dialogue to specify measures that the public authorities could 
implement to mitigate the consequences of radioactive releases in the medium 
and long term after the emergency phase;

 – movement towards greater information transparency: in particular by the produc-
tion and use of the International Nuclear and Radiological Event Scale (INES) for 
accident and incident severity, and by increased involvement of civil society (via 
local information commissions and their national association) in the institutional 
framework responsible for nuclear safety, which includes public authorities (French 
Nuclear Safety Authority [ASN]), institutional consultancy (IRSN) and licensees.

In particular, the Chernobyl disaster, a criticality accident not covered by the 
designers and unknown to plant operators in what was then the Soviet Union, led to a 
review of the way in which reactivity accidents are considered and covered in France. 
The possibility of sequences not covered in existing safety reports was explored, 
bringing to light potentially hazardous scenarios, especially during a reactor outage. 
These scenarios include accidental injection of “clear” water (i.e. water with a low 
boron concentration, boron being a neutron absorber) into the core. Additional provi-
sions have since been taken to eliminate, as far as possible, this type of “non-uniform 
dilution” accident.

Although very different from the Three Mile Island accident, the Chernobyl disaster 
led to an acceleration of research work regarding reactor core melt accidents, including 
research and studies on the possibilities of early containment failure. The three 
phenomena that could lead to sudden loss of containment in the short term – steam 
explosion, direct containment heating and hydrogen explosion –, have been, and con-
tinue to be, the subject of major research programmes (see Section 5.2).

http://www.irsn.fr/EN/publications/thematic-safety/chernobyl/Pages/overview.aspx
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The Chernobyl disaster also raised awareness of the possible long-term effects of 
a nuclear accident. For the EPR, this led to specification of general safety objectives 
regarding core melt accidents (see Section 4.3.4.1 for further details).

 – core melt accidents that could lead to large early releases must be “practically 
eliminated”; this includes high-pressure (> 20 bar) core melt accidents;

 – low-pressure core melt accidents must be managed such that the associated 
maximum conceivable releases would only require very limited public protection 
measures in terms of scope and duration.

7.2.4. Lessons learned in France regarding “nuclear crisis” 
management

The Chernobyl accident made the issue of assessing and managing large-scale contami-
nation by massive ejection of radionuclides from a nuclear facility into an urgent practical 
question. In France, lessons learned from analysis of the consequences of the accident, 
and changes to techniques for assessing environmental contamination, have identified 
areas for improvement in the management of a nuclear crisis. The lessons concern two 
key questions: “How can the consequences of accidental environmental contamination 
on people and the environment be assessed with adequate precision and speed?” and 
“What provisions can best mitigate the impact of such contamination on public health?”.

After the Chernobyl disaster, the French authorities decided to enhance their means 
to assess the radiological consequences on people and the environment by:

 – expanding and improving systems for the early detection and characterisation of 
airborne contamination;

 – developing software to model radionuclide transfers into the environment 
(fallout and contamination of the food chain);

 – developing methods to assess and monitor dosimetry consequences for the 
public (external irradiation from the ambient environment and internal contami-
nation via inhalation and ingestion) and implementing protective actions to miti-
gate such internal exposure.

These developments are described in detail in Reference [17].

Ten years after the accident, in the context of provisions that aim to enhance public 
protection, the French government decided to distribute stable iodine tablets to people 
living near a nuclear facility that could release radioactive iodine, so that they would be 
immediately available to be taken, if needed, on instruction from the prefecture. This 
would prevent thyroid cancer (taking stable iodine protects the thyroid by saturating the 
gland – thus preventing it from absorbing radioactive iodine). It was also found necessary 
to improve the effectiveness of the on-site emergency plans implemented by licensees 
and the off-site emergency plans implemented by the authorities. More frequent drills, 
including drills involving the public, have been performed to validate and improve the 
corresponding provisions.

http://www.irsn.fr/EN/publications/thematic-safety/chernobyl/Pages/overview.aspx
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7.2.5. Conclusion

The Chernobyl disaster led the affected countries to review the safety of RBMK 
reactors, and more generally, the safety of all nuclear power plants in Eastern Europe. 
International cooperation programmes for technical and financial assistance have been 
developed to this end. Under international pressure, the Chernobyl power plant was 
definitively shut down at the end of the year 2000. Other reactors of the same type were 
also shut down when former Soviet countries joined the EU.

Lessons have also been learned from the Chernobyl disaster for French and other 
Western European reactors. New research has been launched with regard to reactivity 
accidents. Measures have been taken to enhance the safety culture among licensees (in 
particular, with the aim of preventing the disabling of safety systems and deviations from 
operating technical specifications). However, this disaster has specifically demonstrated 
that the contamination resulting from a severe accident can be very widespread, cover 
a whole continent, and have large-scale, long-term socio-economic consequences. In 
France, lessons learned from the disaster mainly concern the development of resources 
to manage a nuclear crisis in both the short-term (emergency phase) and the medium to 
long term (post-accident phase). Environmental monitoring networks (for air, soils and 
animal and vegetal produce) have also been considerably enhanced. Research has been 
developed regarding possible measures for mitigating the consequences of a nuclear cri-
sis (such as radiological protection and public health monitoring, radiological monitoring 
and rehabilitation for affected areas, redeployment of industrial and agricultural activi-
ties from those areas, economic support for the affected sectors, and relationships with 
other countries affected by the accident).

The consequences and health effects of the disaster are still only partially known. In 
particular, large-scale epidemiological research is being undertaken for the “liquidators” 
and the populations affected by the evacuations.

7.3. The Phebus FP programme

7.3.1. Background

Since the Three Mile Island (TMI-2) accident on March 28, 1979, which led to approxi-
mately half the reactor core melting, albeit with minimal releases of fission products 
into the environment, a series of experimental safety-research programmes has been 
performed by various entities worldwide. Numerous computer models have also been 
developed to simulate a core melt accident sequence, assess the consequences, and 
determine the effectiveness of various provisions that could be implemented to miti-
gate the effects. Launched by IPSN (the forerunner of IRSN) in 1988, the Phebus FP 
(FP for fission products) programme of experiments was one of the main research pro-
grammes focussed on core melt accidents for water-cooled reactors. This programme 
was launched in partnership with the European Commission and EDF, and performed 
in close collaboration with CEA, which operates the Phebus reactor. Collaboration 
quickly expanded to include the USA, Canada, Japan, South Korea and Switzerland. The 
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collaborative nature of the programme enabled regular international discussions with 
regard to understanding and interpreting results, and the ability of simulation software 
to reproduce these results. This was a key factor in the programme’s success.

A number of the results obtained under this programme were unexpected. Such 
results, which are important for safety analyses, regard fuel rod degradation and clad-
ding oxidation, the effect of control rod materials on fuel degradation and fission-
product chemistry, and the behaviour of iodine in the reactor coolant system (RCS) 
and the containment. Analysis of the results as a whole, and their use in studies on the 
radioactive releases into the environment that could result from a core melt accident, 
has revealed a certain number of lessons [21, 24, 37 and 58]. Software to simulate the 
various physical phenomena involved during such an accident has been significantly 
improved via the development of new models. Specific small-scale tests have been 
performed to understand the unexpected phenomena observed and to validate new 
models. A list of the main remaining uncertainties was drawn up at the end of the Phe-
bus FP programme. The European EURSAFE Project [50], part of the Fifth Framework 
Programme for Research and Technological Development (FP5), whose objective was 
to develop a realistic assessment of possible releases into the environment for better 
management of the associated risks, has specified research priorities with a view to 
reducing these uncertainties. Part of this research is the subject of the International 
Source Term Programme (ISTP) [27, 30], jointly launched by IRSN, CEA and EDF in 
2005, which involves a series of analytical tests, in particular regarding iodine chemis-
try, fuel degradation in the presence of boron carbide (a neutron absorber), oxidation 
of cladding in air, and the release kinetics of fission products from the fuel. This pro-
gramme is due to be completed in 2014.

7.3.2. Description of the Phebus FP test setup and test matrix

Five integral in-pile tests were performed during the Phebus FP programme. By pro-
viding experimental conditions representative of a PWR under core-melt accident condi-
tions [25 and 57], the setup can be used to study fuel degradation including formation of 
a molten pool, hydrogen production, the release and transport of fission products in the 
RCS, aerosol physics, and iodine chemistry in the RCS and containment.

The various physical phenomena studied occur in 1) the reactor core, which is repre-
sented by 20 fuel rods, analogous to those in a PWR, along with a 1-metre-long absorber 
rod, 2) the RCS, whose steam generator is represented by an inverted U-tube, 3) the con-
tainment, represented by a 10 m3 vessel with a water-filled part for the sump, a gas-filled 
part and painted surfaces. These three areas are reproduced at 1:5000 scale compared to 
a 900 MWe PWR (see Figure 7.11).

The text matrix for the series of tests performed is described in Table 7.1. The 
experimental conditions were identical for the first two tests (FPT0 and FPT1), except 
with regard to the fuel: new fuel was used during test FPT0, while fuel with burnup of 
23 GWd/tU was used for test FPT1 (burnup equivalent to two fuel cycles in a PWR). 
The main characteristics of these two tests were a relatively high steam flowrate at the 
test device inlet to maintain a fairly oxidising atmosphere during the entire phase of 
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zirconium alloy cladding oxidation by steam, the use of a silver-indium-cadmium control 
rod (neutron absorber), an RCS adjusted to 700 °C on the hot leg and 150 °C on the cold 
leg, painted surfaces in the containment building to study iodine interactions with paints 
(painted condensers), and an acidic aqueous solution in the containment sump. During 
the FPT2 test, the injected steam flowrate was much lower, leading to a less oxidising 
(hydrogen-rich) atmosphere during fuel rod cladding oxidation, and with the aqueous 
solution in the containment maintained alkaline at a temperature above that of the gas 
phase to cause evaporation from the sump, unlike in the previous tests. The experimen-
tal conditions for the FPT3 test were identical to those of the FPT2 test, except with 
regard to the type of control rod, where a boron carbide rod was used, and the pH of 
the sump (which was acidic rather than alkaline). Finally, the main objective of the FPT4 
test was to study the release kinetics of low-volatile fission products and actinides from 
a debris bed made up of fragments of fuel pellets and oxidised cladding, typical of what 
was found after the TMI-2 accident.

Each test was performed in two phases. During the first phase, which lasted several 
hours, the fuel temperature was gradually increased up to its melting point and fuel 
assembly failure. This led to the release of fission products and structural materials 
into the containment vessel via the RCS. Then, over a four-day period, the behaviour of 
these fission products and structural materials in the containment was studied, whether 
they were in the form of aerosol particles (agglomeration, transport and deposition 
phenomena, etc.) or gases, in particular with regard to iodine. The radioactivity of the 
released fission products produced a significant dose rate in the containment and the 
effect of radiation on fission-product chemistry was also studied.

Figure 7.11. Schematic diagram of the Phebus FP test setup. Top-left box: test device (assembly of 
20 fuel rods).
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Table 7.1. Objectives and experimental conditions for the Phebus FP tests

Test Main objective

Experimental conditions

Fuel assembly(1) Reactor coolant 
system

Containment 
vessel

Date

FPT0 Formation and 
development of 
a corium pool 
and release of 
fission products 
into a steam-rich 
mixture

New fuel
1 Ag-In-Cd rod
“re-irradiation” 
for 9 days

No steam con-
densation in the 
steam generator

Painted surfaces
Sump at pH 5

December 2, 
1993

FPT1 As for FPT0 but 
with irradiated 
fuel

Fuel with burnup 
of 23 GWd/tU
1 Ag-In-Cd rod
“re-irradiation” 
for 9 days

As for FPT0 As for FPT0 July 26, 1996

FPT2 As for FPT1 but 
with release of 
fission products 
into a hydrogen-
rich mixture

Fuel with burnup 
of 32 GWd/tU
“re-irradiation” 
for 9 days

As for FPT1 but 
with boric acid 
injection

As for FPT1  
but with sump 
at pH 9 with 
evaporation

October 12, 
2000

FPT3 As for FPT2 As for FPT1 but 
with B4C rod
Fuel with burnup 
of 24 GWd/tU
“re-irradiation” 
for 9 days

As for FPT0 As for FPT2  
but with sump  
at pH 5 with 
evaporation, 
hydrogen recom-
biner coupons

November 18, 
2004

FPT4 Release of low-
volatile fission 
products and 
actinides from 
a bed of UO2 + 
ZrO2 debris

Fuel with burnup 
of 38 GWd/tU
no “re-irradiation”

Addition of integral filters upstream 
of the test device
Chemical analyses of the samples 
taken

July 22, 1999

(1) The fuel was “re-irradiated” in the Phebus reactor in order to reproduce the inventory of short half-life fis-
sion products, in particular 131I, which had decayed from the fuel since its unloading from the reactor where it 
had been irradiated.

7.3.3. Main lessons regarding fuel rod degradation

7.3.3.1. Oxidation of fuel rod cladding

In the event of a core melt accident on a water-cooled reactor, fuel degradation 
begins by oxidation of the cladding with rapid temperature rise (see Section 5.1.1.2). 
During the first Phebus FP test, FPT0, the observed temperature rise was faster than 
predicted by prior simulations, with significant hydrogen production, beyond the 
design of the measurement devices (see Figure 7.12), and with fuel-rod temperatures 
rising to very high levels, above 2400 °C. The initial simulations performed after the 
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test, using the same models as for the pre-test simulations but with the real boundary 
conditions from the tests, did not reproduce the observed data. Due to the sudden 
increase in cladding temperature, there was competition between its oxidation, which 
progressed from the external surface forming an oxide layer, and the dissolution of 
UO2 fuel in contact with the remaining molten metal cladding. These phenomena were 
interrupted when the outer zirconium oxide layer (ZrO2) became too weak to retain 
the liquid metal within (this is called “cladding dislocation”). The computer models 
used to simulate these phenomena include correlations that specify a cladding dislo-
cation criterion based on its temperature and the thickness of the ZrO2 layer. These 
correlations have been modified to provide correct simulation of cladding oxidation 
and the associated hydrogen production (see Figure 7.12) for the FPT0, FPT1 and FPT2 
tests [54], and the FPT3 test [56].

Furthermore, hydrogen production kinetics were strongly influenced by the steam 
flowrate injected into the assembly. At low flowrates, the steam was almost entirely 
consumed by cladding oxidation in the lower part of the fuel rods, and the fluid was 
steam depleted in the upper part, leading to a significant period of “steam starvation” 
(i.e. the phase in which steam has been almost entirely consumed by oxidation) during 
the main cladding oxidation phases for the FPT2 and FPT3 tests. Hydrogen production 
calculated using these correlations is seen to be a slight overestimate [56], which is 
proba bly associated with the coupling between oxidation phenomena, fuel dissolution 
and cladding failure.

Figure 7.12. Hydrogen production kinetics measured during the FPT0, FPT1 and FPT2 tests (solid lines) 
and calculated using correlations revised following the Phebus FP tests (dotted lines). In order to aid 
comparison, the curves for the FPT1 and FPT2 tests have been drawn with a time shift compared to the 
real start time of the test.
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7.3.3.2. Fuel degradation

The Phebus FP experiments produced greater fuel degradation than had been previously 
obtained in integral experiments of the same kind. In particular, it was observed that fuel 
melt, and structural failure of the rod assembly into a pool of molten materials, could 
occur at a temperature of 2350 °C (± 200 °C), which is much lower than the melting point 
of pure UO2 (2830 °C) [54]. The very severe degradation observed during the Phebus FP 
tests seems to be associated with significant interactions between the fuel and the struc-
tural materials (mainly steel structures and zirconium alloy cladding), probably intensified 
by fuel swelling, due to the presence of large quantities of gaseous and volatile fission 
products. Fuel oxidation by steam leads to a change in its stoichiometry (an increase in the 
quantity of oxygen with respect to uranium during the tests), reducing its melting point, 
which seems to have played an especially significant role [20]. Although detailed model-
ling of these phenomena still needs to be improved and developed, current simulation 
software correctly reproduces the final state of assembly degradation (see Figure 7.13) as 
long as a suitable reduction is applied to the fuel rod relocation temperature9 [55].

The sensitivity of degradation models to significant parameters (cladding dislocation 
criteria and fuel relocation temperature) has been assessed for simulations of the TMI-2 

9. “Fuel relocation temperature” is the name given to the temperature at which the simulation soft-
ware assumes fuel assembly failure and large-scale downward movement of the fuel, whether due 
to melt phenomena or solid-phase flows.

Figure 7.13. Examples of axial fuel distributions as measured (in purple) and as calculated using the 
ICARE2 code (in orange) [55] at the end of the FPT2 test, which highlights an accumulation of materials 
on the lower part of the degraded assembly (area where a corium pool formed) and a lack of materials 
above (area where a cavity formed).
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accident using the American MELCOR code [43]. During this study, it was shown that the 
calculated behaviour of the core is strongly dependent on the degradation models used 
and the values of their parameters. A fuel relocation temperature of 2230 °C for struc-
tural failure, deduced from the results of the Phebus FP tests, has now been adopted for 
the MELCOR code and gives quite good results. The same conclusions and experience 
feedback have been drawn from studies performed using the ICARE/CATHARE and 
ASTEC code developed by IRSN (described in Sections 5.1.1.3.2 and 8.3).

Degradation of the debris bed in the FPT4 device, including transition from a debris 
bed to a pool of molten materials, has been reproduced (see Figure 7.14), assuming fuel 
swelling [31] that causes a reduction in porosity inside the debris bed and the conse-
quent redirection of steam towards the bed perimeter (and a reduction in convective 
heat exchange).

Following the FPT4 test, analysis of the results of destructive tests on the fuel show 
that it appears to have been oxidised during the transient, solid-state interactions led to 
partial early melting (at 2530 °C, which is low in the absence of unoxidised metals), and 
part of the corium was formed by separate melting of the two components (UO2 and 
ZrO2). While no direct measurement of post-test fuel porosity is available, these observa-
tions are consistent with the assumption of fuel swelling. Finally, analysis of the composi-
tion of the molten phases shows that temperatures exceeding 2700 °C were attained.

The FPT3 test [53] was performed under conditions very similar to those of the FPT2 
test, except for the presence of a boron carbide (B4C) control rod instead of a silver-indium-
cadmium alloy (Ag-In-Cd) absorber. Although the power transient was stopped at a lower 
level than in the FPT2 test, with less extensive assembly degradation, earlier degradation 

Figure 7.14. Changes in (calculated and measured) temperatures in the FPT4-test debris bed and the 
final state of fuel degradation indicated by the ICARE2 code (calculated specific gravity) and by post-
test X-radiograph (measured specific gravity).
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occurred, in particular during the cladding oxidation phase. Furthermore, simulation soft-
ware is currently unable to correctly reproduce all the results of the FPT3 test, in par-
ticular the duration of the hydrogen-rich (steam-starved) phase (see Figure 7.15). Some 
hypotheses have been formulated regarding the possible role of B4C to explain early clad-
ding degradation [28 and 56] and have been explored using separate-effects experiments 
(the BECARRE programme, completed in 2010 as part of the ISTP [27]). These experi-
ments demonstrated that a molten B4C-steel mixture could be projected onto the fuel 
rods next to the boron carbide control rod and accelerate cladding degradation.

7.3.4. Releases from the core

7.3.4.1. Fission product releases

Generally, very similar percentages of fission product inventories were released from 
the fuel during the three tests FPT0, FPT1 and FPT2. However, due to the lower flowrate 
of steam injected into the test device during test FPT2, a non-negligible fraction of the 
volatile fission products (Mo, Cs, I and Te) released was deposited in the upper part of 
the fuel assembly and in the non-thermally-regulated area located just above it. This 
was also observed during test FPT3.

Fission product releases depend on the characteristics of the UO2 fuel (temperatures, 
degree of oxidation, and burnup) and its interactions with the other components that make 
up the core as degradation of the materials progresses. These dependencies were clearly 
revealed during the Phebus FP tests. Volatile fission product releases are generally well 
predicted by all simulation software (see the results for caesium in Figure 7.16), although 
some software, in particular codes based on a CORSOR-type approach10, overestimates 

10. CORSOR-type models use “releases as a function of temperature” correlations derived from small-
scale experiments.
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Comparison between (ICARE2) calculation ( ) and experiment ( ).

http://www.irsn.fr/EN/Research/Research-organisation/Research-programmes/PHEBUS-PF/Pages/Severe-accident-research-programme-PHEBUS-FP-3455.aspx


Lessons Learned from the Three Mile Island and Chernobyl Accidents and from the Phebus FP… 375

fission product release kinetics at the beginning of the power transient, specifically during 
the runaway cladding oxidation reaction [26 and 29]. Semi-empirical software adequately 
simulates volatile fission product releases both for analytical tests and for Phebus-type 
integral tests despite the fact that it does not simulate all phenomena in detail, but rather 
uses simplified models to take into account the most influential phenomena, such as the 
significant increase in diffusion inside the uranium oxide matrix during its oxidation. This is 
true of the ASTEC code for example.

It should be noted that in the specific case of the FPT0 test, characterised by fuel with 
very low burnup, the early release of volatile fission products can only be explained by 
partial dissolution of the fuel from the cladding oxidation phase [35].

Semi-empirical simulation software has been less successful in predicting the release 
kinetics of semi- and low-volatile fission products, which are strongly dependent on 
chemical interactions (see the results for barium in Figure 7.16). However, better under-
standing of the phenomena that govern these releases has been obtained via use of 
mechanistic models [35], such as those included in the Modelling Fission Product Release 
(MFPR) code (see Section 5.5.2.3 for more details). This knowledge has been gradually 
integrated into the software by using simplified models. Barium releases during the 
Phebus FP tests performed using a fuel-rod assembly are much lower than those mea-
sured during analytical tests. The difference has been attributed to interactions between 
the fuel and the cladding materials (such as the zirconium and iron in the control rod 
cladding), leading to a marked reduction in barium volatility [34]. This hypothesis is con-
firmed by the results of the FPT4 test (using a debris bed made up of fuel and clad-
ding fragments with no control rod material), during which barium releases were much 
higher during the initial test phases, while the materials were still solid, than during the 
higher-temperature phases when melting started along with interactions between the 
fuel debris and fragments of oxidised cladding [22].

 
Figure 7.16. Caesium (left) and barium (right) release kinetics during the FPT1 test, as simulated by 
various computer models (results from International Standard Problem 46 (ISP-46) [26]). Comparison 
with experimental measurements (black dotted line).
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The results of the Phebus FP tests therefore clearly demonstrate a link between fis-
sion product release kinetics and fuel degradation phenomena.

7.3.4.2. Aerosol emissions from structural materials

Aerosol emissions from structural materials and control rods are significant for two 
reasons:

 – the mass of structural materials in the core is much greater than the mass of 
fission products. These materials make up a large share of the mass of aerosols 
circulating in the RCS and released into the containment. This share represented 
the majority during the first two tests (over 50% of the total mass of aerosols), 
but was lower during the FPT2 and FPT3 tests (approximately 35% of the total 
mass of aerosols in the containment vessel). The total mass of aerosols present 
in the containment over time and the deposition kinetics of these aerosols there-
fore depend on the emission of structural materials;

 – certain elements involved interact with the fission products (e.g., silver reacts 
with iodine), which can modify the behaviour and volatility of the fission products.

Emission of materials from silver-indium-cadmium control rods was poorly simu-
lated by most of the software [26], in particular with regard to silver (see Figure 7.17). 
The major phenomena governing the emission of these elements are now relatively well 
understood and models have been developed and integrated into some simulation soft-
ware, such as ICARE, ASTEC and MELCOR. However, the impact of control rod degrada-
tion on the emission of some of its constituent elements still needs to be better taken 
into account. Emission of the tin originally contained in the zirconium alloy cladding (see 
Figure 7.17) has also been reconsidered. On the basis of experimental results from the 
Phebus FP programme, a new model was produced that predicts gradual release of this 
element as the cladding oxidises during a core melt accident on a water-cooled reactor.

 
Figure 7.17. Silver (left) and tin (right) release kinetics during the FPT1 test, as simulated by various com-
puter models (results from ISP-46 [26]). Comparison with experimental measurements (black dotted line).
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Finally, models for uranium emission, one of the major constituents of the aerosols 
emitted and released into the containment, have also been reviewed on the basis of 
the results of the Phebus FPT4 test. A wide range of predictions for uranium emission 
from various computer models was clearly observed during simulations prior to the test, 
demonstrating the need to improve models. According to simulations performed after 
the test using the thermal conditions from the experiment, uranium emission from the 
lower part of the debris bed should have reached 60 g (for a total uranium mass of 
approximately 4.5 kg in the debris bed) [52]. However, a large unmeasured fraction of 
this uranium was deposited in the upper part of the bed, such that the calculated frac-
tion of uranium released from the fuel is compatible with the value from the experi-
ment, estimated at approximately 11 g following chemical analysis of the integral filters 
located downstream of the test device [22].

7.3.5. Transport of fission products and aerosols in the RCS

During the Phebus FP tests, two main retention zones for aerosols and fission 
products were identified in the part of the test setup that represented the RCS. These 
zones, where wall and fluid temperatures dropped rapidly, were the vertical part of the 
hot leg immediately above the fuel assembly (cooling from around 1750 °C to 700 °C) 
and the steam generator rising leg (cooling from 700 °C to 150 °C).

During the first two Phebus FP tests, FPT0 and FPT1, most elements, with the 
exception of iodine, cadmium and some of the caesium, were transported as aerosols 
into the RCS hot leg, where the temperature was maintained at 700 °C. During these 
tests, iodine and cadmium were deposited in large quantities at the steam generator 
inlet via condensation of their vapours. In contrast, due to its lower volatility, caesium 
was deposited in equal quantities in each of the two zones with steep thermal gradients 
mentioned above. Finally, other elements, such as molybdenum and silver, which are 
even less volatile, were mainly deposited in the RCS vertical line located above the fuel 
assembly.

During the FPT2 test, several notable differences were observed with respect to the 
previous tests. In particular, besides the three elements cited above (I, Cs and Cd), indium 
and tellurium were also partially transported in vapour form at 700 °C. For each of these 
elements, the fraction transported in vapour form was relatively constant throughout 
the test and represented over half its total mass. An identical deposition rate in the 
steam generator hot leg was measured for these elements and for molybdenum.

Partial, temporary revaporisation phenomena for deposits on the RCS hot leg were 
clearly demonstrated during the FPT1 and FPT2 tests. Such phenomena were mainly 
observed for caesium after its releases from the fuel had ceased, and are explained by a 
reduction in the partial pressure of various caesium species in the fluid.

Tellurium seemed to have a very particular behaviour during the FPT2 test, with a 
large fraction deposited in the RCS upstream of the steam generator, possibly by chemi-
sorption. In the long term, these deposits could lead to releases of iodine (daughter 
isotopes of tellurium).
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Finally, various chemical forms of iodine, transported into the RCS hot leg in vapour 
form during the FPT2 test, have been brought to light via analysis of the condensates 
deposited on the walls of the sampling lines, in an area where the temperature dropped 
from 700 °C to 150 °C. Several chemical species were found: caesium iodide was only 
detected after the main cladding oxidation phase (mass-spectrometry detection of Cs 
and I in equal proportions) and other unidentified more volatile species, whose conden-
sation temperatures were approximately 200 °C and within a range of 330 °C to 430 °C 
respectively (see Figure 7.18). The specific case of the presence of gaseous iodine in the 
RCS is covered in Section 7.3.7.

Analysis of aerosol and fission-product transport in the RCS during the FPT0 and 
FPT1 tests, performed using the ASTEC code [46], shows that calculations generally 
adequately predict the behaviour of vapours and aerosols, along with the overall quanti-
ties deposited in the RCS. However, fission-product retention is underestimated in the 
vertical line above the fuel assembly and overestimated in the steam generator. Under-
estimation of deposits in the vertical line may be explained by the fact that the fluid flow 

Figure 7.18. Caesium (in pink) and iodine (in green) vapour condensation profiles on the lines with a 
temperature gradient from 700 °C to 150 °C for the initial cladding oxidation phase (top) and for the 
fuel heating phase (bottom) during the FPT2 test.
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in this area is not hydraulically or thermally established, given the steep temperature 
gradients and sudden changes in geometry (transition from flow in a fuel assembly to 
flow in a cylindrical pipe). Non-established flow conditions promote mass transfer to 
the walls. Furthermore, most simulation software overestimates retention in the steam 
generator rising line by a factor of 2. No significant improvement has been obtained even 
though a number of hypotheses have been put forward to explain this discrepancy [46] 
and two-dimensional simulations have been performed to follow particle paths [44].

With regard to fission-product speciation, it should be noted that, during the Phebus FP 
tests, caesium is mainly transported in condensed form from the RCS hot leg onwards. 
This clearly shows that the hydroxide (CsOH) is not the predominant chemical form, 
whereas this was generally assumed to be the case prior to the Phebus FP programme. 
According to thermodynamic equilibrium calculations, formation of caesium molybdate 
(Cs2MoO4) in the RCS would be promoted under the experimental conditions of the first 
two Phebus FP tests. This species is predicted by the ASTEC/SOPHAEROS simulation 
software (see Section 5.5.6) and has been introduced into other code packages such as 
MELCOR [40]. With regard to the FPT2 test, analysis of data from the tubes with thermal 
gradients and the sampling lines (see Figure 7.18) highlights the difficulties of simulating 
iodine species, in particular with the prediction of the presence of caesium iodide in all 
test phases, which is not always in agreement with experimental results [42].

7.3.6. Thermal-hydraulics and aerosol behaviour on 
the containment vessel

Thermal-hydraulics in the Phebus vessel that represents the containment building 
were mainly governed by the steam injection and condensation flowrates. Simplified 
simulations, performed using a coarse mesh to represent this containment (one or more 
compartments), reproduce the results of thermal-hydraulics measurements (tempera-
tures, pressures, humidities, etc.) and the distribution of aerosols at the end of the test 
[26] fairly successfully. In line with the results of experimental measurements, they pre-
dict that the majority of the aerosols would settle on the elliptical lower head of the 
containment vessel, the remainder being deposited on the surfaces where water vapour 
condensed. In the simulations, for the first two tests, a small fraction would deposit on 
the side walls of the containment vessel (walls which were heated to prevent condensa-
tion of water vapour). The kinetics and distribution of aerosol deposits measured dur-
ing the FPT2 test differ somewhat from the results of the previous tests, in particular 
with slower deposition kinetics (for all phenomena), a smaller fraction deposited on the 
surfaces where water vapour condenses, and a larger fraction deposited on the vessel 
side walls. These differences can be explained by the lower steam injection flowrate and 
consequent lesser condensation in the vessel during this test, and by smaller, less dense 
particles on average (less structural materials): the lower condensation rate reduced 
deposits on condensing surfaces and the smaller aerosol particles deposited onto the 
side walls more easily by Brownian diffusion.

The mass of aerosols retained on the elliptical lower head of the containment vessel 
and the condensing surfaces at the end of the Phebus FP tests is generally well simulated 
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by “point” code using standard models for aerosol deposition by sedimentation and dif-
fusiophoresis [26 and 47], although for some models, the respective fractions of aero-
sols deposited via these two mechanisms were not accurate. A new model for particle 
deposition by diffusion onto the vessel side walls, based on a description of turbulence 
damping in the boundary layer near the walls, correctly predicted the mass of aero-
sols deposited on these surfaces [49]. Depending on the test, the calculated mass varied 
from 2 to 4% of the quantity of aerosols in the vessel. It was higher for the FPT2 test, in 
agreement with the experimental results. In summary, throughout the Phebus FP tests, 
“point” code adequately predicted the thermal-hydraulics in the containment vessel 
[48] and the aerosol physics.

7.3.7. Iodine chemistry in the containment vessel

One of the most unexpected results of the Phebus FP tests – a result which is safety 
related – was experimental evidence of the existence of a small volatile iodine fraction at 
low temperature in the containment vessel at a very early stage (as soon as fission pro-
ducts started to be released from the fuel) during the FPT0, FPT1 and FPT2 tests [45]. The 
gaseous iodine measured in the containment vessel during this phase was interpreted 
as coming from the RCS, contrary to the thermo-chemical models which predicted that 
all the iodine would be in condensed form (CsI) at its outlet. Kinetic limitations on the 
gas-phase chemical reactions involving iodine (incomplete reactions) are the most plau-
sible explanation because none of the simulations that assume chemical equilibrium of 
the gaseous mix in the RCS correctly reproduce the experimental results [23 and 41]. 
These limitations could be produced by the specific thermal conditions in the RCS during 
the Phebus FP tests, with steep thermal gradients at the test device outlet and steam 
generator inlet. These limitations are accentuated for lower concentrations of fission 
products, which would explain the higher fraction of volatile iodine measured during the 
FPT0 test performed with very low burnup fuel and levels of fission products 50 times 
lower than in the FPT1 and FPT2 tests using higher burnup fuel.

The fraction of volatile iodine was found to be even greater during the FPT3 test. The 
reasons for this are still to be elucidated, but could be associated with the fact that the 
FPT3 test was performed using a boron carbide control rod instead of the Ag-In-Cd alloy 
rod used during previous tests. The “CHemistry of Iodine in the Primary circuit” (CHIP) 
experiment programme is underway as part of the ISTP [30] in order to better under-
stand and quantify the phenomena involved.

The key role of the silver present in the control rod has been clearly shown by the 
Phebus FP tests, in particular the first two, which were characterised by large frac-
tions of silver released. During the first two Phebus FP tests, iodine was detected and 
measured in the sump of the vessel representing the containment building, mainly 
in an insoluble form that was identified as silver iodide. The kinetics of the reaction 
between iodine and silver can be quite rapid under certain conditions, which leads to 
a suppression of the expected volatilisation of the iodine in the sump, following either 
radiolytic oxidation of the I– ions dissolved in the water, or the formation of organic 
iodides from the submerged painted surfaces (see Section 5.5.6 for further details). 
A set of analytical and semi-integral test programmes have quantified the kinetics 
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of the various silver-iodine reactions, meaning that the phenomena involved can be 
modelled [19 and 38].

The importance of the non-submerged painted surfaces of the containment vessel in 
the formation of organic iodides was clearly shown by the first two Phebus FP tests. In 
fact, this formation dominates that of organic iodides from submerged painted surfaces 
when the soluble iodine fraction in the sump is low (i.e. when releases of silver fractions 
significantly dominate releases of iodine fractions) [32]. For this reason, at least during the 
first two tests in the Phebus FP programme, organic iodides were the most common vola-
tile iodine species measured in the containment atmosphere after approximately one day.

Generally, the Phebus FP tests demonstrated that the long-term concentration of 
volatile iodine in the vessel that represents the containment building (beyond 24 hours) 
mainly depends on the physicochemical phenomena affecting the gas phase, and there-
fore the concentration of volatile iodine arriving from the RCS or formed in the contain-
ment vessel. After one day, the concentration of iodine in the containment atmosphere 
remained constant, which shows that equilibrium was attained both for the reactions 
that create and destroy volatile iodine and for adsorption and desorption processes (see 
Figure 7.19). Furthermore, gas-phase radiolytic reactions, such as reactions involving air 
radiolysis products that break up molecular iodine and organic iodine, are key to long-
term iodine speciation and therefore for assessing releases into the environment in the 
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Figure 7.19. Changes over time in the concentration of volatile iodine in the vessel representing the 
containment building during FPT0, FPT1 and FPT2 tests (percentage of the total inventory in the fuel). 
Equilibrium values are given for the aerosol phase and chemistry phase for FPT1 and for the chemical 
phase for FPT0 and FPT2.
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event containment failure on a PWR (venting via filters or basemat piercing). Radiolytic 
oxidation of volatile iodine species by ozone, nitrogen oxides and various radicals formed 
by air radiolysis, leads to the formation of iodine oxides in condensed form [33 and 39]. 
The concentration of volatile iodine in the containment after one to two days therefore 
depends on what happens to the products of radiolytic iodine oxidation, in particular 
their affinities for the surfaces inside the containment (paints, steel, etc.).

The analyses of all results concerning the behaviour of iodine during the FPT0 and 
FPT1 tests, performed in the context of the international Interpretation Circle11 for iodine 
chemistry in the containment, are summarised in [41]. These analyses have contributed 
to improving understanding of iodine behaviour, in particular bringing to light:

 – the probable occurrence of kinetic limitations during gas-phase chemical reac-
tions in the RCS, which could account for the formation of volatile iodine at low 
temperature;

 – the key role of silver from the control rods in liquid-phase iodine chemistry in the 
containment, the irreversible formation of insoluble silver iodide preventing the 
revolatilisation of molecular iodine by radiolytic oxidation of iodide ions and the 
formation of organic iodine in the liquid phase;

 – the importance of the unsubmerged painted surfaces of the containment in the 
production of organic iodides when iodine is not very soluble in the liquid phase 
(e.g., when significant quantities of silver are released into the containment), 
leading to the production of mainly organic forms of volatile iodine;

 – the equilibrium attained in the containment between the creation and destruc-
tion of volatile iodine, which leads to pseudo steady-state concentrations of 
iodine in the gas phase;

 – the importance of gas-phase reactions between iodine and air radiolysis products 
in long-term iodine speciation (iodine oxides and nitroxides) and consequently in 
the assessment of possible releases into the environment in the event of core melt.

Lessons learned from the analysis of results concerning the behaviour of iodine dur-
ing Phebus FP tests have been used to improve and develop models, which have then 
been integrated into most simulation software that covers iodine chemistry in the con-
tainment buildings of power reactors, such as:

 – liquid-phase reactions between iodine and silver (taking into account the 
Ag metal/I2(g), Ag metal/I– and Ag oxide/I– reactions, and oxidation of silver by 
water radiolysis products);

 – radiolytic oxidation of molecular iodine and organic iodine via air radiolysis 
products and the formation of iodine oxides;

 – formation of various organic iodides via the adsorption of molecular iodine onto 
unsubmerged painted surfaces.

11. The international partners of the Phebus FP programme share their interpretations of these test 
results. This is performed in the context of Interpretation Circles, one of which is devoted to iodine 
chemistry.
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7.3.8. Use of Phebus FP test results in safety analyses

Knowledge acquired thanks to the Phebus FP programme has been put to use in acci-
dent simulation software such as ASTEC, MELCOR and MAAP. These computer codes, 
described in Chapter 8, are used to perform safety analysis; in some cases, the results 
of the Phebus FP programme can be used directly. One example is the use made by 
IRSN and the US Nuclear Regulatory Commission (NRC) with regard to the assessment 
of possible releases into the environment following a severe accident. In particular, at 
IRSN, this involved quantification of delayed and filtered releases and level-2 proba-
bilistic safety analyses (PSA-2) [27]. The most recent results have been integrated into 
these analyses.

At US-NRC, a critical analysis, supported by the results of the Phebus FP tests, has 
been performed regarding the recommendations and assumptions gathered in Report 
NUREG-1465 [59], which covers releases in accident situations, on the basis of the 
opinions of an Expert Group [36], some members of which were from IRSN.

The results of the Phebus FP programme were also used to specify the research 
priorities for core melt accidents under the European EURSAFE project [50]. The lessons 
which continue to be learned from the Phebus FP tests are used by Severe Accident 
Research NETwork of Excellence (SARNET) [51]; in particular, research priorities are 
periodically reviewed [60]. The ISTP [27], which aims to reduce the uncertainties brought 
to light during the Phebus FP programmes, is part of this collaborative effort.
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Chapter 8
Numerical Simulation 

of Core Melt Accidents

8.1. Integral and mechanistic computer codes
The development of computer codes for the numerical simulation of core melt 

accidents began in the United States in the 1970s to back up probabilistic studies, such 
as those referred to in the American WASH 1400 report [1]. The TMI-2 accident in the 
United States in 1979 spurred efforts to improve simulation of this type of accident and 
develop level 2 probabilistic safety assessments (PSAs) in the country. Another major 
report following the WASH 1400 report included a probabilistic study of five US reactors 
[2]. It was in the late 1980s that the Europeans and Japanese decided to develop their 
own core melt accident simulation codes and probabilistic safety assessments. Over this 
period, these codes came into gradual use for elaborating and assessing methods for 
preventing core melt accidents – or mitigating their impact – as well as for training reac-
tor operators.

Two types of code were developed:

 – integral codes (or software systems) designed to simulate the entire core melt 
accident, from the initiating event up to and including any radioactive release 
outside the containment;

 – detailed or mechanistic codes, used to simulate in greater detail the phenomena 
involved in a particular accident phase, for example core damage, fission product 
release or hydrogen combustion inside the containment.
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8.1.1. Integral codes

Following the TMI-2 accident, the United States simultaneously started to develop 
two integral codes in the 1980s, one called MAAP for the nuclear industry and another, 
MELCOR, intended for the regulatory authorities. At the end of the 1980s, Japan and 
France began to develop analogue codes, namely THALES [2], developed by JAERI [3] and 
ESCADRE by IRSN [4]. IRSN then decided to work with GRS on the joint development 
of ASTEC, an integral code to replace ESCADRE. An ambitious project was started up 
at NUPEC in Japan using the SAMPSON system of detailed codes [5] but around 2001, 
related developments came to a virtual standstill owing to a decline in R&D work on 
core melt accidents in Japan. The Japanese Atomic Energy Agency (JAEA, successor to 
JAERI) has recently restarted development work on the THALES code. In the early 2000s, 
Russia began to develop a code system called SOCRAT [6].

There are five integral codes in the world, namely MAAP, MELCOR, ASTEC, SAMPSON 
and SOCRAT (this excludes certain special codes used to simulate core melt accidents in 
Canadian-designed CANDU heavy-water reactors, such as ISAAC, a code developed by 
KAERI in South Korea). Of these five codes, only three are in widespread use:

 – ASTEC, jointly developed by IRSN and its German counterpart, GRS;

 – MAAP4, developed by the American company Fauske & Associates, Inc. (FAI);

 – MELCOR, developed by Sandia National Laboratories (SNL) in the United States 
for the US Nuclear Regulatory Commission (US NRC).

Integral codes must meet the following requirements:

 – provide exhaustive coverage of all the physical phenomena involved in a core 
melt accident;

 – simulate the behaviour of the main reactor safety systems;

 – fully incorporate couplings between phenomena, such as the decrease in residual 
heat according to fission product release from the fuel, metal oxidation according 
to the quantity of oxygen or steam available, or corium cooling in the reactor pit 
during corium-concrete interaction as a result of radiation and convection in the 
containment;

 – modular design to allow comparisons with experimental results in particular;

 – high-speed performance to calculate a large number of level 2 PSA scenarios in a 
reasonable time. To achieve this, computing time must be less than real accident 
time.

Integral codes are used in reactor safety studies, particularly to estimate foreseeable 
radioactive releases, and in level 2 PSAs. They are also used in studies on the management 
of a possible core melt accident with a view to defining or improving severe accident 
operating guidelines. Another example of use is to verify the design of pressuriser steam 
bleed valves or recombiners in the containment building.

http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx
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The main physical fields covered are:

 – RCS and secondary coolant system thermal-hydraulics from the start of the 
accident;

 – core melting, with the release of fission products from the fuel rods and of aero-
sols from the structural elements inside the reactor pressure vessel, such as con-
trol rods, grids, etc.;

 – relocation of corium to the lower head of the reactor vessel, that may result in 
vessel failure and flow of corium in the reactor pit;

 – interaction between the molten core and the concrete of the reactor pit basemat 
(MCCI);

 – transport and deposition of fission products and aerosols in the RCS and secondary 
coolant system;

 – thermal-hydraulics and hydrogen combustion in the containment;

 – transport and deposition of fission products and aerosols in the containment;

 – fission product chemistry (particularly iodine and ruthenium) in the containment, 
and the possibility of fission product release to the environment.

Integral codes do not generally cover steam explosion or containment mechanical 
strength, which are covered by more specific codes.

Core melt accidents include transient phenomena in solid, liquid or gaseous media 
involving mass, momentum and energy exchanges. Integral codes must couple all these 
phenomena, which come into play on different spatial and temporal scales. Some phe-
nomena, such as direct containment heating for example, last mere seconds, while 
others, such as the pressure increase due to gas release during MCCI, chemical reactions 
between cladding and fuel, or steam flows along the entire height of the core, can last 
several hours. Of course, these codes also involve various scientific disciplines, including 
thermal science, thermal-hydraulics, structural mechanics and chemistry.

For each component concerned, equations for conservation of mass and internal 
energy are solved in volumes, called control volumes, that define a spatial mesh. The 
RCS and secondary coolant system and the containment may be represented by any 
number of volumes, usually between 10 and 50 for the containment1. The reactor core 
is represented by a 2D axisymmetric mesh, generally composed of four to seven radial 
rings and 10 to 30 axial volumes.

The corium during MCCI is discretised in one, two or three volumes representing 
averaged layers (metal on the one hand, heavy and light oxides resulting from concrete 
decomposition on the other).

1. Except for MAAP4, where the maximum number is 14 for the RCS and two for the secondary coolant 
system.
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Computing time is significantly affected by the degree of refinement selected for 
discretisation into control volumes. Computing times of one or two hours per day of 
accident can be achieved using the minimum numbers of volumes mentioned above, 
but doing so may make results less reliable. Thermal-hydraulic models play a key role 
in integral codes as they are intricately linked to other models. Each control volume 
generally contains two temperature zones, a fluid zone (single-phase liquid or two-
phase boiling) and a gaseous zone that may include a water mist. These volumes can be 
surrounded by solid, heat-conducting structures. They are connected by junctions. The 
velocities of fluids flowing through these junctions are calculated by solving the fluid 
momentum equations: the average velocity of the fluid is calculated in the transient 
state using the generalised Bernoulli equation, making allowance for head loss. The 
difference in velocity between liquid and gas is then calculated from this average 
velocity using an “inter-phase slip” correlation. For the RCS and secondary coolant 
system, the ASTEC code uses more complex modelling of 1D “pipe” volumes containing 
a two-phase mixture. The thermal-hydraulic models of the RCS and secon dary coolant 
system and the containment are closely coupled by the modelling of heat exchanges 
between the systems and containment or by the discharge of water or steam from the 
systems to the containment in the event of a pipe break. This allows simple modelling 
of some automatic reactor functions, such as the start-up of certain systems (safety 
injection, containment spray) at high containment pressure thresholds.

Integral codes are large, ranging from 400,000 to 500,000 instructions and 1000 
to 1500 subroutines for ASTEC and MELCOR, and around 350,000 instructions and 
700 subroutines for MAAP. They are made up of modules corresponding more or 
less to the main areas of the reactor. These modules are connected by a computer 
program that manages changes in the time steps of the numerical solution scheme, 
data exchange and conservation of mass and energy. The programming language is 
Fortran 95 or later.

An essential feature of these codes is that they allow the user to formulate hypotheses 
for the accident under study as flexibly and as simply as possible, often using a specific 
command language or a human-machine interface. This makes it possible to simulate 
the safety systems involved during the accident as well as the accident management 
procedures implemented by the operators:

 – for the RCS and secondary coolant system: intentional depressurisation, pouring 
water onto the damaged core in the reactor vessel, etc.;

 – for the containment: spraying, recombiners, ventilation, filters, etc.

Other requirements for these integral codes concern the numerical robustness and 
availability of user-friendly tools allowing users to prepare calculations and make use of 
their results, or stop calculations at any point during the accident, save the results, then 
continue calculations until the end of the accident, adjusting assumptions as necessary 
(for example, restarting the safety systems).

Thanks to improved computer performance and expanding knowledge, detailed 
models can now be incorporated in the integral codes mentioned above. Until the late 
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1990s, models had to be as simple and fast as possible and highly flexible for the pur-
poses of sensitivity studies. Despite the growing sophistication of models, however, 
integral codes continue to complement mechanistic codes, which are used to simulate 
a particular phenomenon. This is the case of Computational Fluid Dynamics (or CFD) 
codes, which are used to assess the hydrogen risk in the containment or to model steam 
explosions (Sections 5.2.2 and 5.2.3).

8.1.2. Mechanistic codes

The principal mechanistic codes used around the world are, with the developing 
organisations in parentheses:

 – for core damage: ATHLET-CD (GRS in Germany), ICARE/CATHARE (IRSN), RELAP/
SCDAPSIM (ISS in the USA), SCDAP/RELAP5 (INL in the USA);

 – for the containment: COCOSYS (GRS), TONUS (IRSN), FUMO (University of Pisa 
in Italy), GOTHIC (AECL in Canada), CONTAIN (developed by ANL in the USA but 
now replaced by the integral code MELCOR);

 – for steam explosion: IKEDEMO (University of Stuttgart in Germany), MC3D 
(IRSN);

 – for large structural mechanics: finite-element codes such as ABAQUS (United 
States) and CAST3M (CEA);

 – for thermal-hydraulics: CFD codes designed to solve Navier-Stokes equations 
in 3D geometry such as CFX (off-the-shelf software), GASFLOW (KIT, ex-FzK in 
Germany), TONUS (IRSN).

These codes are generally used to simulate part of an accident scenario or a par-
ticular area of a nuclear power plant, such as the RCS and secondary coolant system 
or the containment. Their main goal is to reduce uncertainties and provide a more 
detailed understanding of physical phenomena. For this reason, they include detailed, 
“realistic” state-of-the-art models known as best-estimate models. Mechanistic codes 
and integral codes adopt different approaches. The first usually calculate numerical 
solutions for differential equations, while integral codes sometimes use correla-
tions, which implies that they can only be used within the scope of the correlations in 
question.

Mechanistic codes often serve as references to determine the validity of integral 
code results.

Computing time is generally long; with very high spatial and temporal discretisation, 
it can take several weeks to perform calculations for one day of accident.

http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx
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8.2. General approach to code development 
and validation

8.2.1. Code development

Code development is generally carried out in the following steps, possibly with itera-
tions between them:

 – step 1: defining code objectives, including scope and required performance in 
terms of computing time, etc.;

 – step 2: preparing general specifications such as structure, programming lan-
guages, degree of detail in models, numerical solution schemes, etc.;

 – step 3: preparing detailed specifications for certain models as required and, where 
necessary, building prototype;

 – step 4: developing physical models, generally based on experimental data;

 – step 5: developing the code by implementing the physical models and adjusting 
them to the appropriate numerical scheme;

 – step 6: checking the code by comparing the results it produces for simple problems 
with analytical solutions, and verifying conservation of mass and energy, con-
sistency of results obtained with various computers systems, correct coupling 
between phenomena, etc.

8.2.2. Code validation

The purpose of the validation process is to ensure that the code gives a true represen-
tation of physical phenomena and that it can reliably simulate a core melt accident in a 
reactor, from beginning to end.

“Validation Strategy of Severe Accident codes” [7] or VASA, a project carried out 
between 1999 and 2003 as part of the fourth European R&D framework programme 
(FP4) and coordinated by GRS with active support from IRSN, studied various approaches 
to code validation. One of its main conclusions was to recommend a dual approach that 
not only takes into consideration physical phenomena as such, but also their impact on 
reactor safety.

The two approaches complement each other as the second determines the degree 
of accuracy required for simulating phenomena. It should be noted that for the second 
approach, all the reactor safety systems must be modelled in the code.

Validation is generally carried out in three steps:

 – validating a physical model implemented in the code, based on the results of 
separate-effect tests, often carried out on a small scale, then validating the code 
based on the results of coupled-effect tests covering a set of several physical 

http://www.irsn.fr/EN/Pages/home.aspx
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phenomena. The latter tests are often carried out using simulant materials and 
can also represent the behaviour of a real reactor component;

 – validating the code using integral tests. These are often carried out on a relatively 
large scale (for example on rod clusters of actual height) and using real materials, 
which makes it possible to check that the various models are suitably coupled 
and that no important phenomena have been neglected;

 – extrapolating the code to accident situations liable to affect power reactors, in 
particular through scale-effect studies, sensitivity studies on various model para-
meters (physical and numerical) and comparisons with other codes, and applying 
it to emergency transients actually encountered in reactors, such as the TMI-2 
and Fukushima Daiichi accidents in the United States and Japan respectively.

When these steps are considered sufficiently complete (they need to be repeated 
regularly as knowledge advances), default values and variation ranges for various model 
parameters can be recommended to users. The conclusions of this validation process can 
then point to ways of improving the code models.

The study of core melt accidents involves a number of specific features compared 
with other scientific disciplines, including extreme conditions, such as high temperatures 
and pressures and the extremely complex phenomena to be considered. For this rea-
son, numerous specific international experimental programmes had to be carried out 
for many years. Validation matrices have been developed for all codes based on various 
available tests. Table 8.1 gives an example of a matrix globally common to integral codes 
(it does not include the TMI-2 accident). The tests adopted in the International Standard 
Problem (ISP) [8] exercises organised by the OECD Committee on the Safety of Nuclear 
Installations (CSNI) are widely used. These exercises involve comparing codes through 
well-instrumented quality tests.

Table 8.1. Main experimental programmes used in integral code validation.

Field or physical phenomenon concerned 
(relevant section of book)

Programme name Organisation (country)

Core melt accident as a whole  
(Sections 5.1, 5.5 and 7.3)

LOFT-LP-FP2 INEL (USA)

Phebus FP IRSN (France)

RCS thermal-hydraulics  
(Section 5.1.4)

BETHSY [9] CEA (France)

Core damage  
(Section 5.1.1)

CORA KIT (Germany)

QUENCH KIT (Germany)

PARAMETER LUCH (Russia)

Fission product release (Section 5.5.1)
ORNL HI-VI ORNL (Canada)

VERCORS CEA (France)

http://www.irsn.fr/EN/publications/thematic-safety/fukushima/Pages/overview.aspx
http://www.irsn.fr/EN/Research/Research-organisation/Research-programmes/PHEBUS-PF/Pages/Severe-accident-research-programme-PHEBUS-FP-3455.aspx
http://www.irsn.fr/EN/Pages/home.aspx
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Field or physical phenomenon concerned 
(relevant section of book)

Programme name Organisation (country)

Fission product transport in the RCS and 
containment  
(Section 5.5.2)

FALCON [10] AEAT (UK)

VERCORS HT CEA (France)

LACE [11] INEL (USA)

KAEVER [12] Battelle (Germany)

Vessel failure  
(Section 5.1.3)

LHF-OLHF SNL (USA)

FOREVER KTH (Sweden)

Heat transfers in a corium pool  
(Sections 5.4.1 and 5.4.2)

COPO VTT (Finland)

ULPU [13] UCLA (USA)

BALI CEA (France)

Fragmentation of corium in water  
(Section 5.2.3)

FARO and KROTOS JRC Ispra

Direct containment heating 
(Section 5.2.1)

SURTSEY IET SNL (USA)

DISCO (C, H) KIT (Germany)

MCCI  
(Section 5.3)

BETA KIT (Germany)

CCI ANL (USA)

ACE and MACE ANL (USA)

Iodine chemistry in the containment  
(Section 5.5.5)

ACE/RTF and Phebus/RTF AECL (Canada)

CAIMAN CEA (France)

EPICUR IRSN (France)

Thermal-hydraulics in the containment 
(Section 5.2.2)

NUPEC [14] NUPEC (Japan)

VANAM [14] Battelle (Germany)

TOSQAN [15] IRSN (France)

MISTRA [15] CEA (France)

Hydrogen combustion in the containment 
(Section 5.2.2)

HDR Battelle (Germany)

RUT RRC-KI (Russia)

8.3. ASTEC
The Accident Source Term Evaluation Code, or ASTEC, has been jointly developed 

since 1995 by IRSN and its German counterpart, GRS [16]. It played a key role in the 
research carried out by the Severe Accident Research Network of Excellence, or SARNET, 
under the European Commission framework programmes, FP6 and FP7 from 2004 to 
2013. Within this context, it gradually incorporated models of all knowledge generated 
by the network, and is used by the partners to conduct a considerable amount of work 
on validation and comparison with other codes on reactor applications [17]. ASTEC has 
now become the European reference code.

http://www.irsn.fr/EN/Research/Research-organisation/Research-programmes/PHEBUS-PF/Pages/Severe-accident-research-programme-PHEBUS-FP-3455.aspx
http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/en/research/research-organisation/scientific-collaboration/sarnet/Pages/The-European-network-of-excellence-SARNET-on-severe-accidents-2490.aspx
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8.3.1. Capabilities

An initial series of versions, V0, was developed until 2003, followed by the V1 series 
until 2009. The first version of the V2 series was commissioned mid-2009. The major 
change compared with the V1 series concerns core damage: the models in the V2 series, 
developed using IRSN’s mechanistic code ICARE2 [20], are capable of simulating in 2D 
the flow of corium inside the core, and its progression towards the lower head through 
the barrel and lower core plates, as observed during the TMI-2 accident (whereas ASTEC 
V1 modelled flows in one dimension along the rods). Another major improvement con-
cerns iodine and ruthenium modelling in the RCS and secondary coolant system and in 
the containment.

The V2 versions can be applied to various types of Generation II reactor, French PWRs 
(900, 1300 and 1450 MWe series), German 1300 MWe Konvoi reactors, Westinghouse 
1000 MWe PWRs and Russian-designed 440 and 1000 MWe VVERs. They can also be 
used for new Generation III reactor designs such as the EPR with its core catcher, or 
reactors, such as the AP1000, designed to retain the corium inside the reactor vessel and 
cooling the vessel by flooding the reactor pit (as seen in Generation II VVER 440 reactors 
on which this cooling system was installed [18]). Research at GRS has shown that the 
ASTEC V2 code could also be used on boiling water reactors (BWRs), except during the 
core damage phase, for which models are currently being adapted. The same is true for 
CANDU and high-temperature reactors (HTRs), as demonstrated by the work of BARC 
in India and PBMR in South Africa respectively.

Another application of ASTEC is in simulating accidents in fuel storage pools, such as 
the one that occurred at the Paks NPP in Hungary [19].

IRSN makes intensive use of ASTEC in its Level 2 PSAs and in studies on foreseeable 
radioactive release in the event of a core melt accident at French 900 MWe and 
1300 MWe PWRs. Similar work is in progress for the EPR.

Figure 8.1 shows the different ASTEC modules and how they are coupled. The fact 
that ASTEC is highly modular simplifies validation, which can be carried out on tests 
using only one module or suite of modules.

Version V2.0 of ASTEC was distributed to nearly 40 organisations in twenty coun-
tries, mostly in the European Union, but also in Russia, China, India, South Korea and 
South Africa.

All the phases of an accident can be simulated during reactor power operation or 
with the reactor shut down, except for the detailed effects of air entering the reactor 
vessel, which will be covered in the next major upgrade, V2.1. All accident scenarios 
can be simulated – loss-of-coolant accident, steam generator tube rupture, total loss 
of emergency power supply, and total loss of steam generator feedwater supply – as 
well as most emergency operation procedures, such as depressurisation of the RCS and 
secondary coolant system, water injection onto a slightly damaged core, containment 
spraying, containment venting and filtering radioactive release. Certain devices inside 

http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx
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the containment, such as catalytic hydrogen recombiners, can also be represented, as 
can suppression pools with gas bubbling in VVER 440 reactors or HTRs.

A numerical approach with five differential equations and an algebraic inter-phase 
slip algorithm is used to model RCS and secondary coolant system two-phase thermal-
hydraulics. A zero-dimensional “zone-based” approach is used to describe corium 
behaviour in the reactor pit during MCCI. This may involve changes among layers as a 
result of stratification and layer inversion (see Section 5.3 for further details on MCCI). 
This approach is also used for modelling thermal-hydraulics in the containment.

All the basic data required for calculations are gathered in a single base called the 
Material Data Bank, which includes not only the physical properties of materials and 
mixtures (conductivity, viscosity, etc.) but also chemical reactions and fission product 
isotopes (radioactive decay). The corium thermophysical properties come from the 
European reference base, NUCLEA [21].

The computing time for a severe accident scenario is generally close to real time on a 
PC in a Windows or Linux environment. Less refined spatial meshing can reduce computing 
time to a few hours per day of accident.

Users have access to SUNSET, a tool designed for automatically launching a series of 
sensitivity studies for uncertainty analysis.

Figure 8.1. ASTEC V2 structure
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8.3.2. Validation status mid-2015

During the 1990s, an intensive effort was undertaken to validate codes such as 
ESCADRE, RALOC and FIPLOC, from which ASTEC was developed. This work laid solid 
foundations for validation. The basic validation matrix is composed of some thirty 
experiments, mainly those shown in Table 8.1. As these concern crucial phenomena 
involved in core melt accidents, the matrix is applied to each major upgrade to specify 
model uncertainties. For each module, validation is complemented by campaigns 
which, although less frequent, cover all available experiments (some forty experi-
ments on fission product release for example). It is also performed by IRSN’s partners 
in SARNET on reference experiments used for international computer code intercom-
parison exercises (ISP). Examples include BETHSY 9.1b (ISP27) for RCS and secondary 
coolant system thermal-hydraulics, KAEVER (ISP44) for aerosol behaviour in the con-
tainment, and Phebus FPT1 (ISP46) for the accident as a whole.

More than 170 experiments were used to compare all successive versions. The results 
of the comparison are generally satisfactory and show that ASTEC reflects the state of 
the art in terms of understanding and modelling, especially concerning fission product 
behaviour, which takes into account all the knowledge gained from the Phebus FP 
experimental programme and international analytical tests carried out over many years. 
To illustrate this, Figure 8.2 gives the validation results vs. the BETHSY 9.1b thermal-
hydraulic test performed at CEA on a two-inch break in the cold leg of the RCS, while 
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Figure 8.2. Validation of ASTEC on the BETHSY 9.1b test: calculated pressure changes in the RCS and 
secondary coolant system - Comparison with experimental values.

http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/en/research/research-organisation/scientific-collaboration/sarnet/Pages/The-European-network-of-excellence-SARNET-on-severe-accidents-2490.aspx
http://www.irsn.fr/EN/Research/Research-organisation/Research-programmes/PHEBUS-PF/Pages/Severe-accident-research-programme-PHEBUS-FP-3455.aspx
http://www.irsn.fr/EN/Research/Research-organisation/Research-programmes/PHEBUS-PF/Pages/Severe-accident-research-programme-PHEBUS-FP-3455.aspx
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Figure 8.3 shows the results obtained for the CAIMAN 97/02 test, also performed at 
CEA, to simulate the production of gas-phase molecular and organic iodine in the con-
tainment during a severe accident.

Improvements to ASTEC models currently focus on reflooding of damaged cores, 
which is a crucial aspect of core melt accident management. As for all other codes, there 
is considerable room for improvement in ASTEC on this issue. This was highlighted by 
the interpretation of QUENCH and CORA experiments, especially the failure to repro-
duce the hydrogen production peaks observed during these reflooding tests.

In addition to comparison with experimental results, it is also necessary to demon-
strate that the code is capable of calculating all severe accidents liable to affect power 
reactors. ASTEC is therefore used in the IRSN level 2 PSA PWR 1300 studies concerning 
the main scenarios (RCS or secondary coolant system break, loss of emergency power 
supply, etc.), with variants for examining the impact of whether or not reactor safety 
systems are used. Nearly a hundred sequence calculations were performed to ensure 
that results are mutually consistent and that the trends obtained are physically credible.
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Figure 8.3. Validation of ASTEC on the CAIMAN 97/02 test: changes in gas-phase iodine concentra-
tions in the form of molecular iodine (I2) and organic iodine (CH3I).

http://www.irsn.fr/EN/Pages/home.aspx
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Comparisons were also made with other codes on certain accident scenarios. This is 
the case of comparisons made within SARNET with the MELCOR and MAAP4 integral 
codes and with mechanistic codes such as ICARE/CATHARE and CONTAIN, for various 
types of reactor, including PWR 900, PWR 1300, Konvoi 1300, VVER 440 and VVER 
1000. Results were generally considered close, although deviations were observed during 
some phases in the scenarios. The models responsible for these deviations were identi-
fied during these comparisons, which helped to quantify uncertainties in the assessment 
of certain physical phenomena.

8.3.3. ASTEC upgrade prospects

Several new models are being implemented in V2.1, the next major upgrade of 
ASTEC, which is scheduled for release in 2015. These are the results of interpretations of 
experimental programmes aimed at reducing uncertainties and include:

 – for iodine and ruthenium transport chemistry in the RCS: IRSN’s CHIP tests (Sec-
tion 5.5.6.2) carried out under the International Source Term Programme (ISTP) 
to qualify a new chemical kinetics model;

 – for iodine and ruthenium chemistry in the containment: IRSN’s EPICUR tests 
(Section 5.5.6.2), also carried out as part of ISTP;

 – for the spatial distribution of heat flux in the corium pool during MCCI: CEA’s 
VULCANO and CLARA tests and CCI project tests on real materials;

 – for the effects of high fuel burnup and MOX fuel on core damage and fission 
product release: CEA’s VERCORS and VERDON tests;

 – for damaged core reflooding: IRSN’s PRELUDE PEARL tests on debris bed cooling 
(and the related work done by SARNET partners).

At the same time work was carried out on adapting core damage models to BWRs, 
in collaboration with GRS and the University of Stuttgart, and to PHWR (Pressurized 
Heavy Water Reactors [incl. CANDU]), in collaboration with the BARC.

In the future activities of SARNET, ASTEC should continue to be used to build up 
knowledge on severe accidents. Initiatives are underway to reduce computing speeds, in 
particular through parallel computing.

Since 2009, work has been carried out on adapting ASTEC to accidents in Gen IV 
sodium-cooled, fast-neutron reactors and at nuclear fusion facilities such as ITER.

8.4. MAAP
Development work on the Modular Accident Analysis Program (MAAP) began in the 

United States in the early 1980s for the purpose of PSA-related physical studies under 
the Industry Degraded Core Rulemaking (IDCOR) programme, which brought together 
some sixty American companies. When IDCOR came to an end, MAAP was acquired by 

http://www.irsn.fr/en/research/research-organisation/scientific-collaboration/sarnet/Pages/The-European-network-of-excellence-SARNET-on-severe-accidents-2490.aspx
http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/EN/Pages/home.aspx
http://www.irsn.fr/en/research/research-organisation/scientific-collaboration/sarnet/Pages/The-European-network-of-excellence-SARNET-on-severe-accidents-2490.aspx
http://www.irsn.fr/en/research/research-organisation/scientific-collaboration/sarnet/Pages/The-European-network-of-excellence-SARNET-on-severe-accidents-2490.aspx
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the Electric Power Research Institute (EPRI), an American organisation, but development 
work is still carried out by Fauske & Associates, Inc (FAI).

Many nuclear operators have purchased a licence to use MAAP for the purpose of 
safety studies. They have formed a users’ group (MAAP Users’ Group or MUG) com-
prising more than 55 organisations.

EDF uses MAAP for studying PWR core melt accidents including level 2 PSAs, hydro-
gen recombiner design, reassessment of foreseeable release in the event of a core melt 
accident, studies to help prepare severe accident operating guidelines (GIAG), direct 
containment heating (DCH) studies and studying the slow rise in containment pressure.

Since it acquired the code in 1991, EDF has built up specific skills in developing and 
validating MAAP, in particular by comparing it with results obtained from other codes 
designed for power reactor applications.

Pursuing the same development approach, it began producing its own versions of 
MAAP as of 1996, integrating special features. EDF currently uses version 4.07a of the 
code, which is designed to model EPR accident sequences in addition to those con-
cerning 900 et 1300 MWe PWRs.

8.4.1. Capabilities

The MAAP code is used to simulate accident situations in PWRs, including VVER and 
EPR designs, BWRs or PHWR reactors, with specific versions for each type of reactor. It 
focuses in particular on core melt sequences whatever the conditions (whether the reac-
tor is operating or shut down).

Functional modelling is included for examining the impact of operator action on the 
progression of accident sequences.

Computing time is short - about two hours on a PC in a Linux environment to simu-
late 24 hours real time for an accident sequence with core damage.

Fission product transport (release in the event of core damage, migration in the RCS 
and containment, chemistry) can be modelled to determine environmental release and 
surface and volume contamination in rooms.

For each control volume, MAAP solves conservation of mass and energy equations. 
Conservation of momentum equations are not differential equations and amount to 
Bernoulli equations.

The RCS, excluding the pressuriser, is represented by 14 volumes at the most, and 
the containment by no more than 30. The core is modelled axisymmetrically with a 
maximum of 175 mesh cells.

Figure 8.4 illustrates the main physical phenomena modelled by MAAP for the RCS 
and containment.
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The MAAP4.07c version includes specially adapted models for EPR applications [22]. 
These include:

 – modelling the heavy reflector at the edge of the core: the code models the for-
mation of a crust between the molten corium and the heavy reflector and the 
formation of a layer of molten steel between the crust and solid area of the heavy 
reflector, the perforation of the heavy reflector, followed by the ablation of the 
reflector outer wall as the corium flows into the annulus between the reflector 
and the reactor vessel (Figure 8.5);

 – modelling the radiative heat transfer from the corium pool in the reactor pit to the 
vessel structures and reactor pit walls before the core catcher lower plug melts;

 – taking into account the different types of concrete and wall configurations used 
in partitioning the containment and spreading compartment for the purpose of 
MCCI calculation.

A new version of the MAAP4 code developed by EDF R&D based on the standard 
EPRI version was used by EDF in 2012. It incorporates the latest progress in international 
projects, such as SARNET and ISTP, especially reductions in uncertainties relating to core 
damage and release assessment. Improvements to the models concern, for example, 
air-induced oxidation of fuel rod cladding, B4C oxidation, non-volatile and semi-volatile 
fission product release from fuel, containment iodine chemistry, MCCI processing and 
coupling the MAAP code with the NUCLEA base by tabulation for improved assessment 
of the thermophysical properties of corium.

Figure 8.4. MAAP models for physical phenomena in a PWR containment.

http://www.irsn.fr/en/research/research-organisation/scientific-collaboration/sarnet/Pages/The-European-network-of-excellence-SARNET-on-severe-accidents-2490.aspx
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8.4.2. Validation status mid-2015

In practice, the physical validation of the MAAP code is a continuous process fuelled 
by the simulation of new tests. EDF regularly contributes to the MAAP validation base, 
in particular through its participation in ISPs and international projects, such as SARNET 
and the ISTP.

In addition to the many tests performed by FAI, EDF has carried out supplementary 
calculations on tests since it acquired the code. These include calculations on core 
damage, hydrogen production, containment thermal-hydraulics, iodine chemistry, 
fission product release and the mechanical strength of the reactor pressure vessel. 
Basically, the qualification grid for MAAP4.07c covers experiments concerned by the 
programmes listed in Table 8.1.

EDF also qualifies the code on available integral tests (Phebus, LOFT) and the TMI-2 
accident to complete the validation process on analytical and separate-effect tests.

Furthermore, MAAP is compared with other codes, including mechanistic codes 
such as ASTER (EDF thermochemistry code, used for instance for the mechanical 
behaviour of the reactor vessel), RELAP or RETRAN (American codes on RCS thermal-
hydraulics) and integral codes such as ASTEC. Teams in the SARNET network com-
pared results obtained for 900 MWe PWRs using ASTEC and MAAP. Trends and orders 
of magnitude were found to be similar when the two codes were applied to accident 
sequences involving LOCAs with breaks varying in size and location.

Figure 8.5. Model of EPR heavy reflector ablation during core damage.

http://www.irsn.fr/en/research/research-organisation/scientific-collaboration/sarnet/Pages/The-European-network-of-excellence-SARNET-on-severe-accidents-2490.aspx
http://www.irsn.fr/EN/Research/Research-organisation/Research-programmes/PHEBUS-PF/Pages/Severe-accident-research-programme-PHEBUS-FP-3455.aspx
http://www.irsn.fr/en/research/research-organisation/scientific-collaboration/sarnet/Pages/The-European-network-of-excellence-SARNET-on-severe-accidents-2490.aspx
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8.4.3. MAAP upgrade prospects

At the beginning of 2015 EDF switched to MAAP 5.0, a major upgrade to the code. 
Version 5.0 incorporates most of the physical models developed by EDF for its own versions 
of MAAP 4, including damage to Ag-In-Cd or B4C control rods, zirconium oxidation at high 
temperatures and fission product release from the fuel matrix. It also includes many of the 
improvements made to physical models by FAI, some of which are listed below:

 – RCS thermal-hydraulics: more detailed processing with the RCS broken down into 
49 mesh units, single-phase or water-steam two-phase fluid processing, possibility 
of simulating safety injection in the cold leg only, improved modelling of natural 
circulation in the reactor vessel (especially between the annulus, core and upper 
plenum), improved modelling of the formation of water plugs and their impact on 
natural circulation, taking account of any reversal of flow in steam generator tubes;

 – accumulator modelling: accumulators modelled as part of the RCS, accumu-
lator wall modelled as a heat sink, nitrogen injection into the RCS from the 
accumulators;

 – core modelling: addition of 1D neutronic and point kinetic models;

 – modelling of corium retention in the reactor vessel: refinement of the reactor 
vessel axial mesh to 100 meshes, modelling of the variation in the critical dryout 
heat flux along the outer surface of the reactor vessel (according to the angle of 
inclination) when the vessel is assumed to be flooded, calculation of heat transfer 
by nucleate boiling between the outer surface of the reactor vessel and the liquid 
water in the reactor pit, modelling of insulation and of a gap between the reactor 
vessel and the insulation;

 – new models of phenomena involved in containment heat transfers: natural and 
forced convection in containment compartments induced by a loss-of-coolant 
accident, wall condensation allowing for paint, gas entrainment of condensed 
water droplets on the wall, steam jet condensation in the flooded compartment, 
hydrogen combustion.

These improvements have been financed by some fifteen MAAP4 licence holders. 
After improving physical modelling, FAI focused on the numerical stability of MAAP5 in 
2011-2012. Since the beginning of 2015, MAAP5 provides an alternative to MAAP4 for 
EDF research on core melt accidents.

8.5. MELCOR
MELCOR is an integral code developed by SNL since 1982 for the US NRC. It is used 

as a tool for the comprehensive study of core melt accidents that might occur in light-
water reactors (PWR designs including VVERs and BWRs) [23]. Applications also exist 
for RBMK reactors, as well as for PHWR reactors, albeit only on an exploratory basis. 
Foreign partners in the US NRC Cooperative Severe Accident Research Program (CSARP) 
contribute to the code validation process.
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The US NRC uses the code in reassessing radioactive releases from MOX or high-
burnup fuels for example, appraising new reactor designs (such as the Westinghouse 
AP1000, ESBWR and US.EPR), realistically estimating the impact of core melt accidents 
for various types of reactor in operation in the United States, based on state-of-the-art 
knowledge, methods and software and taking into account the related uncertainties, 
and for studying accidents in spent fuel pools. On an international level, applications are 
particularly concerned with optimising accident management guidelines.

MELCOR replaced all the codes developed by the US NRC in the United States in 
the 1980s and, as can be seen in Figure 8.6, covers almost all the physical phenomena 
involved in an accident.

A widely used version in 2015 is still MELCOR 1.8.6, which was delivered in 2005. The 
main improvements made to models at that time concern:

 – formation and evolution of a corium pool in the reactor vessel;

 – silver release and B4C oxidation in control rods;

 – fission product release from MOX and high-burnup fuels;

 – introduction of a point kinetics model to calculate changes in reactivity.

A particular feature of MELCOR compared with the ASTEC and MAAP codes is that it 
implements the same thermal-hydraulic models for all areas of the reactor, whether in 
the RCS and secondary coolant system or the containment. A numerical approach with 
five differential equations and an algebraic inter-phase slip algorithm is used. The time 
semi-implicit method used to solve the balance equations limits the computing time 
step to ensure the stability of the numerical scheme.

Figure 8.6. Physical phenomena modelled by the MELCOR code.
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Users have access to a tool designed for automatically launching a series of sensitivity 
studies for uncertainty analysis.

Figure 8.7 illustrates an a posteriori calculation result of the Phebus FPT1 test per-
formed by IRSN. The test focused on the start of PWR control rod damage (cladding 
oxidation, UO2 dissolution, corium flows, etc.). The figure compares calculations with 
the hydrogen mass release measured during the test.

Validation work on iodine chemistry models, based on Phebus FP results in particu-
lar, has highlighted the need for significant improvements to some models, especially 
those affecting the calculated gas-phase iodine concentration in the containment.

A new series of versions, MELCOR 2, is currently under development. Version 1.8.6 is 
only concerned by corrective maintenance. Version 2.1 was released in September 2009. 
The programming of the code was upgraded (e.g. programming language switched to 
Fortran 95) and the data sets restructured. Significant improvements were made in terms 
of quality assurance, including the introduction of systematic non-regression tests, user 
support with an online help tool, and more user-friendly pre- and post-processing tools.

Modelling work in the last years concerned:

 – Generation III reactors - PWRs (US EPR, AP1000, etc.) or BWRs (ABWR, etc.). 
Modelling of some physical phenomena was improved based on new knowledge 
concerning, for example, gas-phase iodine behaviour in the containment;

 – behaviour of spent fuel pools;

 – behaviour of UO2 fuel at high burnups and of MOX fuel;

 – Generation IV reactors, with a generalisation of fluids processed (sodium, molten 
salts, etc.). Modelling efforts have focused chiefly on pebble-bed or prismatic 
high-temperature reactors and, more specifically, on developing models of heat 
transfer inside the pebbles or with helium, graphite oxidation, fission product 
release from fuel and dust generation and transport.
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Figure 8.7. Comparison of measurements and MELCOR 1.8.6 calculations of hydrogen release rate 
during the Phebus FPT1 test.
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Chapter 9
Conclusion

Given the technical and organisational measures in place for operating nuclear power 
plants, a core melt accident or severe accident can only occur in a power reactor follow-
ing a series of malfunctions (multiple failures, involving human errors and/or equipment 
failures), as evidenced by the core melt accidents that have occurred since nuclear power 
plants first came into use. Such an accumulation of malfunctions can be caused by a sin-
gle hazard for which inadequate provision was made. This was the case, for example, of 
the Fukushima Daiichi accident in Japan in March 2011, which was the result of a major 
external hazard (see below).

In 1979, the accident on reactor 2 of the Three Mile Island (TMI) plant in the United 
States demonstrated that a series of failures could lead to a core melt accident, even 
though containment integrity was maintained virtually throughout the accident, which 
considerably limited radioactive release and avoided any serious environmental impact.

In 1986, the reactivity accident on unit 4 of the Chernobyl nuclear power plant in 
Ukraine was the result of reactor design defects and a string of wrong decisions and 
operator errors that led to the destruction of the reactor core, massive radioactive 
release to the environment and to large-scale contamination. The accident was classed 
as an INES level 7 event.

Lastly, in March 2011, the magnitude 9 earthquake in Japan and the ensuing tsu-
nami severely affected the country and had serious consequences for the population and 
infrastructure. In particular, it devastated a large part of the Fukushima Daiichi nuclear 
power plant. These natural events caused an accumulation of malfunctions (in particular 
the loss of all electrical power supplies, including the emergency power supply for four of 
the plant’s reactors, and of the heat sink), which in turn led to core melt in three nuclear 
reactors and loss of cooling of several spent fuel pools [1]. Explosions also occurred in 

http://www.irsn.fr/EN/publications/thematic-safety/fukushima/Pages/overview.aspx
http://www.irsn.fr/EN/publications/thematic-safety/chernobyl/Pages/overview.aspx
http://www.irsn.fr/EN/publications/thematic-safety/fukushima/Pages/overview.aspx
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four of the reactor buildings due to the production of hydrogen induced by fuel damage. 
Very large quantities of radioactive substances were released to the environment. The 
accident was classed as an INES level 7 event like the Chernobyl accident.

In 2015, it is not possible to produce detailed descriptions of the accident sequences 
in the Fukushima Daiichi reactors for want of sufficiently precise data. Operating expe-
rience feedback from the TMI-2 accident, where actual damage to the reactor core could 
not be confirmed until 1986 when the vessel of the stricken reactor was opened, sug-
gests that it will take several years to reconstruct a detailed account of the Fukushima 
Daiichi accident based on observations of the final state of damage to the reactor cores 
and containments. Estimations of the release and environmental dispersal of radioactive 
substances are provisional and subject to uncertainties.

Following the TMI-2 accident in the United States in 1979, research in the field of 
core melt accidents in nuclear power reactors benefited from increased material and 
human resources. Significant progress has been made in understanding the physical phe-
nomena involved in this type of accident and simulation tools have been developed. This 
publication testifies to this research investment and the considerably improved know-
ledge of the complex phenomena involved.

Knowledge in the field has now reached a state of the art in severe accident phy sics 
that can be shared by various stakeholders in the nuclear sector (industry, research insti-
tutes and regulatory authorities) around the world.

Although significant progress has been made, uncertainties still remain. Conse-
quently, it is not possible to determine whether or not radioactive substances resulting 
from fuel damage will remain within the containment in all foreseeable accident sce-
narios. In addition, there is still room for progress in defining measures to guarantee the 
integrity of the reactor vessel and its containment in the event of a core melt accident 
and thus keep radioactive release to the environment as low as reasonably achievable.

Contextual changes relating to the safety of nuclear facilities in France, such as:

 – the coexistence of Generation II and III reactors in the near future;

 – the possible lifetime extension of Generation II reactors beyond 40 years;

 – the intention of the authorities to see more effective action taken to mitigate the 
impact of core melt accidents following that at Fukushima Daiichi;

have led the licensees, along with IRSN and CEA, to submit new research programmes 
to the authorities aimed at developing knowledge and computing tools in the field of 
severe accidents. Essentially, these programmes seek to improve the assessment of exis-
ting measures concerning Generation II reactors or even propose new ones with a view to:

 – arrest as far as possible the progression of the accident in the reactor vessel, in 
particular by using reactor coolant water to reflood the partially damaged core 
(when a debris bed or pool of molten materials is involved) in the reactor vessel 
in all foreseeable core damage configurations;

http://www.irsn.fr/EN/publications/thematic-safety/chernobyl/Pages/overview.aspx
http://www.irsn.fr/EN/publications/thematic-safety/fukushima/Pages/overview.aspx
http://www.irsn.fr/EN/publications/thematic-safety/fukushima/Pages/overview.aspx
http://www.irsn.fr/EN/publications/thematic-safety/fukushima/Pages/overview.aspx
http://www.irsn.fr/EN/publications/thematic-safety/fukushima/Pages/overview.aspx
http://www.irsn.fr/EN/Pages/home.aspx
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 – arrest as far as possible the progression of the accident in the containment, in 
particular by pouring water into the reactor pit above or below the pool of molten 
materials to cool these materials during MCCI; the aim here is to determine how 
effective cooling is as a means of preventing the ablation of concrete by the 
corium - and thus avoid basemat penetration – in all foreseeable configurations 
involving a pool of molten material and for all types of concrete;

 – reduce foreseeable iodine and ruthenium releases in the environment in all acci-
dent scenarios, including oxidising conditions in the RCS which promote the 
transfer of gaseous species of these fission products to the containment;

 – reduce further the risk of steam explosion in the event of ex-vessel progression, 
taking into account interactions between molten corium, debris and water in the 
reactor pit;

 – reduce further the flame acceleration risk in the containment in the event of 
hydrogen combustion.

The acquired knowledge will be used in physical models developed for integral codes, 
such as ASTEC, and for probability safety analysis to better assess accident risks and 
their consequences. The results of research on core melt accidents have already had a 
positive impact on the design of Generation III reactors, like the EPR, with the imple-
mentation of equipment and measures aimed at mitigating the consequences of these 
accidents through the confinement of radioactive substances; the corium catcher is an 
example of this. Further studies should help to show how effective the systems and 
measures implemented for this type of reactor are.

It will be important to continue efforts to preserve and develop high-level expertise, 
drawing on the results of the severe accident research programmes described above. 
Such efforts should be aimed at:

 – improving safety levels for Generation II reactors currently in service by develop-
ing increasingly reliable measures to prevent core melt accidents and mitigate 
their impact on these reactors (not only PWRs but also other reactor systems 
operated outside France);

 – helping to strengthen measures for Europe-wide management of a major nuclear 
emergency, as the impact of a core melt accident would reach well beyond the 
borders of any one country;

 – for countries like France, which design and export nuclear reactors, sharing their 
national approach to safety – especially regarding core melt accidents – with 
countries seeking to develop their nuclear sector.

It will be many years before we have learned all there is to know about reactor safety 
in light of the Fukushima Daiichi accident, which demonstrated how overlooking natural 
phenomena at the facility design stage could lead to a severe nuclear accident. Neverthe-
less, under initiatives such as European stress tests or complementary safety assess-
ments in France, licensees put forward proposals in 2011 for providing nuclear facilities 
with greater protection against extreme hazards that were previously considered highly 

http://www.irsn.fr/EN/publications/thematic-safety/fukushima/Pages/overview.aspx


414 Nuclear Power Reactor Core Melt Accidents

unlikely. These proposals were examined by IRSN [2]. Ongoing investigations into the 
need for more effective accident risk reduction measures might also lead to calls for new 
severe accident research programmes. The accident at the Fukushima Daiichi nuclear 
power plant shows that stakeholders in the nuclear sector must continue to unite their 
efforts to prevent and mitigate the impact of severe accidents for even safer nuclear 
facilities.
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